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W JA Gould Pump, Model 3196-STD, became inoperable as a re 

177 1anical seal failure. The mechanical seal (John Crane, 

I 2J 5 ) was replaced, and the pump returned to service withi 

17 jspecified by Technical Specification 3.2.C.2.  
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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES G 

IDuring normal operation, No. 21 Boric Acid Transfer Pump was .removed 

1from service for investigation and repair as a result of mechanical seall 

ifailure. No. 22 Boric Acid Transfer Pump was operable at the time.  

1Following repairs, the pump was returned to service within the time 

limit specified in Technical Specification 3.2.C.2.[Similar Past Event 

ios.: R.O. 76-2-I(B), A.0. 75-2-21(B), A.0. 75-2-23(B).] 
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