
From: Harper, Wayne A. [WAHARPER@energy-northwest.com] 
Sent: Monday, December 07, 2009 11:26 AM 
To: Taylor, Gabriel 
Subject: RE: NUREG 1924 Edits for Columbia Generating Station 
Attachments: NUREG-1924 edits for CGS.doc; FW: Industry Comments on Draft NUREG 

1924, "Electric Raceway Fire Barrier Systems in U.S. Nuclear Power Plants," 
Docket ID NRC-2009-0442 

 
Mr. Taylor, 
  
I just wanted to verify you had incorporated my comments on NUREG-1924.  The Word file is 
attached that I sent Mark Salley on 9/30/09.. 
  
Some of the other comments not on the attached file are: 

• Note that section 5 does not include fire rated cable.  However, it is addressed for Farley 
and McGuire, so I included it for Columbia. 

• Table 1-1 and Appendix F should remove Thermo-Lag and include Whittaker MI Cable 
for CGS.  We have Thermo-Lag, but not as a credited ERFBS.  The 805 column in 
Appendix F should say No. 

Thanks! 
  
Wayne A. Harper 
Consulting Fire Protection Engineer 
Energy Northwest 
Columbia Generating Station 
509-377-8528 
waharper@energy-northwest.com 
 

 
From: Salley, MarkHenry [mailto:MarkHenry.Salley@nrc.gov]  
Sent: Thursday, October 01, 2009 5:35 AM 
To: Harper, Wayne A. 
Cc: 'sph@nei.org'; Burk, Richard A.; Taylor, Gabriel 
Subject: Re: NUREG 1924 Edits for Columbia Generating Station 

Thanx Wayne. Gabe will look your comments over and get back to you with any questions.  
 
MHS  
 
 
Sent from an NRC Blackberry  
Mark Henry Salley  
301-281-7310 
 

 
From: Harper, Wayne A. <WAHARPER@energy-northwest.com>  
To: Salley, MarkHenry  



Cc: HUTCHINS, Steven <sph@nei.org>; Burk, Richard A. <rburk@energy-northwest.com>  
Sent: Wed Sep 30 20:49:04 2009 
Subject: FW: NUREG 1924 Edits for Columbia Generating Station  

Mr. Mark Salley, 
  
I have not had time to review the entire NUREG-1924, but have provided revised wording 
describing the ERFBS for CGS.  See the attached file. 
  
Note that section 5 does not include fire rated cable.  However, it is addressed for Farley and 
McGuire, so I included it for Columbia. 
  
Table 1-1 and Appendix F should remove Thermo-Lag and include Whittaker MI Cable for 
CGS.  We have Thermo-Lag, but not as a credited ERFBS.  The 805 column in Appendix F 
should say No. 
  
Thanks! 
  
Wayne A. Harper 
Consulting Fire Protection Engineer 
Energy Northwest 
Columbia Generating Station 
509-377-8528 
waharper@energy-northwest.com 
 

 
From: HUTCHINS, Steven [mailto:sph@nei.org]  
Sent: Tuesday, September 29, 2009 7:45 AM 
To: bijan.najafi@saic.com; BRADLEY, Biff; Brenda Simril; BUTLER, John; Canavan, Ken; CHOMOS, 
Sandy; christopher.pragman@exeloncorp.com; Collyer, Barry; Czufin, David; dean_tolete@dom.com; 
denis.shumaker@pseg.com; djgofort@duke-energy.com; fdgarret@apsc.com; Glenn Stewart; Gorman, 
Tom; Harper, Wayne A.; james.hallenbeck@exeloncorp.com; JDLATTNE@southernco.com; 
Jeffery.Ertman@pgnmail.com; jhicks1@txu.com; joe.w.donahue@pgnmail.com; MARION, Alex; 
richterk@songs.sce.com; rimuenc@wcnoc.com; rkassawa@epri.com; RWILFERD@apsc.com; Steven 
Hardy; Andy Ratchford; Ashley Mossa; asingh2@luminant.com; RPWhite@erineng.com; 
Clarence.L.Worrell@us.westinghouse.com; David.j.finnicum@us.westinghouse.com; 
dennis.henneke@ge.com; dparker3148@yahoo.com; gregory.krueger@exeloncorp.com; 
paul.j.hijeck@us.westinghouse.com; Randy Jamison; RBK@epm-inc.com; Rodney.Wilferd@aps.com; 
steve.hardy@pgnmail.com; tswieci@entergy.com; vjpatton@firstenergycorp.com 
Cc: amink@dteenergy.com; bfsimril@tva.gov; Bill.Miller@dom.com; bmitchell@3yankees.com; 
Bob.Richter@sce.com; christopher.pragman@exeloncorp.com; colong@nppd.com; 
David.Crane@aps.com; david.goforth@duke-energy.com; dbecker@entergy.com; dcox2@entergy.com; 
dean.tolete@dom.com; denis.shumaker@pseg.com; Djh1@pge.com; dkoelbe@entergy.com; 
dogarbe@wcnoc.com; Dstokes1@entergy.com; dyorke@3yankees.com; eclisi@tva.gov; 
ehsmith@tva.gov; eric_trump@nexteraenergy.com; Ethan.B.Brand@dom.com; fcrum@entergy.com; 
frcox@stpegs.com; Gary.Ellis@nexteraenergy.com; greg.cameron@aps.com; 
Gregory.Kvamme@xenuclear.com; james.oldham@duke-energy.com; jbmiller@firstenergycorp.com; 
Jcottam@entergy.com; jdlattne@southernco.com; Derryberry, Jerry E.; Jeffery.Ertman@pgnmail.com; 
jesuter@wcnoc.com; Jhashim@entergy.com; jhicks1@txu.com; jkneela@entergy.com; 
jtrbovich@stpegs.com; Jwalk12@entergy.com; Kamini.Balakrishnan@xenuclear.com; 



kelliot@entergy.com; leitel@ameren.com; mander4@entergy.com; Mark.Adair@pseg.com; 
MaryEllen.McGraw@constellation.com; Matt.Hogan@duke-energy.com; mdmakar@firstenergycorp.com; 
mempey@entergy.com; Michael.Bourdeau@dom.com; michael.hippe@xenuclear.com; 
Michael.Reeser@pseg.com; Mike.Edelstein@constellation.com; mkammer@scana.com; 
mlandr4@entergy.com; nathan.hall@constellation.com; Paul.L.Raimondi@Dom.com; 
Peter.T.Anastas@Dom.com; pguarda@entergy.com; prjohnson@tva.gov; Rawleigh.Dillard@dom.com; 
rickp@dteenergy.com; rjdyer@nppd.com; rkerar@entergy.com; rlgray2@aep.com; rlineba@entergy.com; 
rsorrel@entergy.com; RWILFERD@apsc.com; sburke1@entergy.com; scantrell@ameren.com; 
schomos@oppd.com; Spb8@PGE.com; tagorman@pplweb.com; tkeckeisen@scana.com; 
tshudak@oppd.com; tswieci@entergy.com; Vinny.Rubano@fpl.com; vjpatton@firstenergycorp.com; 
Harper, Wayne A.; weaklands@firstenergycorp.com 
Subject: NUREG 1924 

Good Morning Fire Protection Working Group, Circuit Failure Issue Task Force and Fire Protection Site 
and Corporate Contact List. 
 
This email is to provide you with a copy of NUREG 1924, “Electric Raceway Fire Barrier Systems in U.S. 
Nuclear Power Plants”, Draft Report for Comment. .  I have not seen the FRN yet but the comment 
period will be 60 days, ending in November.  Chapter Six contains Plant specific usage and resolution of 
issues.  I would suggest you read it very carefully and determine if the NRC documented your specific 
situation correctly.  
 
NEI will be issuing a APC letter to your Utility indicating your ability to provide comments on this 
document, but I wanted to get this in front of you as soon as possible.  I have also included the 
Presentation the NRC gave at the Forum this year concerning the NUREG. 
 
 

Steven P. Hutchins 
Senior Project Manager 
Fire Protection 

Nuclear Energy Institute 
1776 I St. N.W., Suite 400 
Washington, DC 20006 
www.nei.org 

Office: (202) 739-8025 
Cell:    (202) 378-6683 
Fax:    (202) 533-0218 
Email: sph@nei.org 
 
nuclear. clean air energy.   
 
 
 
 
This electronic message transmission contains information from the Nuclear Energy Institute, 
Inc. The information is intended solely for the use of the addressee and its use by any other 
person is not authorized. If you are not the intended recipient, you have received this 



communication in error, and any review, use, disclosure, copying or distribution of the contents 
of this communication is strictly prohibited. If you have received this electronic transmission in 
error, please notify the sender immediately by telephone or by electronic mail and permanently 
delete the original message. IRS Circular 230 disclosure: To ensure compliance with 
requirements imposed by the IRS and other taxing authorities, we inform you that any tax advice 
contained in this communication (including any attachments) is not intended or written to be 
used, and cannot be used, for the purpose of (i) avoiding penalties that may be imposed on any 
taxpayer or (ii) promoting, marketing or recommending to another party any transaction or 
matter addressed herein. -------------------------------------- Sent through mail.global.sprint.com  
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