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PMLevyCOLPEm Resource

From: Anderson, Brian
Sent: Wednesday, April 21, 2010 2:52 PM
To: PMLevyCOLPEm Resource
Cc: Anderson, Brian
Subject: Withdrawal of RAI # 4425 related to Levy County COLA review

Importance: High

MEMORANDUM TO:  File (Docket Numbers 52‐029, 52‐030, Levy County Units 1 and 2 COLA) 
 
FROM:                         Brian Anderson 
                                    Office of New Reactors, Division of New Reactor Licensing 
                                    Senior Project Manager, AP1000 Projects Branch 1 
 
SUBJECT:                     Withdrawal of RAI # 4425 related to the review of Levy County COLA section 2.3.1 
 
On March 9, 2010, the NRC issued a draft copy of RAI # 4425 to Progress Energy Florida, Inc. (PEF).  This RAI 
included one question, which stated: 
02.03.01‐*** 
 
10 CFR 52.79(a)(1)(iii) states, in part, that the COL application must contain the meteorological characteristics of the 
proposed site with appropriate consideration of the most severe of the natural phenomena that have been historically 
reported for the site and surrounding area and with sufficient margin for the limited accuracy, quantity, and time in 
which the historical data have been accumulated. 
 
The AP1000 DCD, Revision 17, Table 2‐1, footnote (a), states that the maximum and minimum safety values are based on 
historical data and exclude peaks of less than 2 hours duration. Progress Energy has presented a 100‐year return period, 
2‐hour duration, non‐coincident wet‐bulb, site characteristic temperature of 85.5 °F.  This value is within the bounds of 
the AP1000 site parameter value of 86.1 °F. 
 
The NRC staff has performed an independent analysis of the non‐coincident wet‐bulb site characteristic value and has 
found a 100‐year return period, 2‐hour duration, non‐coincident wet‐bulb temperature value that is higher than the site 
parameter value.  Please provide a discussion and justification of the methods used to calculate the 100‐year return 
period, 2‐hour duration non‐coincident wet‐bulb temperature site‐characteristic value.   
 
After issuing draft RAI #4425, NRC technical staff performed additional calculations related to the non‐
coincident wet‐bulb site characteristic value.  These additional calculations confirmed the value reported by 
PEF in section 2.3.1 of the Levy County COLA.  As a result, NRC staff determined that RAI #4425 was not 
required.  RAI #4425 was not issued in a final RAI letter and was removed from the e‐RAI system on April 21, 
2010. 
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