
1

PMSTPCOL PEmails

From: Foster, Rocky
Sent: Thursday, April 22, 2010 6:37 AM
To: Stillwell, Daniel
Cc: STPCOL
Subject: FW: List of potential open items to be published for the STP Ch 19 public meeting next week.
Attachments: STP Units 3 4 COLA Open Items  4-21-2010 (R2).ppt

Bill, 
 
As promised, here’s the list of open items for the STP COLA Chapter 19. This will also be included as the 
handouts for my meeting summary for April 20, 2010. 
 
Thanks, 
 
Rocky 
 
From: Hilsmeier, Todd  
Sent: Wednesday, April 21, 2010 5:29 PM 
To: Foster, Rocky 
Cc: Mrowca, Lynn; Lai, John; Fuller, Edward; Pohida, Marie; Tetter, Keith; Jeng, David 
Subject: List of potential open items to be published for the STP Ch 19 public meeting next week. 
 
Hello Rocky, 
 
Per your request, attached is the list of potential open items to be published for the STP Ch 19 public meeting 
next week. 
 
Thanks, 
Todd 
 
 
Todd Hilsmeier 
Reliability and Risk Analyst 
NRC/NRO/DSRA/SPLB 
Office of New Reactors 
U.S. Nuclear Regulatory Commission 
Office: T10-E45 
Phone (w):  (301) 415-6788 
Fax (w):       (301) 415-5062 
 
 
Address:  
Mail Stop:T10-E50M 
U.S. Nuclear Regulatory Commission 
Washington, DC 20555 
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STP Units 3 &4 COLA

Potential Open Items

John Lai
April 27, 2010



STP Units 3 &4 COLA

• Open Item 19-1,  RAI 19.01-13,  DEP T1 2.4-2  (John Lai)
Feedwater Line Break Mitigation

Supplemental RAI response received.  Staff anticipates 
no further questions.

• Open Item 19-2,  RAI 19.01-22  (John Lai)
PRA Level 1 Results

STP will update Appendix 19K of the FSAR (e.g., Tables 
19K-1, 2, and 3) relative to the latest STP PRA model.

Staff will review the updated changes.  Staff anticipates 
no further questions.
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STP Units 3 &4 COLA

• Open Item 19-3,  RAI 19.01-29,  STD DEP 8.3-1  (John Lai)
Medium Voltage Electrical Design

Supplemental RAI response received.  Staff 
anticipates no further questions.

• Open Item 19-4,  RAI 19.01-22,  STD DEP 19.3-1  (John Lai)  
Evaluation of Common Cause Failures

Open item is resolved.
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STP Units 3 &4 COLA

Open Item 19-5,  RAI 19-5  (Edward Fuller)
Steam Explosion Potential from Premature Opening of the 
Drywell Flooder

(To be discussed April 27, 2010)

• Open Item 19-6,  RAI 19-32  (Thomas Scarbrough)
Capability of Containment Isolation Valves

Staff issued RAI requesting applicant to describe the 
method and tracking mechanisms to address COL 
License Information Item 19.17 (Capability of 
Containment Isolation Valves).  Staff awaiting RAI 
response.
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STP Units 3 &4 COLA

• Open Item 19-7,  RAI 19.01-25  (John Lai)
Resolution of COL Information Items

Response received for COL information items in 
Section 19.9 of FSAR.  Staff anticipates no further 
questions.

Staff requested applicant to address all other COL 
information items in Chapter 19 (e.g., Appendix 19A and 
19B).  Staff awaiting supplemental RAI response.  The 
staff appreciates that the applicant is revising their 
response to address additional COL information items. 
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STP Units 3 &4 COLA

Open Item 19-8,  RAI 19-3,  DEP T1 2.14-1  (Edward Fuller)
Impact of Hydrogen Combustion During Shutdown

Impact on Level 2 (large release frequency) shutdown due 
to the shared common fire protection system when 
containment is de-inerted (hydrogen combustion).

This open item is associated with Open Item 19-9.

(To be discussed April 27, 2010)

Open Item 19-9,  RAI 19.01-31,  STP DEP 1.1-2  (Marie Pohida)
Shared Common Fire Protection System 

Staff has questions on the impact of this departure on 
hurricane risk.

(To be discussed April 27, 2010)
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STP Units 3 &4 COLA

• Open Item 19-10,  RAI 19.01-23  (John Lai)  
Fire Risk Evaluation in Turbine Building

Supplemental RAI response received.  Staff anticipates 
no further questions.

• Open Item 19-11,  RAI 19-16,  STD DEP 7.7-1  (Marie Pohida) 
Flushing of RPV Water Level Instrumentation Lines in Modes 4 
and 5

Open item is resolved.
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STP Units 3 &4 COLA

Open Item 19-12,  RAI 19-30  (Marie Pohida) 
MCR Breach Evaluation

Staff has concerns with the MCR breach frequency 
calculation.

(To be discussed April 27, 2010)

Open Item 19-13,  RAI 19-1  (Edward Fuller)
MAAP and Fusible Plug

Staff performing confirmatory assessments.

(To be discussed April 27, 2010)
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STP Units 3 &4 COLA

• Open Item 19-14,  RAI 19-24 Supplement 1  (David Jeng)
Seismic Effect

Staff awaiting applicant’s RAI response.

• Open Item 19-15,  RAI 19-27 Supplement 1  (David Jeng)
SSCs in UHS/RSW

Open item is resolved.
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STP Units 3 &4 COLA

• Open Item 19-16,  RAI 19-22  (David Jeng)
Housing of ACIWA Equipment

Applicant will submit a revised response to RAI 19-22.

• Open Item 19-17,  RAI 19-31  (David Jeng)
Demonstrate the Sequence and Plant-Level Seismic HCLPF 
Capacity

Staff issued RAI to applicant requesting clarification of 
items related to seismic sequence and plant-level 
HCLPFs.  Staff awaiting response to this RAI.
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