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PMVogtleCOLPEm Resource

From: Spicher, Terri
Sent: Friday, April 23, 2010 11:34 AM
To: Spicher, Terri; 'agaughtm@southernco.com'; 'wasparkm@southernco.com'; 'erg-xl@cox.net'; 

'rgrumbir@gmail.com'; 'bobhirman@live.com'; 'neilhaggerty@comcast.net'
Cc: VogtleCOL Resource; Joshi, Ravindra; Dixon-Herrity, Jennifer; Hsu, Kaihwa
Subject: DRAFT RAI - SRP section 3.12 - Vogtle Units 3 and 4 Combined License Application
Attachments: RAI 4642.doc

Attached is a draft RAI for SRP section 3.12 for Vogtle Units 3 and 4 Combined License Application. 
 
Please let me know if you would like to schedule a conference call to discuss this RAI. 
 
Thank you, 
Terri 
 
Terri Spicher 
301‐415‐1670 
Project Manager, AP1000 Projects Branch 1 
Office of New Reactors 
U.S. Nuclear Regulatory Commission 
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Request for Additional Information No. 4642 Revision 0 
 
  
 

Vogtle 
Southern Nuclear Operating Co. 
Docket No. 52-0025 and 52-0026 

SRP Section: 03.12 - ASME Code Class 1, 2, and 3 Piping Systems and Piping Components and 
TheirAssociated Supports 

Application Section: 3.12 
 
QUESTIONS for Engineering Mechanics Branch 1 (AP1000/EPR Projects) (EMB1) 
 
03.12-*** 

  
In STD COL 3.9-5, the applicant addresses Surge Line Thermal Monitoring of the first 
AP1000 plant.  The monitoring will occur during the hot functional testing and the first 
fuel cycle and will include recording temperature distributions and thermal displacements 
of the surge line piping as well as pertinent plant parameters.  The resulting monitoring 
data will be evaluated to verify that the pressurizer surge line is within the bounds of the 
analytical temperature distributions and displacements from the piping analysis.  The 
staff requests the applicant provide additional information including a test abstract 
including stating the standard operating conditions in Chapter 14 that identifies the 
Objective, Prerequisites, Test Method, Data Required, and Acceptance Criteria for 
Surge Line Thermal Monitoring that complies with NRC Bulletin 88-11. 
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