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ESBWR DCD Tier 2 Chapter 8 

26A6642AX Revision 6 to Revision 7 Change List 

Item Location Description of Change 

1.  Entire Chapter 

Global chapter editorial changes to correct 
misspelling and grammar, spell out or integrate 
acronyms where appropriate, and update references 
as needed and where required. 

2.  S8.1.3.2, 3rd paragraph, 1st and 
2nd sentences. 

Revised to clarify that safety-related DC power only 
provides power to the safety-related UPS inverters 
that then provide all safety-related loads with AC 
power.  Corrected the second sentence to replace the 
word ‘power’ with “bus”.  MFN-10-057. 

3.  
S8.1.5.2.4, Other Safety 
Review Plan (SRP) Criteria:, 
2nd bullet.  

Corrected NUREG title to delete the ‘CR’ and 
correct the title to: NUREG 0737, “Clarification of 
TMI Action Plan Requirements.”  MFN-10-057. 

4.  S8.3.1.1.3, 1st paragraph, 4th, 
5th and 6th sentences 

Corrected forth sentence to clarify that there are three 
battery chargers including the standby battery 
charger and two UPS rectifiers per division.  Revised 
fifth sentence to clarify rectifier source of power and 
indicate Figure 8.3-1.  Revised sentence structure and 
added clarity to the sixth sentence to reflect the forth 
and fifth sentence intent and made the word 
‘rectifier’ plural to “rectifiers”.  MFN-10-057. 

5.  S8.3.3.2, 2nd paragraph, 
added sentences 3 and 4. 

In response to RAI 8.3-67 R-1, the NRC requested 
that GEH add requirements to the cable 
specifications to satisfy procurement of cables that 
may become exposed to a wetted environment.  
Change submitted as R-2 to RAI.8.3-67. 

6.  S8.3.3.2, added new last 
paragraph. 

In response to RAI 8.3-67 R-1 NRC questions of 
01/06/2010 GEH has added an introduction to new 
COL 8.3.4-2-A for monitoring underground or 
inaccessible cables with an accident mitigating 
function. Change submitted as R-2 to RAI.8.3-67. 

7.  S8.3.4, added new 8.3.4-2-A. 

In response to RAI 8.3-67 R-1 NRC questions of 
01/06/2010 GEH has added a new COL Applicant 
item based on SRP 8.3.1, AC Power Systems, Rev. 3 
– March 2007, III Review Procedure 2. C. 2nd 
Paragraph.  Change submitted as R-2 to RAI.8.3-67. 
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8.  S8.3.5, References. 

Corrected title to IEEE 484 to be consistent with 
latest applicable standard for vented lead-acid 
batteries. 
Corrected title to IEEE 450 to be consistent with 
latest applicable standard for vented lead-acid 
batteries.  MFN-10-057. 
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