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MFN 10-153 
May 14, 2010 
 
U.S. Nuclear Regulatory Commission 
Document Control Desk 
Washington, D.C. 20555-0001 
 
Subject: Marathon Control Rod Assembly Surveillance Program Update  

A little over three years ago, Reference 1 provided a report on the surveillance of installed 
Marathon control rods.  Consistent with the annual surveillance program update provided in 
References 2 and 3, this letter provides an update to the inspections of Marathon control rods as 
well as plans for additional examinations and testing.   

Please note that Enclosure 1 contains proprietary information of the type that GE Hitachi Nuclear 
Energy (GEH) maintains in confidence and withholds from public disclosure.  The information 
has been handled and classified as proprietary to GEH as indicated in its affidavits, which are 
also included in the reports.  The affidavit contained in Enclosure 3 identify that the information 
contained in Enclosure 1, respectively, have been handled and classified as proprietary to GEH.  
GEH hereby requests that the information in Enclosure 1 be withheld from public disclosure in 
accordance with the provisions of 10 CFR 2.390 and 9.17. 

Enclosure 1 is the proprietary version of the Marathon Control Rod Lifetime Surveillance 
Update and Enclosure 2 is a non-proprietary version.  Enclosure 3 contains the affidavit for the 
Marathon Control Rod Assembly Surveillance Program Update.   
 
If you have any questions, please contact Scott Nelson at 910-819-5829 or myself. 
 
Sincerely, 

 
James F. Harrison 
Vice President, Fuel Licensing 
Regulatory Affairs 
GE Hitachi Nuclear Energy 
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References: 
1. Letter from Robert E. Brown (GE) to Document Control Desk (USNRC), Subject: 

Marathon Control Rod Assembly Surveillance Program Status, February 26, 2007, 
MFN 07-138. 

2. Letter from James F. Harrison (GEH) to Document Control Desk (USNRC), Subject: 
Marathon Control Rod Assembly Surveillance Program Update, April 11, 2008, 
MFN 08-355. 

3. Letter from James F. Harrison (GEH) to Document Control Desk (USNRC), Subject: 
Marathon Control Rod Assembly Surveillance Program Update and Marathon Control 
Rod Post-Irradiation Examination (PIE), April 29, 2009, MFN 09-266. 

 

Enclosures: 
1. 0000-0071-8269-R2-P, Revision 2, GEH Marathon Control Rod Lifetime Surveillance 

Update- GEH Proprietary Information 
2. 0000-0071-8269-R2-NP, Revision 2, GEH Marathon Control Rod Lifetime Surveillance 

Update - Non-Proprietary Information 
3. Affidavit for 0000-0071-8269-R2-P, Revision 2, Marathon Control Rod Assembly 

Surveillance Program Update, dated May 14, 2010 
 

 
cc: SS Philpott (US NRC) 

AA Lingenfelter (GNF/Wilmington) 
JG Head (GEH/Wilmington) 
DS Nelson (GEH/Wilmington) 

 HA Madronero (GEH/Wilmington) 
neDRF Section 0000-0117-8735 R0 

 
 
Document Components: 
001 MFN 10-153 Cover Letter.pdf 
002 MFN 10-153 Enclosure 1 Proprietary.pdf 
003 MFN 10-153 Enclosure 2 Non-Proprietary.pdf 
004 MFN 10-153 Enclosure 3 Affidavit.pdf 
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