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CCNPP3COLA PEmails

From: Arora, Surinder
Sent: Friday, April 30, 2010 9:34 AM
To: 'Poche, Robert'; 'cc3project@constellation.com'
Cc: CCNPP3COL Resource; McKirgan, John; Jackson, Christopher; Colaccino, Joseph; Hearn, 

Peter; Biggins, James; Vrahoretis, Susan; Hair, Christopher
Subject: FINAL RAI 233 SPCV 4511
Attachments: FINAL RAI 233 SPCV 4511.doc

Rob, 
                                                                                                                                                                                                                        
                                                                                                                                              

Attached please find the subject request for additional information (RAI).  The draft of this RAI was sent to you 
on April 13, 2010.  Based on our discussion on April 30, 2010, UniStar does not require a clarification phone 
call on this RAI.  

The schedule we have established for review of your application assumes technically correct and complete 
responses within 30 days of receipt of RAIs.  For any RAIs that cannot be answered within 30 days, it is 
expected that a schedule date for submitting your technically correct and complete response will be provided to 
the staff within the 30 day period so that the staff can assess how this information will impact the review 
schedule.  

Your response letter should also include a statement confirming that the response does or does not contain 
any sensitive or proprietary information. 

Thanks. 
 
SURINDER ARORA, PE 
PROJECT MANAGER, 
Office of New Reactors 
US Nuclear Regulatory Commission 
 
Phone: 301 415‐1421 
FAX: 301 415‐6406 
Email: Surinder.Arora@nrc.gov 
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Request for Additional Information No. 233 (eRAI 4511)  
 

4/30/2010 
 

Calvert Cliffs Unit 3 
UniStar 

Docket No. 52-016 
SRP Section: 09.04.05 - Engineered Safety Feature Ventilation System 

Application Section: 9.4.15 
 
QUESTIONS for Containment and Ventilation Branch 1 (AP1000/EPR Projects) (SPCV) 
 
09.04.05-2 

Sizing of the HVAC System 

10 CFR 52.80(a) requires a COL application to contain the proposed inspections, tests, 
and analyses, that the licensee shall perform, and the acceptance criteria that are 
necessary and sufficient to provide reasonable assurance that, if the inspections, tests, 
and analyses are performed and the acceptance criteria met, the facility has been 
constructed and will operate in conformity with the combined license, the provisions of 
the Atomic Energy Act, and the NRC’s regulations.  The applicant has provided the 
performance requirements for the UHS Makeup Water Intake Structure Ventilation 
System but has not provided detailed design information related to the sizing of the 
HVAC System.  Adequate sizing of the system must be assured through the ITAAC, 
which verifies the capability of the system to control temperature and remove the design 
heat load.   

a.   Provide a description in the FSAR for the verification of system’s capability to 
remove the design heat load.   

b.   Describe the method of verification (by testing and/or analysis) and provide a 
description of the methods for determining the design heat loads including the 
limiting or bounding assumptions for all modes of operation including normal and 
outage, and during all anticipated occurrences including postulated accident 
events.  As part of this description, design-basis outdoor air temperatures should 
be specified, along with bases for selection of these limiting ambient 
temperatures. 
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