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July 8, 2010 
 
 
Mr. Dennis R. Madison 
Vice President 
Southern Nuclear Operating Company, Inc. 
Edwin I. Hatch Nuclear Plant 
11028 Hatch Parkway North 
Baxley, GA 31513 
 
SUBJECT:  EDWIN I. HATCH NUCLEAR PLANT – TARGET SET INSPECTION REPORT 

05000321/2010201 AND 05000366/2010201 
 
Dear Mr. Madison: 
 
On April 26, 2010, the U.S. Nuclear Regulatory Commission (NRC) completed an inspection at 
the Edwin I. Hatch Nuclear Plant, Units 1 and 2.  The inspection covered one or more of the key 
attributes of the security cornerstone of the NRC’s Reactor Oversight Process.  The enclosed 
inspection report documents the inspection results, which were discussed on May 28, 2010, 
with Mr. J. Merritt and other members of the site staff. 
 
The inspection examined activities conducted under your license as they relate to security and 
compliance with the Commission’s rules and regulations and with the conditions of your license.  
The inspectors reviewed selected procedures and records, observed activities, and interviewed 
personnel.  
 
The report documents one NRC-identified finding of very low safety significance (i.e., Green as 
determined by the Physical Protection Significance Determination Process).  This finding was 
determined to involve a violation of NRC requirements.  The deficiency was promptly corrected 
or compensated for, and the plant was in compliance with applicable physical protection and 
security requirements within the scope of this inspection before the inspectors left the site.  The 
finding had a cross-cutting aspect in the area of Human Performance because the licensee 
failed to ensure that personnel, equipment, procedures, and other resources are available and 
adequate to assure nuclear safety.  Specifically, those necessary for complete, accurate and 
up-to-date design documentation, procedures, and work packages, and correct labeling of 
components. [H.2(c)]  If you disagree with the cross-cutting aspect assigned to any finding in 
this report, you should provide a response within 30 days of the date of this inspection report, 
with the basis for your disagreement, to the Director, Office of Nuclear Security and Incident 
Response (NSIR) and the Branch Chief, Security Training and Support Branch, NSIR. 
 

 
 

Enclosure(s) transmitted herewith contain(s) 
SUNSI. When separated from enclosure(s), 
this transmittal document is decontrolled. 
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If you contest this non-cited violation, you should provide a response within 30 days of the date 
of this inspection report, with the basis for your denial, to the Nuclear Regulatory Commission, 
ATTN.: Document Control Desk, Washington DC 20555-0001; with copies to the Director, Office 
of Nuclear Security and Incident Response (NSIR); the Director, Office of Enforcement, U.S. 
Nuclear Regulatory Commission, Washington, DC 20555-0001; and the Branch Chief, Security 
Training and Support Branch, NSIR. 
 
In accordance with Title 10 of the Code of Federal Regulations (10 CFR) 2.390 of the NRC's 
"Rules of Practice," a copy of this letter will be available electronically for public inspection in the 
NRC Public Document Room or from the Publicly Available Records (PARS) component of 
NRC's document system, Agencywide Documents Access and Management System (ADAMS).  
ADAMS is accessible from the NRC Website at http://www.nrc.gov/reading-rm/adams.html (the 
Public Electronic Reading Room).  However, because of the security-related concerns 
contained in the enclosure, and in accordance with 10 CFR 2.390, a copy of this letter's 
enclosure will not be available for public inspection.  
 
In accordance with 10 CFR 2.390(b)(1)(ii), the NRC is waiving the affidavit requirements for 
your response, if any.  This practice will ensure that your response will not be made available 
electronically for public inspection in the NRC Public Document Room or from the NRC's 
document system, ADAMS.  If Safeguards Information is necessary to provide an acceptable 
response, please provide the level of protection described in 10 CFR 73.21.  Otherwise, mark 
your entire response "Security-Related Information Withhold Under 10 CFR 2.390" and follow 
the instructions for withholding in 10 CFR 2.390(b)(1). 

 
Sincerely, 
 
/RA/ R. Johnson for 
  
 
Barry C. Westreich 
Deputy Director for Security Oversight 
Division of Security Operations 
Office of Nuclear Security and Incident Response 

 
Docket No.:  50-321, 50-366 
License No.:  DPR-57, NPF-5 
 
Enclosure: 
Inspection Report 05000321/2010201 and 05000366/2010201 
w/Attachment:  Supplemental Information 
 
 
 
 



OFFICIAL USE ONLY – SECURITY-RELATED INFORMATION 
 
D. Madison - 2 - 
If you contest this non-cited violation, you should provide a response within 30 days of the date 
of this inspection report, with the basis for your denial, to the Nuclear Regulatory Commission, 
ATTN.: Document Control Desk, Washington DC 20555-0001; with copies to the Director, Office 
of Nuclear Security and Incident Response (NSIR); the Director, Office of Enforcement, U.S. 
Nuclear Regulatory Commission, Washington, DC 20555-0001; and the Branch Chief, Security 
Training and Support Branch, NSIR.  In addition,  
 
In accordance with Title 10 of the Code of Federal Regulations (10 CFR) 2.390 of the NRC's 
"Rules of Practice," a copy of this letter will be available electronically for public inspection in the 
NRC Public Document Room or from the Publicly Available Records (PARS) component of 
NRC's document system, Agencywide Documents Access and Management System (ADAMS).  
ADAMS is accessible from the NRC Website at http://www.nrc.gov/reading-rm/adams.html (the 
Public Electronic Reading Room).  However, because of the security-related concerns 
contained in the enclosure, and in accordance with 10 CFR 2.390, a copy of this letter's 
enclosure will not be available for public inspection.  
 
In accordance with 10 CFR 2.390(b)(1)(ii), the NRC is waiving the affidavit requirements for 
your response, if any. This practice will ensure that your response will not be made available 
electronically for public inspection in the NRC Public Document Room or from the NRC's 
document system, ADAMS.  If Safeguards Information is necessary to provide an acceptable 
response, please provide the level of protection described in 10 CFR 73.21.  Otherwise, mark 
your entire response "Security-Related Information Withhold Under 10 CFR 2.390" and follow 
the instructions for withholding in 10 CFR 2.390(b)(1). 

 
Sincerely, 
 
/RA/ R. Johnson for 
 
Barry C. Westreich 
Deputy Director for Security Oversight 
Division of Security Operations 
Office of Nuclear Security and Incident Response 

 
Docket No.:  50-321, 50-366 
License No.:  DPR-57, NPF-5 
 
Enclosure: 
Inspection Report 05000321/2010201 and 05000366/2010201 
w/Attachment:  Supplemental Information 
 
ADAMS No.:  ML101740377      Package No.:  ML101740391 

OFFICIAL RECORD COPY DOCUMENT 

OFFICE NSIR/DSO NSIR/DSO NSIR/DSO NSIR/DSO OE NSIR/DSO 
NAME D. Votolato J. Curry M. Buckley G. West D. Furst R. Johnson for 

B. Westriech 

DATE 6/24 /2010 7/2/2010 7/6/2010 7/6/2010 6/22/2010 78 /2010 



OFFICIAL USE ONLY – SECURITY-RELATED INFORMATION 
 
  

OFFICIAL USE ONLY – SECURITY-RELATED INFORMATION 

cc w/encl.:   
 
Jonathan Merritt, Security (Site) Manager 
Southern Nuclear Operating Company, Inc. 
Edwin I. Hatch Nuclear Plant 
11028 Hatch Parkway North 
Baxley, GA 31513 
 
Cynthia Sanders, Program Manager   
Radioactive Materials Program   
Department of Natural Resources   
4244 International Parkway, Suite 114   
Atlanta, GA 30354   
 
 
cc w/o encl: 
 
L. Mike Stinson 
Vice President 
Fleet Operations Support 
Southern Nuclear Operating Company, Inc. 
P.O. Box 1295 
Birmingham, AL   35201-1295 
 
Moanica Caston 
Vice President and General Counsel 
Southern Nuclear Operating Company, Inc. 
Bin B-022 
P.O. Box 1295 
Birmingham, AL   35201-1295 
 
Raymond D. Baker 
Licensing Manager 
Licensing-Hatch 
Southern Nuclear Operating Company, Inc. 
P.O. Box 1295 
Birmingham, AL   35201-1295 
 
Jeffrey T. Gasser 
Executive Vice President 
Southern Nuclear Operating Company, Inc. 
P.O. Box 1295 
Birmingham, AL   35201-1295 
 
 
 

 
 
Jim Sommerville, Acting Chief 
Program Coordination Branch  
Environmental Protection Division  
Department of Natural Resources  
2 Martin Luther King Jr. St.  
Suite 1452 East Tower  
Atlanta, GA 30334 
 
 
 
 
 
 
 
 
David H. Jones 
Vice President 
Engineering 
Southern Nuclear Operating Company, Inc. 
P.O. Box 1295 
Birmingham, AL   35201-1295 
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Letter to Dennis R. Madison from Garmon West dated:   
 
SUBJECT:  EDWIN I. HATCH NUCLEAR PLANT – NRC TARGET SET INSPECTION REPORT 

05000321/2010201 AND 05000366/2010201 
 
Distribution w/encl: 
R. Martin, NRR (PM:  HAT, SUM)   M. Buckley, NSIR 
R. Albert, NSIR     M.Maley, NSIR 
C. Johnson, NSIR     C. Keon, NSIR 
J. Curry, NSIR      S. Smith, NSIR 
D. Furst, OE 
S. Coker, NSIR 
J. Trapp, RI 
M. Ernstes, RII 
E. Duncan, RIII 
M. Shannon, RIV 
 
w/o encl: 
RIDSNRRDIRS 
PUBLIC (OUO REMOVED) 
T. Howard, NSIR 
ROP Reports Resource 
RII Docket Room (w/concurrences) 
A. Huffert, NSIR 
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