
Use Fire Risk Evaluations
to demonstrate compliance
With NFPA 805 § 4.2.4.2
(Fire Risk Evaluations)

Use Fire Modeling
to demonstrate compliance
With NFPA 805 § 4.2.4.1

Summarize Final Disposition of 
VFDR

VFDR resolution may be:

- Accept As Is
- Require FP systems/features
- Require Recovery Action
- Require Programmatic 

Enhancements
- Require Plant Modifications

(B-3 Table)

NO

Delta
CDF/LERF

Acceptable (on a FA 
basis) & DID and Safety 

Margin Maintained?
(NFPA 805 § 2.4.4)

Document fulfillment of 
Nuclear Safety Performance 

Criteria
(B-3 Table)

Identify INITIAL Variances
From

Deterministic Requirements 
of NFPA 805 § 4.2.3
(B-3 Table) Note 1

Guidance from 
RG 1.174 § 2 & 
RG 1.205 § 2.2.4

YES

Assemble Documentation

Document Required Fire 
Protection Systems and 

Features
Re-Evaluate

Select
Performance-Based 

Approach
NFPA 805 § 4.2.4

Note 1 :  In this step of the process crediting a modification to bring the 
variance into deterministic compliance is also a possible approach.


