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COL Application

Part 2, FSAR

Revision 11.9-1

1.9 CONFORMANCE WITH REGULATORY CRITERIA

This section of the referenced DCD is incorporated by reference with the following 
departures and/or supplements.

Replace the last paragraph of DCD Section 1.9 with the following.

Subsection 1.9.1 discusses the conformance with regulatory guides for the 
operational aspects and portions of the facility design that are not included in the 
DCD.

Subsections 1.9.2 and 1.9.3 address an evaluation for the Standard Review Plan 
(SRP) revision and generic issues which are identified in the revision of 
NUREG-0933 in effect six months before the docketing date of the application. 
This evaluation contains the operational aspect and portions of the facility design 
that are not included in the DCD. The additional status for the Three Miles Island 
(TMI) requirements is also included in Subsection 1.9.3.

Subsection 1.9.4 provides the evaluation for the generic communications (i.e., 
generic letters and bulletins) and Japanese pressurized-water reactors (PWRs) 
operating experience. These experiences are evaluated up to six months before 
the submittal date of the COLA.

1.9.1 Conformance with Regulatory Guides 

Add the following paragraphs at the end of DCD Subsection 1.9.1.

For the portions of the CPNPP Units 3 and 4 operational aspects and design that 
are not included in the referenced certified design, Tables 1.9-201 through 
1.9-203 address conformance with regulatory guides in effect in March 2008, i.e., 
six months before COLA submittal.  Each table provides an evaluation of 
conformance with a group of regulatory guides, as applicable for the required RG 
divisions. The tables show the RG numbers, titles, status, revision: chapter, 
section and subsection of the FSAR that corresponds to the particular RGs.

The status of each item is reported as “Conformance”, “Conformance with 
exceptions”, or “Not applicable”.

Division 4 of the RGs applies to the Environmental Report, and those topics are 
addressed in the COLA Part 3. Table 1.9-202 provides an additional evaluation of 
conformance with Division 4 of the RGs as applicable to the content of this FSAR. 
Division 5 of the RGs applies to the Physical Security Plan, and those topics are 
addressed in the COLA Part 8. 
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Table 1.9-201 (Sheet 1 of 12)

Comanche Peak Nuclear Power Plant Units 3 & 4 Conformance with Division 1 Regulatory 
Guides

RG Number RG Title Revision/Date COLA FSAR Status Corresponding 
Chapter/
Section

1.8 Qualification and Training of Personnel 
for Nuclear Power Plants 

Revision 3
May 2000

Conformance with exceptions

(Criterion 2: The minimum qualification 
requirement of the plant staff conforms to CPNPP 
Units 3 and 4 technical specification and Chapter 
13.  And QA conforms to quality assurance 
program description [QAPD].)

12.1.1.3.1
13.1
13.2
14.2

COLA Part 4

1.12 Nuclear Power Plant Instrumentation 
for Earthquakes 

Revision 2
March 1997

Conformance 3.7.4
13.4

1.16 Reporting of Operating Information – 
Appendix A Technical Specifications 

Revision 4 
August 1975

Conformance with exceptionsNot applicable

(CPNPP Units 3 and 4 conform to 10 CFR 50.72 
and 50.73 and technical specification 
requirement.)(This RG was withdrawn on 
8/11/2009.)

14.2.6N/A
14.2.7N/A

COLA Part 4N/A

1.21 Measuring, Evaluating, and Reporting 
Radioactivity in Solid Wastes and 
Releases of Radioactive Materials in 
Liquid and Gaseous Effluents from 
Light-Water-Cooled Nuclear Power 
Plants 

Revision 1
June 1974

Conformance with exceptions

(ANSI N13.1-1999 is applied in C.6.)

3.1.6
11.5.1
11.5.2
12.3.4

1.23 Meteorological Monitoring Programs 
for Nuclear Power Plants 

Second 
Proposed 
Revision 1
April 1986

Conformance; revision of record CPNPP Units 1 
and 2

2.3.3
2.3.4

1.24 Assumptions Used for Evaluating the 
Potential Radiological Consequences 
of a Pressurized Water Reactor 
Radioactive Gas Storage Tank Failure 

Revision 0 
March 1972

Conformance 11.3.3
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Table 1.9-201 (Sheet 2 of 12)

Comanche Peak Nuclear Power Plant Units 3 & 4 Conformance with Division 1 Regulatory Guides

RG Number RG Title Revision/Date COLA FSAR Status Corresponding Chapter/
Section

1.27 Ultimate Heat Sink for Nuclear Power 
Plants 

Revision 2 
January 1976

Conformance 2.4.2 - 2.4.4
2.4.11
9.2.1.3
9.2.5
COLA Part 4

1.28 Quality Assurance Program 
Requirements (Design and 
Construction) 

Revision 3 
August 1985

Conformance with exception

(QAPD conforms with SRP 17.5 and NQA-1 
1994 Edition.)

14.2.7
17.2
17.3
17.5

1.29 Seismic Design Classification Revision 4 
March 2007

Conformance 2.4.2 - 2.4.4
3.2

1.30 Quality Assurance Requirements for 
the Installation, Inspection, and 
Testing of Instrumentation and Electric 
Equipment 

Revision 0
August 1972

Conformance with exception

(QAPD conforms with SRP 17.5 and NQA-1 
1994 Edition.)

14.2.7
17.3
17.5

1.33 Quality Assurance Program 
Requirements (Operation) 

Revision 2
February 1978

Conformance with exception

(QAPD conforms with SRP 17.5 and NQA-1 
1994 Edition.)

11.5.2
13.1
13.5
17.2
17.5
COLA Part 4

1.35 In-Service Inspection (ISI) of 
Ungrouted Tendons in Prestressed 
Concrete Containments 

Revision 3
July 1990

Conformance

(Note: limited to design considerations; 
implementation of ISI physical inspection will be 
by COL holder) 

3.8.1.2
3.8.1.7

1.37 Quality Assurance Requirements for 
Cleaning of Fluid Systems and 
Associated Components of 
Water-Cooled Nuclear Power Plants 

Revision 1
March 2007

Conformance

(Note: QAPD commits to RG 1.37, in 
accordance with SRP 17.5.)

14.2.7

17.2
17.5
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Table 1.9-201 (Sheet 6 of 12)

Comanche Peak Nuclear Power Plant Units 3 & 4 Conformance with Division 1 Regulatory Guides

RG Number RG Title Revision/Date COLA FSAR Status Corresponding 
Chapter/
Section

1.111 Methods for Estimating Atmospheric 
Transport and Dispersion of Gaseous 
Effluents in Routine Releases from 
Light-Water-Cooled Reactors 

Revision 1
July 1977

Conformance 2.3.5
11.4.3

1.113 Estimating Aquatic Dispersion of 
Effluents from Accidental and Routine 
Reactor Releases for the Purpose of 
Implementing Appendix I 

Revision 1
April 1977

Conformance 11.2.3
11.4.3
11.5.2

1.114 Guidance to Operators at the Controls 
and to Senior Operators in the Control 
Room of a Nuclear Power Unit 

Revision 2
May 1989

Conformance 13.5

1.115 Protection Against Low-Trajectory 
Turbine Missiles 

Revision 1
July 1977

Conformance 3.5.1.3.1
3.5.1.3.2

1.116 Quality Assurance Requirements for 
Installation, Inspection, and Testing of 
Mechanical Equipment and Systems 

Revision 0-R 
May 1977

Conformance with exception

(QAPD conforms with SRP 17.5 and 
Subpart 2.8 of NQA-1 1994 Edition.) 

14.2.7
17.3
17.5

1.122 Development of Floor Design Response 
Spectra for Seismic Design of 
Floor-Supported Equipment or 
Components 

Revision 1 
February 1978

Conformance Appendix 3KK
Appendix 3LL
Appendix 3MM

1.127 Inspection of Water-Control Structures 
Associated with Nuclear Power Plants 

Revision 1  March 
1978

Conformance 2.4
2.5
3.8.4.7

1.129 Maintenance, Testing, and Replacement 
of Vented Lead-Acid Storage Batteries for 
Nuclear Power Plants 

Revision 2 
February 2007

Conformance 8.1.5.3
8.3.2

1.132 Site Investigations for Foundations of 
Nuclear Power Plants 

Revision 2 
October 2003

Conformance 2.5.1
2.5.4
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