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From: Loza, Paul G. [lozapg@westinghouse.com]
Sent: Wednesday, June 30, 2010 4:51 PM
To: Anderson, Brian
Cc: Jaffe, David; Clark, Phyllis; Melton, Michael A; Ritterbusch, Stanley E; Buckberg, Perry; 

Butler, Rhonda; Brehm, Jason A.; Ziesing, Rolf F.
Subject: Acknowledgement of : AP1000 RAI-DCP-CN8-SRSB-01

Brian, 
 
I acknowledge receipt for Westinghouse of RAI‐DCP‐CN8‐SRSB‐01. 
 
Thanks, 
 
Paul Loza 
 
 

From: Anderson, Brian [mailto:Brian.Anderson@nrc.gov]  
Sent: Wednesday, June 30, 2010 4:36 PM 
To: Loza, Paul G.; Melton, Michael A; Ritterbusch, Stanley E 
Cc: Jaffe, David; Clark, Phyllis; Anderson, Brian 
Subject: AP1000 RAI-DCP-CN8-SRSB-01 
Importance: High 
 
This e-mail provides RAI-DCP-CN8-SRSB-01.  Please confirm receipt of this RAI. 
 
Thank you, 
Brian 
 
Brian Anderson 
301‐415‐9967 
Senior Project Manager, AP1000 Projects Branch 1 
Office of New Reactors 
U.S. Nuclear Regulatory Commission 
 
‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐‐ 
 
In its January 20 and March 12, 2010, letters, Westinghouse proposed a change to DCD Figure 7.2-1 by 
adding a note (Note 5 in Sheet 16 and Note 6 in Sheet 20) to indicate that for redundant components in parallel
configuration, both components use different time delays to help prevent actuating them simultaneously.  
Westinghouse stated that a 5-second time delay was analyzed between the firing of the first and second squib 
valve for parallel valves supplying a common line, to provide sufficient margin, and therefore this change does 
not adversely impact accident timing and is acceptable for safety analysis purpose.  It also stated that this 
change was only required from the IRWST injection and containment recirculation sump squib valves since the 
Stage 4 ADS valves already have a 60-second time delay in their automatic actuation circuitry.  For the ADS-4 
squib valves, DCD Table 15.6.5-10 specifies the actuation time delay of 60 seconds between the ADS-4A and 
ADS-4B squib valves.  
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Clarify where the firing time delay between the first and second squib valves in the IRWST injection and 
containment recirculation lines, respectively, is documented in the AP1000 DCD, and how they were 
implemented in the safety analysis. 
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