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Subject: AP1000 Response to Proposed Open Item (Chapter 9)

Westinghouse is submitting the following responses to the NRC open item (01) on Chapter 9. This
proposed open item response is submitted in support of the AP 1000 Design Certification Amendment
Application (Docket No. 52-006). The information included in this response is generic and is expected to
apply to all COL applications referencing the AP 1000 Design Certification and the AP 1000 Design
Certification Amendment Application.

Enclosure 1 provides the response for the following proposed Open Item:

OI-SRP9.1.4-SBPA-03 R3

Questions or requests for additional information related to the content and preparation of this response
should be directed to Westinghouse. Please send copies of such questions or requests to the prospective
applicants for combined licenses referencing the AP 1000 Design Certification. A representative for each
applicant is included on the cc: list of this letter.

Very truly.yours,

Robert Sisk, Manager
Licensing and Customer Interface
Regulatory Affairs and Strategy
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ENCLOSURE 1

AP 1000 Response to Proposed Open Item (Chapter 9)
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AP1000 TECHNICAL REPORT REVIEW

Response to Request For Additional Information (RAG)

RAI Response Number: Ol-SRP9.1.4-SBPA-03
Revision: 3

Question: (Revision 1)

In the June 26, 2008 response to RAI-SRP9.1.4-SBPB-04, the applicant stated that a single
failure proof hoist and the new fuel handling tool will be used to handle new fuel and a non
single failure proof hoist and the spent fuel handling tool will be used to handle spent fuel. The
applicant also stated that the single failure proof hoist may also handle spent fuel, but it would
not have access to all spent fuel handling/storage locations. In a March 18, 2009 meeting
between the staff and the applicant, the use of the FHM single failure proof hoist and non-single
failure proof hoist was discussed in detail.

The applicant stated that the new FHM will handle new fuel and spent fuel. In the June 26,
2008 response to RAI-SRP 9.1.4-SBPB-03, the applicant also stated, "The fuel handling
machine is restricted to raising a fuel assembly to a height at which the water provides a safe
radiation shield," and in response to RAI-SRP 9.1.4-SBPB-04 the applicant stated that "each
FHM hoist will have a mechanical limit based on maximum hoist up travel and spent fuel
handling tool length." Since the new FHM will be moving both new fuel and spent fuel, and new
fuel is handled above deck level when it is transferred to the new fuel racks and transferred from
the new fuel storage vault into the spent fuel pool, the applicant did not state in the DCD how
the same cranes that are restricted in hoist up travel can handle new fuel above deck level. Use
of the FHM hoist for new fuel also apparently conflicts with the revised Table 2.1.1-1 item 5 of
ITAAC, which states, "FHM hoists are limited such that the minimum required depth of water
shielding is maintained."

The applicant provided the staff with Revision 1 to its response to RAI-SRP 9.1.4-SBPB-04 in a
letter dated May 20, 2009 and Revision 1 to its response to RAI-SRP 9.1.4-SBPB-03 in a letter
dated June 4, 2009. Both of the applicant's revised RAI responses contain the same additional
paragraph which states that spent fuel handling is restricted to using the non-single failure proof
hoist of the FHM. The single failure proof hoist of the FHM is used for handling new fuel and
other loads, with the exception of spent fuel, throughout the fuel handling area. The single
failure proof hoist in conjunction with the spent fuel handling tool is not capable of raising spent
fuel to a height that clears the spent fuel racks, fuel transfer system fuel basket, spent fuel
shipping cask, or the new fuel elevator. The staff finds that the applicant's Revision 1
responses to RAI-SRP 9.1.4-SBPB-03 and 04 still do not adequately address how the single
failure proof crane of the FHM with hoist up travel restrictions can handle new fuel above the
deck level. This is identified as OI-SRP 9.1.4-SBPA-03. To close out this item a description
of the fuel movement (new and spent) process for both FHM hoists using their handling tools,
and a discussion of their interlocks need to be provided by the applicant. Currently, the
proposed lift height ITAAC for FHM is inconsistent with allowing the use of FHM to move new
fuel.
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AP1000 TECHNICAL REPORT REVIEW

Response to Request For Additional Information (RAI)

Additional Question: (Revision 2)

Westinghouse indicates that in the past the operators were required to verify hoist up limits,
indicating lights, etc ... prior to translating, which is acceptable while using the correct hoist.
However by using the incorrect crane, even with the hoist up limits or indicating lights, will allow
inadvertently traversing (translating) of the hoists in the configuration where the bottom of a fuel
assembly does not have adequate clearance from the spent fuel racks. This could result in fuel
damage if traversing movement is allowed.

1 . How does Westinghouse intend to address the issue above?

2. Elaborate on the comment, "[(from a previous W email discussion) Past fuel handling
procedures require operators to verify hoist up limits via hoist position, indicating lights,
etc., prior to clearing bridge-trolley interlocks and translating with a fuel assembly.]
Being that there is approximately 20" difference between the two hook up limits, this
condition should be detected by the operator." It is not clear to the staff how the
operator would detect this.

3. What is their intended use of single and non-single failure proof hoists?

4. Which crane will carry what over the SFP and in fuel handling areas?

New Questions: (Revision 3)

As a result of telephone conferences between NRC and Westinghouse on 6/25/10, 6/29/10 and
7/2/10 regarding fuel handling operations, the following additional questions are provided;

1 . There are no provisions in the DCD that prevent the use of the non-single failure proof
hoist from handling new fuel above the operating floor. How does Westinghouse intend
to address this issue?

2. A specific location of the new fuel elevator shall be provided (with sketch in the
response). A DCD change to include either a detailed description of the location or a
drawing of the location shall be provided in this response.

3. Clarify whether any new fuel is capable of passing over spent fuel, and describe
preventative measures (interlocks) included to restrict travel over spent fuel. A DCID
change shall include a description of the interlock(s).

01-SRP9.1.4-SBPA-03 R3
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AP1000 TECHNICAL REPORT REVIEW

Response to Request For Additional Information (RAG)

Westinghouse Response:

Westinghouse Response: (Revision 1)

(The above question is from the Chapter 9 SER with Open Items received 10/19/09.
Westinghouse initially answered this Open Item with the RAI-SRP9.1.4-SBPB-03 R2 response,
and considers this the Revision 1 01 response for tracking purposes.)

Additional questions were provided by phone conversation with the staff on 8/12/09.
Westinghouse provided the RAI-SRP9.1.4-SBPB-03 R2 response via letter DCP/NRC2505 on
10/15/09, and also supported additional phone discussions to date with the staff. The topics
requested in the 01 have been covered, including intended use of each FHM hoist, safety
interlocks, and fuel handling tools.

Westinghouse also received an email request from the staff on 2/2/10. It requested that
Westinghouse incorporate into the DCD the additional paragraph mentioned above that was
previously provided in the RAI responses. To close this issue, a DCD markup making this
change is shown below.

Westinghouse Additional Response: (Revision 2)

1. The control console for the fuel handling machine has a selector switch that is positioned to
select either the South Hoist (Single Failure Proof) or North Hoist (non-Single Failure Proof).
With North Hoist selected, the single failure proof hoist is locked out, incapable of
movement. Warnings requiring operator acknowledgement will be built in to the fuel
handling machine software such that if a load was suspended from the single failure proof
hoist and bridge movement approached the spent fuel racks, the operator would be alerted
that spent fuel is not to be raised using the spent fuel handling tool. Operating procedures
will also be prepared with this precaution.

2. In the event that an operator set the abovementioned selector switch to South Hoist (Single
Failure Proof), picked up the spent fuel handling tool with the single failure proof hoist and
raised the hoist to the uplimit, the digital hoist position indication would not meet the
predetermined setpoint for the hoist up limit for handling spent fuel. (The bail on the
handling tool would not have been at the expected elevation either.) Even though the hoist
up limit light would be activated, the error in hoist position would be identified
administratively by the verification of proper hoist up digital position readout. Operating
procedures will be prepared with this requirement.

3. The single failure proof hoist will be used for;

* primarily handling new fuel

n-SRP9.1s.4-SBPA-03 R3
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AP1000 TECHNICAL REPORT REVIEW

Response to Request For Additional Information (RAI)

" the movement of loads <4000 lbs in the fuel handling area of the auxiliary building
" a redundant hoist over the spent fuel pool for the handling of control components

The non-single failure proof hoist will be used for;

* handling fuel and control components in the spent fuel pool
" the hoist shall be restricted from handling a load above the operating floor within 15 ft. of

the spent fuel pool unless supported by future analysis

4. The non-single failure proof hoist is primarily used for submerged handling activities.
However, there are areas in the fuel handling area of the auxiliary building that the single
failure proof hoist is not capable of accessing due to travel limitations. Therefore it is
necessary for the non-single failure proof hoist to be used in areas other than the spent fuel
pool. As mentioned above, the non-single failure proof hoist will be restricted from handling
a load above the operating floor within 15 ft. of the spent fuel pool unless supported by
future analysis.

The single failure proof hoist will be capable of handling loads in the new fuel handling area
and the spent fuel handling area with operator warnings associated with the handling of
spent fuel.

The previously supplied DCD markup wording is revised below to reflect the above answers.

New Responses: (Revision 3)

New Question I Response:

The following clarification (which removes the option for future analysis and further restricts
operation of the single failure proof hoist) is changed in the response to Revision 2 (questions 3
& 4) as noted below by the strikeout and underlined sections:

3. The single failure proof hoist will be used for;

" primarily handling new fuel
" the movement of loads <4000 lbs in the fuel handling area of the auxiliary building
* a redundant hoist over the spent fuel pool for the handling of control components

The non-single failure proof hoist will be used for;

" handling fuel and control components in the spent fuel pool
" the hoist shall be restricted from handling a load above the operating floor within 15 ft. of

the spent fuel pool unle.. suppo.ted by futre analy.si,
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AP1000 TECHNICAL REPORT REVIEW

Response to Request For Additional Information (RAI)

4. The non-single failure proof hoist is primarily used for submerged handling activities.
However, there are areas in the fuel handling area of the auxiliary building that the single
failure proof hoist is not capable of accessing due to travel limitations. Therefore it is
necessary for the non-single failure proof hoist to be used in areas other than the spent fuel
pool. As mentioned above, the non-single failure proof hoist will be restricted from handling
a load above the operating floor within 15 ft. of the spent fuel pool. unlese .upportd by
fure-analysis. The non-single failure proof hoist is also restricted from handling new fuel
above the operating floor.

The single failure proof hoist will be capable of handling loads in the new fuel handling area
and the spent fuel handling area with operator warnings associated with the handling of
spent fuel.

New Question 2 Response:

The new fuel elevator fuel carrier is located in the tool storage area of the spent fuel pool.
The fuel carrier centerline is approximately 24 inches south of the centerline of the southern
most row of storage rack Al. See revised Figure 9.1-4 in the attached DCD markup for
general placement.

New Question 3 Response:

New fuel above the operating floor is not capable of transport over the spent fuel racks. An
additional interlock will be provided to DCD Section 9.1.4.3.3, "Fuel Handling Machine", Item
A, "Safety Interlocks", to prevent the passage of new fuel over the spent fuel racks.

References:
None

Design Control Document (DCD) Revision:

DCD Changes: (Revision 1, 2)

Modify DCD Section 9.1.4.2.4, "Component Description," Item B, "Fuel handling Machine", as
follows by adding the last two paragraphs in italics below:

O,-SRP9.1.4-SBPA-03 R3
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AP1000 TECHNICAL REPORT REVIEW

Response to Request For Additional Information (RAI)

9.1.4.2.4 Component Description

A. Fuel Transfer Tube

The fuel transfer tube penetrates the containment and spent fuel area and provides a
passageway for the conveyor car during refueling. During reactor operation, the fuel
transfer tube is sealed at the containment end and acts as part of the containment
pressure boundary. See subsection 3.8.2.1.5 for discussion of the fuel transfer
penetration.

B. Fuel Handling Machine

The fuel handling machine performs fuel handling operations in the new and spent fuel
handling area. It also provides a means of tool support and operator access for long tools
used in various services and handling functions. The fuel handling machine is equipped
with two 2-ton hoists, one of which is single failure proof.

The non-single failure proof hoist is primarily used for submerged handling activities.
However, there are areas in the fuel handling area of the auxiliary building that the
single failure proof hoist is not capable of accessing due to travel limitations. Therefore
it is necessary for the non-single failure proof hoist to be used in areas other than the
spent fuel pool. The non-single failure proof hoist will be restricted from handling a load
above the operatingfloor within 15ft. of the spent fuel pool unless supported by future
analysis.

The single failure proof hoist will be capable of handling loads in the new fuel handling
area and the spent fuel handling area with operator warnings associated with the
handling of spent fuel.

DCD Changes: (Revision 3)

The following additional DCD changes are provided to address new NRC questions 1, 2 & 3.

Changes for New Question 1: Modify DCD Section 9.1.4.2.4, "Component Description," Item
B, "Fuel handling Machine", as follows by replacing the second to last paragraph as follows:

"The non-single failure proof hoist is primarily used for submerged handling activities.
However, there are areas in the fuel handling area of the auxiliary building that the single failure
proof hoist is not capable of accessing due to travel limitations. Therefore it is necessary for the
non-single failure proof hoist to be used in areas other than the spent fuel pool. The non-single
failure proof hoist will be restricted from handling a load above the operating floor within 15ft.

0o-SRP9.1 .4-SBPA-03 R3
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AP1000 TECHNICAL REPORT REVIEW

Response to Request For Additional Information (RAI)

of the spent fuel pool ....s...ppe..d byfur-r ama,!yis. The non-single failure proof hoist is
also restricted from handling new fuel above the operating floor."

Changes for New Question 2: Revise DCD Figure 9.1-4 to add the location of the new fuel
elevator and the "northing" orientation arrow as shown below:
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Changes for New Question 3: Revise DCD Section 9.1.4.3.3, "Fuel Handling Machine", Item
A, "Safety Interlocks", by adding a new restricted operational control for Item *8 as follows:

*8. The fuel handling machine is prevented from transporting new fuel above the operating

floor over the spent fuel racks.

PRA Revision:
None

Technical Report (TR) Revision:
None

G Westinghouse
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