
 
 
 
 
     August 2, 2010 
 
Ms. Linda Conklin 
Licensing Manager 
Southern California Edison 
5000 Pacific Coast Highway 
San Clemente, CA 92672 
 
SUBJECT: SAN ONOFRE UNIT 1 - REVISED POWER REACTOR SECURITY RULE 
 
Dear Ms. Conklin: 
 
This letter is being sent as a follow on to the July 20, 2010 webinar on the applicability of the 
power reactor security regulations to Part 50 licensees.  The purpose of this letter is to provide 
clarification on this issue and notify licensees of additional actions that may be required.  The 
revised Power Reactor Security Rule (74 Federal Register (FR) 13926) became effective on 
May 26, 2009, with compliance required by March 31, 2010.  The requirements in 10 CFR 73.55 
are referenced in the protection requirements (10 CFR 72.212(b)(5)) for the general license 
issued under 10 CFR 72.210.  The U.S. Nuclear Regulatory Commission (NRC) recognizes that 
some Part 50 licensees (e.g., a Part 50 licensee with a facility undergoing decommissioning or a 
Part 50 licensee that has only a general licensed Independent Spent Fuel Storage Installation 
(ISFSI) under 10 CFR 72.210 with no plant or a plant in decommissioned status) may not have 
recognized the applicability of the revised Power Reactor Security Rule to their facility.  As a 
result, Part 50 licensees with facilities in decommissioning or decommissioned status may be 
out of compliance with the current 10 CFR 73.55 security requirements.  
 
The NRC believes that there are currently no security or health and safety gaps at these 
facilities that may not be in compliance with the current 10 CFR 73.55 requirements.  This is 
because the security programs at these facilities meet the baseline requirements of the previous 
version of 10 CFR 73.55 and also meet the requirements in subsequent security orders.  
 
For facilities which may not be in compliance with the current 10 CFR 73.55, the NRC will 
consider, as appropriate on a case-by-case basis, the use of enforcement discretion in 
accordance with Section VII.B.6 of the Enforcement Policy, "Violations Involving Special 
Circumstances" for a period of time until the exemption process is completed.  The NRC will 
consider a licensee’s demonstration of good-faith attempt to interpret and implement the new 
rule, the licensee’s prompt corrective actions, and the NRC’s recognition of ambiguity regarding 
the scope of the rule when applying this discretion.  Potential findings that are apparent 
violations of orders or applicable regulations and not attributable to good-faith interpretation and 
implementation problems, potential noncompliances that involve willfulness or deliberately 
uncorrected deficiencies, or potential noncompliances that either were not attributable to good-
faith interpretation and implementation problems or involved willfulness will be dispositioned 
through the normal enforcement processes. 
.



 

 

 
Licensees need to evaluate the applicability of the current 10.CFR 73.55 to their specific facility 
and either make appropriate changes to the Physical Security Plan or ISFSI physical protection 
system or apply for exemptions, as necessary.  As a matter of clarity, the new 10 CFR 73.55 
rule does not obviate licensees from implementing the Additional Security Measures (ASMs) of 
2007.  Therefore, the requirements in the ASMs remain in effect.  Exemptions granted to 
requirements in the previous version of 10 CFR 73.55 automatically transfer provided the 
language in 10 CFR 73.55 has not changed substantively.  Consistent with past practice, NRC 
will consider allowing a licensee in a decommissioning status or a Part 50 licensee that has only 
a general licensed ISFSI under 10 CFR 72.210 with no plant or a plant in decommissioned 
status to decrease their security requirements through the exemption process. 
 
The NRC expects that licensees will comply with the requirements in 10 CFR 73.55 or request 
exemptions from those requirements in 10 CFR 73.55 that the licensee believes are not 
applicable to their facility.  Exemptions requests, and if applicable, license amendment requests 
should provide the basis for the request.  Any necessary responses, exemption requests, or 
amendments must be submitted 120 days after receipt of this letter.  The staff recognizes that 
San Onofre Unit 1 is co-located with San Onofre Units 2 and 3, and that the site security plan 
may have addressed the revised power reactor security rule for San Onofre Unit 1.  Therefore 
no actions may be needed on your part at this time.  Please contact John B. Hickman at 
301-415-3017 or John.Hickman@nrc.gov with questions. 
 
      Sincerely, 
 
 

/RA/ 
 
 
      Bruce A. Watson, Chief 

Reactor Decommissioning Branch 
Decommissioning and Uranium Recovery  
  Licensing Directorate 
Division of Waste Management  
  and Environmental Protection 
Office of Federal and State Materials  
  and Environmental Management Programs 
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San Onofre Nuclear Generating Station Service List 
 
cc: 
 
Ross T. Ridenoure,  
Chief Nuclear Officer 
Southern California Edison Company 
San Onofre Nuclear Generating Station 
P.O. Box 128 
San Clemente, CA  92674-0128 
 
Douglas K. Porter, Esq. 
Southern California Edison Company 
2244 Walnut Grove Avenue 
Rosemead, CA  91770  
 
Douglas R. Bauder 
Southern California Edison Company 
San Onofre Nuclear Generating Station 
P.O. Box 128 
San Clemente, CA  92674-0128 
 
Albert R. Hochevar 
Southern California Edison Company 
San Onofre Nuclear Generating Station 
P.O. Box 128 
San Clemente, CA  92674-0128 
 
A. Edward Scherer 
Southern California Edison 
San Onofre Nuclear Generating Station 
P.O. Box 128 
San Clemente, CA  92674-0128 
 
Chairman, Board of Supervisors 
County of San Diego 
1600 Pacific Highway, Room 335 
San Diego, CA  92101 
 
Gary L. Nolff 
Power Projects/Contracts Manager 
Riverside Public Utilities 
2911 Adams Street 
Riverside, CA  92504 
 
 
 
 
 

Eileen M. Teichert, Esq. 
Supervising Deputy City Attorney 
City of Riverside 
3900 Main Street 
Riverside, CA  92522 
 
David Spath, Chief 
Division of Drinking Water and  
  Environmental Management  
California Department of Health Services 
P.O. Box 942732 
Sacramento, CA  94234-7320 
 
Michael R. Olson 
San Onofre Liaison 
San Diego Gas & Electric Company 
P.O. Box 1831 
San Diego, CA  92112-4150 
 
Ed Bailey, Chief 
Radiologic Health Branch 
State Department of Health Services 
P.O. Box 997414 (MS 7610) 
Sacramento, CA  95899-7414 
 
Mayor, City of San Clemente 
100 Avenida Presidio 
San Clemente, CA  92672 
 
James D. Boyd, Commissioner 
California Energy Commission 
1516 Ninth Street (MS 34) 
Sacramento, CA  95814 
 
James D. Boyd, Commissioner 
California Energy Commission 
1516 Ninth Street (MS 34) 
Sacramento, CA  95814 
 
 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


