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GeNERAL  NOTES

|. WELDS IN 6° NPS, SCHEDULE 1@S, PIPING ARE NOT
REQUIRED TO BE EXAMINED PER TABLE IWC-2503-1.
THE WELDS ARE INCLUDED IN THE COUNT TO WHICH

THE SAMPLING RATES IS APPLIED.
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