
November 29, 2010 
 
 
 
 
MEMORANDUM TO:  Mark A. Cunningham, Director 
 Division of Risk Assessment 
 Office of Nuclear Reactor Regulation 
 
THRU: Alexander R. Klein, Chief /RA/ 
 Fire Protection Branch  
 Division of Risk Assessment 
 Office of Nuclear Reactor Regulation 
 
 Donald G. Harrison, Chief /RA/ 
 PRA Licensing Branch 
 Division of Risk Assessment 
 Office of Nuclear Reactor Regulation 
 
FROM: Margaret Stambaugh, Engineer /RA/   
 PRA Operational Support Branch 
 Division of Risk Assessment 
 Office of Nuclear Reactor Regulation 
 
SUBJECT:  TRANSMITTAL OF A SAFETY EVALUATION TEMPLATE FOR 

NUCLEAR POWER PLANTS TRANSITIONING TO NATIONAL FIRE 
PROTECTION ASSOCIATION 805 

 
 
Attached is a first version of a safety evaluation template for plants transitioning to a fire 
protection program based on National Fire Protection Association (NFPA) 805.  The safety 
evaluation template is for your information.   
 
Background 
 
The template was originally drafted in December, 2009.  Nuclear Regulatory Commission (NRC) 
staff from the Division of Risk Assessment held a series of public meetings over the course of 
six months to gather feedback from industry stakeholders on the template.  At the same time, 
the staff completed its review of the Shearon Harris Nuclear Plant pilot plant application to 
transition to NFPA 805.  The attached version of the safety evaluation template reflects the 
comments received through public meetings as well as the lessons learned by the NRC staff 
while reviewing the Shearon Harris pilot plant license amendment application.   
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The safety evaluation template is a tool that NRC staff will use in the review of future 
applications submitted by nuclear power plants requesting to adopt 10 CFR 50.48(c), which 
incorporates NFPA 805 by reference.  As future applicants submit license amendment requests 
to transition to NFPA 805, the NRC staff will begin with the safety evaluation template and will 
modify it for plant-specific information and circumstances.  The template does not represent 
additional requirements or guidance for plants transitioning to NFPA 805, nor does it represent 
new technical positions of the NRC staff.   
 
 
The safety evaluation template is a tool that NRC staff will use in the review of future 
applications submitted by nuclear power plants requesting to adopt 10 CFR 50.48(c), which 
incorporates NFPA 805 by reference.  As future applicants submit license amendment requests 
to transition to NFPA 805, the NRC staff will begin with the safety evaluation template and will 
modify it for plant-specific information and circumstances.  The template does not represent 
additional requirements or guidance for plants transitioning to NFPA 805, nor does it represent 
new technical positions of the NRC staff.   
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