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ArevaEPRDCPEm Resource

From: BRYAN Martin (EXTERNAL AREVA) [Martin.Bryan.ext@areva.com]
Sent: Wednesday, August 11, 2010 8:21 PM
To: Tesfaye, Getachew
Cc: DELANO Karen (AREVA); ROMINE Judy (AREVA); BENNETT Kathy (AREVA); WELLS 

Russell (AREVA); CORNELL Veronica (EXTERNAL AREVA)
Subject: Response to  U.S. EPR Design Certification Application RAI No. 404, FSAR Ch. 3 OPEN 

ITEM, Supplement 2
Attachments: RAI 404 Supplement 2 Response US EPR DC.pdf

 
Getachew, 
 
AREVA NP Inc. provided a schedule for a technically correct and complete response to the 10 Open Item 
questions of RAI No. 404 on June 30, 2010.  Supplement 1 was submitted on July 30, 2010, which provided a 
responses to 8 of the 10 questions.  The attached file, “RAI 404 Supplement 2 Response US EPR DC.pdf,” 
provides a response to 1 of the 2 remaining questions.  
 
The following table indicates the respective pages in the response document, “RAI 404 Response Supplement 2 
Response US EPR DC.pdf,” that contain AREVA NP’s response to the subject questions. 
 
Question # Start Page End Page 
RAI 404 — 03.09.03-25 2 2 
 
The schedule for a technically correct and complete FINAL response to the remaining RAI 404 question is 
unchanged and provided below.   
 
Question # Response Date 
RAI 404 — 03.09.03-24 August 30, 2010 
 
 
Sincerely, 
 
  
 
 
 
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 

From: BRYAN Martin (EXT)  
Sent: Friday, July 30, 2010 3:38 PM 
To: 'Tesfaye, Getachew' 
Cc: DELANO Karen (RS/NB); ROMINE Judy (RS/NB); BENNETT Kathy (RS/NB); WELLS Russell (RS/NB); CORNELL 
Veronica (EXT) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 404, FSAR Ch. 3 OPEN ITEM, Supplement 1 
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Getachew, 
 
AREVA NP Inc. provided a schedule for a technically correct and complete response to the 10 Open Item 
questions of RAI No. 404 on June 30, 2010.  The attached file, “RAI 404 Supplement 1 Response US EPR 
DC.pdf,” provides a response to 8 of the 10 questions.  
 
Appended to this file is the affected page of the U.S. EPR Final Safety Analysis Report in redline-strikeout 
format which supports the response to RAI 404 Questions 03.09.01-5, 03.09.01-7, and 03.09.01-10 
 
The following table indicates the respective pages in the response document, “RAI 404 Supplement 1 Response 
US EPR DC.pdf,” that contain AREVA NP’s response to the subject questions. 
 
Question # Start Page End Page 
RAI 404 — 03.09.01-5 2 3 
RAI 404 — 03.09.01-6 4 4 
RAI 404 — 03.09.01-7 5 5 
RAI 404 — 03.09.01-8 6 6 
RAI 404 — 03.09.01-9 7 7 
RAI 404 — 03.09.01-10 8 9 
RAI 404 — 03.09.01-11 10 10 
RAI 404 — 03.09.01-12 11 11 
 
On July 1, 2010, AREVA requested a discussion with the NRC regarding the proposed response to RAI 404.  
The revised schedule shown below assumes the discussion with NRC occurs prior to August 15, 2010.  
Accordingly, the schedule for a technically correct and complete FINAL response to the remaining RAI 404 
questions has been revised and is provided below.   
 
Question # Response Date 
RAI 404 — 03.09.03-24 August 30, 2010 
RAI 404 — 03.09.03-25 August 30, 2010 
 
 
Sincerely, 
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 

From: BRYAN Martin (EXT)  
Sent: Wednesday, June 30, 2010 5:50 PM 
To: 'Tesfaye, Getachew' 
Cc: DELANO Karen V (AREVA NP INC); ROMINE Judy (AREVA NP INC); BENNETT Kathy A (OFR) (AREVA NP INC); SLAY 
Lysa M (AREVA NP INC); WELLS Russell D (AREVA NP INC) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 404, FSAR Ch. 3 OPEN ITEM 

Getachew, 
 



3

Attached please find AREVA NP Inc.’s response to the subject request for additional information (RAI).  The 
attached file, “RAI 404 Response US EPR DC.pdf,” provides a schedule for the responses to the 10 
questions.  
 
The following table indicates the respective pages in the response document, “RAI 404 Response US EPR 
DC.pdf,” that contain AREVA NP’s response to the subject questions. 
 
Question # Start Page End Page 
RAI 404 — 03.09.01-5 2 2 
RAI 404 — 03.09.01-6 3 3 
RAI 404 — 03.09.01-7 4 4 
RAI 404 — 03.09.01-8 5 5 
RAI 404 — 03.09.01-9 6 6 
RAI 404 — 03.09.01-10 7 7 
RAI 404 — 03.09.01-11 8 8 
RAI 404 — 03.09.01-12 9 9 
RAI 404 — 03.09.03-24 10 10 
RAI 404 — 03.09.03-25 11 11 
 
A complete answer is not provided for the 10 questions.  The schedule for a technically correct and complete 
response to these questions is provided below.   
 
Question # Response Date 
RAI 404 — 03.09.01-5 July 30, 2010 
RAI 404 — 03.09.01-6 July 30, 2010 
RAI 404 — 03.09.01-7 July 30, 2010 
RAI 404 — 03.09.01-8 July 30, 2010 
RAI 404 — 03.09.01-9 July 30, 2010 
RAI 404 — 03.09.01-10 July 30, 2010 
RAI 404 — 03.09.01-11 July 30, 2010 
RAI 404 — 03.09.01-12 July 30, 2010 
RAI 404 — 03.09.03-24 July 30, 2010 
RAI 404 — 03.09.03-25 July 30, 2010 
 
 
Sincerely, 
 
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 

From: Tesfaye, Getachew [mailto:Getachew.Tesfaye@nrc.gov]  
Sent: Tuesday, June 01, 2010 9:49 AM 
To: ZZ-DL-A-USEPR-DL 
Cc: Wu, Cheng-Ih; Le, Tuan; Dixon-Herrity, Jennifer; Patel, Jay; Miernicki, Michael; Colaccino, Joseph; ArevaEPRDCPEm 
Resource 
Subject: U.S. EPR Design Certification Application RAI No. 404(4692, 4684),FSAR Ch. 3 OPEN ITEM 
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Attached please find the subject requests for additional information (RAI).  A draft of the RAI was provided to 
you on May 11, 2010, and discussed with your staff on June 1, 2010.  No changes were made to the draft RAI 
as a result of that discussion.   The questions in this RAI are OPEN ITEMs in the safety evaluation report for 
Chapter 3, Group 2 sections in Phases 2 and 3 reviews.  The schedule we have established for review of your 
application assumes technically correct and complete responses within 30 days of receipt of RAIs.  For any 
RAIs that cannot be answered within 30 days, it is expected that a date for receipt of this information will be 
provided to the staff within the 30 day period so that the staff can assess how this information will impact the 
published schedule. 

Thanks, 
Getachew Tesfaye 
Sr. Project Manager 
NRO/DNRL/NARP 
(301) 415-3361 
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Response to  

Request for Additional Information No. 404(4692, 4684), Supplement 2 

6/01/2010

U.S. EPR Standard Design Certification 
AREVA NP Inc. 

Docket No. 52-020 
SRP Section: 03.09.01 - Special Topics for Mechanical Components 
SRP Section: 03.09.03 - ASME Code Class 1, 2, and 3 Components 

Application Section: 3.9 

QUESTIONS for Engineering Mechanics Branch 1 (AP1000/EPR Projects) (EMB1) 



AREVA NP Inc. 

Response to Request for Additional Information No. 404, Supplement 2 
U.S. EPR Design Certification Application Page 2 of 2 

Question 03.09.03-25: 

OPEN ITEM 

Follow-up to RAI 107, Question 03.09.03-10: 

AREVA, in response to RAI 107, Question 03.09.03-10  stated that in accordance with SRP 
3.9.3, functional and operational capability requirements apply only to active components (and 
their supports) such as pumps, valves, snubbers and Class 1, 2 and 3 piping components.  
Although design of equipment using lower ASME service limits is one acceptable method of 
demonstrating functional capability of the equipment, it is also acceptable to design to the 
service limits of ASME corresponding to the specified service condition provided operability and 
functionality of the component is demonstrated through additional analysis or testing or a 
combination of these methods.  The staff agrees with the applicant response about the different 
methods to demonstrate the functionality of the components; however, Section 1 of the SRP 
Appendix A also states that the treatment of the functionality, including collapse and deflection 
limits, is not adequately treated by the ASME code for all situations.  Such factors should 
therefore be evaluated and appropriate information should be developed for inclusion in the 
Design Specification or other referenced documents.  The staff requests that the applicant 
include the treatment of the functionality, including collapse and deflection limits in the ASME 
Design Specifications that will be made available for staff audit.  

Response to Question 03.09.03-25: 

The stress evaluation applied by ASME Service Level D requirements is intended to confirm 
that the pressure retaining integrity is maintained, but is not intended to confirm the operability 
of components.  Pump and valve operability is verified by tests and analysis in accordance with 
SRP 3.10, "Seismic and Dynamic Qualification of Mechanical and Electrical Equipment," 
Acceptance Criteria II.A.  Seismic and environmental qualification is described in U.S. EPR 
FSAR Tier 2, Section 3.10 and U.S. EPR FSAR Tier 2, Section 3.11, respectfully.  U.S. EPR 
FSAR Tier 2, Section 3.9.6 provides details for the Inservice Testing Program for pumps and 
valves. 

Safety-related pump and valve vendors will design against collapse and deflection for faulted 
conditions.  The criteria will be developed on a component-specific basis at the time of 
procurement and specified in the design specifications. 

FSAR Impact: 

The U.S. EPR FSAR will not be changed as a result of this question. 
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