WBN2Public Resource

From: Boyd, Desiree L [dIboyd@tva.gov]

Sent: Tuesday, August 10, 2010 8:49 AM

To: Wiebe, Joel; Raghavan, Rags; Milano, Patrick; Campbell, Stephen
Cc: Crouch, William D; Hamill, Carol L; Knuettel, Edward Terry
Subject: TVA Letter to NRC - Fire Protection Program_8-9-10
Attachments: RAI Fire Protection Program_8-9-10_NRC copy.pdf

Please see attached letter sent to NRC today by UPS.
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Descree L. Boyd
WBN 2 Licensing Support
Sun Technical Services

dlboyd@tva.gov
423-365-8764
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Tennessee Valley Authority, Post Office Box 2000, Spring City, Tennessee 37381-2000
August 9, 2010

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk

Mail Stop: OWFN P1-35
Washington, D.C. 20555-0001

Watts Bar Nuclear Plant, Unit 2 10 CFR 50.4
NRC Docket No. 50-391

Subject: WATTS BAR NUCLEAR PLANT (WBN) UNIT 2 - REQUEST FOR
ADDITIONAL INFORMATION REGARDING FIRE PROTECTION PROGRAM
(TAC NO. ME0853)

Reference: TVA letter dated July 16, 2010, “Watts Bar Nuclear Plant, Unit 2 - Request for
Additional Information Regarding Fire Protection Program (TAC NO. ME0853)”

The purpose of this letter is to provide documents that TVA committed in the referenced letter
to send to NRC in support of its review of the Fire Protection Program for WBN Unit 2.
Specifically, the following documents are enclosed:

1. Portions of the Fire Protection Report that Address Programmatic Aspects (e.g., fire
brigades, fire watches, etc.) Which Are Not Affected by the Unit 2 Post Fire Safe
Shutdown Analysis Results

Enclosure 1 contains those portions of the Fire Protection Report (FPR) that are not
affected by the Unit 2 Post Fire Safe Shutdown Analysis results. Revisions to enclosed
portions of the report are made to update the unit specific verbiage to reflect dual unit
operation. Highlighted changes reflect changes based on Revision 40 of the FPR. The
plant is undergoing modifications which could change some of the information
contained in this submittal. Information that has not yet been developed or is expected
to change has been enclosed in [brackets] or otherwise indicated as preliminary and not
ready for review.

2. Baseline List of Operator Manual Actions (OMAs) Added for Unit 2
Enclosure 2 contains the “Baseline List of OMAs Added for Unit 2.” This list contains

the Unit 2 actions that are required for safe shutdown following a fire in any area
containing cables and/or equipment for both safe shutdown paths. It should be noted
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Page 2
August 9, 2010

that these are multiple fire zones with a specific subset of the OMAs for each zone. The
following categories of OMAs are not included in the baseline list:

A. OMAs that may be required to go to cold shutdown

B. OMAs that may be required for control building fires because this building is an
Alternative Shutdown area

C. Operator actions performed in the main control room or the normal control station for
the component

The enclosed list is based on the baseline safe shutdown analysis which required fire
protection related design changes/plant modifications. Plant design changes related to
fire protection, as well as those not related to fire protection, receive a review prior to
issuance to determine potential impact on the Fire Protection Report. This review is
accounted for in the attached list of OMAs. A final review following field implementation
will be performed to confirm the attached list. The final dual unit FPR will be submitted
by December 17, 2010 (commitment from referenced letter).

There are no new regulatory commitments contained in this letter. | declare under the penalty
of perjury that the foregoing is true and correct. Executed on the 9" day of August, 2010.

if you have any questions, please contact William Crouch at (423) 365-2004.

Sincerely,

/7B

Masoud Bajestani

Wati r Unit 2 Vice President

Enclosures

1. Portions of the Fire Protection Report That Address Programmatic Aspects (e.g., fire
brigades, fire watches, etc.) Which Are Not Affected by the Unit 2 Post Fire Safe Shutdown

Analysis Results

2. Baseline List of Operator Manual Actions (OMAs) Added for Unit 2

cc: See Page 3
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cc (Enclosures):

U. S. Nuclear Regulatory Commission
Region I

Marquis One Tower

245 Peachtree Center Ave., NE Suite 1200
Atlanta, Georgia 30303-1257

NRC Resident Inspector Unit 2
Watts Bar Nuclear Plant

1260 Nuclear Plant Road
Spring City, Tennessee 37381
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bce (Enclosures):

Lakshminarasimh Raghavan

U.S. Nuclear Regulatory Commission
MS 08H4A

One White Flint North

11555 Rockville Pike

Rockville, Maryland 20852-2738

Stephen Campbell

U.S. Nuclear Regulatory Commission
MS 08H4A

One White Flint North

11555 Rockville Pike

Rockville, Maryland 20852-2738

Patrick D. Milano, Senior Project Manager
U.S. Nuclear Regulatory Commission

MS 08H4

One White Flint North

11555 Rockville Pike

Rockville, Maryland 20852-2738

Loren R. Plisco, Deputy Regional Administrator for Construction
U. S. Nuclear Regulatory Commission

Region Il

Marquis One Tower

245 Peachtree Center Ave., NE Suite 1200

Atlanta, Georgia 30303-1257



ENCLOSURE 1

TVA LETTER DATED AUGUST 6, 2010
WATTS BAR NUCLEAR PLANT (WBN) UNIT 2 - REQUEST FOR ADDITIONAL INFORMATION
REGARDING FIRE PROTECTION PROGRAM (TAC NO. ME0853)

Portions of the Fire Protection Report That Address Programmatic
Aspects (e.g., fire brigades, fire watches, etc.) Which Are
Not Affected by the Unit 2 Post Fire Safe Shutdown Analysis Results



ENCLOSURE 2
TVA LETTER DATED AUGUST 6, 2010

WATTS BAR NUCLEAR PLANT (WBN) UNIT 2 - REQUEST FOR ADDITIONAL INFORMATION
REGARDING FIRE PROTECTION PROGRAM (TAC NO. ME0853)

Baseline List of Operator Manual Actions (OMAs) Added for Unit 2
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