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3.6   CONTAINMENT SYSTEMS 
 
3.6.6 Containment Spray and Cooling Systems 
 
 
LCO  3.6.6  Two containment spray trains and two containment cooling trains shall be 

OPERABLE. 
 
 
 
APPLICABILITY: MODES 1, 2, 3, and 4. 
 
 
ACTIONS 

 
CONDITION 

 
REQUIRED ACTION 

 
COMPLETION TIME 

 
 
A. One containment spray 

train inoperable. 
 

 
A.1 Restore containment spray 

train to OPERABLE status. 
 
[Reviewer’s Note: Below applicable 
to TSTF 505 
 
OR 
 
A.2.1 Establish a RICT 
 
  AND 
 
A.2.2 Restore containment spray 

train to OPERABLE status. 
 

 
[7] days 
 
 
 
 
 
 
 
[7] days 
 
 
 
In accordance with 
the Risk Informed 
Completion Time 
Program, not to 
exceed 30 days] 

 
 
B. Required Action and 

associated Completion 
Time of Condition A not 
met. 

 

 
B.1 Be in MODE 3. 
 
AND 
 
B.2 Be in MODE 5. 
 

 
6 hours 
 
 
 
84 hours 

 
C. One [required] 

containment cooling 
train inoperable. 

 

 
C.1 Restore [required] 

containment cooling train to 
OPERABLE status. 

 
[Reviewer’s Note: Below applicable 
to TSTF 505 

 
7 days 
 
 
 
 
 

Comment: Conditions B and G are default 
Conditions.  Therefore these Conditions are 
excluded. 
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CONDITION 

 
REQUIRED ACTION 

 
COMPLETION TIME 

 
 
OR 
 
C.2.1 Establish a RICT 
 
  AND 
 
C.2.2 Restore [required] 

containment cooling train to 
OPERABLE status. 

 

 
 
 
7 days 
 
 
 
In accordance with 
the Risk Informed 
Completion Time 
Program, not to 
exceed 30 days] 

 
D. One containment spray 

train and one [required] 
containment cooling 
train inoperable. 

 

 
D.1 Restore containment spray 

train to OPERABLE status. 
 
OR 
 
D.2 Restore [required] 

containment cooling train to 
OPERABLE status. 

 
[Reviewer’s Note: Below applicable 
to TSTF 505 
 
OR 
 
D.3.1 Establish a RICT 
 
   AND 
 
D.3.2 Restore containment spray 

train or [required] 
containment cooling train to 
OPERABLE status. 

 
 

 
72 hours 
 
 
 
72 hours 
 
 
 
 
 
 
 
 
 
72 hours 
 
 
 
In accordance with 
the Risk Informed 
Completion Time 
Program, not to 
exceed 30 days] 
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ACTIONS  (continued) 
 

CONDITION 
 

REQUIRED ACTION 
 

COMPLETION TIME 
 

 
E. Two [required] 

containment cooling 
trains inoperable. 

 

 
E.1 Restore one [required] 

containment cooling train to 
OPERABLE status. 

 
[Reviewer’s Note: Below applicable 
to TSTF 505 
 
OR 
 
------------------NOTE------------------- 
Required Actions E.2.1 and E.2.2 
may not be voluntarily entered. 
---------------------------------------------- 
 
E.2.1 Establish a RICT 
 
 AND 
 
E.2.2 Restore one [required] 

containment cooling train to 
OPERABLE status 

 

 
72 hours 
 
 
 
 
 
 
 
 
 
 
 
 
 
72 hours 
 
 
 
In accordance with 
the Risk Informed 
Completion Time 
Program, not to 
exceed 30 days] 

 
 
F. Required Action and 

associated Completion 
Time of Condition C or D 
not met. 

 

 
F.1 Be in MODE 3. 
 
AND 
 
F.2 Be in MODE 5. 
 

 
6 hours 
 
 
 
36 hours 

 
G. Two containment spray 

trains inoperable. 
 
 OR 
 
 Any combination of three 

or more trains 
inoperable. 

 

 
G.1 Enter LCO 3.0.3. 
 
[Reviewer’s Note: Below applicable 
to TSTF 505 
 
OR 
 
------------------NOTE------------------- 
Required Actions G.2.1 and G.2.2 
may not be voluntarily entered. 
---------------------------------------------- 
 
 

 
Immediately 
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G.2.1 Establish a RICT 
 
 AND 
 
G.2.2 Restore inoperable 

containment spray trains 
and containment cooling 
trains to OPERABLE status 

 
 

1 hour 
 
 
 
In accordance with 
the Risk Informed 
Completion Time 
Program, not to 
exceed 30 days] 
 

 
 
 
SURVEILLANCE REQUIREMENTS 

 
SURVEILLANCE  

 
FREQUENCY 

 
 
SR  3.6.6.1 Verify each containment spray manual, power 

operated, and automatic valve in the flow path that 
is not locked, sealed, or otherwise secured in 
position is in the correct position. 

 

 
31 days 

 
SR  3.6.6.2 Operate each [required] containment cooling train 

fan unit for ≥ 15 minutes. 
 

 
31 days 
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SURVEILLANCE REQUIREMENTS  (continued) 

 
SURVEILLANCE 

 
FREQUENCY 

 
 
SR  3.6.6.3 Verify each [required] containment cooling train 

cooling water flow rate is ≥ [1780] gpm. 
 

 
31 days 

 
SR  3.6.6.4 Verify each containment spray pump's developed 

head at the flow test point is greater than or equal to 
the required developed head. 

 

 
In accordance 
with the Inservice 
Testing Program 

 
SR  3.6.6.5 Verify each automatic containment spray valve in 

the flow path that is not locked, sealed, or otherwise 
secured in position, actuates to the correct position 
on an actual or simulated actuation signal. 

 

 
[18] months 

 
SR  3.6.6.6 Verify each containment spray pump starts 

automatically on an actual or simulated actuation 
signal. 

 

 
[18] months 

 
SR  3.6.6.7 Verify each [required] containment cooling train 

starts automatically on an actual or simulated 
actuation signal. 

 

 
[18] months 

 
SR  3.6.6.8 Verify each spray nozzle is unobstructed. 
 

 
[ At first refueling ] 
 
AND 
 
10 years 
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