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3.7   PLANT SYSTEMS 
 
3.7.1 Main Steam Safety Valves (MSSVs) 
 
 
LCO  3.7.1  The MSSVs shall be OPERABLE as specified in Table 3.7.1-1 and 

Figure 3.7.1-1. 
 
 
 
APPLICABILITY: MODES 1, 2, and 3. 
 
 
ACTIONS 
------------------------------------------------------------NOTE----------------------------------------------------------- 
Separate Condition entry is allowed for each MSSV. 
------------------------------------------------------------------------------------------------------------------------------- 
 

 
CONDITION 

 
REQUIRED ACTION 

 
COMPLETION TIME 

 
 
A. One or more required 

MSSVs inoperable. 
 

 
A.1 Reduce power to less than 

the reduced power 
requirement of 
Figure 3.7.1-1. 

 
 AND 
 
A.2 Reduce the nuclear 

overpower trip setpoint in 
accordance with 
Figure 3.7.1-1. 

 
[Reviewer’s Note: Below applicable 
to TSTF 505 
 
OR 
 
A.3.1 Establish a RICT 
 
 AND 
 
A.3.2 Restore MSSV(s) to 

OPERABLE status 
 
 

 
4 hours 
 
 
 
 
 
 
36 hours 
 
 
 
 
 
 
 
 
 
4 hours 
 
 
 
In accordance with 
the Risk Informed 
Completion Time 
Program, not to 
exceed 30 days] 
 

Comment:  Condition C is a default Condition and is 
excluded. 
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CONDITION 

 
REQUIRED ACTION 

 
COMPLETION TIME 

 
 
B. One or more steam 

generators with less 
than [two] MSSVs 
OPERABLE. 

 

 
B.1 Be in MODE 3. 
 
 AND 
 
B.2 Be in MODE 4. 
 
[Reviewer’s Note: Below applicable 
to TSTF 505 
 
OR 
 
B.3.1 Establish a RICT 
 
 AND 
 
B.3.2 Restore inoperable MSSVs 

on each steam generator to 
OPERABLE status. 

 

 
6 hours 
 
 
 
12 hours 
 
 
 
 
 
 
1 hour 
 
 
 
In accordance with 
the Risk Informed 
Completion Time 
Program, not to 
exceed 30 days] 

 
C. Required Action and 

Completion Time of A 
not met. 

 
 

 
C.1 Be in MODE 3. 
 
AND 
 
C.2 Be in MODE 4. 
 

 
6 hours 
 
 
 
12 hours 
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SURVEILLANCE REQUIREMENTS 
 

SURVEILLANCE  
 

FREQUENCY 
 

 
SR  3.7.1.1 -------------------------------NOTE------------------------------ 
 Only required to be performed in MODES 1 and 2. 
 --------------------------------------------------------------------- 
 
 Verify each required MSSV lift setpoint per 

Table 3.7.1-1 in accordance with the Inservice 
Testing Program.  Following testing, lift settings 
shall be within ± 1%. 

 

 
 
 
 
 
In accordance 
with the Inservice 
Testing Program  
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Table 3.7.1-1 (page 1 of 1) 
Main Steam Safety Valve Lift Settings 

 
 

 
 

VALVE NUMBER 

 
LIFT SETTING 
(psig ± [3]%) 

 
 

[2] MSSVs/steam generator 
 

  [1050] 
 

[7] MSSVs/steam generator 
 

 
[ ≤1100] 
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