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COL/ISG-22 Construction Impacts
10 CFR 52.79(a)(31)

For nuclear power plants to be operated on multi-unit 
sites, an evaluation of the potential hazards to the 
structures systems and components important tostructures, systems, and components important to 
safety of operating units resulting from construction 
activities, as well as a description of the managerial 
and administrative controls to be used to provide 
assurance that the limiting conditions for operation 
are not exceeded as a result of construction activities 
at the multi-unit sites.
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Current Timeline
August 2010 – NRC internal review complete

S b 2010 R l f 30 d bliSeptember 2010 – Release for 30 day public comment

October 2010 – Receive, review and incorporate comments

November 2010 – Issue Final COL/ISG-22
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Regulatory History (1978)
50.34(a)(11) PSAR – shall identify potential hazards …

50 34(b)(6)( ii) FSAR h ll i l d l i f h50.34(b)(6)(vii) FSAR – shall include an evaluation of the 
potential hazards …as well as a description of the 
managerial and administrative controls…
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52.79(a)(31) modeled from 50.34(a)(11) and 
50.34(b)(6)(vii)

ibili f i i i lResponsibility for protecting existing plant 
(operating organization) is on the new plant 
(construction organization)

Some pre-construction activities do not require a 
license, therefore the existing plant has the 
responsibility for the protection of its SSCs (50.59)
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52.79(a)(31) - viewed as addressing two physical 
plant configurations

C t ti t i ti ti l t l tiConstruction at an existing operating plant location

Construction of multiple units, with staggered operational 
dates
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10 CFR 52.79(a)(31) - viewed as including two 
discrete acceptance criteria

A l ti f th t ti l h d f t tiAn evaluation of the potential hazards from construction 
activities

A description of the managerial and administrative 
controls
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A construction impact evaluation plan that contains 
six (6) items:

Fi t t it l t t “ l ti fFirst two items relate to processes, “… an evaluation of 
the potential hazards…”

Following four items relate to communications, “… 
description of the managerial and administrative controls 
…”
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Construction impact evaluation plan Bullet 1
A discussion of the construction activity identification 
process and the impact evaluation criteria used to identifyprocess and the impact evaluation criteria used to identify 
and evaluate the construction activities that may pose 
potential hazards to the SSCs important to safety for 
operating unit(s).
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Construction impact evaluation plan Bullet 2
A table of those construction activities and the potential 
hazards that are identified using that construction impacthazards that are identified using that construction impact 
evaluation plan, the SSCs important to safety for the 
operating unit potentially impacted by the construction 
activity, and expected mitigation method.
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Description of the managerial and administrative 
controls

Id tifi ti f th i l d d i i t tiIdentification of the managerial and administrative 
controls used to preclude and mitigate the impacts

Discussion of the process for interactions and 
communications between the construction organization 
and the operations organization
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Construction impact evaluation plan Bullet 3
Identification of the managerial and administrative 
controls such as proposed license conditions that maycontrols, such as proposed license conditions that may 
involve construction schedule constraints or other 
restrictions on construction activities, that are credited to 
preclude and/or mitigate the impacts of potential 
construction hazards to the SSCs important to safety for 
the operating unit(s).
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Construction impact evaluation plan Bullet 4
A discussion of the process for communications and 
interactions planned and credited between theinteractions planned and credited between the 
construction organization and the operations organization 
to ensure appropriate coordination and authorization of 
construction activities and implementation of the 
prevention or mitigation activities as necessary.
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Construction impact evaluation plan Bullet 5
A memorandum of understanding or agreement (MOU or 
MOA) between the COL applicant and the operatingMOA) between the COL applicant and the operating 
unit(s) licensee as a mechanism for communications, 
interactions, and coordination to manage the impact of the 
construction activities.
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Construction impact evaluation plan Bullet 6
An implementation schedule corresponding to 
construction tasks or milestones to ensure the plan isconstruction tasks or milestones to ensure the plan is 
reviewed on a recurring basis and maintained current as 
construction progresses.
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Final location
Revision to RG 1.206

R i i NUREG 0800 SRP Ch 1Revision to NUREG-0800, SRP Chapter 1
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