DiabloCanyonNPEm Resource

From: Soenen, Philippe R [PNS3@PGE.COM]
Sent: Wednesday, April 21, 2010 7:48 PM
To: Green, Kimberly

Cc: Grebel, Terence; Ferrer, Nathaniel
Subject: FW: Draft RAI response to XI.S1-1 IWE
Attachments: DCPP NRC Draft RAI X1.51-1.pdf

Kim,

During last weeks breakouts there was a request to get a copy of the notification that is tracking procedure corrections for
ISI VT GEN-1. A copy of that notification has been posted on the "NRC Document Request" portion of the portal.

Thank you,
Philippe Soenen

Pacific Gas & Electric

142 Cross St. Suite 200
San Luis Obispo, CA 93401
Office: 805.781.9782

Cell: 805.459.3701

From: Duke, Kyle

Sent: Wednesday, April 21, 2010 4:01 PM

To: Soenen, Philippe R

Cc:  Grebel, Terence

Subject: Draft RAI response to XI.S1-1 IWE

Philippe,

Attached is the DCPP response to NRC request (Question 94 LRA Section B2.1.27). Please contact Kim to inform her of
this new addition to the DCPP NRC Document Request Portal.

This action will be taken to "closure" status in the Q&A database.
Thanks,
-Kyle Duke

<<DCPP NRC Draft RAI XI.81-1.pdf>>
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GALL AMP: XI.S1, ASME Section X,
Subsection IWE

Requests for Additional Information (RAls)-
Barry Oland, ORNL :
April 14, 2010

Diablo Canyon
RAI XI.81-1 | '

Background

GALL Report (NUREG-1801), AMP XI1.S1, “ASME Sectlon Xl, Subsection IWE,” Program
Element 10 states that implementation of ASME Section XI, Subsection IWE, in accordance
‘with 10 CFR 50.553, is a necessary element of aging management for steel components of
steel and concrete contamments through the period .of extended operation. The primary
inservice inspection (ISI) method specified in IWE is visual examination (general visual, VT-3,
VT-1). Limited volumetric examination (ultrasonic thickness measurement) and surface .
examination (e.g., liquid penetrant) may also be necessary in some instances.

Issuei

Program Element 1 for the Diablo Canyon ASME Section XI, Subsection IWE aging
management program, DCPP-AMP-B2.1.27, Rev. 2, references Inservice Inspection Procedure
ISI VT GEN-1, “General Visual Examination of the Containment Liner.” This procedure provides
the performan_ce requirements for General Visual examination of accessible surfaces of the
containment liner. According to instructions in Section 7.4, “When an indication described in 5.3
is seen to continue from accessible areas of the surface onto an inaccessible surface area,
make an estimate of the extent of the inaccessible portion of the indication and record the
condition on the data sheet.” However, Section 5.3 discusses “Lighting and other visual aids as
required.” Similarly, acceptance criteria in Section 7.6.2, states that “Examinations that reveal
degraded conditions such as in Step 5.4 or 5.4 shall be reported.” However, the text of Steps
5.3 and 5.4 is not included in Inservice Inspection Procedure ISI VT GEN-1.

Request

\. The applicant is requested to discuss the indications described in 5.3.
2. The applicant is also requested to discuss degraded conditions such as in Step 5.3 or 5.4. -

The staff needs the above information to confirm that the effects of aging of the containment
pressure boundary metal will be adequately managed so that it’s intended function will be -

maintained consistent with the current licensing basis for the period of extended operation as
requir,_.l bes 40 OEDR KA 21(a(!

T ADDIMoW o THE REQLUESTS. Arove (*\ 5_7_*},1-4; HRC Avp T STAFF.

ReCoG HIZED AND {oTED Al (NCORRECT rpARA@LRApA REFERENCE W TWO
" LocaTiodS o PrRoceporE TSI VT Gedd Rev 1., NRC REQUESTED THAT
TCPP SUB™IIT A COPY OF TWE HOoMClcATION THAT \WAS ISSLED TO TRALK
THE_EDITORIAL CORRELTIONS

ATTACHED 1< Dr NOTIFICATIoN ¥ B0303658




Notification: 50309658 Type: DN Work Type: DOCUM ENGR
Description: Procedure I1SI VT GEN-1 Edit Corrections
Order:

Funct. Loc: DC-0

Reported By: DAG1 David A. Gonzalez Rpt By Work Ctr: ETI
Contact Info: DAG1 David A. Gonzalez Created On: 13 Apr 10 19:11

Planner Group: NPR  No planning requrd

Main Wrk Ctr: ETI Inservice Inspection

PROBLEM DESCRIPTION

04/13/2010 19:08:40 David A. Gonzalez (DAG1)

Procedure IS VT GEN-1 Rev 1 "General Visual Examination of the
Containment Liner" was noted by the License Renewal Audit staff to have
an incorrect paragraph reference in two locations. This reference does
not render the procedure unusable nor affect its results as the correct
paragraphs are apparant, but this error should be corrected. Note that
the earliest possible application of this procedure would be during a
refueling outage where the contaiment liner inspection is scheduled.
Corrections necessary:

Paragraph 7.4 reference 5.3 should be 7.3.

Paragraph 7.6.2 reference 5.3 and 5.4 should be 7.3 and 7.4.
04/14/2010 15:19:48 Jana M. Orlando (JMSO) Phone 805/545-3126
The issue/event documented on this notification was reviewed by the
Notification Review Team (NRT) and determined to be the indicated
significance level per OM7.1D1, Attachment 1, Category 18. If additional
information is discovered that would affect the significance level
determination, contact a member of the NRT.

DN closed to DA.

Event Date 13 Apr 10 Notif Required By 24 Jun 10 Station Sig.. 3 Work Group Eval

Print Date: 21 Apr 10 15:13 PG&E Corporation DIABLO CANYON Page 1 of 2



Notification: 50309658 Type: DN Work Type: DOCUM ENGR
Description: Procedure ISI VT GEN-1 Edit Corrections
Order:

STATUS DETAILS

System Status: NOCO ATCO
User Status: 20 APPV Approved

Task # 1 000050309828
Status: TSCO Task Completed

Code Group: DG-CR Condition Report
Task Code: OR Organizational
Responsible: User Responsible
Work Ctr:

Created On: 14 Apr 10 By: JMSO Jana M. Orlando
Planned Start: 14 Apr 10 Planned Finish: 14 Apr 10

Completed On: 14 Apr 10 15:19 By: JMSO Jana M. Orlando  805/545-3126

Print Date: 21 Apr 10 15:13 PG&E Corporation DIABLO CANYON Page 2 of 2
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