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REQUIRED DISPOSITION AND C

St

ORRECTIVE ACTION:

DI SPOSITION:

Accept concrete/grout mixture zs applied.

It has been standard

construction practice to alternate concrete and grout to facilitate

the pumping of the grout applied to conswruction joints.

CORRECTIVE ACTI(N: Instruct superintenderts to insure that only grout is plaoed =

' on construction joinis per JAJ work procedure W-5. (See sttached
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J. A, JONES CONSTRUCTION COMPA NY
CONTRACTORS AND ENGINEERS.

All Concerned from: = E. P. Shows

s

July 28, 1972 " Re: Placement of Grout

on Construction Jointa.
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Work Procedure JAJ W-5 requires 1/2“ of Lean Grout

on Concrete Construction Joints on the exterior wall
of the Reactor Containment Building. 1If concrete is

used to facilitate pumping grout care must be taken
| by Labor Crews to insure concrete and grout mixture
is placed on top of grout and not on concrete,
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E. P. Showa

cc: J. Hobbsé~"
~ B. Browne
B. Miller
R. Griffis

EPS:jc

-,



