
 

 

UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

REGION II 
245 PEACHTREE CENTER AVENUE NE, SUITE 1200 

ATLANTA, GEORGIA  30303-1257 
 

 
October 5, 2010

 
Mr. Ashok S. Bhatnagar 
Senior Vice President 
Nuclear Generation Development and Construction  
Tennessee Valley Authority 
6A Lookout Place 
1101 Market Street 
Chattanooga, TN  37402-2801 
 
SUBJECT: ACKNOWLEDGEMENT TO WATTS BAR 2 – NRC INTEGRATED INSPECTION 

REPORT 05000391/2010603 AND NOTICE OF VIOLATION 
 
Dear Mr. Bhatnager: 
 
Thank you for the response dated September 7, 2010, to the Notice of Violation (NOV) issued 
on August 5, 2010, in Integrated Inspection Report 05000391/2010603.  The Notice of Violation 
was associated with the seismic qualification and suitability of molded case circuit breakers.  We 
acknowledge receipt of your reply to the Notice of Violation. 
 
We are evaluating your denial of the violation and will provide you with the results of our 
evaluation in later correspondence.   
 
In accordance with 10 CFR 2.390 of the NRC’s “Rules of Practice,” a copy of this letter will be 
made available electronically for public inspection in the NRC Public Document Room or from 
the NRC’s document system (ADAMS), accessible from the NRC Web site at 
http://www.nrc.gov/readingrm/adams.html.   
 
Should you have any questions concerning this letter, please contact us. 
 
 

Sincerely, 
 
 
/RA/ 
 
Mark S. Lesser, Chief 
Construction Inspection Branch 1 
Division of Construction Inspection 
 
 

Docket No. 50-391 
Construction Permit No: CPPR-92 
 
cc w/encl:  (See next page) 
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TVA 2  
 
cc w/encl:    
Mr. Gordon P. Arent 
Manager 
New Generation Licensing 
Nuclear Generation Development 
  and Construction 
WBN Nuclear Plant 
P.O. Box 2000 
Spring City, Tennessee 37381 
 
Mr. Masoud Bajestani 
Vice President 
WBN Unit Two 
WBN Nuclear Plant 
Tennessee Valley Authority 
P.O. Box 2000 
Spring City, Tennessee 37381 
 
Mr. Michael K. Brandon, Manager 
Licensing and Industry Affairs 
WBN Nuclear Plant 
Tennessee Valley Authority 
P.O. Box 2000 
Spring City, Tennessee 37381 
 
Mr. Preston D. Swafford 
Chief Nuclear Officer 
  and Executive Vice President 
Tennessee Valley Authority 
3R Lookout Place 
1101 Market Place 
Chattanooga, Tennessee 37402-2801 
 
County Executive 
375 Church Street 
Suite 215 
Dayton, Tennessee 37321 
 
W.D. Crouch, Manager 
WBN Unit 2 Licensing  
Watts Bar Nuclear Plant 
Tennessee Valley Authority 
P.O. Box 2000 
Spring City, Tennessee 37381 
 
Mr. Gregory A. Boerschig 
Plant Manager, WBN Nuclear Plant 
Tennessee Valley Authority 
P.O. Box 2000 
Spring City, Tennessee 37381 

 
Mr. M.J. Hellstern 
General Manager 
NGDC Governance & Oversight 
Tennessee Valley Authority 
3A Blue Ridge Place 
1101 Market Street 
Chattanooga, Tennessee 37402-2801 
 
Mr. R.M Krich 
Vice President  
Nuclear Licensing 
Tennessee Valley Authority 
3R Lookout Place 
1101 Market Street 
Chattanooga, Tennessee 37402-2801 
 
Mr. E.J. Vigluicci 
Assistant General Counsel 
Tennessee Valley Authority 
6A West Tower 
400 West Summit Hill Drive 
Knoxville, Tennessee 37402 
 
Lawrence E. Nanney, Director 
Tennessee Department of Environmental 
Health and Conservation 
Division of Radiological Health 
3rd Floor, L&C Annex 
401 Church Street 
Nashville, TN 37243-1532 
 
Mr. D. E. Grissette 
Site Vice President 
WBN Nuclear Plant 
Tennessee Valley Authority 
P.O. Box 2000 
Spring City, Tennessee 37381 
 
County Mayor 
P.O. Box 156 
Decatur, Tennessee 37322 
 
Senior Resident Inspector 
WBN Nuclear Plant 
U.S. NRC  
1260 Nuclear Plant Road 
Spring City, Tennessee 37381-2000 
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cc email distribution w/encl: 
Greg Scott 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
WB2 Licensing 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 

Letter to Ashok S. Bhatnagar from Mark Lesser dated October 5, 2010.   
 
SUBJECT: ACKNOWLEDGEMENT TO WATTS BAR 2 – NRC INTEGRATED INSPECTION 
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Distribution: 
L. Raghavan, NRR 
S. Campbell, NRR 
P. Milano, NRR 
C. Evans, RII  
L. Slack, RII EICS 
E. Guthrie, RII DRP 
R. Monk, RII WBN Unit 1 SRI     
OE Mail (email address if applicable) 
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