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Chapter 2, Tier 1 (specifically within Inspection, Tests, Analyses (ITA) columns of US-

APWR ITAAC Tables) and Chapter 14 , Tier 2 show several instances where the phrase 

“Type tests and/or analyses will be performed…” is employed as related to electrical 

equipment qualification in a harsh environment. The above statement could be 

interpreted as “analyses alone” is acceptable. This is contrary to the requirements in 10 

CFR 50.49(f)(4) which identifies “analysis in combination with partial type test data that 

supports the analytical assumptions and conclusions,” as a method to qualify electrical 

equipment. Revise all the instances in the DCD, specifically in Chapter 2, Tier 1, and 

Chapters 1, 3, and 14, Tier 2, where the phrase “Type tests and/or analyses will be 

performed…” to read “Type tests or a combination of type tests and analyses" in order to 

comply with the requirements of 10 CFR 50.49(f)(4). 

 
 


