
November 23, 2010 
 
Mr. Jack M. Davis 
Senior Vice President and Chief Nuclear Officer 
Detroit Edison Company 
Fermi 2 – 210 NOC 
6400 North Dixie Highway 
Newport, MI 48166 
 
SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 48 RELATED TO 

THE SRP SECTION 13.3 AND 13.07 FOR THE FERMI 3 COMBINED LICENSE 
APPLICATION 

 
Dear Mr. Davis: 
 
By letter dated September 18, 2008, Detroit Edison Company (Detroit Edison) submitted for 
approval a combined license application pursuant to 10 CFR Part 52.  The U.S. Nuclear 
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable 
the staff to reach a conclusion on the safety of the proposed application. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter.  To support the review schedule, you are requested to respond within 30 days of the date 
of this letter.  If changes are needed to the safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 
 
If you have any questions or comments concerning this matter, I can be reached at 
301-415-8148 or by e-mail at jerry.hale@nrc.gov. 
 

Sincerely, 
 
 /RA/ 
 
 

Jerry Hale, Project Manager 
BWR Projects Branch 
Division of New Reactor Licensing 
Office of New Reactors 
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Request for Additional Information No. 5244 
 

SRP Section: 13.07 - Fitness for Duty (Future SRP Section) 
Application Section: 13.7 

 
13.07-1 
 
Under 10 CFR 52.79(a)(44), the Applicant's FSAR must contain a description of the fitness for duty 
(FFD) program required by 10 CFR Part 26 and its implementation.  How does the Applicant intend to 
update its FFD program for the construction phase?  NEI 06-06 provides examples of FFD programs 
and, if this guidance is endorsed by the NRC, will provide an acceptable method of complying with the 
NRC's regulations.  If the NRC endorses NEI 06-06, does the Applicant intend to update its FFD 
program for the construction phase to comply with NEI 06-06?  If future revisions to NEI 06-06 are 
endorsed by the NRC, does the Applicant intend to update its FFD program for the construction phase 
to comply with certain clarifications, additions, and exceptions in these future, endorsed revisions, as 
necessary? 
 
13.07-2 
 
Under 10 CFR 52.79(a)(44), the Applicant's FSAR must contain a description of the fitness for duty 
(FFD) program required by 10 CFR Part 26 and its implementation.  Describe how the COL Application, 
FSAR, Part 2, Table 13.4-201, (Sheet 13-43), comports with 10 CFR 26, Sections 26.3 and 26.4, and 
guidance in NRC’s letter to the Nuclear Energy Institute dated December 2, 2009, entitled “Status of 
U.S. Nuclear Regulatory Commission Review and Endorsement of NEI 06-06, ‘Fitness for Duty 
Program Guidance for New Nuclear Power Plant Construction Sites’”?  In particular, provide site-
specific information to clearly and sufficiently describe your operational FFD program, in terms of the 
scope and level of detail to allow as reasonable assurance of finding of acceptability.  For example, will 
Fermi 3 base its Section 26.4(a) and (b) FFD program for Behavioral Observation Program and drug 
and alcohol testing on an operational unit program or develop its own specific program?   Please 
describe substantial differences, if any.  
 
13.07-3 
 
Under 10 CFR 52.79(a)(44), the Applicant's FSAR must contain a description of the fitness for duty 
(FFD) program required by 10 CFR Part 26 and its implementation.  In the COL Application, FSAR, 
Part 2, STD SUP 13.7-1, the Applicant states that the operations phase FFD program is consistent with 
NEI 03-01. Considering the recent amendment to 10 CFR Part 26, published on March 31, 2008, does 
the Applicant still intend to reference NEI 03-01 for the operations FFD program, instead of 10 CFR 
Part 26, which the Applicant referenced in the FSAR, Part 2, Table 13.4-201?   
 
13.07-4 
 
Under 10 CFR 52.79(a)(44), the Applicant's FSAR must contain a description of the fitness for duty 
(FFD) program required by 10 CFR Part 26 and its implementation.   Describe why the licensee is 
proposing license conditions for FFD when Part 26 provides explicit implementation requirements.   



 

Request for Additional Information No. 5247 Revision 2 
 

SRP Section: 13.03 - Emergency Planning 
Application Section: Part 5 

 
13.03-56 
 
In response to Emergency Action Level (EAL) RAI 13.03-17, Detroit Edison (DTE) chose to follow 
Option 2 for the Fermi 3 Combined License Emergency Plan. Option 2 requires the applicant to submit 
an emergency plan section that describes the emergency classification system and addresses four 
critical elements required for an EAL scheme. DTE’s four EAL definitions for Critical Element 1 are not 
consistent with definitions described in NEI 99-01, Revision 5, or the attached marked up pages 
showing corrections made to the EAL section of the plan. Revise the plan section D.1 "Classification 
System" description of the four emergency classification levels to be consistent with NEI 99-01, 
Revision 5 or, provide an acceptable justification for why this is not needed. 
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