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From: Wunder, George
Sent: Thursday, July 01, 2010 12:43 PM
To: STPCOL
Subject: FW: OPEN ITEMS FROM ACRS MEETINGS  
Attachments: acrsopenitems from NRO.doc

 
 
From: Banerjee, Maitri  
Sent: Monday, June 07, 2010 11:04 AM 
To: Wunder, George 
Cc: Santos, Cayetano 
Subject: RE: OPEN ITEMS FROM ACRS MEETINGS  
 
George:  I marked up your comments/questions with my response (red).  Please see attached.  Maitri 
 
From: Wunder, George  
Sent: Friday, June 04, 2010 11:23 AM 
To: Banerjee, Maitri 
Cc: Tonacci, Mark 
Subject: OPEN ITEMS FROM ACRS MEETINGS  
 
Maitri,   
 
Attached please find my list of Open items.  I compared it with yours and the issues match.  In some cases, 
however, I was not able to determine from your list what you believe to be the status of the open item.  Please 
take a look at what I have for the status of each open item.  If you do not agree with what I have as a status, 
we must work it out with the individual members who had the questions.  I have also attached Coley Chappell’s 
draft presentation on open items for the June 8, 2010, meeting.  I strongly suggest that we meet with Coley 
following the June 8, 2010, Subcommittee and come up with a single open item list.     
 
Thanks,   
 
George   
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1. Dr. Abdel-Khalik had a question on the Part 21 process.  He is interested in the 
specific Part 21 that came up in the Chapter 4 discussion.  He is also interested in the 
general case of how we identify Part 21 issues that affect the ABWR design.  This 
corresponds to item 4. on Maitri’s list.  This is an Open Item.  (Stacy)   
 
2. Dr. Bonaca indicated that he might have questions on Chapter 18 (human factors 
engineering) after he reflected on the presentation.  This corresponds to item 16. on your 
list.  We have no specific follow-up action for ACRS at this time.  (Closed per 
Stetkar item above on my list) 
 
3. Mr.. Brown had no specific issues.  He indicated that he thought most of his 
questions would be on Chapter 7 (I&C).  This corresponds to item 7. on Maitri’s list.  This 
will be resolved as part of our presentation on May 20, 2010.  We have no specific 
follow-up action for ACRS at this time.  (I asked Mr. Brown to let me know if the item 
can be closed after 5/20 meeting )   
 
4. Dr. Bley appeared interested in the DAC process.  He indicated that he wanted to 
see how issues of concern to the Committee would be resolved.  I am not sure that we 
have been clear that DAC issues will be closed after the issuance of the COL.  This 
means that the Committee will not be able to track the closure of DAC-related technical 
issues before they are requested to write a letter on the staff’s SER.  Perhaps this 
Friday’s DAC presentation to the full Committee will explain the DAC process more 
clearly.  This corresponds to items 12. and 17. on your list.  We have no specific 
follow-up action for ACRS at this time.   (I am not sure if a success path has been 
identified regarding the ACRS concerns with the DAC process.  Given STP pilot 
inspection, I do see some potential exposure here.  I keep mentioning in my status 
reports to ACRS that there is a hole here, and will follow up again.  How did NRO 
respond to ACRS letter on DAC from last July?  Did we reconcile?) 
  
5. Dr. Armijo expressed interest in the fuel related topical reports and the effect of 
the fuel change on the analyses in Chapters 4 and 15.  At the beginning of the next 
meeting we should tell the Subcommittee what topical reports will be presented to them 
and when.  We should also answer the question of whether or not the amendment will 
go before them. This correlates to item 1. on your list.  This is an Open Item.  (Tekia)  
 
6. Dr. Ryan had a question regarding the GALE code revision and its effect on the 
applicant.  Do we have any insights on how results from the new GALE code will 
compare to results from the old GALE code.  What impact is this likely to have on the 
application?  He also expressed concern on the effect of revising RGs on the applicant.  
What happens if we are in the middle of a review and we make significant changes to a 
RG?  How does the applicant deal with this?  This corresponds to item 10. on Maitri’s 
list.  We should address this issue generically.  This item was Closed at the 3/18/10 
meeting.  (Raj/Mike)     
 
7. Dr. Ryan had a question regarding occupational doses received from ABWRs 
and how they compare to occupational doses at other reactors.  This corresponds to 
item 10. On Maitri’s list.  This item was Closed at the 03/18/10 meeting. (Raj/Mike)     
 
8.  Dr. Abdel-Khalik had a question regarding the departure that removes the MSIV 
closure and trip on high radiation.  I believe that the response provided by Dinesh Taneja 



of the I&C branch addressed his concern.  This corresponds to item 5. on Maitri’s list.  
This is a Closed Item.   
 
9. Dr Abdel-Khalik had a concern relative to the feedwater line break accident not 
being described in Chapter 15.  The applicant stated that this accident does not affect 
Chapter 15 doses and that the entirety of the accident and its effects will be discussed in 
the presentation on Chapter 6.  We believe that this addressed the concern.  This 
corresponds to item 6. on your list.  This is a Closed Item.   (Candidate for closure at 
6/24 meeting) 
 
10. Dr. Abdel-Khalik noted that a departure (T1 2.15-2) allowed the EDG space to 
rise to 60 degrees C.  He wanted to know what consideration had been given to 
occupancy of this space with such high temperatures.  If we are tracking this as an open 
item I believe that it is for the applicant.  Please make sure that Dr. Abdel-Khalik wants a 
follow-up on this.  If he does, I can ask the applicant to address this issue when they 
make their presentation on Chapter 9.  If the staff was required to look at this issue 
under the sRP, I will ask that they include a slide in their presentation of Chapter 9.  This 
correlates to item 2 on your list.  This is an Open Item.  (Tom)   
 
11. Dr. Abdel Khalik had a question regarding how flow blockage affected th 
performance of the reactor internal pumps.  The applicant clarified that at any time when 
we would expect flow blockage, the reactor internal pumps would already be de-
energized and the ECCS pumps would be working.  This corresponds to item 8. on your 
list.  The full presentation on strainers and downstream effects testing will be presented 
as part of Chapter 6.  We have no specific follow-up action for ACRS at this time.  
(closure pending 6/24 meeting)  
 
12. An issue arose regarding whether or not Chi/Q values were bounded.  Jay Lee 
corrected his presentation and informed the Subcommittee that, although Chi/Q values 
were not bounded, the associated doses are bounded.  This resolved the issue.  This 
corresponds to item 11. on your list.  This is a Closed Item.   
 
13. Dr. Ryan asked a question regarding underground piping carrying radioactive 
liquids.  Does the piping run through tunnels??  Is it designed for zero leakage??  Is it 
above or below the water table??  I would like to treat this as an open item to be 
addressed by the applicant.  To the extent that the applicants answer to this question 
affects the staff’s SER as written, I will request the staff to address the issue as well.   
Do these questions adequately address Dr. Ryan’s concerns??  Would this approach 
resolve the issue??  This corresponds to item 9. on Maitri’s list.  This is an Open Item. 
(STP)  
 
14. Dr. Bley had a concern regarding the staff’s SER conclusion related to operator’s 
ability to switch from digital MCR to analog RSS.  This corresponds to item 15. On 
Maitri’s list.  This is an Open Item.  (Rocky)   
 
15. Mr. Stetkar wanted to know the expected number of RCIC cycles during an 8 
hour SBO event.  This corresponds to item 20. on Maitri’s list.  This is an Open Item.  
(STP)   
 
16. Dr. Abdel-Khalik had a question regarding EOL fluence value.  This correspons 
to item 21. On Maitri’s list.  This is a Closed Item.  (STP)   



 
17. Dr. Abdel-Khalik had a concern regarding consistency and conversion between 
English and metric units.  This corresponds to item 22. on Maitri’s list.  This is an Open 
Item.  (STP)   
 
18.   Dr. Armijo had a question as to why the TS limit for unidentified leakage was 
raised from 1 gpm to 5 gpm.  The applicant stated that this was because LBB is not 
used.  This corresponds to item 23. On Maitri’s list.  This is a Closed Item. (STP) (Was 
the second part of the question “address instrument sensitivity and how  it compares 
with 1 gpm number” addressed?)   
 
19.   Mr. Stetkar had a question about the ability of the Dow and Velasco lines to 
supply all offsite loads.  This corresponds to item 24. on Maitri’s list.  This is an Open 
Item.  (STP)   
 
20.   Mr. Stetkar wanted to know if there were single or double closing coils on 
switchyard breakers.  This corresponds to item 25. On Maitri’s list.  This is an Open 
Item.  (STP)   
 
21.   Mr. Stetkar wanted to know the life of the battery that supplies backup control 
power to switchyard breakers.  This corresponds to item 26. On Maitri’s list.  This is an 
Open Item.  (STP)   
 
22.   Mr. Stetkar had a question regarding the performance of switchyard breakers 
under various electrical transients.  This corresponds to item 27. On Maitri’s list.  This is 
an Open Item.  (STP)   
 
23.   Mr. Stetkar wanted to know how we ensure that the CTG is ready for loading 
within 10 minutes of the initiation of an SBO event.  This corresponds to item 28 on 
Maitri’s list.  This is an Open Item.  (STP/Adrian)   
 
24.   Mr. Brown had a question on the qualification of submerged 345 kV cables.  This 
corresponds to item 29. on Maitri’s list.  This is an Open Item.  (STP)   
 
25.   Mr. Stetkar wanted to know when the DRAP list would be populated and the 
process for finding it acceptable.  This corresponds to item 30. on Maitri’s list.  This is an 
Open Item.  (STP/Raj)   
 
26.   Item 31. on Maitri’s list says that a 4.16 kV winding in CTG1 could carry 2 PIP 
buses.  It is not clear what the question is, only that STP would address the issue at a 
future meeting.  Need clarification.  This corresponds to item 31. on Maitri’s list.  This is a 
Question for the ACRS.  (Maitri)  (Changed the word “address” to “confirm.”  The action 
reads:  STP would confirm at a future meeting.) 
 
27.   During the presentation on preoperational testing, Mr. Stetkar and Mr. Brown 
noted that they had identified “overlap testing” requirements for various systems but 
could not identify end-to-end testing requirements.  This corresponds to item 32. On 
Maitri’s list.  This is an Open Item.  (STP)     
 



28.   Dr. Abdel-Khalik wanted to know the steam velocity and how it compares to other 
plants.  This corresponds to item 33. on Maitri’s list.  This is an Open Item.  (STP)    
 
29.   Dr. Abdel-Khalik wants the staff to provide reports submitted regarding flow 
induced vibration for review by the Committee.  This corresponds to item 34. on Maitri’s 
list.  This is an Open Item. (Tom)    
 
30.   Mr.  Brown raised the issue cyber-security ITAAC and whether or not it should be 
included in Chapter 14.  This corresponds to item 35. on Maitri’s list.   This is an Open 
Item.  (Rocky/Stacy)   
 
31.   Mr. Stetkar pointed out a possible inconsistency between the diagram of the 
backup SCRAM control circuit and the description of that circuit in the text.  This 
corresponds to item 36. on Maitri’s list.  This is an Open Item. (STP/Adrian)    
 
32.   Please be more specific as to what mr. Stetkar would like to see regarding the 
SPDS.  This corresponds to item 13. on Maitri’s list.  This is a Question for the ACRS.  
(Maitri)  (His concern was that if SPDS is non-safety it may not be available post 
accident, hence how to allow credit?) 
 
   
Open Items  Staff Action  STP Action  ACRS questions 
 
19   9   13    2   
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