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From: Wunder, George
Sent: Thursday, July 01, 2010 12:42 PM
To: STPCOL
Subject: FW: MEETING REGARDING CHAPTER 6  
Attachments: Agenda062310.docx; STPABWR SC Action Items052010.docx

 
 
From: Banerjee, Maitri  
Sent: Monday, June 21, 2010 11:08 AM 
To: Wunder, George 
Subject: FW: MEETING REGARDING CHAPTER 6  
 
 
 
From: Banerjee, Maitri  
Sent: Thursday, June 03, 2010 4:17 PM 
To: Wunder, George 
Cc: Santos, Cayetano 
Subject: RE: MEETING REGARDING CHAPTER 6  
 
I talked to Said about it.  6/8 is not a good day for the lunch time meeting.  The ACRS has a meeting with the 
Commission on 6/9 in addition to the Full Committee meeting that starts on 6/9.  6/10, Thursday lunch time 
may be a good opportunity to corner some members.  Said does not want me to confuse the members too 
much about issues other than Chapter 19 before the 6/8 meeting. 
 
Closure of the ACRS follow-up action item list (attached) is becoming important.  Please let me know which 
ones you and STP plan to address at the 6/8 meeting.  Said thinks these open items may be one reason why 
the Committee may not be able to write an interim letter during the July meeting.    
 
Also attached is a draft proposed agenda for the 6/23-24 meeting.  Please work with STP and let me know if 
any changes are needed. 
 
Thank you. 
 
Maitri 
 
From: Wunder, George  
Sent: Thursday, June 03, 2010 2:46 PM 
To: Banerjee, Maitri 
Subject: MEETING REGARDING CHAPTER 6  
 
Maitri,   
 
Recall that we discussed meeting informally at noon on June 8, 2010, to discuss the staff’s Chapter 6 
presentation with the interested members.  Where shall we meet and who are the interested members??  It 
seems that I recall Dr. Corradini and Dr. Bley as being interested in this chapter.  This might be a time to raise 
the subject of long-term cooling.   
 
Thanks,   
 
George   
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Advisory Committee on Reactor Safeguards 
Meeting of the ABWR Subcommittee on STP COLA – Open/Closed  

June 23-24, 2010, Rockville, MD 
Proposed Agenda 

 
ABWR Subcommittee Chair:  Said Abdel-Khalik 
Cognizant Staff Engineer/DFO:  Maitri Banerjee Maitri.Banerjee@NRC.GOV (301) 415-6973  

      
Topics Presenters Time 
  June 23, 2010 
Opening Remarks  Said Abdel-Khalik, ACRS 1:00 pm - 1:05 pm 
NRO/STPNOC Staff Introductions Mark Tonacci, NRO 

Scott Head, STPNOC 
1:05 pm – 1:15 pm 

STP COLA FSAR Chapter 10 
SER with Open Items 

TBD, STPNOC 
TBD, NRO 

1:15 pm – 2:00 pm 
2:00 pm – 2:45 pm 

Break  2:45 pm – 3:00 pm 
STP COLA FSAR Chapter 13 
SER with Open Items 

TBD, STPNOC 
TBD, NRO 

3:00 pm – 3:50 pm 
3:50 pm – 4:40 pm 

Opportunity for Public Comments Public 4:40 pm – 4:50 pm 
Subcommittee Discussion ACRS Members 4:50 pm – 5:00 pm 
  June 24, 2010 
Opening Remarks  Said Abdel-Khalik, ACRS 8:30 am - 8:35 am 

Follow up items from previous 
ACRS meetings 

George Wunder, NRO 
Scott Head, STPNOC 

8:35 am – 9:30 am 

STP COLA FSAR Chapter 6 
Discussion 

TBD, STPNOC 
Stacy Joseph, NRO 

9:30 am – 10:30 am 

Break  10:30 am – 10:45 am 
STP COLA FSAR Chapter 6 
Discussion 

Mike Murray, STPNOC 
Stacy Joseph, NRO 

10:45 am – 12:00 pm 

Lunch  12:00 pm – 1:00 pm 
Opportunity for Public Comments Public 1:00 pm – 1:15 pm 

Subcommittee Discussion and 
Closing Remarks 

Said Abdel-Khalik, ACRS 1:15 pm – 2:00 pm 

Notes:   
• During the meeting, use 301-415-7360 to contact anyone in the ACRS Office.  
• Presentation time should not exceed 50 percent of the total time allocated for a given item. The 

remaining 50 percent of the time is reserved for discussion.  
• Thirty five (35) hard copies of each presentation or handout should be provided to the Designated 

Federal Official (DFO) / ACRS Contact 30 minutes before the meeting.  
• One electronic copy of each presentation should be e-mailed to the DFO/ACRS Contact one day before 

the meeting.  If an electronic copy cannot be provided within this timeframe, presenters should provide 
the DFO/ACRS Contact with a CD containing each presentation at least 30 minutes before the meeting. 

• To protect proprietary information, parts of the meeting may be closed to the public. 
• A telephone bridge line (800-619-2655, pass code 57244) has been established to allow members of 

the public and stakeholders listen in the open portion of the meeting.  Such participants may ask 
questions at a designated time at the end of the meeting only. 
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No. MTG/ date 
generated ACTION ITEM  CONTEXT AREA LEAD(s) COMMENTS / ACTION / 

DISPOSITION 
 

Date Resolved 

March 2, 2010 Subcommittee Meeting 

1 

 

3/2/10 Dr. Armijo expressed 
interest in the fuel related 
topical reports and the 
effect of the fuel change 
(amendment to COL) on 
the analyses in Chapters 4 
and 15.   

Communicate ACRS desire 
to review fuel amendment 
(first reload) application 
that replaces GE 7 fuel 
(DCD) to contemporary fuel 
(Armijo) 

Chapter 4 SER NRC/ACRS 

(Abdullahi/ 
Banerjee) 

At the 5/20/10 meeting the staff will 
tell the Subcommittee which topical 
reports will be presented to them 
and when.  The staff will also 
answer the question of whether or 
not the amendment will go before 
ACRS. 

Potential impact to other areas 
including Chapters 6 and 15 in 
addition to Chapter 4.   

A list of fuel amendment related 
technical/ topical reports has been 
provided.  ACRS (Dr. Armijo lead) 
to determine which ones the 
Committee would like to review 
and the responsible 
Subcommittee(s).  Proposal to be 
presented at the April P&P.   

 

2 3/2/10 Future presentation of staff 
and STP to address diesel 
qualification to 60 degrees 
C, related occupancy 
issues and HVAC changes. 
(Abdel-Khalik)  

   

Chapter 9 COLA/SER STP STP to provide additional 
discussion on habitability at future 
Subcommittee meeting on impact 
of higher temperature (departure 
T1 2.15-2) when Chapter 9 is 
presented to the Subcommittee.  
The issue of diesel qualification 
was addressed at 3/18/10 meeting 
satisfactory to the members. 
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No. MTG/ date 
generated ACTION ITEM  CONTEXT AREA LEAD(s) COMMENTS / ACTION / 

DISPOSITION 
 

Date Resolved 

3 

 

3/2/10 Part 21 reports issued on 
stability analysis post DCD 
need to be addressed  
(Abdel-Khalik) 

  

Chapters 4 and 
15  

COLA/SER STP/NRO STP and staff to address at March 
18, 2010 meeting.  Closed as 
follows: 

STPNOC will provide an updated 
Stability Option III analyses 
including resolution of the Part 21 
issues before fuel load (COM 4.4-
3) 

Staff will followup commitment 
through established processes. 

3/18/10 

4 

 

3/2/10 Part 21 reports issued post 
DCD - how staff identifies, 
captures and addresses 
Part 21 issues that affect 
the ABWR design? (Abdel-
Khalik)  

Chapters? COLA/SER NRO Staff plans to address it at the 
March 18, 2010, meeting. 

STP is preparing a list of all 
applicable part 21 items since 
original design certification and will 
develop a process to address them 
in the COLA space.  Staff to 
followup and address at a future 
ACRS meeting. 

 

5 3/2/10 Deletion of MSIV closure 
and scram on hi radiation 

Chapters 7 and 
19 

DCD - BWROG Topical Report reviewed 
and approved by NRC.  Closed 

 

3/2/10 

6 

 

3/2/10 FW line break mitigation – 
This accident is not 
described in Chapter 15 
(Abdel-Khalik). 

Chapter 6  COLA/SER STP/NRO The applicant stated that this 
accident does not affect Chapter 
15 doses and that the entirety of 
the accident and its effects will be 
discussed in the presentation on 
Chapter 6. 

Address during 6/24/10 meeting. 
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No. MTG/ date 
generated ACTION ITEM  CONTEXT AREA LEAD(s) COMMENTS / ACTION / 

DISPOSITION 
 

Date Resolved 

7 

 

3/2/10 FPGA – address in more 
detail (e.g., inter-channel 
communication, 
determinancy) (Brown) 

Chapter 7 COLA/SER STP/NRO Staff to discuss at 5/20 meeting.  
NRO to provide documents to 
Subcommittee in advance of 
briefing on this topic as needed. 

 

8 3/2/10 Address GSI-191 flow 
blockage (not just for fuel) 
(Abdel- Khalik) 

Chapter 6 COLA/SER STP/NRO Staff and STP to discuss this issue 
during presentation on strainers and 
downstream effects testing as part 
of Chapter 6 on May 20, 2010.   

 

9 

 

3/2/10 Address how underground 
release is handled (e.g., 
H3) in STP design and 
operational programs. 
Address if underground 
piping carrying radioactive 
liquids run through tunnels, 
designed for zero leakage, 
or above/ below the water 
table.  (Ryan) 

Chapter 11 COLA/SER STP To be discussed at a future 
meeting 

 

10 

 

3/2/10 GALE code – impact of the 
very conservative approach 
used by the staff and need 
for uncertainty analysis and 
use of actual experience 
data.  (Ryan) 

Chapter 12 SER NRO Dr. Ryan asked if staff has any 
insights on how results from the 
new GALE code will compare to 
results from the old GALE code.  
What impact is this likely to have 
on the application?  He also 
expressed concern regarding the 
effect on the applicant of making 
significant changes to RGs in the 
middle of a review?   

Staff to address this issue 
generically at a future meeting. 

Staff discussed the issue at 
3/18/10 SC meeting to 
Committee’s satisfaction. The 
issue is closed. 

3/18/10 
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No. MTG/ date 
generated ACTION ITEM  CONTEXT AREA LEAD(s) COMMENTS / ACTION / 

DISPOSITION 
 

Date Resolved 

11 

 

3/2/10 Disparity between staff and 
STP presentation related to 
all x/q values being 
bounded by DCD. 

 

Chapter 15 SER NRO Staff acknowledged error in 
presentation slides.  Issue closed.   

3/2/10 

12 3/2/10 Related to HFE, how 
specific DAC acceptance 
criteria be amenable to 
staff inspection (Bley) 

Chapter 18 

 

SER ACRS DAC issues will be closed after the 
issuance of the COL.  This means 
that the Committee will not be able 
to track the closure of DAC-related 
technical issues before they are 
requested to write a letter on the 
staff’s SER.   

ACRS to receive briefing on digital 
I&C DAC at 570 ACRS meeting on 
3/5/10, and decide if further follow-
up is needed. 

 

13 3/2/10 Subcommittee would like a 
better understanding of 
how adding dry/wetwell 
pressure indication on 
SPDS gives higher 
assurance of control room 
capability post accident 
when SPDS is non-safety 
related (Stetkar)  

Chapter 18 SER NRO Staff to provide additional 
information to ACRS.   

 

14 3/2/10 EDG qualification to 
increased ambient 
temperature (Stetkar) 

Chapters 8, 9 FSAR/SER STP/NRO STP to discuss at next meeting.  
This item is closed. 

3/18/10 
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No. MTG/ date 
generated ACTION ITEM  CONTEXT AREA LEAD(s) COMMENTS / ACTION / 

DISPOSITION 
 

Date Resolved 

15 3/2/10 Subcommittee would like a 
better understanding of the 
basis for SER conclusion 
related to MCR and RSS 
and operator ability in 
switching from a digital 
MCR to analog RSS 
(Stetkar) 

Chapter 18 SER NRO Staff to address this question in 
the context of the Chapters 7 and 
18 discussions on RSS.   

 

16 3/2/10 May need more aggressive 
staff review of HFE.  Dr. 
Bonaca indicated that he 
might have questions on 
Chapter 18 (human factors 
engineering) after he 
reflected on the 
presentation.  (Bonaca) 

Chapter 18 SER ACRS/NRO Staff to address: 

Dr. Bonaca referring to questions 
from Dr. Stetkar above – 
Treatment of SPDS, core cooling 
display parameters and their 
bases. 

 

17 3/2/10 Staff needs to formalize 
handling of DAC 

Chapter 18 NRO 
Programs 

ACRS/NRO Future ACRS Briefings to address.  
Also see item 12. 

 

18 3/2/10 Related to SER open item 
1-3 on aging management, 
it was noted that detailed 
technical review is 
conducted under license 
renewal process when it 
should be an issue to 
consider from the first day 
on.  Dr. Stetkar noted that 
additional guidance in the 
area may be helpful. 

Chapter 1 Aging 
managemen

t 

ACRS/NRO Staff plans to close this issue in the 
staff’s final SER with no open 
items. 
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DISPOSITION 
 

Date Resolved 

19 3/2/10 Occupational doses 
received from ABWRs and 
how they compare to 
occupational doses at other 
reactors.  Can we compare 
ABWR to other Japanese 
BWRS as well as to U.S. 
BWRs? (Ryan) 

Chapter 12 ABWR 
occupational 

dose 

NRO Staff to address this issue at a 
future meeting. 

At 3/18 SC meeting, NRO and STP 
provided occupational dose data 
for Japanese and US BWRs since 
1993 and the average dose for the 
Kashiwazaki-Kariwa plants, two of 
which are ABWR units, from 1997 
thru 2002.  

3/18/10 

March 18, 2010 Subcommittee Meeting 

20 3/18/10 

Number of times RCIC is 
expected to cycle on and 
off during an 8 hour SBO 
event (Stetkar) 

Chapter 5 RCIC  STP RCIC qualification and Operator 
response may be challenged due 
to repeated cycling 

 

21 3/18/10 Rx vessel EOL fluence 
value and error band 
(Abdel-Khalik/Armijo) 

Chapter 5 Rx Vessel 
Material 

STP COLA uses DCD value, will be 
updated once PTLR is 
finalized/approved 

3/18/10 

22 3/18/10 Ensure all documents 
(engineering, design, 
procedures, PTS etc) at the 
plant use a consistent set 
of units (either British or 
Metric). (Abdel-Khalik)  

All All STP Too may number of problems and 
near misses happen when 
operators and technicians at the 
plant have to take action based on 
inconsistent units. 

 

23 

 

3/18/10 Address how K6 and K7 
RCS leakage TS limits 
compare with proposed 
STP numbers, and justify 
STP limits, if higher. 

Also address instrument 
sensitivity and how  it 
compares with 1 gpm 
number. (Armijo) 

Chapter 5 PTS STP Unidentified leakage limit was 
increased from 1 gpm DCD value to 
5 gpm STP TS as STP is not using 
LBB. 
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DISPOSITION 
 

Date Resolved 

24 3/18/10 Confirm that East 
transmission lines are 
capable of supplying all 4 
units’ safety loads when 
other lines are lost. 
(Stetkar/Sieber) 

Chapter 8 FSAR STP Concern was that given shared 
transmission right of way and 
towers, all other lines could be lost 
under a storm situation. 

 

25 3/18/10 State if there are single or 
double closing coils on 
switchyard breakers. 
(Stetkar) 

Chapter 8 FSAR STP There may be additional questions 
if the answer is “single.” 

 

26 3/18/10 Provide switchyard control 
system backup battery 
discharge time. 
(Stetkar/Sieber) 

Chapter 8 FSAR STP Breakers may not close after 
LOOP clears if battery exhausted. 

 

27 3/18/10 
Performance of switching 
logic under various 
electrical transients. 
(Stetkar) 

Chapter 8 FSAR STP STP may a want to address it 
beyond COL while detailed design 
is finalized. 

 

 
28 3/18/10 NRO to address how the SBO rule 

requirements are being ensured after 
operator action time is factored into the 
scenario with STP specification of “less than 
10 minutes CT startup time.” (Stetkar) 

Chapter 8 SER NRO As STP chose not to do SBO coping analysis, 
they have to demonstrate that the CTs are 
capable of powering shutdown buses within 
10 minutes of the onset of SBO (10 CFR 
50.63 (c)(2)).  The scenario involves needed 
operator action to shed/load buses before 
breaker can be closed. 

 

29 3/18/10 Address qualification of submerged 345 KV 
cables. (Brown)  Chapter 8 FSAR STP High water table prompted question on 

qualified life.  
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30 3/18/10 Address when DRAP list will be effectively 
populated and staff review is completed.   

How does staff ensure the DRAP list and the 
process (COLA vs. ITAAC) related to it are 
acceptable? (Stetkar) 

Chapter 
17 FSAR/SER STP/NRO 

With evolving plant PRA and DRAP, 
members were concerned that ITAAC may 
not be an appropriate closer mechanism for 
DRAP list. 

 

31 3/18/10 4.16 kV winding in CTG1 bus could carry two 
PIP buses together with one safety bus 
(Stetkar) 

Chapter 8 FSAR/SER STP STP to address at a future meeting  

May 20, 2010 Subcommittee Meeting 

32 

5/20/10 During the presentation on preoperational 
testing, members Stetkar and Brown noted 
that they had identified “overlap testing” 
requirements for various systems but could 
not identify end-to-end testing requirements.   
 

Chapter 14 FSAR STP STP to address at a future meeting  

33 
 
5/20/10 

Dr. Abdel-Khalik wanted to know the steam 
velocity and how it compares to other plants. 
 

Chapter 14 FSAR STP STP to address at a future meeting  

34 
 
5/20/10 

Dr. Abdel-Khalik wants the staff to provide 
reports submitted regarding flow induced 
vibration for review by the Committee.   
 

Chapter 14 Tech. Report NRO   

35 
 
5/20/10 

Member Brown raised the issue of cyber-
security ITAAC and whether or not it should 
be included in Chapter 14. 
 

Chapter 14 ITAAC NRO NRO staff to address at a future meeting  

36 

 
5/20/10 

Dr. Stetkar pointed out a possible 
inconsistency between the diagram of the 
backup SCRAM control circuit and the 
description of that circuit in the text.     
 

Chapter 14 FSAR/SER STP/NRO STP and NRO staff to address at a future 
meeting  

June 8, 2010 Subcommittee 

37        

36        

37        
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June 24, 2010 Subcommittee Meeting 

38        

39        

40        

 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /OK
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 450
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly true
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for compliance with 10CFR1, Appendix A.  Created PDF documents can be opened with Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


