EQUIPMENT NUMBERING INDEX o
KEY NO. | EQUIPMENT NUMBER | DESCRIPTION
01 BVIA2VFNBI1 | SUPP PURGE SPLY FAN 21a
02 8VI42VFNDI2 | SUPP PURGE SPLY FAN 21B
03 BVI42VFNGI3 | SUPP PURGE EXH FAN 21A
04 BVI42VFNBI4 | SUPP PURGE EXH FAN 21B
05 BVI42VHX@B2 | SUPP PURGE SPLY HTG COIL
06 8Y142VFDOOS | SUPP PURGE SPLY PREFILTER
a7 8V142VFDRR7 SUPP PURGE SPLY H E FILTER T
28 9V142VFDB32 SUPP PURGE EXH PRE-FILTER
29 9V142VFDB33 SUPP PURGE EXH HEPA FILTER
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