From: DiFrancesco, Nicholas

Sent: Monday, November 29, 2010 3:54 PM

To: Mitchel.Mathews@exeloncorp.com

Cc: 'jeff.hansen@exeloncorp.com'; Wohl, Marilyn; Norton, Charles; Brown, Eva;
DiFrancesco, Nicholas

Subject: DRAFT NRC RAI Re: Clinton Power Station, Unit No. 1 - LAR Adoption of TSTF-
501, Rev 1 - Relocation of Stored Fuel Oil and Lube Qil Volumes (TAC
ME4850)

Mr. Mathews,

By letter dated October 8, 2010, Exelon Generation Company, LLC (the licensee) submitted
license amendment request (LAR) for Clinton Power Station (CPS), Unit No. 1 (ADAMS
Accession No. ML102810654). The LAR proposes to revise the CPS Technical Specifications
(TS) 3.8.3, “Diesel Fuel Qil, Lube Oil, and Starting Air,” by relocating the current stored diesel
fuel oil and lube oil numerical volume requirements from the TS to the TS Bases.

The Component Performance & Testing Branch has reviewed the information provided and
determined that in order to complete its evaluation, additional information may be required. The
draft request for additional information (RAI) related to the NRC staff review is provided below.

After reviewing the draft RAI, please contact me at 301-415-1115 to discuss the need for a
teleconference to clarify the draft RAl and to establish a due date for the response.

Respectfully,
Nicholas DiFrancesco

Project Manager

Nuclear Regulatory Commission
Division of Operating Reactor Licensing
nicholas.difrancesco@unrc.qov

Tel: (301) 415-1115

Fax: (301) 415-1222

REQUEST FOR ADDITIONAL INFORMATION

EXELON GENERATION COMPANY, LLC

CLINTON POWER STATION, UNIT NO. 1

LICENSE AMENDMENT REQUEST FOR ADOPTION OF TSTF-501

DOCKET NO.: 50-461

TAC No. ME4850

RAI 1:



Please provide the rated nameplate capacity and the maximum post-[loss of coolant accident]
LOCA load demand for each emergency diesel generator (EDG).

RAI 2:

Paragraph 9.5.4.1 of the Clinton Power Station, Unit No. 1 [Updated Safety Analysis Report]
USAR states that the design of the diesel fuel oil system complies with [American National
Standards Institute] ANSI N195-1976 with exceptions and clarifications to Section 6.3 and
Appendix A, Paragraph 1 of Section 7.5, and Paragraph 1d of Section 8. Section 5.4 of ANSI
N195-1976 states that “The fuel oil storage capacity requirement of 5.2 or 5.3 shall be
calculated based upon the diesel-generator(s) operating at the minimum required capacity for
the plant condition which is most limiting for the calculation of such capacity. The design shall
take into account the time dependence of diesel-generator loads.” It also states that “A
conservative alternative to calculating the total fuel storage based on time-dependent loads is to
calculate the storage capacity by assuming that the diesel operates continuously for seven days
at its rated capacity.” It is further stated that “A minimum margin of 10% shall be added to the
calculated storage requirement if the conservative alternate calculation is not used.”

For the Division 1 EDG, the conservative alternate calculation was not used, and the minimum
margin of 10% does not appear to have been added to the fuel oil storage capacity requirement
calculation in accordance with Section 5.4 of ANSI N195-1976. Also, neither of the two
calculation methods in Section 5.4 of ANSI N195-1976 was used. Please explain why the
Division 1 EDG fuel oil storage calculation does not meet the requirements of Paragraph 5.4 of
ANSI N195-1976.

RAI 3:

Please provide the methodology for the fuel oil storage capacity requirement calculations for the
Division 2 and Division 3 EDGs. Please explain why they meet (or why they do not meet) the
requirements of Section 5.4 of ANSI N195-1976.

RAI 4:
Please confirm that the lube oil used is compatible with Ultra Low Sulfur Diesel (ULSD) fuel, and
that the lube oil consumption rate does not change when using ULSD.
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