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PMTurkeyCOLPEm Resource

From: Comar, Manny
Sent: Friday, November 12, 2010 2:06 PM
To: Antonio Fernandez; orthen, Richard; TurkeyCOL Resource; William Maher
Subject: Draft RAI 5132 related to SRP Section 05.04.07 - Residual Heat Removal (RHR) for the 

Turkey Point Units 6 and 7 combined license application.  
Attachments: draft RAI 5132_TPN.doc

To All, 
 
Attached is the draft of RAI No:5132, regarding section 05.04.07  (Residual heat removal(RHR) for the Turkey Point Units 
6 and 7 combined license application.   
 
If you need a conference call to discuss the question(s) of the draft RAIs please contact me at 301‐415‐3863.  Unless you 
request additional clarification we will normally issue the RAI as final within 3 to 5 days, from today. 
 
Thanks 
 
 
Manny Comar 
Senior Project Manager 
NRO/DNRL/NWE1 
Nuclear Regulatory Commission 
301‐415‐3863 
mailto:manny.comar@nrc.gov 
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Request for Additional Information No. 5132  
 
  
 

Turkey Point Units 6 and 7 
Florida P and L 

Docket No. 52-040 and 52-041 
SRP Section: 05.04.07 - Residual Heat Removal (RHR) System 

Application Section: 5.4 Component and Subsystem Design 
 
QUESTIONS from Reactor System, Nuclear Performance and Code Review (SRSB) 
 
05.04.07-*** 

In the PTN COL application, Part 7, and PTN COL FSAR Section 5.4.7.1, a site specific 
ambient design wet bulb air temperature of 87.4°F (100 year return estimate of 2-hour 
duration) is proposed as the basis for the component cooling water temperature to the 
RNS heat exchangers.    That temperature exceeds the site parameter value for 
maximum safety wet bulb (noncoincident) air temperature specified in the DCD.  This is 
a Tier 1 departure from the design maximum safety wet bulb (noncoincident) air 
temperature that requires an exemption from 10 CFR Part 52, Appendix D, Section IV.A 
2.d.  According to Part 7 of PTN COL application an analysis of the maximum safety wet 
bulb (noncoincident) air temperature of 87.4°F has been performed.  According to the 
applicant, the results of this analysis show that the higher maximum safety wet bulb 
(noncoincident) air temperature will not adversely affect any safety-related SSCs, their 
functional capabilities or analysis methods as presented in the DCD. 
  
In order to evaluate the effect of this departure, pursuant to 10 CFR Part 52, Appendix 
D, Sections IV.A.2.d and VIII.A.4; 10 CFR 52.7, 52.63(b)(1) and 52.98(f); and 10 CFR 
50.12, the staff requests that the applicant provide the analysis report on the maximum 
safety wet bulb (noncoincident) air temperature.  
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