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CCNPP3eRAIPEm Resource

From: Steckel, James
Sent: Tuesday, November 23, 2010 3:39 PM
To: 'robert.poche@constellation.com'
Cc: Segala, John; Hearn, Peter
Subject: Draft RAI
Attachments: Draft RAI 280 SBPA 5276.doc

Rob, 
 
Attached is DRAFT RAI No. 280 (eRAI No. 5276).  You have until December 6, 2010, to review this RAI and decide 
whether you need a conference call to discuss/clarify the question(s) in this RAI before the final issuance of the RAI.  
After the clarification phone call or on December 6, 2010, the RAI will be finalized and sent to you for a response.  You 
will then have 30 days to provide a technically complete response or an expected response date for the RAI. 
 
Thank you, 
 
Jim Steckel 
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Request for Additional Information No. 5276 Revision 6 
 

11/23/2010 
 

Calvert Cliffs Unit 3 
UniStar 

Docket No. 52-016 
SRP Section: 10.04.05 - Circulating Water System 

Application Section: 10.4.5 
 
QUESTIONS for Balance of Plant Branch 2 (ESBWR/ABWR) (SBPB) 
 
10.04.05-5 

This is a followup to RAI 246 Question 10.04.05-4 
In RAI 246 Question 10.04.05-4, the NRC staff requested additional details regarding a 
CWS flooding event and the locations of water exiting the turbine building. In the August 
11, 2010 response to Question 10.04.05-4, it is stated: 

“To direct the flood flow away from the safety SSCs, and to avoid flood water 
from flowing toward the east where the reactor building is located, the finish 
grade between the north wall of the Turbine Building and the southwest corner of 
the Essential Service Water (ESW) cooling tower is raised locally in the form 
of a berm, in addition to other minor local grading in the yard area.” 

The response references Figure 2.5-173, but it appears that it should have been Figure 
2.5-129. However, upon review of the site grading plan, the berm could not be located. 
Because the berm is being relied upon to direct the flood flow away from the safety 
SSCs, and to avoid flood water from flowing toward the east where the reactor building 
is located, additional information in the FSAR is needed. The FSAR should be updated 
to include the berm on the site grading plan. In addition, the applicant should provide a 
height and justification for the height of the berm to protect all safety SSCs from the 
CWS flooding event. 
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