PMLevyCOLPEmM Resource

From: Anderson, Brian

Sent: Thursday, January 13, 2011 4:14 PM

To: PMLevyCOLPEmM Resource

Subject: Withdrawal of RAI # 5146 related to Levy County COLA review
Importance: High

MEMORANDUM TO: File (Docket Numbers 52-029, 52-030, Levy County Units 1 and 2 COLA)

FROM: Brian Anderson
Office of New Reactors, Division of New Reactor Licensing
Senior Project Manager, AP1000 Projects Branch 1

SUBJECT: Withdrawal of RAI # 5146 related to the review of Levy County COLA section 2.3.4

On October 18, 2010, the NRC issued a draft copy of RAI # 5146 to Progress Energy Florida, Inc. (PEF). This RAI
included three questions, which stated:

02.03.04-***

FSAR Table 2.3.2-207 shows that there were 2303 hours of calm data recorded during G stability for the period February
2007 through January 2009. Given that FSAR Table 2.3.2-208

shows a total of 17,301 (14,078 non-calm and 3223 calm) hours of data were recorded during this same period, this
means that 13.3 percent of the data recorded during this two-year

period were calm conditions during G stability. RG 1.145 states that if the wind instrumentation conforms to RG 1.23,
calms should be assigned a wind speed equal to the vane or

anemometer starting speed, whichever is higher. FSAR Table 2.3.3-202 shows that the LNP wind speed and wind
direction sensors meet the RG 1.23 starting thresholds of less than 0.45

m/s.

FSAR Section 2.3.4 states that the wind speed categories used as input to PAVAN are the same as recommended in RG
1.23, Revision 1, with the exception that the first two non-calm

categories (i.e., less than or equal to 0.5 and 0.5 — 1.0 m/s) were combined and assigned to a category of 1.0 — 1.05 m/s.
This means all wind speeds below the manufacturer’s stated

instrument threshold wind speed were assigned a wind speed of 1.0 m/s, instead of 0.45 m/s as suggested in RG 1.145.

The applicant should justify this deviation from the guidance provided in RG 1.145.

02.03.04-***

It appears to the staff that FSAR Table 2.0-201 was not updated in Revision 1 of the FSAR to include the updated EAB and
LPZ x/Q values. As a result the EAB and LPZ X/Q site

characteristic values listed in FSAR Table 2.3.4-201 differ from those listed in FSAR Table 2.0-201.

Please update FSAR Table 2.0-201 to include the revised site characteristic EAB and LPZ x/Q values.

02.03.04-***

The staff was unable to confirm the 50% x/Q values presented in FSAR Table 2.3.4-205 for the 0-2 hour EAB, 0-2 hour LPZ,
and Annual Average LPZ values. The staff reviewed the PAVAN

output provided by the applicant and was unable to confirm the applicant’s results.



Please provide an explanation as to how the values in FSAR Table 2.3.4-205 were calculated.

After issuing draft RAI #5146, NRC technical staff held a conference call with PEF and performed an audit of
supporting calculations related to FSAR section 2.3.4. As a result of these activities, NRC staff decided not to
issue RAI #5146 in a final letter. Instead, the unresolved issues described in RAI #5146 were transferred to RAI
#5380, which was issued to PEF as a draft RAl on January 12, 2011. RAI #5146 was not issued in a final RAI
letter and was removed from the e-RAIl system on January 13, 2011.
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