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Enclosure I to AET 11-0002

Summary of Facility Changes for the American Centrifuge Lead Cascade Facility
and American Centrifuge Plant for Calendar Year 2010



2010 Brief Summary of Changes for the American Centrifuge Lead Cascade Facility (LCF) and
American Centrifuge Plant (ACP)

FCE 09-0075 0 Title: 5/21/2009 Yes ESO-310109-0002 Rev 0, Yes None of the criteria
PCE 09-0057 0 Roof Repairs and Upgrades LCF/ACP License listed in 10 CFR

Description of Change: Application Chapter 7, ACP 70.72(c) are met.Desciptiodofs Cange roofIntegrated Safety AnalysisRepaired roofs and roof drains for buildings. Summary Chapter 2

Reason for the Change:
Repair of leaking roofs.

FCE 09-0118 0 Title: 5/21/2009 No LCF/ACP License No None of the criteria
PCE 09-0090 0 Remove Indium Foil From Security Badges Application Chapter 4 listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed Indium Foil from the security badges; provided a separate badge
to contain the Indium Foil; updated the License Application to reflect the
change.

Reason for the Change:
The new Homeland Security Presidential Directive -12 badges required by
the U.S. Department of Energy will not accommodate the indium foil.

FCE 09-0136 0 Title: 7/7/2009 No LCF Decommissioning No None of the criteria
Revision to the Decommissioning Funding Plan for the American Funding Plan Chapters 1, listed in 10 CFR
Centrifuge Lead Cascade Facility (NR-2605-0004) 2, 3 and 4; LCF License 70.72(c) are met.

Description of Change: Application Chapter 10

Revised NR-2605-0004 and the License Application to reduce the planned
number of centrifuge machines to 100.

Reason for the Change:
Management determined that 100 machines would be enough to gather
the necessary reliability, performance, cost, and other data.
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ISA

FCE Number Summary Reason NRC

PCE Number Rev. Approval Change Documents Modified Update Preapproval Not
Date to SSC? Due to Change Required? Required/Comments

FCE 09-0136 1 Title: 11/4/2010 No LCF Decommissioning No None of the criteria
Revision to the Decommissioning Funding Plan for the American Funding Plan Chapters 1, listed in 10 CFR
Centrifuge Lead Cascade Facility (NR-2605-0004) 2, 3 and 4; LCF License 70.72(c) are met.

Description of Change: Application Chapter 10

Provided clarification that costs are representative of those for
independent third-parties performing decommissioning activities; provided
better reference to the USEC cost basis; and provided minor modifications
to the model surety documentation package.

Reason for the Change:
Developed to address U.S. Nuclear Regulatory Commission Request for
Additional Information.

FCE 09-0136 2 Title: 3/31/2010 No LCF Decommissioning No None of the cdteria
Revision to the Decommissioning Funding Plan for the American Funding Plan Chapters 1, listed in 10 CFR
Centrifuge Lead Cascade Facility (NR-2605-0004) 2, 3 and 4; LCF License 70.72(c) are met.

Description of Change: Application Chapter 10

Provided clarifications to USEC's previous response (USEC letter AET 09-
0081).

Reason for the Change:
Address two additional U.S. Nuclear Regulatory Commission Request for
Additional Information.

FCE 09-0165 0 Title: 5/15/2009 Yes CWP #BOPCOM-7104 No None of the critera
PCE 09-0126 0 Evacuation and Public Address System for X-6002 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Developed Work Package for the fabrication, installation, programming,
and testing of the Evacuation and Public Address System for the X-6002
Boiler House.

Reason for the Change:
Included the X-6002 as part of the plant-wide Evacuation and Public
Address System.
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FCE 09-0213 1

PCE 09-0163 1
Title:
Revision to Classified Distributive Information Plans SP-2605-0029,
Classified Distributive Information Networks Plan for the Distributed
Control System Located in the X-3012 & X-3001; SP-2605-0030, Classified
Distributive Information Networks (CDIN) Plan for the Process Telephone
System (PTS) Located in the X-3012 and X-3001; SP-2605-0031,
Classified Distributive Information Networks (CDIN) Plan for the Data
Processing System Located in the X-3012; SP-2605-0032, Classified
Distributive Information Networks (CDIN) Plan for the Data Processing
System Located in the X-7725 and X-7726

Description of Change:
Corrected the revision numbers of the Classified Distributive Information
Networks Plans.

Reason for the Change:
The incorrect revision numbers of Classified Distributive Information
Networks Plans were listed in the change evaluation package.

1/12/2010 No SP-2605-0029 Rev 1,
SP-2605-0030 Rev 1,
SP-2605-0031 Rev 2,
SP-2605-0032 Rev 2

No None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 09-0264 1 Title: 3/25/2010 Yes TP-2101-0033 Rev 0 No None of the criteria
PCE 09-0209 1 Centrifuge Machine Cooling Water Tube and Fittings Redesign listed in 10 CFR

Description of Change: 70.72(c) are met.

Corrected change evaluation.

Reason for the Change:
All questions on the change evaluation were not completed in accordance
with plant procedure.

FCE 09-0308 1 Title: 1/12/2010 No ACD4-SP-025 Chg 2 No None of the criteria
PCE 09-0249 1 Revision to Procedure ACD4-SP-025, Security Alarm Response listed in 10 CFR

Description of Change: 70.72(c) are met.

Corrected the procedure change number in the change evaluation
package.

Reason for the Change:
The change evaluation package listed the procedure at change 1 when it
should have been change 2.
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FCE 09-0353 0 Title:
PCE 09-0276 0 Lead Cascade Facility and American Centrifuge Plant organization and

Editorial Changes within the License Application and Quality Assurance
Program Description

Description of Change:
Incorporated change to the Lead Cascade Facility and American
Centrifuge Plant organization appointing a new Senior Vice President;
removed the reference to the Regulatory and Quality Assurance
Manager(s) for the Engineering, Procurement, and Construction
organization; and the addition of the title for American Society of
Mechanical Engineers (NQA-1).

Reason for the Change:
On August 24, 2009, United States Enrichment Corporation appointed a
new Senior Vice President of Extemal Relations. NUREG-1 520 requires
that principal officers be identified in Chapter 1.0 of the license application;
therefore, as Senior Vice President of External Relations is considered a
principal officer, this position is being added to the License Applications for
the Lead Cascade Facility and American Centrifuge Plant.

2/9/2010 No LCF License Application
Sections 1.2.1, 2.1.2,
2.1.2.1, 2.1.2.2, 2.1.3,
2.2,11.1.1.2;
ACP License Application
Sections 1.2.1, 2.1.2,
2.1.2.1, 2.1.2.1.1, 2.1.2.2,
2.1.3, 2.2, 11.1.1.2.6;
LCF/ACP Quality
Assurance Program
Description Sections 1.2,
2.0, 5.0, 7.1, 7.3, 17.0,
18.0, 18.1, 18.2, and 20.0

No None of the criteria
listed in 10 CFR
70.72(c) are met.

During demobilization efforts in the third quarter of 2009, management
decided that the Regulatory Manager and Quality Assurance Manager
positions supporting the Engineering Procurement Construction
organization would be removed.

FCE 09-0357 0

PCE 09-0279 0
Title:
Upgrade the Public Wamning Siren System
Description of Change:
Upgraded the Public Warning Siren System; replaced obsolete hardware
with digital equipment, and added a repeater to resolve issues with
reception from the Pike County Sheriffs Office controller.

7/19/2010 Yes None No None of the criteria
listed in 10 CFR
70.72(c) are met.

Reason for the Change:
Upgrading the Public Warning Siren System will provide additional
assurance that the system will function as designed and to resolve issues
with reception from the Pike County Sheriffs Office controller.

This change evaluation is being performed to evaluate the impacts of
Govemnment Services Plant Change Review, PCR-ESO-E2970, Rev 1
against the Lead Cascade Facility and the American Centrifuge Plant
programs.
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FCE Number Summary Reason NRC
PCE Number Rev. Approval Change Documents Modified Update Preapproval Not

Date to SSC? Due to Change Required? Required/Comments

FCE 09-0383 0 Title: 11/4/2009 No None No None of the criteria
PCE 09-0290 0 Canceling Fluor's GV2-ACP-001, Security Program; GV2-ACP-002, listed in 10 CFR

Greenville Master Information Systems Security Plan (ISSP) for Stand- 70.72(c) are met.
alone & Networked Systems Processing Classified Information at PL=1;
GV2-ACP-003, Information System Security Plan For the Classified
Services Network System Processing Classified Information at Protection
Level = 1; GV2-ACP-004, Classified Distributed Information Network
(CDIN) Plan

Description of Change:
Changed Fluor facility code to a non-possessing (Classified) facility and
canceled GV2-ACP-001, GV2-ACP-002, GV2-ACP-003, and GV2-ACP-
004.

Reason for the Change:
Based on USEC's decision to demobilize strategic partners from the
project, it was determined that Flour would not process classified
information.

FCE 09-0387 0 Title: 1/6/2010 No ACD2-SH-028 Chg 3 No None of the criteria
PCE 09-0294 0 Revision to Procedure ACD2-SH-028, Welding, Burning, and Hotwork listed in 10 CFR

Practices 70.72(c) are met.

Description of Change:
Changed "issuing authority" to "responsible manager'; deleted the training
requirement for issuing authorities, responsible managers, service
managers, and welders; deleted reference to Safety and Health Work
Permit; specified five-year retention periods for non-quality records; added
definition of "hotwork"; revised list of acronyms; added guidance to return
Form AC-276, Welding/Buming/Hotwork Permit, and Form AC-277, Fixed
Weld Shop Permit, to Fire Services upon expiration; made minor changes
to Form AC-276 and Form AC-277; made other minor editorial and
grammatical changes; and transferred procedure ownership from Industrial
Safety to Fire Services.

Reason for the Change:
Clarify procedure requirements.

FCE 09-0395 0 Title: 11/13/2009 Yes None No None of the criteria
PCE 09-0296 0 Install Sprinkler System Pressure Relief Valve listed in 10 CFR

Description of Change: 70.72(c) are met.

Installed a pressure relief valve on sprinkler risers in the X-7725
Recycle/Assembly Building.

Reason for the Change:
The relief valve is being installed in response to failure of a pipe coupling.
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FCE 09-0422 1 Title: 2/25/2010 Yes ESO-2412-0003 Rev 0, No None of the criteria
PCE 09-0312 1 X-5000 Switch Yard 125vdc System Upgrade SOW-2412-0003 Rev 0, listed in 10 CFR

Description of Change: TP-310402-0003 Rev 0, 70.72(c) are met.

Added Test Plan TP-310402-0003 that performs functional testing of the ECR-2412-0003-01 Rev 0
125vdc system.

Reason for the Change:
Ensure the 125vdc system improvement is functioning properly.

FCE 09-0422 2 Title: 3/4/2010 Yes ESO-2412-0003 Rev 0, No None of the criteria
PCE 09-0312 2 X-5000 Switch Yard 125vdc System Upgrade SOW-2412-0003 Rev 0, listed in 10 CFR

TP-310402-0004 Rev 0, 70.72(c) are met.Description of Change: ECR-2412-0003-01 Rev 0
Corrected Test Plan number to TP-310402-0004 from TP-310402-0003.

Reason for the Change:
The incorrect test plan number was identified in the change package.

FCE 09-0427 0 Title: 1/4/2010 No XP4-SS-FS6906 Rev 0 No None of the criteria
PCE 09-0314 0 New Procedure XP4-SS-FS6906, Test and Inspection of the X-5000 Duct listed in 10 CFR

Detector 70.72(c) are met.

Description of Change:
Replaced procedure FP 7.21, Test and Inspection of the X-5000 Duct
Detector, with procedure XP4-SS-FS6906.

Reason for the Change:
The procedure (FP 7.21) was not in compliance with the current United
States Enrichment Corporation Government Services procedure formatting
requirements.

FCE 09-0428 0 Title: 1/4/2010 No XP4-SS-FS6905 Rev 0 No None of the criteria
PCE 09-0315 0 New Procedure XP4-SS-FS6905, Annual Operational Test of Roof Smoke listed in 10 CFR

and Heat Vents in the X-7725/X-7726 70.72(c) are met.

Description of Change:
Replaced procedure FP 7.20, Annual Operational Test of the Roof Smoke
and Heat Vents in the Recycle/Assembly Building, with procedure XP4-SS-
FS6905.

Reason for the Change:
The procedure (FP 7.20) was not in compliance with the current United
States Enrichment Corporation Government Services procedure formatting
requirements.

Page 6 of 122



ISA
FCE Number Summary Reason NRC

PCE Number Rev. Approval Change Documents Modified Update Preapproval NotDate to SSC? Due to Change Required? Required/Comments

FCE 09-0429 0 Title: 1/5/2010 No XP2-EP-EP1030 Rev 8, No None of the criteria
PCE 09-0316 0 Revision to Procedure XP2-EP-EP1030, Accountability Chg E listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified the point-of-contact for Uranium Disposition Services during a
personnel accountability.

Reason for the Change:
Clarify procedure requirements.

FCE 09-0431 0 Title: 1/4/2010 No XP4-SS-FS6907 Rev 0 No None of the criteria
PCE 09-0317 0 New Procedure XP4-SS-FS6907, Test and Inspection of Ceiling Smoke listed in 10 CFR

Detectors - ACP Area 70.72(c) are met.

Description of Change:
Replace procedure FP 7.22, Test and Inspection of Ceiling Smoke
Detector - Gaseous Centrifuge Enrichment Plant Area, with procedure XP4-
SS-FS6907.

Reason for the Change:
The procedure (FP 7.22) was not in compliance with the current United
States Enrichment Corporation Government Services procedure formatting
requirements.

FCE 09-0437 0 Title: 1/7/2010 No XP2-EP-EP1030 Rev 9 No None of the criteria
PCE 09-0322 0 Revision to Procedure XP2-EP-EP1030, Accountability listed in 10 CFR

Description of Change: 70.72(c) are met.

Added new United States Enrichment Corporation Government Services
organizations; and changed existing forms used in the accountability
process.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0001 0 Title: 1/6/2010 No AC4-ON-007 Chg 15 No None of the criteria
Revision to Procedure AC4-ON-007, MIP Replacement at an Operating listed in 10 CFR
Position 70.72(c) are met.

Description of Change:
Added steps to the procedure to restore Machine Drive Unit
communications after a Machine Instrument Package replacement.

Reason for the Change:
These steps were needed to provide proper guidance on how to restore
Machine Drive Unit communications with the Machine Instrument Package.
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FCE 10-0002 0 Title: 1/4/2010 No ACD2-SP-017 Chg 5 No None of the criteria
PCE 10-0001 0 Revision to Procedure ACD2-SP-01 7, Badge IssueNisitor Control Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified what badges contain Indium Foil; added requirement that if the
badge holder who lost their security badge recovers a previously lost or
stolen badge, immediately report discovery to Badge Issue/Visitor Control,
and on shifts other than 0 shift, notify the Central Alarm Station Operator;
added requirement that daily scheduled uncleared deliveries and drivers
are escorted to their delivery destination.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0003 0 Title: 1/5/2010 No AC4-OP-040 Chg 7 No None of the criteria
Revision to Procedure AC4-OP-040, Cascade Conditioning listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed the step that evacuation vacuum is used to evacuate the
process headers prior to conditioning; added steps to direct operation to
use valve UV-135 during cascade evacuation; and made editorial changes.

Reason for the Change:
UF6 gas has already been introduced to the Lead Cascade 3 process
headers, evacuation vacuum system is no longer available as a means to
evacuate the headers; therefore, this step was removed. Cascade
evacuation can only be accomplished with the dump carts through valve
UV-1 35.

FCE 10-0005 0 Title: 1/11/2010 No AC3-OP-001 Chg 2 No None of the criteria
Revision to Procedure AC3-OP-001, Operation of the V-1218 Bridge and listed in 10 CFR
W-2 Trolley 70.72(c) are met.

Description of Change:
Added notes and steps concerning the differences in stabilizer clamp
operation for moving Lead Cascade 1 and Lead Cascade 3 centrifuges;
added requirements to visually confirm the position of the stabilizer clamps
prior to further moving centrifuges; changed "Upper Limit" to "Operational
Limit" throughout the procedure; and made minor clarifications throughout
the procedure.

Reason for the Change:
Changes were required to incorporate the differences concerning the
stabilizer clamp operation between Lead Cascade I and Lead Cascade 3
centrifuges.
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FCE 10-0006 0 Title: 1/7/2010 No None No None of the criteria
Lower Suspension and Drive Assembly's Received with Tip Indication listed in 10 CFR
Dispositioned "Use-As-Is" 70.72(c) are met.

Description of Change:
Used Lower Suspension and Drive Assembly's that had been received at
Piketon with shipping tip indication devices showing that the shipping
containers were tipped during transport. Therefore, the decision to "Use-
As-Is" when the tip indicators show that the' allowed tip was exceeded
constitutes a change in the design specification.

Reason for the Change:
As this concern is considered a change in the design specification, this
change evaluation documents the rational for "Use-As-Is."

FCE 10-0007 0 Title: 1/7/2010 No None No None of the criteria
Rotors Exposed Longer Than Allowed Dispositioned "Use-As-Is" listed in 10 CFR

Description of Change: 70.72(c) are met.

Evaluated the decision to "Use-As-Is" rotors that have been out of their
protective covering for greater than the number of days allowed. Therefore,
the decision to "Use-As-Is" when the number of exposure days has been
exceeded constitutes a change in the design that needs to be evaluated.

Reason for the Change:
As this concern is considered a change in the design specification, this
change evaluation documents the rational for "Use-As-Is."

FCE 10-0008 0 Title: 1/21/2010 No ACD2-RG-004 Chg 4 No None of the criteria
PCE 10-0003 0 Revision to Procedure ACD2-RG-004, Corrective Action Process listed in 10 CFR

Description of Change: 70.72(c) are met.

Added the requirement that an individual is chosen to lead the incident
investigation based on experience and knowledge of the particular area
involved with the event or condition; and made editorial changes.

Reason for the Change:
The proposed change satisfies an independent assessment
recommendation to flow down a statement from the License Application;
and clarified procedure requirements.

FCE 10-0009 0 Title: 1/7/2010 No AC4-AO-001 Chg 20 No None of the criteria
Revision to Procedure AC4-AO-001, Machine Assembly, LC3 Build listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a step to ensure that support bolting surfaces are free of burrs; and
made editorial changes.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0013 0 Title:
Revision to Procedure AC4-OP-074, Lead Cascade 3 Machine
Conditioning, Tails Scoop Verification, and Charging with UF6

Description of Chanige-
The procedure was changed to direct the operator to ensure the criteria
established in the Lead Cascade 3 Cascade Settings document for
machine conditioning, scoop testing, and machine fill are satisfied prior to
each evolution. Verifications were also inserted into the procedure for feed
cart values and tails scoop position. Form AC-517, Tails Scoop Position
Testing, was created to record information during tails scoop testing; and
made editorial changes.

Reason for the Change:
Additional criteria had been established in the Lead Cascade 3 Cascade
Settings document for acceptable machine conditions prior to conditioning
and acceptance criteria for conditioning to be considered complete. The
procedure changes will ensure the operators verify the criteria.

1/11/2010 No AC4-OP-074 Chg 7 No None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 10-0014 0 Title: 1/7/2010 Yes OA-CS-LC3-10-001 Rev 0, No None of the criteria
New Cascade Settings Document OA-CS-LC3-1 0-001, Lead Cascade 3 ICD-00011 Rev 0 listed in 10 CFR
Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Provided operating information and operating limits for Lead Cascade 3
centrifuge startup, conditioning, tails scoop positioning; and centrifuge
offline operation with inventory.

Reason for the Change:
The Cascade Setting is being revised to incorporate changes to centrifuge
operating parameters based on the evaluation of data gathered during the
operation of these centrifuges during 2009.

FCE 10-0015 0 Title: 1/14/2010 No ACD4-UA-004 Chg 1 No None of the criteria
PCE 10-0009 0 Revision to Procedure ACD4-UA-004, X-6000 Dew Point Monitoring listed in 10 CFR

System Operation 70.72(c) are met.

Description of Change:
Added a section to the procedure to provide instructions for the portable
dewpoint monitor; added an appendix, giving a description of the type of
dewpoint monitor (WaterBoyTM) to the procedure; and a note was added to
Appendix C to indicate that currently Dryer A is out of service.

Reason for the Change:
This procedure had been developed to use a portable dewpoint monitor.
After going into operation, it has been discovered that there will be some
benefit to using a portable monitor.
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FCE Number Summary Reason NRC
PCE Number Rev. Approval Change Documents Modified Update Preapproval Not

Date to SSC? Due to Change Required? Required/Comments

FCE 10-0016 0 Title: 1/11/2010 No AC4-OP-015 Chg 10 No None of the criteria
Revision to Procedure AC4-OP-01 5, Sample Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Separated cart evacuation into its own section; inserted "PUMP
ISOLATION VALVE" (HS-4) switch throughout the procedure for
continuity; separated taking a sample to three sections; made Instrument
Operation Check a standalone section; added section for "Purge the
Sample Cart" so this can be performed apart from taking a sample;
updated forms; and made editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0017 0 Title: 1/11/2010 No AC4-OP-050 Chg 21 No None of the criteria
Revision to Procedure AC4-OP-050, Machine Conditioning, Tails Scoop listed in 10 CFR
Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Added blocks for recording parameters during conditioning; added
signature blocks for the Test Engineer on Form AC-290, Machine
Conditioning Check Sheet; and made editorial changes.

Reason for the Change:
Form AC-290 was changed to include a signature from the Test Engineer
to verify the machine is ready to receive gas, as well as approving the
machine's conditioning cycle.

FCE 10-0018 0 Title: 5/3/2010 No AC4-OP-016 Chg 18 No None of the criteria
Revision to Procedure AC4-OP-016, Feed Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Defined low-flow pause to standardize operations; and made changes to
reflect a recent change to the Items Relied on for Safety surveillance
method which no longer requires a form be completed for cylinder heater
operations.

Reason for the Change:
Low-flow pause was defined to remove performance variability. Removed
steps directing the completion of a form that is no longer required.
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FCE Number Summary Reason NRC
PCE Number Rev. Approval Change Documents Modified Update Preapproval Not

Date to SSC? Due to Change Required? Required/Comments

FCE 10-0019 0 Title: 1/11/2010 No OA-CS-LC3-1 0-001 Rev 1 No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-001, Lead listed in 10 CFR
Cascade 3 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Clarified the use of alarm limits during "Drive Up" and revised the title of
Table 9.

Reason for the Change:
Clarify Cascade Setting Document requirements.

FCE 10-0020 0 Title: 1/15/2010 No ACD2-SP-017 Chg 6 No None of the criteria
PCE 10-0010 0 Revision to Procedure ACD2-SP-01 7, Badge Issuefisitor Control Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified criteria to select badge stock for personnel issued security
badges; added an alternate method of dispositioning returned security
badges; and made editorial changes.

Reason for the Change:
The procedure change was made to comply with U.S. Department of
Energy directives regarding issuing security badges to personnel who do
not have security clearances held by the U.S. Department of Energy and
an alternate method of dispositioning security badges was added to the
procedure per direction of the U.S. Department of Energy.

FCE 10-0021 0 Title: 1/13/2010 No AC4-OP-074 Chg 8 No None of the criteria
Revision to Procedure AC4-OP-074, Lead Cascade 3 Machine listed in 10 CFR
Conditioning, Tails Scoop Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Changed the procedure to implement a hold point for tails scoop
positioning; and changed a verification signature from the Shift Supervisor
and the Test Engineer; changed Form AC-517, Tails Scoop Data Sheet to
add a verification signature for scoop testing; and editorial changes were
made.

Reason for the Change:
The procedure change will ensure the operators verify the criteria are
satisfied and the Test Engineers concurrence for machine UF6 operations.
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FCE Number Summary Reason NRC
PCE Number Rev. Approval Change Documents Modified Update Preapproval Not

Date to SSC? Due to Change Required? Required/Comments

FCE 10-0022 0 Title: 1/20/2010 No ACD2-HP-007 Chg 2 No None of the criteria

PCE 10-0011 0 Revision to Procedure ACD2-HP-007, Urinalysis Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed unnecessary requirements and interfaces present within the
corresponding Government Services procedure.

Reason for the Change:
Establish American Centrifuge Plant Dosimetry as a urinalysis sample
collection point.

FCE 10-0023 0 Title: 1/20/2010 No AC2-OP-033 Chg 4 No None of the criteria
Revision to Procedure AC2-OP-033, Operation of the Portable Mini-Gulper listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed procedure number from AC3-OP-033 to AC2-OP-033, Use
Category, and minor change in scope and minor change in the description
of equipment used in the procedure.

Reason for the Change:
The procedure number and scope was revised to provide for use of the
Mini-Gulper in more diverse applications. The use category is being
revised to be consistent with current procedure use guidelines.

FCE 10-0026 0 Title: 2/5/2010 No ACD2-QM-012 Chg 0 No None of the criteria
New Procedure ACD2-QMW012, Commercial Grade Surveys listed in 10 CFR

Description of Change: 
70.72(c) are met.

Established a process for initiating, performing, and processing surveys of
commercial grade item suppliers.

Reason for the Change:
Provide a process to conduct commercial grade surveys to implement the
Quality Assurance Program Description.

FCE 10-0027 0 Title: 2/8/2010 No ACD2-QM-005 Chg 10 No None of the criteria

PCE 10-0016 0 Revision to Procedure ACD2-QM-005, Supplier Control Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Added guidance for performing commercial grade surveys; changed Form
AC-032, Supplier Evaluation Form, to include section for supplier
commercial grade surveys; and made editorial changes.

Reason for the Change:
Clarify procedure requirements.
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FCE Number Summary Reason NRC

PCE Number Rev. Approval Change Documents Modified Update Preapproval Not
Date to SSC? Due to Change Required? Required/Comments

FCE 10-0028 0 Title: 1/22/2010 Yes ESO-3501-0002-20 Rev 0 No None of the criteria

PCE 10-0017 0 Addition of Access Controls/Intrusion Detection on Door X-7725 N4-6 listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to add a card reader/scramble pad and
intrusion detection to door N4-6 of the X-7725 Building.

Reason for the Change:
The change allows automated ingress/egress access controls and alarm
detection from the X-7725 Building.

FCE 10-0029 0 Title: 1/26/2010 No AC4-OP-075 Chg 4 No None of the criteria
Revision to Procedure AC4-OP-075, AC1O00/LC3 Machine Disassembly listed in 10 CFR

Description of Change: 70.72(c) are met.

Streamlined the disassembly process; clarified various steps within the
procedure; added steps for retraction of lower scoop and positioning of
Upper Suspension Assembly; deleted steps for performance of bump test;
and revised Form AC-472, AC100/LC3 Machine Disassembly Log Sheet,
to be consistent with changes to the procedure.

Reason for the Change:
Changes were required to generally update the procedure and add
appropriate references; sections were clarified and order of operation was
reversed for Transfer Head Weldment Removal and Lower Suspension
and Drive Assembly Removal to better facilitate the disassembly process.

FCE 10-0030 0 Title: 1/26/2010 Yes ESO-2301-0020 Rev 0, No None of the criteria

PCE 10-0018 0 Chiller Refrigeration Safety Relief Valve Vent Line Installations ECR-2301-0020-001 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Installed vent lines on selected existing air conditioning refrigeration chiller
safety relief valves.

Reason for the Change:
The vent lines will discharge refrigerant from the relief valves to the
outside. This will prevent the displacement of air inside the facilities.
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FCE 10-0031 0 Title: 1/26/2010 No ESO-E3171 Rev 0 No None of the criteria
PCE 10-0019 0 Gaseous Diffusion Plant Controlled Access Area Card Entry System listed in 10 CFR

Security Upgrades 70.72(c) are met.

Description of Change:
Installed Gaseous Diffusion Plant security system comprising of three
basic components: Surveillance and Control Equipment (X-104);
Enrollment (X-100 Visitor Control Office); and Individual Access Locations
(X-108A, X-108B, X-108E, X-108H, X-1107BV, X-100 Lobby).

Reason for the Change:
The proposed change will allow for greater staffing flexibility with respect to
Government Services Protective Forces without compromising safeguards
and security procedures. Automation and camera monitoring are proposed
to augment existing procedures and facilities with respect to employee
access and accountability when entering and exiting the Gaseous
Diffusion Plant Controlled Access Area.

FCE 10-0033 0 Title: 1/26/2010 No AC4-AR-010 Chg 10 No None of the criteria
Revision to Procedure AC4-AR-010, LC3 Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Modified, added or deleted various alarms, alerts, and temperatures that
are programmed into the Distributed Control System.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0034 0 Title: 4/23/2010 No AC4-AR-009 Chg 7 No None of the criteria
Revision to Procedure AC4-AR-009, LC3 Cascade Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Added alarm titles; renamed alert to cover all Distributed Control System
alerts; and deleted Lead Cascade 3 Temperature alert.

Reason for the Change:
The alert was split into three alarms to give the technicians a better
indication of what is wrong with a failing valve and specific directions on
what to do in case the alarms activate. The "LC3 Temperature" alert was
never programmed into the Distributed Control System and is not needed
for operation. Other changes were made to clarify procedure
requirements.
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FCE 10-0035 0 Title: 1/26/2010 No OA-CS-LC3-10-001 Rev 2, No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-1 0-001, Lead ICD-0001 1 Rev 1 listed in 10 CFR
Cascade 3 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Incorporated revisions to the centrifuge operating parameters documented
in ICD-0001 1 that cover inventory characterization, as well as refinement
of some operating parameters.

Reason for the Change:
The revisions incorporated improvements identified during the restart of
Lead Cascade 3. The changes to the operating parameters improve the
operation of the centrifuge.

FCE 10-0036 0 Title: 1/28/2010 No AC4-AR-010 Chg 11 No None of the criteria
Revision to Procedure AC4-AR-01 0, LC3 Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Added another High alarm titled "1 Alarm" to the procedure.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0037 0 Title: 2/26/2010 No ACD2-QM-101 Chg 8 No None of the criteria
PCE 10-0021 O Revision to Procedure ACD2-QM-1 01, Inspection Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Added guidance for inspectors to provide remarks/comments on the
Inspection Report when there are other inspectors/dates involved during
the inspection process; and added requirement for a peer review to be
performed on Form AC-017, Inspection/Testing Report.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0038 0 Title: 2/1/2010 No TP-2201-0028 Rev 0 No None of the criteria
New Test Plan TP-2201-0028, Centrifuge Machine Process Piping Flange listed in 10 CFR
Clamp Torque Specification 70.72(c) are met.

Description of Change:
The test plan was developed to address a torque specification for the K. J.
Lesker Model #QF25-1 00-CS stainless steel clamp.

Reason for the Change:
Using the current torque specification results in damage to the clamp bolt
in deformity, galling, and/or shearing during the disassembly process.
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FCE 10-0039 0 Title: 4/2/2010 No ACD4-UP-001 Chg 1 No None of the criteria
PCE 10-0022 0 Revision to Procedure ACD4-UP-001, Removing and Restoring a 13.8 kV listed in 10 CFR

X-5000 Bus 70.72(c) are met.

Description of Change:
Personal Protective Equipment requirements list was changed to refer the
procedure user to the requirements in ACD2-SH-014, Electrical Safety
Guidelines; ACD2-SH-025, Personal Protective Equipment; and ACD4-UP-
032, Specific Safety-Related Operations Involving Site Electrical
Equipment; removed steps from procedure that directed the placement of
Danger Do Not Operate tags; and added statement to ensure Transformer
Secondary Breaker open and control power removed prior to closing the
345 kV primary disconnect switch.

Reason for the Change:
Personal Protective Equipment requirements were removed to refer to the
Safety and Health procedures and the Power procedure that covers the
use of safety gear. This will ensure that the proper safety gear is selected
during operations performed in this procedure. Danger Do Not Operate tag
placement within the Action Steps of the procedure is not a necessary
step during performance. While performing the switching orders in this
procedure, the focus should be on the performance of switching steps, not
hanging Danger Do Not Operate tags. Ensuring the Transformer
Secondary Breaker is open and control power removed prior to closing the
345 kV disconnect is to ensure that there is no potential for load across
the disconnect as it is closed to prevent damage to equipment.

FCE 10-0040 0 Title: 4/2/2010 No ACD4-UP-002 Chg 1 No None of the criteria
PCE 10-0023 0 Revision to Procedure ACD4-UP-002, Removing and Restoring 345 kV listed in 10 CFR

Lines 501, 502, and 503 70.72(c) are met.

Description of Change:
Aligned this procedure with other procedures applicable to the X-5000
building; added stops to ensure various actions were complete; and
restored Direct Current control.

Reason for the Change:
X-5000 procedures that deal with switching operations are being changed
to provide consistent language and requirements to ensure the safest
operation possible. The confirmatory steps were all added to ensure the
proper sequence of breaker and racking operations to prevent damage to
equipment.
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FCE 10-0041 0 Title: 4/2/2010 No ACD4-UP-003 Chg 1 No None of the criteria
PCE 10-0024 0 Revision to Procedure ACD4-UP-003, Removing and Restoring an X-5000 listed in 10 CFR

345 kV Power Transformer 70.72(c) are met.

Description of Change:
Added an acceptable range when matching transformer bus voltages;
added steps to manually isolate and restore the transformer deluge
system; aligning personal protective equipment requirements with other
safety and health procedures; changing the acceptable Megavolt Ampere
Reactive range to 2 Megavolt Ampere Reactive; added steps to notify
Government Services' Power and the Area Control Room prior to switching
operations; added Appendix E to provide relay test switch locations; and
moving steps for racking out the secondary breaker after opening the 345
kV disconnect.

Reason for the Change:
These changes are being made to add clarity, detail, improve safety; and
avoid equipment damage.

FCE 10-0041 1 Title: 4/6/2010 No ACD4-UP-003 Chg 1 No None of the criteria
PCE 10-0024 1 Revision to Procedure ACD4-UP-003, Removing and Restoring an X-5000 listed in 10 CFR

345 kV Power Transformer 70.72(c) are met.

Description of Change:
Corrected the Facility and Plant Change Evaluation numbers in the footers
of pages 2 through 5.

Reason for the Change:
The footers contained incorrect Facility and Plant Change Evaluation
numbers.

FCE 10-0042 0 Title: 4/2/2010 No ACD4-UP-004 Chg 1 No None of the criteria
PCE 10-0025 0 Revision to Procedure ACD4-UP-004, Removing and Restoring an X-5000 listed in 10 CFR

13.8 kV Feeder 70.72(c) are met.

Description of Change:
Aligned Personal Protective Equipment requirements with other X-5000
procedures and with Safety and Health procedures; added requirements to
have Switching Orders and Switching Notice in accordance with ACD3-EO-
018, Use of Switching Orders.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0043 0 Title: 3/5/2010 No ACD2-PS-001 Chg 4 No None of the criteria
PCE 10-0026 0 Revision to Procedure ACD2-PS-001, Document Control Process listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated the requirements for the deployment and use of the
Classified Electronic Document Management System.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0044 0 Title: 3/5/2010 No ACD2-PS-002 Chg 4 No None of the criteria
PCE 10-0027 0 Revision to Procedure ACD2-PS-002, Records Management Process listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated the requirements for the deployment and use of the
Classified Electronic Document Management System.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0045 0 Title: 1/29/2010 No TP-2201-0029 Rev 0 No None of the criteria
New Test Plan TP-2201-0029, Lead Cascade Manual Operation of GAP listed in 10 CFR
Motor on a Running Centrifuge Machine Using Data Acquisition System 70.72(c) are met.
Console

Description of Change:
The test plan was developed to address the manual operation of the GAP
Motor on an operating machine from the Data Acquisition System console.

Reason for the Change:
The objective of this Test Plan is to determine if the GAP Motor on an
operating machine is functional by manually operating the motor from the
Data Acquisition System console..

FCE 10-0048 0 Title: 3/12/2010 No ACD2-PT-006 Chg 0 No None of the criteria
PCE 10-0030 0 New Procedure ACD2-PT-006, Communications Center Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Developed a new procedure for the tracking of classified matter shipments.

Reason for the Change:
Procedure needed to implement the requirements of the Transportation
Security Plan for Classified Matter Shipments for the American Centrifuge
Plant (NR-3605-001 0).
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FCE 10-0049 0 Title: 2/9/2010 No XP2-EP-EP1030 Rev 9, No None of the criteria
PCE 10-0031 0 Revision to Procedure XP2-EP-EP1030, "Accountability" Chg A listed in 10 CFR

Description of Change: 70.72(c) are met.

Deleted the Government Services Project Field Services organization.

Reason for the Change:
Government Services Procedure XP2-EP-EP1030, is used to implement
requirements of the Portsmouth Gaseous Diffusion Plant Emergency Plan
which is also used for the Lead Cascade Facility. Government Services
Project Field Services Organization is being deleted since the organization
no longer exists.

FCE 10-0050 0 Title: 2/8/2010 Yes AC4-AO-001 Chg 22 No None of the criteria
Revision to Procedure AC4-AO-001, Machine Assembly, LC3 Build listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a requirement for nominal torque on manifold clamps; added note
explaining nominal torque; and reversed the order of performance of two
steps.

Reason for the Change:
Changes were made to ensure compliance with a recent engineering
directive and to reduce the effort required to install one component.

FCE 10-0051 0 Title: 2/8/2010 No AC4-OP-074 Chg 11 No None of the criteria
Revision to Procedure AC4-OP-074, Lead Cascade 3 Machine listed in 10 CFR
Conditioning, Tails Scoop Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Relocated a hold point for machine conditioning; clarified valve positioning
on two steps; and removed stage identifiers.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0052 0 Title: 2/8/2010 No AC4-OP-049 Chg 29 No None of the criteria
Revision to Procedure AC4-OP-049, Machine Acceleration & Deceleration listed in 10 CFR

Description of Change: 70.72(c) are met.

Modified procedure steps to give more information about Lead Cascade 3
drag calculations.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0053 0 Title: 2/17/2010 No AC2-PS-102 Chg 0 No None of the criteria
Replace Procedure AC4-PS-102, Surveillance, Test, and Inspection of the listed in 10 CFR
Feed Cart Cylinder Unit Fire Suppression System, with Procedure AC2-PS- 70.72(c) are met.
102, Surveillance, Test, and Inspection of the Feed Cart Cylinder Unit Fire
Suppression System

Description of Change:
Elevated the procedure from an AC4 to an AC2 level procedure.

Reason for the Change:
Elevate from an AC4 to an AC2 level procedure to allow other
organizations to perform work under this procedure.

FCE 10-0055 0 Title: 5/27/2010 No LCF License Application, Yes None of the criteria
PCE 10-0033 0 Revision to the Quality Assurance Program Description for the American Section 11.1.1.1; ACP listed in 10 CFR

Centrifuge Plant (NR-3605-0003) License Application, 70.72(c) are met.

Description of Change: Section 11.1.1.1; LCF/ACP

Clarified that personnel who perform inspections must be qualified Quality Quality Assurance Program

Control personnel; clarified what documents specify inspection Description, Sections 2.0,
requirements; removed the last sentence of the Quality Level-3 definitions; 10.0, and 11.0; LCF

and added it to the text where it is more appropriate. Integrated Safety Analysis,
Integrated Safety Analysis

Reason for the Change: Summary; and Redacted
Clarify procedure requirements. Integrated Safety Analysis

Summary, Table 7.2-2;
ACP Integrated Safety
Analysis Summary, Table
7.2-2; and ACP Addendum
1 of the Integrated Safety
Analysis Summary, Table
7.2-2

FCE 10-0056 0 Title: 2/11/2010 No AC4-OP-016 Chg 17 No None of the criteria
Revision to Procedure AC4-OP-01 6, Feed Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed the operation of the PIC- 1 for high flow operations; changed
feed 'cart valve to operate in manual from start to finish instead of first
placing it in "AUTO"; and made editorial changes.

Reason for the Change:
This change will direct the operation of valve PV-1 1 in manual to produce
a slower, more controlled transition to the desired flow rate while feeding.
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FCE 10-0057 0 Title: 2/12/2010 No AC4-OP-051 Chg 12 No None of the criteria
Revision to Procedure AC4-OP-051, Inventory Removal listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified steps for determining machine inventory and individual machine
operations; and made editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0058 0 Title: 2/11/2010 No ACD2-EG-005 Chg 5 No None of the criteria

PCE 10-0034 0 Revision to Procedure ACD2-EG-005, Preparation of Statements of Work listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a new step to clarify augmented staff quality level ang1 made
editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0059 0 Title: 2/11/2010 Yes None No None of the criteria
Rotors with Damage Requiring Rework at Piketon - Material Condition listed in 10 CFR
Report Disposition "Repair" 70.72(c) are met.

Description of Change:
Evaluated the decision to disposition as "Repair" rotors that are found
damaged due to minor external surface scratches.

Reason for the Change:
Document the rational to repair rotors at Piketon.

FCE 10-0060 0 Title: 2/24/2010 No AC4-OP-017 Chg 15 No None of the criteria
Revision to Procedure AC4-OP-017, Dump Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Modified the valve lineup for dump cart 3 during maintenance; changed the
valve positions during long term standby; made formatting changes and
corrected typographical errors.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0061 0 Title: 2/17/2010 Yes AC4-AO-001 Chg 23 No None of the criteria
Revision to Procedure AC4-AO-001, Machine Assembly, LC3 Build listed in 10 CFR

Description of Change: 70.72(c) are met.

Added steps to allow for the installation of Resistance Temperature
Detectors on the casing; and allowance was made for concurrent
performance of some assembly steps.

Reason for the Change:
Changes were made to ensure compliance with a recent engineering
design change and to streamline the assembly process.

FCE 10-0062 0 Title: 2/18/2010 Yes ESO-310209-0001 Rev. 0 No None of the criteria
PCE 10-0035 0 X-7725 Building Stairs #12 Modification listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to modify Stairs #12 in the X-7725 Building to
allow for better egress/access. A section of the railing at the first floor level
is being removed to make a wider route for egress.

Reason for the Change:
This change will allow for safer egress in the event of an emergency, as
well as bring the stairs in compliance with all applicable National Fire
Protection Association regulations.

FCE 10-0063 0 Title: 3/12/2010 No ACD2-PT-005 Chg 0 No None of the criteria
PCE 10-0036 0 New Procedure ACD2-PT-005, Transport of Classified Matter by listed in 10 CFR

Commercial Carrier 70.72(c) are met.

Description of Change:
Developed a new procedure to establish requirements and guidelines used
for safeguarding and transporting classified matter shipments.

Reason for the Change:
Procedure needed to implement the requirements of the Transportation
Security Plan for Classified Matter Shipments for the American Centrifuge
Plant (NR-3605-0010).

FCE 10-0064 0 Title: 3/12/2010 No ACD2-PT-007 Chg 0 No None of the criteria
PCE 10-0037 0 New Procedure ACD2-PT-007, Communications Center Abnormal listed in 10 CFR

Conditions and Operations (U) 70.72(c) are met.

Description of Change:
Developed a new procedure to establish requirements and guidelines used
by the Communications Centers in the event that abnormal conditions
occur with shipments of classified matter.

Reason for the Change:
Procedure needed to implement the requirements of Transportation
Security Plan for Classified Matter Shipments for the American Centrifuge
Plant (NR-3605-001 0).
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FCE 10-0065 0 Title: 2/12/2010 Yes OA-CS-LC3-10-001 Rev 3 No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-1 0-001, Lead listed in 10 CFR
Cascade 3 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Added refinements in methodologies and operational settings used to drive
up centrifuges, position tails scoops; and added inventory to centrifuges.

Reason for the Change:
The Cascade Settings is being revised to incorporate improvements in
centrifuge operating settings and methodologies gleaned from the
operating experience and knowledge gained since the last revision of the
cascade's settings.

FCE 10-0066 0 Title: 2/24/2010 No ACD2-CI-002 Chg 5 No None of the criteria
PCE 10-0038 0 Revision to Procedure ACD2-CI-002, Inspection of Rigging and Material listed in 10 CFR

Handling Equipment 70.72(c) are met.

Description of Change:
Added equipment procedure; deleted references to individual attachments
in Step 7.4; deleted requirements for daily/frequent inspection of untagged
links, rings, swivels, shackles, compression hardware, adjustable
hardware; and added reference to procedure ACD2-SH-021, User
Inspection; deleted requirements for periodic inspection of powered
industrial trucks which include inspection acceptance criteria; and made
minor editorial and grammatical changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0067 0 Title: 2/24/2010 No ACD2-SH-021 Chg 1 No None of the criteria
PCE 10-0039 0 Revision to Procedure ACD2-SH-021, User Inspection listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed the inspection criteria for synthetic rope slings; incorporated the
inspection criteria for rigging hardware; removed the definition for choker;
and revised the definition of sling; changed procedure title from User
Inspection (Slings and Lifting Fixtures, Ladders, and Manually Propelled
Work Platforms) to User Inspection; added guidance to initiate a Material
Condition Report for defective lifting fixtures; and made editorial changes.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0068 0 Title: 2/24/2010 No ACD2-SH-022 Chg 1 No None of the criteria
PCE 10-0040 0 Revision to Procedure ACD2-SH-022, Powered Industrial Trucks listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated reference to American National Standards Institute - Truck
Standards Development Foundation B56 standards and use of new Form
AC-532, Powered Industrial Truck Inspection Report for documenting
periodic inspections of powered industrial trucks; incorporated periodic
inspection criteria; and made minor editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0070 0 Title: 2/26/2010 Yes ESO-2201-0011 Rev 0, No None of the criteria
X-3001 Lead Cascade 1 Upgrades to Accept AC100 Machines SOW-2201-0006 Rev 7, listed in 10 CFR

TP-2415-0019 Rev 1, 70.72(c) are met.
Description of Change: TP-2201-0023 Rev 1,
Converted 18 Lead Cascade 1 positions to accept AC1 00 machines. In TP-2415-0020 Rev 1,
addition, most cascade control hardware and software are to be converted TP-2101-0035 Rev 0,
from Rockwell (Allen-Bradley) to Honeywell products. Some ancillary SOW-2201-0008 Rev 0,
systems will remain Rockwell products. The Data Acquisition System will ECR-2201-0011-08, Rev 0
also be upgraded to a configuration similar to that used in Lead Cascade
3. Piping modifications or installation on selected machine isolation valves
will be implemented to include panels, air line hand valves, manifolds,
jumpers, bypass valves, air lines and other hardware as required. Machine
Cooling Water jumpers will be installed or replaced as required.

Reason for the Change:
This change is being implemented to be able to operate various
modifications to the AC100 machine in Lead Cascade 1 without impacting
the operation of Lead Cascade 3.

FCE 10-0070 1 Title: 7/19/2010 Yes ESO-2201-0011 Rev 0, No None of the criteria
X-3001 Lead Cascade 1 Upgrades to Accept AC100 Machines SOW-2201-0006 Rev 7, listed in 10 CFR

TP-2201-0023 Rev 1, 70.72(c) are met.Description of Change: TP-2101-0035 Rev 0,
Added Test Plan TP-2415-0021, Test Plan for DAS Instrumentation TP-2415-0019 Rev 1,
Commissioning - LC-AC100. TP-2415-0020 Rev 1,

Reason for the Change: TP-2415-0021 Rev 0,
Test Plan TP-2415-0021 was added to validate the proper operation of the SOW-2201-0008 Rev 0,
Data Acquisition System. ECR-2201-0011-08 Rev 0,

ECR-2201-0011-21 Rev 0
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FCE 10-0071 0 Title: 2/23/2010 No None No None of the criteria
Lower Suspension and Drive Assembly's Received with Drop Indication listed in 10 CFR
and Dispositioned "Use As Is" 70.72(c) are met.

Description of Change:
"Use-As-Is" Lower Suspension and Drive Assembly's that have been
received with the shipping drop (acceleration) indication devices showing
that the shipping containers were dropped or bumped excessively during
transport. Therefore, the decision to "Use-As-Is" when the drop indicators
show that the allowed acceleration was exceeded constitutes a change in
the design specification that needs to be evaluated.

Reason for the Change:
As this concern is considered a change in the design specification, this
change evaluation documents the rational of for "Use-As-Is."

FCE 10-0072 0 Title: 3/3/2010 No AC4-OP-053 Chg 11 No None of the criteria
Revision to Procedure AC4-OP-053, Machine Venting with the Backfill Unit listed in 10 CFR

Description of Change: 70.72(c) are met.

Provided requirements for connecting the backfill unit to the process lines
backfill fixture; and made editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0073 0 Title: 3/3/2010 No AC4-OP-024 Chg 21 No None of the criteria
Revision to Procedure AC4-OP-024, Machine Pumpdown listed in 10 CFR

Description of Change: 70.72(c) are met.

Provided guidance for the use of and operation of the process lines backfill
fixture.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0074 0 Title: 2/25/2010 No AC4-OP-073 Chg 5 No None of the criteria
Revision to Procedure AC4-OP-073, Lead Cascade 3 Operations listed in 10 CFR

Description of Change: 70.72(c) are met.

Added detail to Step 7.10 for taking the cascade into recycle or single
machine testing in conjunction with procedure AC4-OP-074, Lead Cascade
3 Machine Conditioning, Tails Scoop Verification, and Charging with UF6;
added procedures to the reference list and altering the line up tables; and
made editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0075 0 Title: 2/25/2010 No AC4-OP-074 Chg 13 No None of the criteria
Revision to Procedure AC4-OP-074, Lead Cascade 3 Machine listed in 10 CFR
Conditioning, Tails Scoop Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Removed redundancies in obtaining set points; added detail for isolating
machines and evacuating the headers; revised steps to work with other
procedures; and made editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0076 0 Title: 3/2/2010 No AC4-OP-049 Chg 30 No None of the criteria
Revision to Procedure AC4-OP-049, Machine Acceleration & Deceleration listed in 10 CFR

Description of Change: 70.72(c) are met.

Modified procedure note boxes involving machine acceleration to give
more information about alarms that may come in when accelerating a
machine.

Reason for the Change:
Some machine alarms may come in when initiating machine acceleration.
These alarms are expected and Operations should not respond to them
per the alarm response procedure but acknowledge them arid continue to
monitor machine conditions during acceleration.
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FCE 10-0077 0 Title: 5/27/2010 No ACD2-EC-007 Chg 4 No None of the criteria

PCE 10-0043 0 Revision to Procedure ACD2-EC-007, Waste Management listed in 10 CFR

Description of Change: 70.72(c) are met.

Added steps for the handling of scrap metal, scrap tires, and commonly
encountered hazardous wastes for the American Centrifuge Plant; and
added U-235 gram determination requirements.

Reason for the Change:
Clarify procedure requirements and better communicate details of the Low
Level Radioactive Waste disposal, scrap metal recycling, scrap tire
disposition.

FCE 10-0078 0

PCE 10-0044 0
Title:
Supplemental Heat and Use of Portable Electric Heaters in the Lead
Cascade Facility and American Centrifuge Plant Facilities

Description of Change:
Revised the License Application and Supporting Documents to
acknowledge the presence and use of portable electric heaters for
supplementing the building heat systems and providing heat sources for
centrifuge manufacturing and assembly activities.

Reason for the Change:
The Recirculating Heating Water System has been installed and
functioning for approximately 25 years. During most of that time, the
Recirculating Heating Water System has not been maintained in a fashion
that would ensure it remains functional for the period of time necessary to
support the American Centrifuge Plant.

4/12/2010 Yes LCF License Application,
Sections 1.1.2.6 and
1.1.1.7.5
ACP License Application,
Section 1.1.5.6.4 ;
LCF Integrated Safety
Analysis Summary,
Sections 3.5.3.1, 3.6.7 and
Appendix B, Table B-1;
LCF Integrated Safety
Analysis Summary,
Redacted Sections 3.5.3.1,
3.6.7 and Appendix B,
Table B-I; LCF Integrated
Safety Analysis Sections
3.5.3.1, 3.6.7 and Appendix
B, Table B-1; ACP
Integrated Safety Analysis
Summary, Sections
3.8.1.1, 3.9.5 and Appendix
B, Tables B-7 and B-1I

Yes None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 10-0079 0 Title: 3/2/2010 Yes TP-2303-0018 Rev 0 No None of the criteria
New Test Plan TP-2303-0018, Mounting Bolt Test listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to address new longer cap screws used
during column insertion/assembly. It will also determine the best method
for assembly and disassembly of the longer cap screws. -

Reason for the Change:
The current cap screw will be lengthened to insure threads are fully
engaged to provide adequate structural support.

Page 28 of 122



FCE 10-0079 1 Title: 3/25/2010 No TP-2303-0018 Rev 0 No None of the criteria
New Test Plan TP-2303-0018, Mounting Bolt Test listed in 10 CFR

Description of Change: 70.72(c) are met.

Corrected errors with the change evaluation.

Reason for the Change:
Correct errors with the change evaluation.

FCE 10-0080 0 Title:

PCE 10-0052 0 Inclusion of the Uranium Disposition Services (UDS) Depleted Uranium
Hexafluoride (DUF6) Facility in the Portsmouth Gaseous Diffusion Plant
Emergency Plan

Description of Change:
Added a description of the DUF6 Conversion Facilities' activities and
operations; added a description of postulated accidents and other
emergencies (i.e., DUF6 release, hydrogen fluoride release, uranium oxide
release, other hazardous materials releases, natural phenomena and fire,
security-related events), and detection of accidents and other emergencies
associated with operation of the DUF6 Conversion Facility.

4/16/2010 No Portsmouth Gaseous
Diffusion Plant Emergency
Plan Sections 1.1, 1.2,
Table 1-2, 2.0, 2.1, and 2.2

No None of the criteria
listed in 10 CFR
70.72(c) are met.

Reason for the Change:
The Portsmouth Gaseous Diffusion Plant Emergency Plan is structured to
be a site-wide emergency plan and include potential emergencies
currently on the U.S. Department of Energy Reservation from either U.S.
Nuclear Regulatory Commission regulated or U.S. Department of Energy
regulated operations and activities. The proposed change to the
Portsmouth Gaseous Diffusion Plant Emergency Plan is based on United
States Enrichment Corporation Govemment Service's analysis of the
proposed activities and operation of the DUF6 Conversion Facility. As the
Portsmouth Gaseous Diffusion Plant Emergency Plan is also utilized for
the Lead Cascade Facility, this change evaluation was prepared to
determine if the change would affect the Lead Cascade Facility or the
American Centrifuge Plant.

FCE 10-0081 0 Title: 3/2/2010 Yes OA-CS-LC3-10-002 Rev 0, No None of the criteria
New Cascade Settings Document OA-CS-LC3-10-002, Lead Cascade 3 ICD-0001 1 Rev 2 listed in 10 CFR
Cascade Operating Parameters (One Centrifuge) (U) 70.72(c) are met.

Description of Change:
Provided operating information necessary to operate single centrifuges on
cascade recycle and obtain performance data.

Reason for the Change:
The Cascade Setting provides the settings necessary for evaluating single
centrifuge separative performance using Lead Cascade 3 systems and
approved operating procedures.
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FCE 10-0082 0 Title: 3/2/2010 No ACD2-SH-004 Chg 5 No None of the criteria
PCE 10-0045 0 Revision to Procedure ACD2-SH-004, Confined Space Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Updated Form AC-383, Confined Space Entry Permit, to support
construction activities.

Reason for the Change:
Increases the maximum atmospheric testing interval from 10 to 12 hours
and clarify procedure requirements.

FCE 10-0083 0
PCE 10-0046 0

Title:
Tower Water Cooling System Blowdown Re-Route

Description of Change:
Government Services Engineering Project initiated to re-route the Gaseous
Diffusion Plant Recirculating Cooling Water blowdown piping to
accommodate future plant configuration in preparation for
decommissioning and decontamination activities. Therefore, since the
American Centrifuge Plant Tower Water Cooling System blowdown
discharges via the Gaseous Diffusion Plant Recirculating Cooling Water
system, it will also be re-routed during the scope of this project.

Reason for the Change:
The proposed change is needed because the Gaseous Diffusion Plant
Recirculating Cooling Water system is being reconfigured to support
demolition of the Gaseous Diffusion Plant cooling towers.

5/27/2010 Yes Government Services ESO
E3372 Rev 0

No None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 10-0084 0 Title: 3/10/2010 No ACD2-SP-016 Chg 2 No None of the criteria
PCE 10-0047 0 Revision to Procedure ACD2-SP-016, Protection and Control of listed in 10 CFR

Unclassified Controlled Nuclear Information (UCNI) 70.72(c) are met.

Description of Change:
Updated Unclassified Controlled Nuclear Information marking
requirements and references.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0085 0 Title: 3/19/2010 No ACD2-MA-002 Chg 5 No None of the criteria
PCE 10-0048 0 Revision to Procedure ACD2-MA-002, Work Control Process listed in 10 CFR

Description of Change: 70.72(c) are met.

Added new references, definitions, and made editorial changes.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0086 0 Title: 3/15/2010 No ACD2-RG-044 Chg 6 No None of the criteria
PCE 10-0049 0 Revision to Procedure ACD2-RG-044, Nuclear Regulatory Event Reporting listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a note to Appendix B, Section C, to inform users that if a report was
required by 10 CFR Part 73 that a duplicate report is not required for 10
CFR Part 20; and added a note to Appendix B, Section K, 1, to clarify what
needs reported under 10 CFR 95.57(a).

Reason for the Change:
This change will prevent duplicate reports from being submitted to the U.S.
Nuclear Regulatory Commission in accordance with 10 CFR 20.2201(c)
and it also flows down a commitment in the Transportation Security Plan
for Classified Matter Shipments for the American Centrifuge Plant (NR-
3605-0010).

FCE 10-0087 0 Title: 3/5/2010 Yes OA-CS-LC3-10-001 Rev 4, No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-001, Lead ICD-00011 Rev 3 listed in 10 CFR
Cascade 3 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Revised operating parameters for Lead Cascade 3.

Reason for the Change:
The Cascade Setting is being revised to incorporate a revision to the
centrifuge operating parameters documented in ICD-00011 Rev 2. The
Cascade Settings revision also incorporates minor refinements to
centrifuge operating parameters developed during the restart of Lead
Cascade 3.

FCE 10-0088 0 Title: 3/5/2010 Yes AC4-AR-010 Chg 13 No None of the criteria
Revision to Procedure AC4-AR-010, LC3 Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a new alarm.

Reason for the Change:
A new alarm was added to the Distributed Control System.

FCE 10-0088 1 Title: 3/9/2010 No AC4-AR-010 Chg 13 No None of the criteria
Revision to Procedure AC4-AR-010, LC3 Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Corrected a typographical error in the change evaluation number.

Reason for the Change:
Correct typographical error.
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FCE 10-0089 0 Title: 3/18/2010 No AC4-OP-015 Chg 12 No None of the criteria
Revision to Procedure AC4-OP-015, Sample Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Closed the automatic isolation valves when the sample cart was going to
be left idle for an extended amount of time.

Reason for the Change:
The change is being made to close the automatic isolation valves to
prevent premature solenoid failures.

FCE 10-0090 0 Title: 3/15/2010 No ACD3-SP-035 Chg 4 No None of the criteria

PCE 10-0050 0 Revision to Procedure ACD3-SP-035, Security Inspections listed in 10 CFR

Description of Change: 70.72(c) are met.

Updated inspection criteria.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0091 0 Title: 4/27/2010 No LCF License Application Yes None of the criteria
PCE 10-0051 0 X-7725 Maintenance Room Description Update Section 1.1.1.2; listed in 10 CFR

LCF ISA Summary Section 70.72(c) are met.Description of Change: 2.2;
Revised the description of the types of activities that may occur within two 2.2;LCF ISA Summary
rooms in the southwest corner of the X-7725 Recycle/Assembly Building. Redacted Section 2.2;

Reason for the Change: LCF ISA Section 2.2;
The original purpose of the two rooms in the southwest comer of the X - ACP License Application
7725 Recycle/Assembly Building was for centrifuge transporter Section 1.1.3.4;
maintenance and battery charging activities. It is no longer necessary to ACP ISA Summary
use the rooms solely for centrifuge transporter maintenance and battery Sections 2.2.6 and 2.2.62
charging activities as these activities can be performed in other areas of
the X-7725 Recycle/Assembly Building as well. USEC Inc. management
has also determined that these rooms will also be utilized for other
activities typical of those that may be performed in other areas of the X-
7725 Recycle/Assembly Building.

FCE 10-0092 0 Title: 3/9/2010 No AC4-OP-055 Chg 17 No None of the criteria
Revision to Procedure AC4-OP-055, Machine Disconnect listed in 10 CFR

Description of Change: 
70.72(c) are met.

Removed power from the machine instrument package during machine
disconnect.

Reason for the Change:
Removing power from the machine instrument package prevents
unwanted voltage spikes from damaging machine components or the
machine instrument package.
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FCE 10-0093 0 Title: 4/13/2010 No ACD2-SH-001 Chg 4 No None of the criteria
PCE 10-0053 0 Revision to Procedure ACD2-SH-001, Hazard Communication Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Defined how personnel were informed of the hazards associated with
chemicals in the workplace; directed procurement of hazardous chemicals
to the basic procurement procedure; and made format changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0094 0 Title: 3/11/2010 No TP-2201-0032 Rev 0 No None of the criteria
New Test Plan TP-2201-0032, LC3 Flow Meter Test listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to provide valving sequence for routing UF6
through the cascade Product, Feed, and Tails flow meters.

Reason for the Change:
Evaluate the accuracy of the cascade flow meters.

FCE 10-0095 0 Title: 3/15/2010 Yes OA-CS-LC3-10-003 Rev 0, No None of the criteria
New Cascade Settings Document OA-CS-LC3-10-003, Lead Cascade 3 ICD-00011 Rev 4 listed in 10 CFR
Cascade Operating Parameters (U) 70.72(c) are met.

Description of Change:
Provided operating information necessary to obtain performance data.

Reason for the Change:
The proposed Cascade Settings document is being issued to provide
revisions to the settings necessary for operating centrifuges to evaluate
cascade separative performance.

FCE 10-0096 0 Title: 3/12/2010 No AC4-OP-051 Chg 13 No None of the criteria
Revision to Procedure AC4-OP-051, Inventory Removal listed in 10 CFR

Description of Change: 70.72(c) are met.

Added steps for performing a controlled dump using the tails header only;
added steps to remove inventory during recycle or machine testing; and to
close the manual process valves at the machine position after the
inventory removal is complete.

Reason for the Change:
This change will allow a controlled dump of machine inventory to the tails
header to provide useful information after machine testing and operation
and to provide better control over the amount of inventory dumped from
the cascade and the rate at which it is removed. Other changes will direct
operation of the manual process valves that were not previously
addressed in prior changes.
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FCE 10-0097 0 Title: 3/24/2010 No AC4-OP-066 Chg 7 No None of the criteria
Revision to Procedure AC4-OP-066, Mass Spectrometer Operation listed in 10 CFR
Preparation 70.72(c) are met.

Description of Change:
Added a step in the precautions to direct when evacuation of the sample
manifolds is required; and deleted redundant steps in the body of the
procedure; added a note to the beginning of the evacuation sections to
coordinate with X-71 0 laboratory personnel prior to using the evacuation
header.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0098 0 Title: 3/12/2010 Yes AC4-AO-001 Chg 24 No None of the criteria
Revision to Procedure AC4-AO-001, Machine Assembly, LC3 Build listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated requirements of an engineering change; implemented
assembly process improvements; and made allowances for concurrent
performance of assembly steps.

Reason for the Change:
Changes were made to ensure compliance with an engineering design
change and to streamline the assembly process.

FCE 10-0099 0 Title: 8/19/2010 Yes LCF License Application Yes None of the criteria
American National Standards Institute N14.1 Exceptions Section 1.4.2; listed in 10 CFR
Description of Change: LCF Integrated Safety 70.72(c) are met.
License Application and Supporting Documents were revised to clarify the Analysis, Section 5.1.2 and
commitment to the American National Standards Institute N14.1-2001. Appendix D, References;

LCF Integrated Safety

Reason for the Change: Analysis Summary Section
A condition notification identified that the Lead Cascade's 12B UF6 5.1.2 and Appendix D,
cylinders are not fully compliant with the American National Standards References;
Institute N14.1-2001 with regard to the weld style of the nameplate and the LCF Integrated Safety
minimum design metal temperature. This change evaluation documents Analysis Summary
the rational for continued use of the cylinders and related changes to the Redacted, Section 5.1.2
License Application and Supporting Documents. and Appendix D,

References
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FCE 10-0100 0 Title: 3/15/2010 Yes OA-CS-LC3-10-001 Rev 5, No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-00.1, Lead ICD-00011 Rev 4 listed in 10 CFR
Cascade 3 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Provided operating information and operating limits for Lead Cascade 3
centrifuge startup, conditioning, tails scoop positioning, inventory
characterization; and centrifuge off-line operation with inventory.

Reason for the Change:
The Cascade Setting is being revised to incorporate revisions to the
centrifuge operating parameters documented in ICD-0001 1 Rev 4. The
Cascade Settings also incorporates minor refinements to centrifuge
operating parameters based on operating experience.

FCE 10-0101 0 Title: 3/16/2010 No CMP-3603-0001 Rev 3 No None of the criteria

PCE 10-0054 0 Revision to CMP-3603-0001, Graded Approach to Configuration listed in 10 CFR
Management and Quality Assurance 70.72(c) are met.

Description of Change:
Changed the discussion associated with procurement of "Augmented
Staffing" through Statements of Work; clarified responsibilities associated
with item/component identification; and made editorial changes.

Reason for the Change:
Changes were required as a result of a procedure change and a Quality
Assurance Program Description change.

FCE 10-0104 0 Title: 3/18/2010 No AC2-SP-032 Chg 3, No None of the criteria

PCE 10-0057 0 Cancellation of Procedure AC2-SP-032, Transport of Classified Matter by SP-2605-0005 Rev 11 listed in 10 CFR
Contracted Carrier and Revision to SP-2605-0005, American Centrifuge 70.72(c) are met.
Program Classified Matter Protection and Control Manual

Description of Change:
Canceled the current Lead Cascade Facility procedure for tFansport of
classified matter by contracted carrier and revised SP-2605-0005 to
incorporate the Transportation Security Plan for Classified Matter
Shipments for the American Centrifuge Plant (NR-3605-001 0)
requirements.

Reason for the Change:
This change is needed to implement the new Transportation Security Plan
for Classified Matter Shipments for the American Centrifuge Plant (NR-
3605-0010).
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FCE 10-0105 0 Title: 6/28/2010 No LCF License Application, Yes None of the criteria

PCE 10-0058 0 Update for DUF6 Conversion Facility Operation Section 1.2.1.2; listed in 10 CFR

Description of Change: ACP License Application, 70.72(c) are met.

Revised the Lead Cascade Facility and American Centrifuge Plant License Sections 1.2.1.2 and 1.5;

Applications, and Supporting Documents to acknowledge the current Analysis Sary

design and operation of the U.S. Department of Energy's Depleted Sections 1.2.4,1.2.4.1 and

Uranium Hexafluoride Conversion Facility; changes were made in the 1.3.2; ACP Integratd

American Centrifuge Plant Integrated Safety Analysis Summary to reflect 1.3.2; ACP Integrated

Glatfelter as the Lumber Yard owner instead of NewPage. Sections 1.8, 1.9, 2.5.2.8,

Reason for the Change: 2.5.2.13 and 2.7; ACP
The Lead Cascade Facility and American Centrifuge Plant Integrated Environmental Report,
Safety Analysis and Integrated Safety Analysis Summaries evaluated the Section 2.0, Tables 3.12.1-
DUF6 Conversion Facility based on information provided in the Final 1 and 3.12.1-2, Sections
Environmental Impact Statement and the Preliminary Documented Safety 4.2.3.2.1.7, 4.13.3.4 and
Analysis. The DUF6 Conversion Facility is currently going through its 9.0; ACP Emergency Plan,
operational readiness review and preliminary startup. The Documented Sections 2.0 and 11.0
Safety Analysis (DUF6-X-G-DSA-001, Revision 2) is available for review.
The Documented Safety Analysis provides the most current information on
the design, operation, and safety basis of the facility. A review of the DUF6
Conversion Facility Documented Safety Analysis has been conducted to
satisfy the commitment.made in the American Centrifuge Plant Integrated
Safety Analysis Summary, Section 2.5.2.8; therefore, this commitment
was deleted.

FCE 10-0107 0 Title: 6/17/2010 No ACD2-SP-017 Chg 7 No None of the criteria
PCE 10-0059 0 Revision to Procedure ACD2-SP-017, Badge IssueNisitor Control Program listed in 10 CFR

Description of Change: 70.72(c) are met.
Clarified the process of obtaining access approval for designated security
area(s) and vault-type room(s); and added verbiage to the form to reflect
the criminal penalties for impersonation and false representation.

Reason for the Change:
Provide flexibility for how individuals enroll into designated security area(s)
and vault-type room(s).

FCE 10-0108 0 Title: 3/24/2010 No AC4-OP-075 Chg 5 No None of the criteria
Revision to Procedure AC4-OP-075, AC100/LC3 Machine Disassembly listed in 10 CFR

Description of Change: 70.72(c) are met.

Streamline the disassembly process and clarify various steps.

Reason for the Change:
Changes were required to update the procedure as a result of an
engineering design change.
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FCE 10-0109 0 Title: 4/6/2010 No AC4-OP-023 Chg 11 No None of the criteria
0 Revision to Procedure AC4-OP-023, Machine Transport and Installation listed in 10 CFR

Description of Change: 
70.72(c) are met.

Incorporated centrifuge installation in floor mounts in the assembly area as
well as provide additional flexibility for centrifuge movements using the
assembly area's cranes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0110 0 Title: 6/3/2010 No ACD2-SH-017 Chg 2 No None of the criteria
PCE 10-0060 0 Revision to Procedure ACD2-SH-017, Accident Prevention/Equipment listed in 10 CFR

Control Tags 70.72(c) are met.

Description of Change:
Deleted a reference to a management position that was eliminated;
deleted an invalid procedure reference; clarified requirements for
assessments on tags; and improved form use.

Reason for the Change:
Update the procedure for management changes, streamline the tag
assessment process, and reduce unnecessary administrative burden.

FCE 10-0111 0 Title: 4/12/2010 Yes ESO-2302-0004 Rev 0, No None of the criteria

PCE 10-0061 0 New Test Plan TP-2301-0002, Centrifuge Machine Leveling (Alignment) TP-2301-0002 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to test/validate a number of applicable
leveling and/or alignment devices for centrifuge machines to determine
which system is optimal for high volume manufacturing.

Reason for the Change:
This test plan is needed to assure a consistent and reliable means of
leveling the machine casing for assembly and installation into the cascade
during American Centrifuge Plant deployment is available.
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FCE 10-0112 0 Title: 4/8/2010 No ACD2-PC-007 Chg 0 No None of the criteria
PCE 10-0062 0 New Procedure ACD2-PC-007, Basic Procurement Procedure listed in 10 CFR

Description of Change: 70.72(c) are met.

Developed a new procedure to establish a uniform set of procedure
guidelines between Piketon and Oak Ridge covering the procurement of
supplies and services required for the American Centrifuge Program
projects.

Reason for the Change:
The procedure establishes a uniform process governing the procurement
of supplies and services required for the American Centrifuge Program,
which includes the American Centrifuge Program activities at Piketon and
at Oak Ridge. This procedure also closes Process Improvement #3365.

FCE 10-0113 0 Title: 3/29/2010 No AC2-EG-010 Chg 3 No None of the criteria
Revision to Procedure AC2-EG-010, Nuclear Criticality Safety Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified the various audits and assessments that are required for the
Nuclear Criticality Safety program; and updated referenced procedure
numbers.

Reason for the Change:
Correctly describe the audits and assessments performed to assure the
correct implementation of the Nuclear Criticality Safety program.

FCE 10-0114 0 Title: 4/5/2010 No ACD3-QM-002 Chg 7 No None of the criteria

PCE 10-0063 0 Revision to Procedure ACD3-QM-002, Quality Assurance Auditor/Lead listed in 10 CFR
Auditor Qualification Program 70.72(c) are met.

Description of Change:
Removed qualification cards from the procedure; provided additional
Nuclear Quality Assurance-1 guidance for annual lead auditor
recertification; and provided definitions for qualification and certification.

Reason for the Change:
Corrected and streamlined the records management process for
qualification records associated with Quality Assurance auditors; and
clarified procedure requirements.
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FCE 10-0115 0 Title: 3/31/2010 Yes ESO-2301-0026 Rev 0 No None of the criteria

PCE 10-0064 0 Install a Spool Piece Jumper on the Blanked Off Ends of the Tower Water listed in 10 CFR
Cooling Lines (Supply and Return) in the Gas Test Mechanical Room 70.72(c) are met.
(148), X-7725 Building

Description of Change:
Engineering Service Order to install a spool jumper at the blanked off ends
of the supply and return lines of the cooling tower water lines in the gas
test mechanical room.

Reason for the Change:
This change is needed to provide adequate recirculation to prevent
sediment and rust accumulations in the cooling tower water system.

FCE 10-0116 0 Title: 3/31/2010 No AC4-HP-001 Chg 2 No None of the criteria
Revision to Procedure AC4-HP-001, Centrifuge Sampling listed in 10 CFR

Description of Change: 70.72(c) are met.

Consolidated the hydrogen fluoride sample location with the radiological
sample location.

Reason for the Change:
Simplify the centrifuge machine sampling process.

FCE 10-0117 0 Title: 4/5/2010 No AC4-OP-025 Chg 23 No None of the criteria
Revision to Procedure AC4-OP-025, Machine Connections listed in 10 CFR

Description of Change: 70.72(c) are met.

Procedure revised to make clear that electrical and instrumentation
connections are made or confirmed during the machine installation
process.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0118 0 Title: 6/4/2010 No LCF License Application No None of the criteria
PCE 10-0065 0 Lead Cascade Facility and American Centrifuge Plant Organizational Sections 2.1.1; 2.1.5; listed in 10 CFR

Change to Incorporate the New Position of Technical Director, American 2.1.5.1; 2.1.5.2; 2.1.7; 70.72(c) are met.
Centrifuge Project and to Address the Realignment of Technical 2.1.8; Figure 2.1-1; ACP
Responsibilities License Application

Description of Change: Sections 2.1.1; 2.1.4;

Changed the Lead Cascade Facility and American Centrifuge Plant 2.1.4.1; 2.1.4.2; 2.1.7;

organizational structure to incorporate the new position of Technical 2.1.8; Figure 2.1-1;

Director, American Centrifuge Project; and addressed the realignment of LCF/ACP Quality

technical responsibilities due to the deletion of the Process Engineering Assurance Program
and Test Equipment Manager. "Description, Section 1.2

and Figures 1.1-1 and 1.1-2

Reason for the Change:
The Technical Director, American Centrifuge Project position has been
added to provide more management attention on the integration of
engineering activities across all American Centrifuge Plant functional
organizations to ensure engineering activities are coordinated and aligned
with overall project priorities.

FCE 10-0119 0 Title: 4/8/2010 No AC4-AO-001 Chg 26 No None of the criteria
Revision to Procedure AC4-AO-001, Machine Assembly, LC3 Build listed in 10 CFR

Description of Change: 70.72(c) are met.

Made minor revisions associated with appropriate steps where the build
can be suspended; added allowance for inspections after completion of
relevant assembly steps; added clarification of application of torque
stripes; and an updated method for attaching the lower scoop. Some
general preparation and transportation steps were relocated to another
procedure.

Reason for the Change:
The proposed changes are being made to implement process
improvements and allow for more flexibility in the order of performance of
non-critical steps. Transportation related steps were remove from this
procedure and moved to a more relevant procedure.

FCE 10-0121 0 Title: 4/8/2010 No TP-2201-0033 Rev 0 No None of the criteria
New Test Plan TP-2201-0033, Test Plan for USA to Crane Interference listed in 10 CFR
Lead Cascade 70.72(c) are met.

Description of Change:
The test plan was developed to determine if the updated upper suspension
assembly motor will interfere with overhead cranes.

Reason for the Change:
This test is being implemented to assure adequate clearance between the
updated upper suspension assembly motor and the overhead cranes used
during the assembly and installation process to assure safety and avoid
equipment damage.
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FCE 10-0122 0 Title: 4/9/2010 No ACD2-EG-003 Chg 4 No None of the criteria
PCE 10-0067 0 Revision to Procedure ACD2-EG-003, Nuclear & Commercial Modification listed in 10 CFR

Controls 70.72(c) are met.

Description of Change:
Added an acronym for the Integrated Product Team; added steps to
ensure the proper design reviews were obtained for certain modifications
impacting security and machine interfaces; clarified wording associated
with post installation testing; and added a new note to remind the
modification manager to include all relevant reviewers in the design review
process even if not actually included on the design team.

Reason for the Change:
The proposed procedure changes are being made as a result of a finding
that indicated certain security reviews were not included in the modification
process as required by U.S. Department of Energy Manual 470.4-1.
Changes are being made to address users' comments, to make
corrections, eliminate confusion, clarify requirements, and remain
consistent with CMP-3603-0001, Graded Approach to Configuration
Management and Quality Assurance.

FCE 10-0123 0 Title: 5/7/2010 No ACD2-QM-106 Chg 2 No None of the criteria
PCE 10-0068 o Revision to Procedure ACD2-QM-106, Qualification of Quality Control listed in 10 CFR

Inspection and Test Personnel 70.72(c) are met.

Description of Change:
Clarified qualification requirements for existing inspection methods; added
requirements for several new inspection methods; clarified training
requirements for test personnel; removed the inspector qualification cards;
provided various additional definitions; and added new requirements for
training.

Reason for the Change:
These changes are needed to update and improve the qualification of
Quality Control personnel.
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FCE 10-0124 0 Title: 7/28/2010 No Portsmouth Gaseous No None of the criteria

PCE 10-0069 0 Management Structure Change for United States Enrichment Corporation Diffusion Plant Emergency listed in 10 CFR
Government Services Positions in the Portsmouth Gaseous Diffusion Plant Plan Table of Contents, 70.72(c) are met.
Emergency Plan Sections 4.1.2, 4.1.3, 4.1.4,

Description of Change: 4.1.13 and 4.1.15

Changed United States Enrichment Corporation Government Services
management positions described in the Portsmouth Gaseous Diffusion
Plant Emergency Plan.

Reason for the Change:
Portsmouth Gaseous Diffusion Plant Emergency Plan was changed to
reflect United States Enrichment Corporation Government Services
management restructuring. As the Portsmouth Gaseous Diffusion Plant
Emergency Plan is also utilized for the Lead Cascade Facility, this change
evaluation was prepared to determine if the change would affect the Lead
Cascade Facility or the American Centrifuge Plant.

FCE 10-0125 0 Title: 4/12/2010 Yes ESO-2301-0027 Rev 0, No None of the criteria
PCE 10-0070 0 Installation of 480V Receptacles in X-7725 Recycle/Assembly Building ESO-2301-0024 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to permanently install two 480 volt receptacles
in the X-7725 Building.

Reason for the Change:
These new receptacles improve safety by avoiding the use of extension
cords.

FCE 10-0126 0 Title: 4/16/2010 Yes ESO-2101-0059 Rev 0, No None of the criteria
PCE 10-0071 0 Vent Fan J-2212A Substitution in X-3001 Process Building ESE-2101-0008 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Evaluated an equivalency substitution for a roof ventilating fan located on
the X-3001 Process Building.

Reason for the Change:
The evaluation is needed because the existing vent fan blower cage is
damaged beyond repair and must be replaced. Since the original vent fan
is no longer manufactured, an acceptable substitute must be found,
assessed, and installed.
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FCE 10-0126 1 Title: 4/22/2010 Yes ESO-2101-0059 Rev 0, No None of the criteria
PCE 10-0071 1 Vent Fan J-2212A Substitution in X-3001 Process Building ESE-2101-0008 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Revised the change evaluation to correct a typographical error in the footer
of the original change evaluation.

Reason for the Change:
Correct original change evaluation.

FCE 10-0127 0 Title: 6/16/2010 No ACD2-EC-009 Chg 2 No None of the criteria

PCE 10-0072 0 Revision to Procedure ACD2-EC-009, Low Level Radioactive Waste listed in 10 CFR

Description of Change: 70.72(c) are met.

Added additional guidance for handling Low Level Radioactive Waste and
Dry Active Waste; the term Waste Management was changed to
Environmental Safety & Health.

Reason for the Change:
Changes were made to ensure the understanding of how to handle Dry
Active Waste and other types of Low Level Radioactive Waste
encountered during day-to-day operations, and changes were made to
communicate requirements for handling Low Level Radioactive Waste.
These changes will increase the effectiveness of the program as well as
prevent waste from being managed in a non-compliant state.

FCE 10-0130 0 Title: 5/28/2010 No ACD2-SH-01 5 Chg 6 No None of the criteria
PCE 10-0074 0 Revision to Procedure ACD2-SH-015, Instructions for Lockout/Tagout listed in 10 CFR

Description of Change: 70.72(c) are met.

Converted flow charts to procedure steps; incorporated certain specific
Lockout/Tagout exceptions regarding extension cords; clarified the
LockoutrTagout process; removed unnecessary Lockout/Tagout steps; and
changed the authority to remove locks to the Operations Manager.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0130 1 Title: 12/28/2010 No ACD2-SH-015 Chg 6 No None of the criteria
PCE 10-0074 1 Revision to Procedure ACD2-SH-015, Instructions for Lockout/Tagout listed in 10 CFR

Description of Change: 70.72(c) are met.

Added missing information in the change evaluation package.

Reason for the Change:
The missing information in the change evaluation package could not be
retrieved; therefore, the information had to be recreated.
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FCE 10-0131 0 Title: 4/16/2010 No TP-2201-0034 Rev 0 No None of the criteria
New Test Plan TP-2201-0034, LC3 PCV and Flow Meter Test listed in 10 CFR

Description of Change: 
70.72(c) are met.

The test plan was developed to evaluate the use of a pressure control
valve as means to measure UF6 gas flow in the Lead Cascade Facility.

Reason for the Change:
Determine whether the UF6 gas flow across a pressure control valve can
be calculated from a relationship between the upstream and downstream
pressures.

FCE 10-0132 0 Title: 4/19/2010 Yes ESO-2518-0008 Rev 0 No None of the criteria
PCE 10-0075 0 Equivalency/Substitution Evaluation for Street and Fence Lighting listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to evaluated an equivalency substitution for the
fence and street lighting fixtures.

Reason for the Change:
The evaluation is needed because existing fence and street lights are
provided by various manufacturers and part numbers, but all are high
pressure sodium with the same voltage at various wattages. The
manufacturer/part number combinations called out on the drawings no
longer exist; and approved replacements are required.

FCE 10-0133 0 Title: 4/26/2010 Yes Shared Site TPMC-1 0- No None of the criteria
PCE 10-0076 0 Evaluate Temporary Closure of the West Access Road and Use of a 0001; listed in 10 CFR

Temporary Portal on the Perimeter Road North of the X-1 107F Portal Shared Site WEMS-10- 70.72(c) are met.
Entrance Road and the Southwest Construction Access Road 0008
Intersections with Perimeter Road

Description of Change:
Closed the West Access Road for construction and refurbishment
activities on the cloverleaf access ramps.

Reason for the Change:
The Ohio Department of Transportation reconfigured the cloverleaf exit
and entrance ramps on U.S. Route 23 to address access issues for the
Technology Park to be established on the west side of U.S. Route 23.

FCE 10-0134 0 Title: 4/21/2010 No ACD4-UP-006 Chg 1 No None of the criteria
PCE 10-0077 0 Revision to Procedure ACD4-UP-006, Operation of 345 kV Underground listed in 10 CFR

Oil Pumping Plant 70.72(c) are met.

Description of Change:
Updated the Precautions and Limitations section; removed the Routine
Station Checks section and renamed it to Monthly Inspections.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0135 0 Title: 4/21/2010 No ACD4-UP-009 Chg 2 No None of the criteria

PCE 10-0078 0 Revision to Procedure ACD4-UP-009, X-6000 Routine Substation Checks listed in 10 CFR

Description of Change: 70.72(c) are met.

Updated Form AC-446, X-6000 Routine Substation Round Sheet; and
added steps for checking control power indicating lights.

Reason for the Change:
The procedure changes are needed to provide a place on the form for the
technician to indicate the status of the Direct Current control power
indicating lights.

FCE 10-0136 0 Title: 4/21/2010 No ACD4-UP-010 Chg 1 No None of the criteria
PCE 10-0079 0 Revision to Procedure ACD4-UP-010, Routine Switchyard Station Checks listed in 10 CFR

at the X-5000 70.72(c) are met.

Description of Change:
Added a section for Verification of Bus Voltage Levels; removed reference
to Digital Fault Recorder; removed monthly checks for the 345 kV Oil
Pumping Plants; and changed voltage ranges for new battery chargers.

Reason for the Change:
The procedure changes are needed to move the section for Verification of
Bus Voltage Levels from an in-hand procedure to this procedure because
it is a daily check and an in-hand procedure is unnecessary for these
steps.

FCE 10-0138 0 Title: 4/23/2010 No Form AC-325 No None of the criteria
Revision to Form AC-325, Auxiliary Check Sheet listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed Form AC-325 to specifically identify the control power circuits
and their indicating lights when checking the Auxiliary and Process power
sub-stations; added a graph correlating Uninterruptible Power Supply
battery voltages; and temperatures; and adding a perimeter walk through
check of the X-3002 Process Building.

Reason for the Change:
Ensure they are operational and available to open the breakers in the
event of a fault.
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FCE 10-0139 0 Title: 5/5/2010 No ACD2-RG-002 Chg 3 No None of the criteria
PCE 10-0082 0 Revision to Procedure ACD2-RG-002, Application Change Control and listed in 10 CFR

License Amendment Requests 70.72(c) are met.

Description of Change:
Clarified the handling of Implementing Actions Required; added text to
acknowledge pre-implementation and post-implementation Implementing
Actions Required; modified two forms; and created an electronic
Implementing Actions Required form in CATSWeb.

Reason for the Change:
Clarify handling of Implementing Actions Required in response to a
Condition Notification Action #3287 and #5472; and other changes were
made to the procedure to clarify procedure requirements.

FCE 10-0140 0 Title: 5/5/2010 No ACD2-RG-001 Chg 7 No None of the criteria

PCE 10-0083 0 Revision to Procedure ACD2-RG-001, Change Evaluation listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified which changes need Safety Review Committee and U.S. Nuclear
Regulatory Commission review/approval; clarified requirements for
Implementing Actions Required; and provided additional guidance for
performing Decreased Effectiveness Evaluations.

Reason for the Change:
The changes are needed to clarify procedure requirements.

FCE 10-0141 0 Title: 4/28/2010 No TP-2303-0019 Rev 0 No None of the criteria
PCE 10-0081 0 New Test Plan TP-2303-0019, LRIP Machine Transport Testing listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to verify machine integrity during
transportation and installation into a cascade position.

Reason for the Change:
The purpose of the test is to electronically record relative movement of
internal Centrifuge Machine components during transport and installation
from the assembly stand to the machine location in the process building.
The obtained data will be analyzed to identity any possible problems,
necessary solutions, and also to improve future designs.
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FCE 10-0142 0 Title: 4/29/2010 No AC4-OP-013 Chg 10 No None of the criteria
Revision to Procedure AC4-OP-01 3, Operation of the X-3001 Battery and listed in 10 CFR
DC Power System 70.72(c) are met.

Description of Change:
Clarified that all portions of the procedure are In Hand with the exception of
two sections; ensured action steps throughout the procedure have
accurate labeling and breaker/switch identifiers; removed one form; and
updated two other forms.

Reason for the Change:
The changes were made because the shift checks of the hydrogen
monitors and ventilation fan and their weekly surveillance are simple visual
inspections that require no equipment manipulation, therefore, in-hand
performance does not apply. Other changes were needed to assure
accuracy and improve ease of use.

FCE 10-0143 0 Title: 5/10/2010 No AC4-ON-006 Chg 9 No None of the criteria
Revision to Procedure AC4-ON-006, MDU Replacement at An Operating listed in 10 CFR
Position 70.72(c) are met.

Description of Change:
Changed procedure to reflect Lead Cascade 1 upgrades and operation of
the new commercial plant machines requirement.

Reason for the Change:
Combined the steps associated with replacing a machine drive unit for
Lead Cascade 1 and Lead Cascade 3 because they are the same.

FCE 10-0144 0 Title: 5/10/2010 No AC4-ON-007 Chg 18 No None of the criteria
Revision to Procedure AC4-ON-007, MIP Replacement at an Operating listed in 10 CFR
Position 70.72(c) are met.

Description of Change:
Changed procedure to reflect Lead Cascade 1 upgrades and operation of
the new commercial plant machine requirements.

Reason for the Change:
Combined the steps associated with replacing a machine instrument
package for Lead Cascade 1 and Lead Cascade 3 because they are the
same.
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FCE 10-0145 0

PCE 10-0085 0
Title:
Revision to the Lead Cascade Facility and American Centrifuge Plant
License Application Section 11.5 Audits and Assessments

Description of Change:
Changed the License Applications to state Nuclear Criticality Safety Audits
are performed every two years; and added Security to the list of subject
areas to be audited.

Reason for the Change:
The change clarifies that Nuclear Criticality Safety Audits are performed
every two years as stated in License Applications Chapter 5.0, Nuclear
Criticality Safety.

In response to Nuclear Energy Institute 08-11, "Information Security
Program Guidelines for Protection of Classified Material at Uranium
Enrichment Facilities" the Security Program was revised to add a
requirement that at three year intervals, the OPSEC Program shall be
reviewed for effectiveness. Therefore, Security was added to the list of
subject areas to be audited in the License Applications Section 11.5.

7/1/2010 No LCF License Application
Sections 11.5 and 11.5.1;
ACP License Application
Sections 11.5 and 11.5.1

No None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 10-0147 0 Title: 5/3/2010 Yes TP-2301-0003 Rev 0 No None of the criteria
New Test Plan TP-2301-0003, Casing Metal O-Ring listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to allow either metal or Viton o-rings to seal
centrifuge casing openings.

Reason for the Change:
This test plan will provide data for pump down and permeation rates for
Viton and metal o-rings.

FCE 10-0148 0 Title: 6/21/2010 No AC3-ST-001 Chg 7 No None of the criteria
Revision to Procedure AC3-ST-001, LCl Machine Isolation Switches listed in 10 CFR
Calibration 70.72(c) are met.

Description of Change:
Incorporated the use of an engineering approved portable actuator to
simulate a Machine Instrument Package at machine positions where a
Machine Instrument Package was not installed at time of testing.

Reason for the Change:
Incorporated system design changes being made to Lead Cascade 1
under an engineering change package and to correctly and fully document
the surveillance requirements associated with testing Item Relied On For
Safety 7.3.4.6 to address a corrective action.
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FCE 10-0149 0 Title: 5/5/2010 No AC4-MS-001 Chg 2 No None of the criteria
Revision to Procedure AC4-MS-001, Operation and Maintenance listed in 10 CFR
Procedure for American Centrifuge Gas Mass Spectrometers 70.72(c) are met.

Description of Change:
Increased the periodic review cycle from five years to three; and clarified
the Purpose and Applicability sections.

Reason for the Change:
This change is needed as a corrective action to restore compliance with
the Fundamental Nuclear Material Control Plan for the American
Centrifuge Lead Cascade Facility which requires procedures associated
with inventory measurements to be reviewed at least every three years.

FCE 10-0150 0 Title: 5/6/2010 No TP-2101-0038 Rev 0 No None of the criteria
New Test Plan TP-2101-0038, Verification of Process Line Purge listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to define the method to sample specified
process lines after they have been exposed to uranium hexafluoride and
purged with nitrogen.

Reason for the Change:
The test plan is needed to determine if the work environment will be safe
for employees to perform certain maintenance activities.

FCE 10-0151 0 Title: 5/7/2010 No TP-2101-0039 Rev 0, No None of the criteria
New Test Plan TP-2101-0039, Centrifuge Machine Alternate Lower Material Condition Report listed in 10 CFR
Suspension and Drive Assembly Replacement #3817, Material Condition 70.72(c) are met.

Description of Change: Report #3818, Material
The test plan was developed to evaluate an alternate procedure for Condition Report #3821

transport of a specific centrifuge machine and subsequent replacement of
the lower suspension and drive assembly without complete machine
disassembly.

Reason for the Change:
The machine lower suspension and drive assembly needs to be replaced.
Testing will determine the feasibility of changing the lower suspension and
drive assembly without complete machine disassembly.

FCE 10-0151 1 Title: 5/18/2010 No TP-2101-0039 Rev 1, No None of the criteria
Revision to Test Plan TP-2101-0039, Centrifuge Machine Alternate Lower Material Condition Report listed in 10 CFR
Suspension and Drive Assembly Replacement #3817, Material Condition 70.72(c) are met.

Description of Change: Report #3818, Material

Changed the title of the test plan. Condition Report #3821

Reason for the Change:
The title was changed to remove the specific machine name to be
inclusive to any Lower Suspension and Drive Assembly.
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FCE 10-0153 0 Title: 5/10/2010 No AC4-OP-0 17 Chg 16 No None of the criteria
Revision to Procedure AC4-OP-017, Dump Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Modified references to valves in conjunction with a piping configuration
change; added a step to prevent withdrawal of multiple cascades of
inventory to one dump cart, to allow operation of cascade withdrawal
header valves; relocated steps associated with instrument air and
electrical connections to the restoration section of the procedure; and
added step to initiate defrost if it has been less than 24 hours since
refrigeration unit shutdown.

Reason for the Change:
A piping configuration change is being made to the Dump Cart 3 cascade
connection to enable a more secure isolation of Dump Cart 3 and
operating flexibility of Dump Carts 1 and 3. The new step to prevent
dumping of multiple cascades was added to prevent inadvertent cross
connecting of cascades. The relocated steps were moved to allow for a
better flow of operations while restoring the Dump Cart. A step was added
to initiate defrost if it has been less than 24 hours since refrigeration unit
shutdown to prevent freeze out of the dump cart refrigerator unit heating
coils.

FCE 10-0154 0 Title: 5/13/2010 No Form AC-325 No None of the criteria
Revision to Form AC-325, Auxiliary Check Sheet listed in 10 CFR

Description of Change: 70.72(c) are met.

The change to Form AC-325, Auxiliary Check Sheet, gives greater detail
on how to verify control power availability to the auxiliary and process
power substations for eye wash stations weekly checks.

Reason for the Change:
Ensure that control power is available to properly operate breakers and to
ensure personnel safety equipment reliability.

FCE 10-0156 0 Title: 7/21/2010 No LCF Integrated Safety Yes None of the criteria
Revise the Items Relied On For Safety Attribute Statement Regarding the Analysis Summary Section listed in 10 CFR
Battery Room Ventilation System Design Capability for Maintaining 7.3.3.2 and 7.3.3.3 70.72(c) are met.
Hydrogen Concentration

Description of Change:
Revised Items Relied On For Safety attribute statement to clarify that the
ventilation system is designed to maintain hydrogen concentration in air
below one percent in the Battery Room; and corrected typographical error.

Reason for the Change:
The Items Relied On For Safety attribute statement was intended to reflect
the design characteristic of the ventilation system to maintain hydrogen
concentration below one percent in air; this change provides clarity.
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FCE 10-0157 0 Title: 5/28/2010 No AC4-ON-009 Chg 9 No None of the criteria
Revision to Procedure AC4-ON-009, Response to Loss of Power listed in 10 CFR

Description of Change: 
70.72(c) are met.

Changed procedure action steps to support Lead Cascade 1 upgrades and
operation of the new commercial plant machine and corrected references.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0158 0 Title: 5/12/2010 Yes ESO-2201-0021 Rev 0 No None of the criteria
New ESO-2201-0021, Feed Cart, Suppressor Addition to the Solenoid Coil listed in 10 CFR
for the Automatic Valve 70.72(c) are met.

Description of Change:
Engineering Service Order to install a suppressor on the automatic valve's
solenoid coil located on the Feed Cart.

Reason for the Change:
The Feed Cart has experienced problems with the Low Flow controller
"PIC-11," shutting off and restarting when the automatic valve is cycled
open/closed. A suppressor is needed to correct the problem with the valve
actuation and the resultant controller malfunction.

FCE 10-0159 0 Title: 5/25/2010 No AC3-OP-022 Chg 4 No None of the criteria
Revision to Procedure AC3-OP-022, Operating a Pendant Crane listed in 10 CFR

Description of Change: 70.72(c) are met.

Allowed for a grace period for preventive maintenance to be applied per
the Preventive Maintenance Program; and corrected references.

Reason for the Change:
Ensure consistency with the Preventive Maintenance Program and to
assure technical accuracy of listed references.

FCE 10-0160 0 Title: 5/18/2010 No XP2-EP-EP1050 Chg 10 No None of the criteria

PCE 10-0088 0 Revision to Procedure XP2-EP-EP1050, Emergency Classification listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated Uranium Disposition Services Emergency Action Levels into
the procedure.

Reason for the Change:
Government Services Procedure XP2-EP-EP1050, is used to implement
the requirements of the Portsmouth Gaseous Diffusion Plant Emergency
Plan used for the Lead Cascade Facility. This change evaluation evaluates
the impacts of the proposed procedure revision against the Lead Cascade
Facility and American Centrifuge Plant programs.
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FCE 10-0161 0 Title: 5/25/2010 No AC3-OP-002 Chg 5 No None of the criteria
Revision to Procedure AC3-OP-002, V-1218 Bridge and W-2 Trolley listed in 10 CFR
Routine Checks 70.72(c) are met.

Description of Change:
Allowed for a grace period for preventive maintenance to be applied per
the Preventive Maintenance Program; improved the flow of the hoist limit
check section; and added references.

Reason for the Change:
Allow for a grace period to be applied per the Preventive Maintenance
Program; allow user decisions in a more logical order for the hoist limit
check; and added use references.

FCE 10-0162 0 Title: 5/26/2010 No AC3-OP-018 Chg 4 No None of the criteria
Revision to Procedure AC3-OP-018, RMC Routine Checks listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a note to allow for a grace period for preventive maintenance to be
applied per the Preventive Maintenance Program, and made editorial
changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0163 0 Title: 5/13/2010 No TP-2201-0035 Rev 0 No None of the criteria
New Test Plan TP-2201-0035, LC3 Product and Tails Flow Meter Test listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to verify calibration data for recently installed
cascade flow meters.

Reason for the Change:
Provide comparison data on product and tails flow meters to verify flow
meter accuracy and performance.

FCE 10-0164 0 Title: 5/17/2010 No AC2-FO-001 Chg 5 No None of the criteria
Revision to Procedure AC2-FO-001, Conduct of Operations listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a step to include the requirement for company issued clothing to be
wom by operations technicians for shift turnover activities.

Reason for the Change:
Step was added to clarify management expectations.
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FCE 10-0165 0 Title: 5/14/2010 No ACD2-EG-005 Chg 6 No None of the criteria
PCE 10-0089 0 Revision to Procedure ACD2-EG-005, Preparation of Statements of Work listed in 10 CFR

Description of Change: 70.72(c) are met.
Added guidance for the procurement of hazardous material; added two
references; and added a new requirement to be included in statements of
work.

Reason for the Change:
This change was needed in response to a corrective action to maintain
compliance with requirements regarding the purchase of hazardous
materials. Other changes were made'to enhance and clarify requirements
from the Configuration Management Program.

FCE 10-0165 1 Title: 5/19/2010 No ACD2-EG-005 Chg 6 No None of the criteria
PCE 10-0089 1 Revision to Procedure ACD2-EG-005, Preparation of Statements of Work listed in 10 CFR

Description of Change: 70.72(c) are met.

Corrected the scope of the change.

Reason for the Change:
The original scope of the change was incorrect.

FCE 10-0166 0 Title: 5/28/2010 No TP-2101-0040 Rev 0 No None of the criteria
New Test Plan TP-2101-0040, Diffusion Pump Characterization listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to conduct testing of diffusion pumps to
characterize their normal operating parameters and their response to off-
normal operating conditions.

Reason for the Change:
This testing is needed to establish the correlated cause and effect model
for time, temperature, and cooling flow variations; and to determine the
quantity, type, and size of any particulate matter in the diffusion pump or
associated cooling water lines.

FCE 10-0166 1 Title: 7/27/2010 No TP-2101-0040 Rev 1 No None of the criteria
Revision to Test Plan TP-2101-0040, Diffusion Pump Characterization listed in 10 CFR

Description of Change: 70.72(c) are met.

Revised Test Plan requirements.

Reason for the Change:
Provide a additional testing based on revised requirements.
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FCE 10-0166 2 Title: 12/3/2010 Yes ESO-2201-0023 Rev 0, No None of the criteria
Revision to Test Plan TP-2101-0040, Diffusion Pump Characterization TP-2101-0040 Rev 3 listed in 10 CFR

Description of Change: 
70.72(c) are met.

Expanded the different parameters of testing required to test the gas
centrifuge diffusion pumps.

Reason for the Change:
Additional testing is required to characterize the centrifuge machine
diffusion pump operation to determine its upper and lower limits, operating
parameters, failure modes, and acceptability for use.

FCE 10-0167 0 Title: 8/19/2010 No LCF License Application, No None of the criteria
Correct reference to Portsmouth Gaseous Diffusion Plant Nuclear Section 5.4.2 listed in 10 CFR
Criticality Safety group in Chapter 5.0 of the Lead Cascade Facility 70.72(c) are met.
License Application

Description of Change:
Corrected a reference to use the Portsmouth Gaseous Diffusion Plant
Nuclear Criticality Safety Group when a Nuclear Criticality Safety Approval
is needed.

Reason for the Change:
This change was made in response to Process Improvement #5810. The
Process Improvement noted that Chapter 5.0 of the Lead Cascade Facility
License Application directs requests for an Nuclear Criticality Safety
Approval to the Portsmouth Gaseous Diffusion Plant Nuclear Criticality
Safety Group; and this statement was not updated when a qualified
Nuclear Criticality Safety engineer was hired into the centrifuge project.

FCE 10-0168 0 Title: 5/20/2010 No OA-CS-LC3-10-003 Rev 1 No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-003, Lead listed in 10 CFR
Cascade 3 Cascade Operating Parameters (U) 70.72(c) are met.

Description of Change:
Revised operating set points for cascade recycle operation; and
incorporated operating knowledge gained since Cascade Settings
document OA-CS-LC3-10-003, Revision 0 was issued.

Reason for the Change:
The change is needed to provide revisions to the settings necessary for
operating centrifuges to evaluate cascade separative performance using
Lead Cascade 3 systems.
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* FCE 10-0169 0 Title: 6/1/2010 No XP2-EP-EP1050 Chg 11 No None of the criteria
PCE 10-0090 0 Revision to Procedure XP2-EP-EP1 050, Emergency Classification listed in 10 CFR

Description of Change: 70.72(c) are met.
Clarified the Uranium Disposition Services Emergency Action Levels that
were introduced into the procedure with Revision 10, and made various
administrative changes.

Reason for the Change:
Government Services Procedure XP2-EP-EP1050, is used to implement
the requirements of the Portsmouth Gaseous Diffusion Plant Emergency
Plan used for the Lead Cascade Facility. This change evaluation is being
performed to evaluate the impacts of the proposed procedure revision
against the Lead Cascade Facility and American Centrifuge Plant
programs.

FCE 10-0170 0 Title: 6/7/2010 No XP2-EP-EP1042 Rev 2, No None of the criteria
PCE 10-0091 0 Revision to Procedure XP2-EP-EP1042, Earthquake Response Chg C listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed a form from the procedure; reworded an organizational title; and
corrected a position title.

Reason for the Change:
Government Services Procedure XP2-EP-EP1042, is used to implement
the requirements of the Portsmouth Gaseous Diffusion Plant Emergency
Plan used for the Lead Cascade Facility. The procedure defines the
criteria and process for responding to earthquakes. This change
evaluation is being performed to evaluate the impacts of the proposed
procedure revision against the Lead Cascade Facility and American
Centrifuge Plant programs.

FCE 10-0171 0 Title: 5/27/2010 No 331-06-161 Rev 3 No None of the criteria
PCE 10-0092 0 Revision to the 331-06-161, American Centrifuge Program Operations listed in 10 CFR

Security Plan 70.72(c) are met.

Description of Change:
Updated the American Centrifuge Program Operations Security Plan to
include counterintelligence.

Reason for the Change:
This change documents how the American Centrifuge Plant interacts with
the corporate Counterintelligence Officer to comply with Nuclear Energy
Institute 08-11 counterintelligence requirements.
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FCE 10-0172 0 Title: 5/28/2010 No AC4-AR-002 Chg 15 No None of the criteria
Revision to Procedure AC4-AR-002, Machine Cooling Water Alarms and listed in 10 CFR
Responses 70.72(c) are met.

Description of Change:
Implemented changed procedure to address the Lead Cascade 1 upgrade
and modification; changes to Lead Cascade alarm response procedures;
and combined redundant alarm response procedures into one response.

Reason for the Change:
The procedure change is necessary because the Distributed Control
System is being upgraded.

FCE 10-0173 0 Title: 5/28/2010 No AC4-AR-010 Chg 14 No None of the criteria
Revision to Procedure AC4-AR-01 0, LC3 Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Added supplementary actions to the High and Low diffusion pump
temperature alarms; and added steps to purge the Machine Cooling Water
supply and return lines for the diffusion pump.

Reason for the Change:
This change is in response to an incident where plugging of the diffusion
pump cooling water lines occurred.

FCE 10-0174 0 Title: 6/3/2010 No AC4-OP-044 Chg 8 No None of the criteria
Revision to Procedure AC4-OP-044, Lead Cascade 1 Operations listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed procedure to reflect upgrades to the Lead Cascade 1 Distributed
Control System requirements.

Reason for the Change:
The procedure change is necessary because the Distributed Control
System is being upgraded.

FCE 10-0175 0 Title: 6/3/2010 No AC4-OP-067 Chg 6 No None of the criteria
Revision to AC4-OP-067, Operations of the Operations of the Distributed listed in 10 CFR
Control System (DCS) 70.72(c) are met.

Description of Change:
Changed procedure action steps to support upgrades to the Lead Cascade
1 Distributed Control System; added steps to combine Lead Cascade 1
and Lead Cascade 3 Distributed Control System operations; revised tables
for equipment power supplies to provide more information to the user; and
formatting changes.

Reason for the Change:
-Clarify procedure requirements.
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FCE 10-0176 0 Title: 7/14/2010 No AC4-AR-005 Chg 7 No None of the criteria
Revision to Procedure AC4-AR-005, Instrument Air and Vent Monitor listed in 10 CFR
Alarms and Responses 70.72(c) are met.

Description of Change:
Changed procedure action steps to support upgrades to the Lead Cascade
1 Distributed Control System.

Reason for the Change:
The procedure was revised to reflect the new Distributed Control System
that will be used for Lead Cascade I operations.

FCE 10-0177 0 Title: 7/16/2010 No AC4-AR-008 Chg 8 No None of the criteria
Revision to Procedure AC4-AR-008, X-3001 Power System Alarms and listed in 10 CFR
Responses 70.72(c) are met.

Description of Change:
Changed procedure action steps to support upgrades to the Lead Cascade
1 Distributed Control System.

Reason for the Change:
The procedure was revised to reflect the new Distributed Control System
that will be used for Lead Cascade 1 operations.

FCE 10-0178 0 Title: 7/14/2010 No AC4-AR-007 Chg 5 No None of the criteria
Revision to Procedure AC4-AR-007, HVP System Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed procedure action steps to support upgrades to the Lead Cascade
1 Distributed Control System.

Reason for the Change:
The procedure was revised to reflect the new Distributed Control System
that will be used for Lead Cascade 1 operations.

FCE 10-0179 0 Title: 6/2/2010 No ACD2-SP-028 Chg 4 No None of the criteria
PCE 10-0093 0 Revision to Procedure ACD2-SP-028, Incident of Security Concern listed in 10 CFR

Conduct of Inquiry 70.72(c) are met.

Description of Change:
Clarified the collection of evidence.

Reason for the Change:
This change is to ensure that all possible evidence is collected while
completing an investigation of an incident of security concern.
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FCE 10-0180 0 Title: 6/8/2010 No ACD2-OP-002 Chg 0 No None of the criteria
PCE 10-0094 0 New Procedure ACD2-OP-002, Use of Portable Electric Heaters listed in 10 CFR

Description of Change: 70.72(c) are met.

Developed a new procedure to implement the use of portable electric
heaters for the purpose of supplemental heat or parts curing.

Reason for the Change:
This procedure was developed to describe the use of portable electric
heaters in the Lead Cascade Facility or American Centrifuge Plant.

FCE 10-0181 0 Title: 6/8/2010 No American Centrifuge No None of the criteria
Lower Suspension Drive Assembly Received with Missing Protective Oil Condition Notification listed in 10 CFR
Cap with "Use-As-Is" Disposition Subtask #12448, 70.72(c) are met.

Description of Change: Material Condition Report

A lower suspension drive assembly was received out of specification and #2860

documented with a Material Condition Report. The Material Condition
Report was dispositioned as "Use-As-Is" after an inspection was
performed and subsequently the Lower Suspension Drive Assembly was
accepted for use.

Reason for the Change:
This change evaluation is necessary because Material Condition Reports
dispositioned as "Use-As-Is" require an evaluation to assure the deficiency
does not conflict with any license documents.

FCE 10-0182 0 Title: 7/16/2010 No ACD4-UP-028 Chg 1 No None of the criteria
PCE 10-0095 o Revision to Procedure ACD4-UP-028, X-6000 Underground Storage Tank listed in 10 CFR

Monitoring 70.72(c) are met.

Description of Change:
Added the following new sections; Environmental, Safety, and Health;
General Requirements; and Manual Generation of Tests and Reports;
updated note to reflect current scheduling status; added requirements and
parameters to verify report validity and data throughout the procedure;
revised Appendix A to list correct tank manufacturer and tank volume; and
revised Form AC-478, Tank Gauge And Leak Detection Report.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0183 0 Title: 7/22/2010 No XP2-EP-EP1041 Rev 9, No None of the criteria
PCE 10-0096 0 Revision to Procedure XP2-EP-EP1041, Recovery Chg B listed in 10 CFR

Description of Change: 70.72(c) are met.

Added Form A-3122, Damage Assessment Survey; and added additional
text to address the activation of staffing, documenting damage
assessments, and reporting.

Reason for the Change:
Government Services Procedure XP2-EP-EP1041 is used to implement
requirements of the Portsmouth Gaseous Diffusion Plant Emergency Plan
used for the Lead Cascade Facility. This change evaluation is being
performed to evaluate the impacts of the proposed procedure change
against the Lead Cascade Facility and American Centrifuge Plant.

FCE 10-0185 0 Title: 6/11/2010 No ACD4-SH-004 Chg 4 No None of the criteria
PCE 10-0098 0 Revision to Procedure ACD4-SH-004, Use of Personal Air Sampling listed in 10 CFR

Pumps 70.72(c) are met.

Description of Change:
Removed the use of a specific model of air sample pumps and associated
calibration equipment.

Reason for the Change:
The change is necessary because the periodic review determined a
specific model of air sample pumps was no longer used.

FCE 10-0185 1 Title: 6/14/2010 No ACD4-SH-004 Chg 4, No None of the criteria
PCE 10-0098 1 Revision to Procedure ACD4-SH-004, Use of Personal Air Sampling ACD4-SH-006 Chg 3 listed in 10 CFR

Pumps, and Cancellation of Procedure ACD4-SH-006, Operation of MINI- (Cancellation) 70.72(c) are met.
BUCK Calibrators, Models M-5 and M-30

Description of Change:
Revised the procedure to identify cancellation of the ACD2-SH-006 which
described the use of the air sample pumps that is being discontinued.

Reason for the Change:
Clarifies procedure was canceled.
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FCE 10-0186 0 Title: 6/11/2010 No ACD2-QM-001 Chg 17 No None of the criteria
PCE 10-0099 0 Revision to Procedure ACD2-QM-001, Assessment Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Revised procedure to have the Assessment Coordinator query Functional
Organization Managers twice a year to determine if any new programs will
be implemented in the near future; and deleted the annual assessments
for the Lockout/Tagout Periodic Inspection and Accident
Prevention/Equipment Control Tags.

Reason for the Change:
Assure new audits and assessments are incorporated into the schedule
promptly. The annual assessments for Lockout/Tagout and Control Tags
were deleted from their program procedures; therefore, the annual
assessments were deleted in this procedure as well.

FCE 10-0187 0 Title: 7/14/2010 No AC4-AR-001 Chg 17 No None of the criteria
Revision to Procedure AC4-AR-001, Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Deleted and/or modified alarms.

Reason for the Change:
Procedure action steps were changed to reflect Lead Cascade 1 Machines
and the new Distributed Control System operating system.

FCE 10-0188 0 Title: 7/14/2010 No AC4-AR-006 Chg 12 No None of the criteria
Revision to Procedure AC4-AR-006, Cascade Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed procedure action steps to support upgrades to the Lead Cascade
1 Distributed Control System. Procedure AC4-AR-006 will now apply to
both Lead Cascade 1 and Lead Cascade 3.

Reason for the Change:
A new Distributed Control System will be used for Lead Cascade 1
operations. Having the operators reference one procedure for all cascade
alarms, regardless of which cascade, will reduce confusion when
responding to alarming conditions.

FCE 10-0188 1 Title: 7/21/2010. No AC4-AR-006 Chg 12 No None of the criteria
Revision to Procedure AC4-AR-006, Cascade Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Made corrections to two change evaluation questions.

Reason for the Change:
Corrected the change evaluation. It should be noted that these errors had
no affect on procedure AC4-AR-006.
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FCE 10-0189 0 Title: 6/18/2010 No AC4-OP-059 Chg 5 No None of the criteria
Revision to Procedure AC4-OP-059, Purge Vacuum/Evacuation Vacuum listed in 10 CFR
Chemical Trap Operations 70.72(c) are met.

Description of Change:
Added steps to ensure a form is completed to document a surveillance
during trap media removal and replacement.

Reason for the Change:
This change addresses a concern raised by the Radiological Protection
Manager during a review and is documented as a process improvement.

FCE 10-0190 0 Title: 7/12/2010 No AC4-OP-049 Chg 31 No None of the criteria
Revision to Procedure AC4-OP-049, Machine Acceleration and listed in 10 CFR
Deceleration 70.72(c) are met.

Description of Change:
Changed procedure steps for use with Lead Cascade I machines; added
steps directing the performance of a drag test after parking the machine
during acceleration to speed; and added steps to park the machine at a
lower speed if drag value are high.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0192 0 Title: 7/8/2010 No AC4-ON-010 Chg 4 No None of the criteria
Revision to Procedure AC4-ON-010, Loss of Distributed Control System listed in 10 CFR
(DCS) 70.72(c) are met.

Description of Change:
Changed procedure to reflect changes made to the Distributed Control
System for Lead Cascade 1 upgrade and editorial changes.

Reason for the Change:
Lead Cascade I Distributed Control System and Lead Cascade 3
Distributed Control System were combined to create one Distributed
Control System; therefore, two separate losses of Distributed Control
System responses are no longer required. Other changes made to this
procedure were for clarification and flow of the procedure.

FCE 10-0193 0 Title: 6/18/2010 Yes WVR-2010-0012 Rev 0, No None of the criteria
Waiver for 1004156, Heat Sensor Probe Brass Coupling drawing #1004156 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Requested the waiver to change the standard three decimal tolerances
from ± 0.001 to ± 0.005 for the heat sensor probe brass coupling.

Reason for the Change:
The tolerance change is to allow parts fabricated for the new tolerance.
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FCE 10-0194 0 Title: 6/18/2010 Yes WVR-2010-0013 Rev 0, No None of the criteria
Waiver for EDD-10001118, Revision 1 Lead Cascade Szady probe flange drawing #EDD-1 0001118 listed in 10 CFR
assembly Rev 1 70.72(c) are met.

Description of Change:
Requested the waiver to change a specific hole size dimension and to
change a position datum reference for the Szady probe flange assembly.

Reason for the Change:
The hole dimension and position datum reference change is to allow parts
fabricated for the new dimensions.

FCE 10-0195 0 Title: 6/18/2010 Yes WVR-2010-0019 Rev 0, No None of the criteria
Waiver for 1003092, Revision 3 Lower Suspension Drive Assembly drawing #1003092 Rev 3 listed in 10 CFR

Description of Change: 70.72(c) are met.

Requested the waiver to change the bearing in three specific lower
suspension drive assemblies to a new bearing that contains alternate
material for certain components.

Reason for the Change:
The waiver is needed to allow lower suspension drive assemblies units
use of changed bearing parts.

FCE 10-0196 0 Title: 6/21/2010 Yes Material Condition Report No None of the criteria
Use-As-Is Evaluation for Material Condition Report #2879 #2879 listed in 10 CFR

Description of Change: 70.72(c) are met.

The change consisted of using a column with a manufacturing anomaly
after being determined to "Use-As-Is."

Reason for the Change:
The change is necessary to allow the use of the column because the
condition identified in the Material Condition Report does not affect its
operation.

FCE 10-0197 0 Title: 6/24/2010 No AC4-AR-003 Chg 11 No None of the criteria
Revision to Procedure AC4-AR-003, Evacuation Vacuum System Alarms listed in 10 CFR
and Responses 70.72(c) are met.

Description of Change:
Reformatted the procedure for the migration of the evacuation vacuum
system display to the Lead Cascade Facility Distributed Control System
server.

Reason for the Change:
This change is required to align the alarm response procedure to keep
consistent with the displays presented on the Distributed Control System.
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FCE 10-0198 0 Title: 6/24/2010 No AC4-AR-004 Chg 10 No None of the criteria
Revision to Procedure, AC4-AR-004, Purge Vacuum System Alarms and listed in 10 CFR
Responses 70.72(c) are met.

Description of Change:
Reformatted procedure to coincide with new Lead Cascade 1 upgrade
display on Distributed Control System.

Reason for the Change:
This procedural change has been implemented to align the Alarm
Response Procedure to be consistent with the displayed alarms presented
on the Lead Cascade 1 Upgrade Distributed Control System display.

FCE 10-0199 0 Title: 7/19/2010 No TP-3400-0001 Chg 0 No None of the criteria
PCE 10-0101 0 New Test Plan TP-3400-0001, Cleaning Solvent AK-225G & Viton O-Ring listed in 10 CFR

Type A, E60C Compatibility 70.72(c) are met.

Description of Change:
The test plan was developed to address cleaning solvent AK-225G and
Viton o-ring compatibility.

Reason for the Change:
The testing is designed to determine if the cleaning solvent AK-225G
causes negative material effects on the o-ring material Viton (Type A,
E60C) when used in combination with the Kero Test Valve Item Code
5270510, PIN 90000020.

FCE 10-0201 0 Title: 6/25/2010 No AC4-OP-074 Chg 15 No None of the criteria
Revision to Procedure AC4-OP-074, Lead Cascade 3 Machine listed in 10 CFR
Conditioning, Tails Scoop Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Added a new section to the procedure to allow a different method for
feeding the cascade while in recycle; added changes to include splitting
steps with automatic and hand valves into separate steps; added details to
steps about evacuating headers, when to remove machines from cascade
configuration; and renumbering steps for ease of operation. The sections
have also been renumbered to group tasks by operation.

Reason for the Change:
After placing machines in cascade recycle, the cascade is typically very
low on UF6 inventory. The normal low flow feed process takes several
hours to return the cascade to the desired inventory. To decrease this
time, a new method of charging the feed header with high flow feed to a
desired pressure was developed. This new method reduces feed time and
allows precise control of how much inventory is fed to the cascade; and
clarify procedure requirements.
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FCE 10-0202 0 Title: 6/30/2010 No AC4-OP-075 Chg 7 No None of the criteria
Revision to Procedure AC4-OP-075, AC1O00/LC3 Machine Disassembly listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated the guidance from Test Plan TP-2101-0039, Lead Cascade 3
Machine Lower Suspension and Drive Assembly Replacement Test Plan
(U) to allow for the replacement of Lower Suspension and Drive
Assembly's on machines without fully functioning parts.

Reason for the Change:
Allow these operations under procedural guidance without the use of a test
plan.

FCE 10-0203 0 Title: 6/30/2010 No AC4-AO-001 Chg 27 No None of the criteria
Revision to Procedure AC4-AO-001, Machine Assembly, LC3 Build listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated the guidance from Test Plan TP-2101-0039, Lead Cascade 3
Machine Lower Suspension and Drive Assembly Replacement Test Plan
(U) to allow for the replacement of Lower Suspension and Drive
Assembly's on machines without fully functioning parts.

Reason for the Change:
Allow these operations under procedural guidance without the use of a test
plan.

FCE 10-0204 0 Title: 6/25/2010 No AC4-OP-025 Chg 24 No None of the criteria
Revision to Procedure AC4-OP-025, Machine Connections listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed procedure steps for use with upgraded Lead Cascade 1
machines; and made format and grammatical changes.

Reason for the Change:
Removed the older Lead Cascadel machines from Lead Cascade 1
positions; and format and grammatical changes were made to clarify
procedure requirements.

FCE 10-0205 0 Title: 7/2/2010 No AC4-OP-055 Chg 18 No None of the criteria
Revision to Procedure AC4-OP-055, Machine Disconnect listed in 10 CFR

Description of Change: 70.72(c) are met.

Deleted procedure steps that referenced the old Lead Cascade 1
machines; added steps involving the kickstand; modified the tails scoop;
and made format and minor grammatical changes.

Reason for the Change:
Removed the older Lead Cascade 1 machines from Lead Cascade 1
positions; and format and grammatical changes were made to clarify
procedure requirements.
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FCE 10-0206 0 Title: 6/29/2010 No AC4-OP-038 Chg 5 No None of the criteria
Revision to Procedure AC4-OP-038, Cascade Pumpdown listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed Purge Vacuum system prerequisite; updated a Note to allow use
of other steps as applicable to perform evacuation and Rate of Rise testing
in a smaller section of piping after piping repairs or modifications have
been completed; updated procedural steps and tables to include new
valves recently installed in Lead Cascade 1; updated procedural steps and
tables per engineering to ensure all process piping is included in
evacuation and Rate of Rise testing; added procedural steps for the Shift
Supervisor to continue on to the appropriate section for a Rate of Rise, or
if testing is complete, lining up the cascade per direction; made editorial
changes; and revised references.

Reason for the Change:
This change is required to account for new valves that are installed in
Lead Cascade 1; and other changes were made to clarify procedure
requirements.

FCE 10-0207 0 Title: 6/29/2010 No AC4-OP-040 Chg 8 No None of the criteria
Revision to Procedure AC4-OP-040, Cascade Conditioning listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a step to allow the use of approved valve line-ups or the creation of
a valving order in accordance with other approved procedures; revised
Process Header Volume Determination to be conducted via-a test plan;
made editorial, minor formatting; and updated references.

Reason for the Change:
This change was made to account for new valves that are installed in Lead
Cascade 1. Other changes were made to clarify procedure requirements.

FCE 10-0208 0 Title: 7/1/2010 No AC4-OP-001 Chg 19 No None of the criteria
Revision to Procedure AC4-OP-001, Purge Vacuum Normal Operating listed in 10 CFR
Procedure 70.72(c) are met.

Description of Change:
Added steps for maintenance to inform operations when and what tasks
are to be performed; detailed the configuration of the Machine Isolation
Valves prior to calibration and testing; returned the system to the correct
configuration after testing was complete; and made minor formatting and
editorial changes.

Reason for the Change:
When Machine Isolation System calibration procedure was revised, it was
identified that this procedure would also need to be revised. The
calibration procedure details exactly when Machine Isolation Valves are to
be opened and ensures that operations is ready to reopen valves after the
Machine Isolation System circuit is tested. These details were added to
this procedure so maintenance and operations activities would coincide
during the calibration process. Other changes were made for clarification.
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FCE 10-0209 0 Title: 6/30/2010 No ACD2-PT-005 Chg 1 No None of the criteria

PCE 10-0103 0 Revision to Procedure ACD2-PT-005, Transport of Classified Matter by listed in 10 CFR
Commercial Carrier 70.72(c) are met.

Description of Change:
Revised to reduce the notification process; corrected call-in phone
numbers, removed the reference to Form UE-399, Shipping Order,
specified who relayed route information; corrected; and made minor
clarifications in a couple of sections.

Reason for the Change:
The changes were made in response to Regulatory Action #4037;
Flowdown Requirements from the Transportation Security Plan for
Classified Matter Shipments for the American Centrifuge Plant (NR-3605-
0010); and clarified procedure requirements.

FCE 10-0211 0 Title: 7/1/2010 No AC4-OP-023 Chg 12 No None of the criteria
Revision to Procedure AC4-OP-023, Machine Transport and Installation listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated guidance from Test Plan TP-2101-0039 (U), Lead Cascade 3
Machine Lower Suspension Drive Assembly Replacement; updated
procedure to reflect AC100 nomenclature; and corrected spelling and step
sequencing.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0212 0 Title: 7/12/2010 No AC4-OP-019 Chg 7 No None of the criteria
Revision to Procedure AC4-OP-019, Operation of the Rigid Mast Crane listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified minor steps for calibration, formatting, and grammatical
corrections.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0213 0 Title: 7/9/2010 No AC4-AO-002 Chg 0 No None of the criteria
New Procedure AC4-AO-002, Machine Assembly, AC1 00/1003300 (U) listed in 10 CFR

Description of Change: 70.72(c) are met.

Developed a new procedure for use in assembling centrifuges at the
AC1 00/1003300 design level.

Reason for the Change:
A new procedure is required for assembly of AC1 00/1003300 machines.
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FCE 10-0214 0 Title: 7/9/2010 No AC4-AO-003 Chg 0 No None of the criteria
New Procedure AC4-AO-003, AC1 00/1003300 Machine Disassembly (U) listed in 10 CFR

Description of Change: 70.72(c) are met.

Developed a new procedure for use in disassembling of contaminated and
uncontaminated centrifuge machines at the AC1 00/1003300 design level.

Reason for the Change:
A new procedure is required for disassembly of AC100/1003300 machines.

FCE 10-0216 0 Title: 7/14/2010 No ESO-2303-0011 Rev 0 No None of the criteria
Lead Cascade 3/Lead Cascade 1 UP Machine Build Support listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to modify and/or fabricate existing/new tooling
and fixtures for the Lead Cascade 3 and Lead Cascade 1 UP build support.

Reason for the Change:
Existing machine build fixtures and tooling, require modification,
fabrication and engineering support to support the new Lead Cascade 1
and Lead Cascade 3 UP build support.

FCE 10-0217 0 Title: 7/23/2010 No ACD4-UW-001 Chg 1 No None of the criteria
PCE 10-0106 o Revision to Procedure ACD4-UW-001, Boiler Operations listed in 10 CFR

Description of Change: 70.72(c) are met.

Added and/or modified precautions and limitations steps; added steps to
record fuel oil tank levels and boiler start and stop times; added step to
require forwarding copies of all forms to Environmental Safety and Health;
modified step to open balancing valve to 10 percent only; moved steps for
Dry Method Storage, to another procedure; added step to require daily
recording Mini-Max Volume Corrector Meter Reader parameters; added
step to perform Gas Consumption Functional Check to verify accuracy of
natural gas flow meters; added step to provide guidance on placing boilers
in Hot Standby; and added step to provide guidance on intermittent boiler
operations during warm weather periods.

Reason for the Change:
Changes were made in response to Condition Notification #6524 and to
clarify procedure requirements.
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FCE 10-0218 0 Title: 7/23/2010 No ACD4-ON-215 Chg I No None of the criteria
PCE 10-0107 0 Revision to Procedure ACD4-ON-215, Boiler Off Normal Operations listed in 10 CFR

Description of Change: 70.72(c) are met.

Added Emergency Shutdown Immediate Action Step to press the Oil
Supply Kill Switch if operating in oil mode; added two sections to restart
from an Automatic Shutdown and Extended Shutdown respectively.

Reason for the Change:
Changes were made to reflect current operational requirements and to
streamline the procedure process.

FCE 10-0219 0 Title: 7/19/2010 No ACD2-EG-015 Chg 3 No None of the criteria
PCE 10-0108 0 Revision to Procedure ACD2-EG-015, Excavation, Trenching, and Surface listed in 10 CFR

Penetrations 70.72(c) are met.

Description of Change:
Added a note to emphasize that the System Engineer notification/review
and Facility Custodian/Utility Owner review include representatives from
other site tenants, as appropriate; and changed Form AC-1 78,
Excavation/Surface Penetration Permit and corresponding procedure step
to agree.

Reason for the Change:
Changes were made as a result of Condition Notification Action #6665 and
users' comments to eliminate confusion, and clarify procedure
requirements.

FCE 10-0220 0 Title: 10/1/2010 No LCF License Application No None of the criteria
Update LC LA Chapter 4 for License Renewal Chapter 4.0 and Chapter listed in 10 CFR

1.0, Sections 1.4.1, 1.4.2 70.72(c) are met.Description of Change: and 1.4.6
Revised Chapter 4.0 of Lead Cascade Facility License Application to make
it consistent with commitments made in the American Centrifuge Plant
License Application Chapter 4.0.

Reason for the Change:
Update Lead Cascade Facility radiation protection program requirements
to be consistent with the American Centrifuge Plant License Application.
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FCE 10-0221 0 Title: 7/16/2010 No TP-2201-0037 Rev 0 No None of the criteria
New Test Plan TP-2201-0037, LC-1 Process Piping Volume Determination listed in 10 CFR
& N2 Conditioning 70.72(c) are met.

Description of Change:
The test plan was developed to address a means to determine the
volumes of process piping for the Lead Cascade 1 cascade and to
condition the Lead Cascade 1 process headers with "N2."

Reason for the Change:
The volume information is needed for accurately evaluating data obtained
during Lead Cascade 1 testing once the centrifuges are installed and
operated as a cascade. The Material Control Analysis and Systems
Engineering personnel rely on accurate process piping volumes to be
assured data obtained during operations is reliable.

FCE 10-0222 0 Title: 8/20/2010 No ACD2-TP-001 Chg 7 No None of the criteria

PCE 10-0109 0 Revision to Procedure ACD2-TP-001, Procedure Process listed in 10 CFR

Description of Change: 70.72(c) are met.

Acronym "CE" was deleted and/or spelled out as "Change Evaluation;" and
deleted Step 8.1, Attachment C, Simple (Non-Intent) Change.

Reason for the Change:
Using the acronym "CE" instead of spelling out the phrase "Change
Evaluation" has caused some procedure writers/owners difficulties when
performing electronic searches. Step 8.1 of Attachment C, Simple (Non-
Intent) Change is not needed and is being removed since all procedure
activities that are determined to be "intent" are submitted to.the Safety
Review Committee for review.

FCE 10-0223 0 Title: 7/16/2010 No Material Condition Report No None of the criteria
Use of Rotors with Deficiency Described in Material Condition Report #3864 listed in 10 CFR
#3864 70.72(c) are met.

Description of Change:
Approved rotors with a deficiency described under Material Condition
Report #3864 for use by the rotor design authority.

Reason for the Change:
The rotor design authority has determined that the use of rotors with the
deficiency described under Material Condition Report #3864 is acceptable.
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FCE 10-0224 0 Title: 7/20/2010 Yes OA-CS-LC1-10-001 Rev 0, No None of the criteria
Revision to Cascade Settings Document OA-CS-LC1 -10-001, Lead ICD-0001 3 Rev 0 listed in 10 CFR
Cascade 1 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Added new cascade settings.

Reason for the Change:
The set points and limits documented in the Interface Control Document
were derived from testing of the centrifuge in Oak Ridge. The Cascade
Setting flows down the set points and operating limits documented in ICD-
00013 Revision 0 for the new centrifuges being installed in Lead Cascade
1.

FCE 10-0225 0 Title: 8/13/2010 No AC4-OP-051 Chg 14 No None of the criteria
Revision to Procedure AC4-OP-051, Inventory Removal listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a new section to allow the removal of inventory with multiple
machines on the header; changed speeds to more closely match the
revised Cascade Settings for Lead Cascade 1 upgrade; added a valve line-
up table attachment for Lead Cascade 1; and controlled dump to match
the method used for Lead Cascade 3.

Reason for the Change:
As a result of the Lead Cascade 1 upgrade, some transmitters were
moved and some positions were converted from jumpers to actual
machine positions, so the procedure needed to be updated to
accommodate these changes. Other changes were made for clarification
and to incorporate the processes learned while operating Lead Cascade 3.

FCE 10-0226 0 Title: 7/23/2010 Yes OA-CS-LC3-1 0-001 Rev 6, No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-001, Lead ICD-0001 1 Rev 5 listed in 10 CFR
Cascade 3 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Revised set points and operating limits.

Reason for the Change:
The Cascade Setting is being revised to incorporate revisions to the
centrifuge operating parameters documented in ICD-0001 1 Revision 5.
The Cascade Settings revision also incorporates improvements to
centrifuge operating parameters based on operating experience.
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FCE 10-0227 0 Title: 7/22/2010 No AC4-OP-025 Chg 25 No None of the criteria
Revision to Procedure AC4-OP-025, Machine Connections listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed procedure action steps to address subtle differences in AC-1 00
machines and Commercial Plant Machines when making electrical
connections.

Reason for the Change:
Differences between AC-100 machines and Commercial Plant Machine
were realized when the first Commercial Plant Machine was placed.
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FCE 10-0228 0 Title:

PCE 10-0110 0 Machine Design Changes Including Lead Cascade 3, LRIP, AC100, and
Commercial Plant Machine

Description of Change:
Changed centrifuge machine design.

7/27/2010

Reason for the Change:
This change is being made as the result of the progression of the design
of the centrifuge machines being operated in the Lead Cascade Facility
towards an AC100 commercial plant centrifuge machine.

Yes CR- 604 Rev 1, CR- 619
Rev 0, CR-1639 Rev 0, CR-
1669 Rev 0, CR-1673 Rev
0, CR-1674 Rev 0, CR-
1675 Rev 0, CR-1677 Rev
0, CR-1678 Rev 0, CR-
1680 Rev 0, CR-1681 Rev
0, CR-1682 Rev 0, CR-
1683 Rev 0, CR-1684 Rev
0, CR-1686 Rev 0, CR-
1687 Rev 0, CR-1691 Rev
0, CR-1692 Rev 0, CR-
1693 Rev 0, CR-1694 Rev
0, CR-1695 Rev 0, CR-
1696 Rev 0, CR-1697 Rev
0, CR-1698 Rev 0, CR-
1699 Rev 0, CR-1700 Rev
0, CR-1701 Rev 0, CR-
1702 Rev 0, CR- 704 Rev
0, CR-1707 Rev 0, CR-
1708 Rev 0, CR- 709 Rev
0, CR-1710 Rev 0, CR-
1711 Rev 0, CR-1714 Rev
0, CR-1716 Rev 0, CR-
1717 Rev 0, CR- 722 Rev
0, CR-1727 Rev 0, CR-
1728 Rev 1, CR- 729 Rev
0, CR-1731 Rev 0, CR-
1733 Rev 0, CR- 735 Rev
0, CR-1736 Rev 0, CR-
1737 Rev 0, CR-1738 Rev
0, CR-1739 Rev 0, CR-
1741 Rev 2, CR-1744 Rev
0, CR- 746 Rev 0, CR-
1747 Rev 0, CR-1 748 Rev
0, CR- 749 Rev 0, CR-
1750 Rev 0, CR-1751 Rev
0, CR-1752 Rev 0, CR-
1753 Rev 2, CR-1754 Rev
0, CR- 755 Rev 0, CR-
1758 Rev 0, CR-1760 Rev
0, CR-1761 Rev 0, CR-
1764 Rev 0, CR- 765 Rev
0, CR- 767 Rev 0, CR-
1768 Rev 0, CR-1769 Rev
0, CR-1770 Rev 1, CR-
1773 Rev 1, CR-1774 Rev
1, CR- 775 Rev 0, CR-
1777 Rev 0, CR-1779 Rev
0, CR- 780 Rev 0, CR-
1781 Rev 0, CR-1782 Rev
0, CR- 783 Rev 0, CR-
1784 Rev 0, CR- 785 Rev

No None of the criteria
listed in 10 CFR
70.72(c) are met.
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FCE 10-0229 0 Title: 9/13/2010 No ACD2-EC-007 Chg 5 No None of the criteria

PCE 10-0111 0 Revision to Procedure ACD2-EC-007, Waste Management listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed redundant requirements; made universal waste information its
own section; added a new step to allow for the accumulation of non-
contaminated scrap metal over a period of time; added a new step to
make clearer as to why container custodian should be contacted; added a
new step to clarify the scrap metal process and the ability of generators to
determine the necessary reviews for the disposition of non-contaminated
scrap metal; and redesigned Form AC-496, Scrap Metal Classification.

Reason for the Change:
Changes were made to ensure the understanding of scrap metal process,
and the scrap metal Form AC-496. Form AC-496 was also completely
redesigned to increase the efficiency of handling scrap metal prior to
shipment.

FCE 10-0230 0 Title: 8/3/2010 No AC4-OP-012 Chg 11 No None of the criteria
Revision to Procedure AC4-OP-012, Operation of the Lead Cascade listed in 10 CFR
Auxiliary Standby Generator (ASG) 70.72(c) are met.

Description of Change:
Changed procedure to properly test fuel filters for clogging; and clarified
when Automatic Setup - Switch Positions can be entered.

Reason for the Change:
The procedure needed to be changed to put flow through the fuel filters to
create a differential pressure to be read on C-PDI-832 and to clarify
procedure requirements.

FCE 10-0231 0 Title: 9/27/2010 No AC4-OP-014 Chg 4 No None of the criteria
Revision to Procedure AC4-OP-014, Operation of the Lead Cascade listed in 10 CFR
Uninterruptible Power Supply 70.72(c) are met.

Description of Change:
Added new sections to operate Uninterruptible Power Supply batteries to
support maintenance activities.

Reason for the Change:
The procedure did not have steps to isolate the Uninterruptible Power
Supply batteries for preventative maintenance or for corrective
maintenance.
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FCE 10-0232 0 Title: 8/16/2010 No AC4-ON-004 Chg 5 No None of the criteria
Revision to Procedure AC4-ON-004, Loss of Machine Cooling Water listed in 10 CFR
(MCW) 70.72(c) are met.

Description of Change:
Added sections to flush the chiller heat exchanger to lower temperature in
a normally dead leg of the Machine Cooling Water system; and added
another section to flush the diffusion pump in case of a line clog.

Reason for the Change:
Guidance was needed to ensure that valve manipulation was preformed
correctly to flush a normally dead leg of the Machine Cooling Water
system; and guidance was needed to ensure the diffusion pump was
properly flushed and that the machines' Machine Cooling Water lines were
returned to normal state.

FCE 10-0233 0 Title: 7/23/2010 Yes OA-CS-LC1-10-001 Rev 1 No None of the criteria
Revision to Cascade Settings Document QA-CS-LCI-10-001, Lead listed in 10 CFR
Cascade 1 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Change to the Lead Cascade 1 centrifuge operating parameters
documented in Cascade Settings Document OA-CS-LC1-10-001, Revision
1, Lead Cascade 1 Centrifuge Operating Parameters (U). The Cascade
Settings flows down the set points and operating limits documented in ICD-
00013 Revision 0 for the new centrifuges being installed in Lead Cascade
1.

Reason for the Change:
The Cascade Setting Document is being revised to change the diffusion
pump high alarm point to the maximum allowable value documented in
ICD-0001 3 Revision 0, for the centrifuges being installed in -Lead Cascade
1.

FCE 10-0234 0 Title: 8/17/2010 No ACD3-PC-006 Chg 2 No None of the criteria
PCE 10-0112 0 Revision to Procedure ACD3-PC-006, Procurement of Quality Level (QL)-2 listed in 10 CFR

Services 70.72(c) are met.

Description of Change:
Added a Quality Level-2 definition; added requirement to incorporate any
Engineering and Quality Assurance verification requirements into the
solicitation, and contract language; added requirement to include specific
Approved Supplier List limitations within the solicitation, and the contract;
and made editorial changes.

Reason for the Change:
This procedure is applicable to Quality Level -2 services only; therefore,
the Quality Level-2 definition was added to clearly establish their
importance to safety. Other changes were made to clarify procedure
requirements.
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FCE 10-0235 0 Title: 8/13/2010 No AC4-OP-050 Chg 22 No None of the criteria
Revision to Procedure AC4-OP-050, Machine Conditioning, Tails Scoop listed in 10 CFR
Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Added a new section to allow a different method to increase inventory
from a charged header; modified changes to incorporate changes to the
Cascade Settings Document; included lessons learned during operation of
Lead Cascade 3 which uses AC4-OP-074; added new tails scoop data
sheet; and removed references to a form that will be discontinued.

Reason for the Change:
The normal low flow feed process to increase machine inventory takes
several hours. To decrease this time, a new method of charging the feed
header with high flow feed to a desired pressure was developed. This new
method reduces feed time and allows precise control of how much
inventory is fed to the machine. The newer Lead Cascade I upgrade
machines are of a different design, so changes were made to
accommodate these. Other changes made to clarify procedure
requirements.

FCE 10-0237 0 Title: 9/23/2010 Yes Portsmouth Gaseous No None of the criteria
PCE 10-0114 0 Installation of Modular Security Staff Office and Shower/Locker in the Diffusion Plant Emergency listed in 10 CFR

Portsmouth Gaseous Diffusion Plant Area Plan Figures 1-2 and 1-2A 70.72(c) are met.

Description of Change:
Changed Figure 1-2 and Figure 1-2A in the Portsmouth Gaseous Diffusion
Plant Emergency Plan to reflect the installation of a temporary modular
complex.

Reason for the Change:
The temporary modular complex will provide Government Services
personnel space for administrative offices, kitchen/break room, roll call,
training, computer support, and other functions currently Iodated in the X-
104 Facility. As the Portsmouth Gaseous Diffusion Plant Emergency
Plan is also utilized for the Lead Cascade Facility, this evaluation is being
performed to address the impact on the American Centrifuge Plant and the
Lead Cascade Facility.

FCE 10-0238 0 Title: 8/2/2010 No XP2-EP-EP5032 Rev 7 No None of the criteria
PCE 10-0115 0 Revision to Procedure XP2-EP-EP5032, Severe Weather Response listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed a form from this procedure; reworded an organizational title; and
corrected a position title.

Reason for the Change:
Government Services Procedure XP2-EP-EP5032, is used to implement
the requirements of the Portsmouth Gaseous Diffusion Plant Emergency
Plan used for the Lead Cascade Facility. The procedure establishes roles
and responsibilities and provides guidance for emergency response
actions needed immediately before, during and after severe weather, such
as tornadoes, high winds, flooding, and intense precipitation.
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FCE 10-0239 0 Title: 8/12/2010 No AC3-OP-018 Chg 5 No None of the criteria
Revision to Procedure AC3-OP-018, RMC Routine Checks listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated two independent cascade boundary checks; and made minor
editorial corrections.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0240 0 Title: 7/30/2010 Yes OA-CS-LC3-10-003 Rev 2 No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-003, Lead listed in 10 CFR
Cascade 1 Cascade Operating Parameters (U) 70.72(c) are met.

Description of Change:
Revised operating set points for cascade recycle operation; and
incorporated operating knowledge gained since Cascade Settings
Document OA-CS-LC3-10-003, Revision 1, was issued.

Reason for the Change:
The changes to the Cascade Settings Document set points.will allow
cascade performance to be evaluated over the range of product assays
the cascade was designed to produce.

FCE 10-0241 0 Title: 8/2/2010 Yes ESO-2301-0025 Rev 0 No None of the criteria
PCE 10-0116 o Heating Water Piping Modification, Second Floor X-7725 listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to install new isolation valves in existing
recirculating heating water supply and return lines to outside heating Units
"AHU-1" and "AHU-4."

Reason for the Change:
This change will allow heating of several rooms on the first floor of the X-
7725 Recycle/Assembly Building that are presently isolated along with the
heating units. The new isolation valves will allow the outside heating units
to be isolated without interrupting the heating water flow to other areas in
the building.
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FCE 10-0242 0 Title: 8/6/2010 No ACD2-RG-004 Chg 5 No None of the criteria

PCE 10-0117 0 Revision to Procedure ACD2-RG-004, Corrective Action Process listed in 10 CFR

Description of Change: 
70.72(c) are met.

Removed source references that were no longer applicable; clarified the
30-minute screening requirement; referenced Regulatory Action
requirements; added an attachment to clarify Regulatory priorities; made
editorial changes; and reformatted various steps, appendixes, and
attachments.

Reason for the Change:
Clarified procedure requirements.

FCE 10-0243 0 Title: 8/16/2010 No AC3-ST-002 Chg 1 No None of the criteria
Revision to Procedure AC3-ST-002, LC3 Machine Isolation Switches listed in 10 CFR
Calibration 70.72(c) are met.

Description of Change:
Incorporated the use of an engineering approved portable actuator to
simulate a Machine Instrument Package at machine positions where a
Machine Instrument Package is not installed at time of testing.

Reason for the Change:
Engineering identified that the current method of surveillance testing did
not fully document the requirements of the Lead Cascade Facility
Integrated Safety Analysis Summary, Section 7.3.4.6, Machine Isolation
Valves Associated with Non-Damaged Centrifuges. In particular, the
requirement to perform a complete circuit test of the Machine Isolation
Valves control circuit was not properly addressed in the procedure.

FCE 10-0244 0 Title: 8/2/2010 No AC4-AR-001 Chg 20 No None of the criteria
Revision to Procedure AC4-AR-001, Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated alarm changes due to a different diffusion pump and different
operating parameters; and added Loss of Cooling Water to list of possible
causes on affected alarms.

Reason for the Change:
The procedure was changed to reflect a different diffusion pump
temperature operating span and to include a malfunctioning diffusion
pump as possible cause for other machine alarms. Lead Cascade 1
machines have a different diffusion pump than Lead Cascade 3 machines
and if Lead Cascade 1 machines loose cooling water, the pumps can
loose their pumping ability. This can cause other alarms to come into
Distributed Control System.
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FCE 10-0245 0 Title: 8/4/2010 Yes ESO-2201-0025 Rev 0 No None of the criteria
PCE 10-0118 0 Sample Cart: Drawing X-3001-938-CA Correction listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to revise Engineering Drawing X-3001-938-CA.
Note #1 on the drawing needs to include the proper fittings for an adapter
on the Sample Cart. The note shows two Swagelok fittings for the adaptor
was welded together; and two Swagelok nuts were not shown on the
drawing.

Reason for the Change:
This change is being made to correct an inadequacy in Engineering
Drawing X-3001-938-CA.

FCE 10-0246 0 Title: 8/17/2010 Yes ESO-2409-001 0 Rev 0 No None of the criteria
PCE 10-0119 0 Make Tower Water Cooling Pump #1 Operable Separately From Diesel listed in 10 CFR

Driver 70.72(c) are met.

Description of Change:
Engineering Service Order to provide additional backup to Tower Water
Cooling Pump #3 and Tower Water Cooling Pump #4.

Reason for the Change:
One Tower Water Cooling pump is sufficient to provide the necessary
cooling capacity to support Lead Cascade Facility centrifuge operations.
Additional backup Tower Water Cooling pumping capability is desired
because Lead Cascade Facility operational history over the past three
years indicates one of the currently functional pumps is always down for
maintenance, and the two Tower Water Cooling pumps are fed by the
same Motor Control Center.

FCE 10-0247 0 Title: 9/22/2010 No ACD2-QM-107 Chg 6 No None of the criteria

PCE 10-0120 0 Revision to Procedure ACD2-QM-1 07, Material Condition Report Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a definition for disposition; added subsections to clarify what quality
level is applicable for certain nonconforming items; deleted redundant
step; added step to describe the need to create a Material Condition
Report subtask to track documented design changes; revised steps to
clarify the need to close out Material Condition Report subtasks and who
closes a subtask upon completion of corrective actions; and made minor
grammatical and formatting changes.

Reason for the Change:
The changes will provide additional program clarifications and guidance
associated with documenting and processing nonconformances.
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FCE 10-0248 0 Title: 8/6/2010 Yes ESO-2400-0011 Rev 0 No None of the criteria

PCE 10-0121 0 Restore Fuel Tank Monitoring Capabilities Throughout American listed in 10 CFR
Centrifuge Plant Facilities 70.72(c) are met.

Description of Change:
Engineering Service Order to restore fuel tank monitoring capabilities
throughout the American Centrifuge Plant facilities.

Reason for the Change:
This change is being implemented to restore fuel tank monitoring
capabilities throughout the American Centrifuge Plant facilities.

FCE 10-0249 0 Title: 8/30/2010 Yes AC4-AR-002 Chg 16 No None of the criteria
Revision to Procedure AC4-AR-002, Machine Cooling Water Alarms and listed in 10 CFR
Responses 70.72(c) are met.

Description of Change:
Added the alert Machine Cooling Water Expansion Tank Level Run Out
Control; removed the alert Machine Cooling Water Supply Temperature
High from the list of Machine Cooling Water Alerts. This change will result
in the two alerts being modified in the Distributed Control System.

Reason for the Change:
The Machine Cooling Water Supply Temperature High is an alert for an
idle leg of piping in the Machine Cooling Water system. This section of
piping will heat up faster and will cause an alert to sound on the
Distributed Control System. This alert does not indicate a potential
problem requiring additional monitoring of the Machine Cooling Water
system. This alert is a distraction to the Area Control Room Operator and
will be removed from the Distributed Control System. The Machine Cooling
Water Expansion Tank Level Run Out Control alert is being added to the
Distributed Control System. This alert will be set at 0.5/min and will give
operators an adequate amount of time to find a leak that w6uld cause that
rate of change in the expansion tank.

FCE 10-0250 0 Title: 8/27/2010 No AC4-OP-006 Chg 6 No None of the criteria
Revision to Procedure AC4-OP-006, MCW Chemical Addition listed in 10 CFR

Description of Change: 70.72(c) are met.

Combined procedure sections for mixing and transferring chemicals to the
Machine Cooling Water system; deleted steps to transfer chemicals to the
chiller tank; added section for adding chemicals directly to the tank; added
steps to prepare and isolate the Deionized Water system when adding
chemicals; and changed the applicability section to state the only In-Hand
portions of the procedure.

Reason for the Change:
Procedure changes were made to clarify the intentions of the procedure
and remove the use of additional procedures to complete the evolution.
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FCE 10-0251 0 Title: 10/25/2010 No AC4-OP-055 Chg 21 No None of the criteria
Revision to Procedure AC4-OP-055, Machine Disconnect listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a step to update Form AC-285, Machine Disconnect Check Sheet;
revised Form AC-285 to support the step added; and revised the list of
acronyms; and list of tools.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0255 0 Title: 8/23/2010 No IHS-2601-0001 Rev 8 No None of the criteria
PCE 10-0123 0 Revision to IHS-2601-0001, Health and Safety Plan for Construction listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed the Health and Safety Plan periodic review cycle from one year
to five year; assigned form number to the Job Specific Safety Plan; deleted
duplicate information found in procedure ACD2-SH-014, Electrical Safety
Guidelines, and added reference to comply with the requirements in ACD2-
SH-014, Electrical Safety Guidelines; revised procedure to match
scope/purpose wording in ACD2-SH-015, Instructions for Lockout/Tagout;
and made formatting and editorial changes.

Reason for the Change:
Changed the Health and Safety Plan periodic review cycle from one year
to five year as there is no regulatory requirement for a one-year periodic
review of Health and Safety Plans outside of OSHA Voluntary Protection
Plan sites. The American Centrifuge Plant is not a Voluntary Protection
Plan site and currently has no plans to apply for Voluntary Protection Plan
status. The periodic review of the Health and Safety Plan is being changed
to a five-year periodic review to match the required review cycle of the
health and safety procedures that flow into or are referenced in the Health
and Safety Plan. Other changes were made to clarify procedure
requirements.

FCE 10-0257 0 Title: 8/18/2010 No XP2-EP-EP1033 Rev 5, No None of the criteria
PCE 10-0125 0 Revision to Procedure XP2-EP-EP1 033, Notification for Classified Chg A listed in 10 CFR

Emergencies 70.72(c) are met.

Description of Change:
Added an off-site response organization notification requirement; corrected
the organizational title on the cover page; and corrected a use reference
listing.

Reason for the Change:
Government Services Procedure XP2-EP-EP1033, is used to implement
the requirements of the Portsmouth Gaseous Diffusion Plant Emergency
Plan used for the Lead Cascade Facility. This change evaluation is being
performed to evaluate the impacts of the proposed procedure revision
against the Lead Cascade Facility and American Centrifuge Plant
programs.
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FCE 10-0258 0 Title: 9/14/2010 No AC4-OP-024 Chg 22 No None of the criteria
Revision to Procedure AC4-OP-024, Machine Pumpdown listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed reference to Form AC-503, Machine Purge for Disconnect;
changed Form AC-279, Machine Pumpdown Check Sheet; and removed
the reference to completing the Form AC-332, Green Machine Tag.

Reason for the Change:
This change provides a clearer direction for the use of the required forms
and the forms were revised to follow the revised procedure. Removed the
reference to the Green Machine Tag as the information on the Green
Machine Tag is available on other documents and was determined to not
be effective.

FCE 10-0259 0 Title: 9/10/2010 No LCF ISA Summary Section Yes None of the criteria
Revised Cooling Water System Description 3.6.6; LCF ISA Summary listed in 10 CFR

Redacted Section 3.6.6; 70.72(c) are met.Description of Change: LCFISA Section 3.6.6
Changed the Lead Cascade Facility Integrated Safety Analysis/Integrated
Safety Analysis Summary to provide an accurate description of the cooling
water system regarding its cooling capacity, equipment, and reliability.

Reason for the Change:
During the reviews of a Engineering Service Order it was determined that
the Lead Cascade Facility Integrated Safety Analysis/Integrated Safety
Analysis Summary did not agree with the current configuration of the
Tower Water Cooling system.

FCE 10-0260 0 Title: 8/16/2010 No AC4-OP-074 Chg 16 No None of the criteria
Revision to Procedure AC4-OP-074, LC3 Machine Condition, Tails Scoop listed in 10 CFR
Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Altered steps in the conditioning and tails scoop testing sections to ensure
all machine statues check boxes are updated prior to the evolution;
deleted reference to Form AC-332, Green Machine Tag; removed
procedure steps to open the F-H and P-H valves prior to filling the
machine; and changed the title of Form AC-517, Tails Scoop Data Sheet.

Reason for the Change:
Form AC-332, Green Machine Tag, will no longer be used, and procedure
steps directing the operator to update the machine status on the
Distributed Control System were added to ensure it remains current.
Machine isolation valves F-H and P-H were originally opened to vent the
Machine Isolation Valve dead spaces to the process headers prior to
opening the Machine Isolation Valve automatic valves. However, when
filling the machine, the headers are at a significantly higher pressure than
when conditioning or scoop testing, which defeats the purpose of opening
these valves.
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FCE 10-0262 0 Title: 8/13/2010 No ACD2-PS-001 Chg 5 No None of the criteria
PCE 10-0127 0 Revision to Procedure ACD2-PS-001, Document Control Process listed in 10 CFR

Description of Change: 70.72(c) are met.

Provided direction for handling, distribution, and transmittal of documents
pertaining to all quality level activities, items, and services.

Reason for the Change:
The changes to the procedure were in response to Regulatory Action
#6503, Subtask #12195; Regulatory Action #5623, Subtask #11517;
Process Improvement #6257; and users' comments to make corrections,
eliminate confusion, and clarify requirements.

FCE 10-0262 1 Title: 9/3/2010 No ACD2-PS-001 Chg 5 No None of the criteria
PCE 10-0127 1 Revision to Procedure ACD2-PS-001, Document Control Process listed in 10 CFR

Description of Change: 70.72(c) are met.

Corrected the change evaluation.

Reason for the Change:
The change evaluation was written to correctly state that the change does
not affect the Security Program/Plans.

FCE 10-0263 0 Title: 8/23/2010 No ACD2-RG-001 Chg 8 No None of the criteria

PCE 10-0128 0 Revision to Procedure ACD2-RG-001, Change Evaluation listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified responsibilities; made forms and procedures agree; added
requirements of how and where documents will be entered into
Hummingbird; deleted Flow Chart; and reformatting and editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0264 0 Title: 8/23/2010 No ACD2-RG-002 Chg 4 No None of the criteria
PCE 10-0129 0 Revision to Procedure ACD2-RG-002, Application Change Control and listed in 10 CFR

License Amendment Requests 70.72(c) are met.

Description of Change:
Added a process for reconciliation of problems with application changes
found after General Manager's approval; added requirements for the
withdraw of License Amendment Requests; and made editorial changes.

Reason for the Change:
The process for reconciliation of problems with application changes found
after the General Manager's approval is being made to have a formal
process for review and approval of editorial changes (e.g., typographical
errors, spelling corrections, typing format, punctuation, etc.). Other
changes were made to clarify procedure requirements.
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FCE 10-0265 0 Title: 8/31/2010 No XP2-EP-EP4001 Rev 5 No None of the criteria
PCE 10-0130 0 Revision to Procedure XP2-EP-EP4001, Test and Inspection of the Public listed in 10 CFR

Warning System 70.72(c) are met.

Description of Change:
Government Services removed references to obsolete encoder equipment
(Model E-864/M or Model 836) listed throughout the procedure, and
addressed the removal of maintenance (Electrical and Electronic
Maintenance) based test, and inspection activities. The maintenance
based activities have been addressed in procedure XP4-GP-CX6000,
Public Warning System Inspection and Operational Test.

Reason for the Change:
Government Services Procedure XP2-EP-EP4001, is used for the Lead
Cascade Facility. This change evaluation is being performed to evaluate
the impacts of the proposed procedure revision against the Lead Cascade
Facility and American Centrifuge Plant programs.

FCE 10-0266 0 Title: 8/23/2010 No ACD2-SH-023 Chg 3 No None of the criteria
PCE 10-0131 0 Revision to Procedure ACD2-SH-023, Contractor Safety listed in 10 CFR

Description of Change: 70.72(c) are met.

Corrected typographical error in Note; clarified Health and Safety Plan
acronym; and deleted the requirement for an annual periodic review of the
Health and Safety Plan (IHS-2601-0001).

Reason for the Change:
Corrected typographical error in the Note since it referenced an incorrect
Appendix; Health and Safety Plan acronym was revised to clarify that the
term refers to the Health and Safety Plan for Construction, IHS-2601-0001;
and deleted the requirement for annual periodic review of the Health and
Safety Plan (IHS-2601-0001). There is no regulatory requirement for a one-
year periodic review of Health and Safety Plans outside of OSHA
Voluntary Protection Plan sites. The American Centrifuge Plant is not a
Voluntary Protection Plan site, and currently has no plans to apply for
Voluntary Protection Plan status.
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FCE 10-0267 0 Title: 8/20/2010 No AC4-OP-053 Chg 12 No None of the criteria
Revision to Procedure AC4-OP-053, Machine Venting with the Backfill Unit listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed procedure action steps andlor added to improve the fnow of the
procedure; deleted Form AC-332, Green Machine Tag; added three more
casing volume representative sampling ports; added clarification when a
caution tag will be placed on a machine.

Reason for the Change:
Since Form AC-332, Green Machine Tag, is being deleted, all references
to it had to be removed. In Change 11, to complete backfill evacuation
cycles, the technician had to periodically maneuver between four
procedures, making the evolutions difficult to complete. After this change,
the technician will only have to use one procedure. Form AC-280, Machine
Venting with Instrument Air Check Sheet, Form AC-282, Machine Venting
with Nitrogen Check Sheet, and Form AC-503, Machine Purge for
Disconnect, were too specific such that when a machine had been
backfilled, two or three different forms had to be used and generated.
Form AC-552, Machine Venting Check Sheet, will take the place of the
three previous forms and will be able to be used regardless of the starting
and stopping points of any machine backfill operation.

FCE 10-0268 0 Title: 8/27/2010 No ACD4-UW-015 Chg 2 No None of the criteria
PCE 10-0132 0 Revision to Procedure ACD4-UW-015, Operation of the X-6000/X-6001 listed in 10 CFR

Tower Water Cooling System and Associated Equipment 70.72(c) are met.

Description of Change:
Made changes to reflect Material Safety Data Sheet requirements of
current water treatment chemicals used in Tower Water Cooling; added
step to govern addition of sodium hypochlorite to Tower Water Cooling
system; Changed Section 7.16 to 'Water Treatment Chemical Spill
Cleanup;" changed 2400V in Step 11.1.1 to 480V; and added Step 11.1.3
stating "ACD4-UP-025, Operation of the X-6000 2400V Switchgear."

Reason for the Change:
The procedure was revised to reflect Material Safety Data Sheet
requirements of current water treatment chemicals used in the Tower
Water Cooling system. Step was added to allow addition of sodium
hypochlorite to Tower Water Cooling system; and to clarify procedure
requirements.
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FCE 10-0269 0 Title: 8/25/2010 No AC4-OP-016 Chg 20 No None of the criteria
Revision to Procedure AC4-OP-016, Feed Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Provided specific direction in the setting of alarm set points on the Feed
Cart; delineated specific valves to be operated for securing the feed
evolution of each cascade; and include typographical errors and formatting
changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0270 0 Title: 8/26/2010 No AC4-AO-003 Chg 2 No None of the criteria
Revision to Procedure AC4-AO-003, AC1 00/1003300 Machine listed in 10 CFR
Disassembly (U) 70.72(c) are met.

Description of Change:
Incorporated improvements in the disassembly process as a result of
lessons learned from the disassemblies of AC1 00/1003300 machines;
changed Form AC-545, AC1 00/1003300 Machine Disassembly Log Sheet
(U) to reflect changes to the procedure; and added new Form AC-546,
LSDA Removal Tag.

Reason for the Change:
The change was made to incorporate improvements in the disassembly
process for AC100/1003300 machines. A new section was added for the
pump down of Lower Suspension Drive Assembly's that will be exposed to
atmosphere for extended periods of time. Forms were added and
modified to clarify the procedure requirements.
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FCE 10-0271 0 Title: 10/26/2010 No LCF License Application No None of the criteria
PCE 10-0133 0 License Application and Quality Assurance Program Description Changes Sections 2.1.2.2, 11.5.1 listed in 10 CFR

in Support of the Lead Cascade Facility License Application-Renewal and 11.8; 70.72(c) are met.
Description of Change: ACP License Application
Deleted list of Quality Assurance principles in the American Centrifuge Section 11.8;
Plant License Application; added "testing" to the listing of oversight of the LCF/ACP Quality
Quality Assurance Manager is responsible for; deleted the phrase Assurance Program
"Technical specialist from the gaseous diffusion plants may be utilized"; Description Section 1.0

and deleted the listing of Quality Assurance principles in the Lead
Cascade Facility License Application; added "inspection" to the list
describing what the Quality Assurance Program Description applies to in
the Lead Cascade Facility and American Centrifuge Plant Quality
Assurance Program Description.

Reason for the Change:
The change provides clarifications and consistency with requirements
between licensing documents.

FCE 10-0273 0 Title: 10/25/2010 No LCF License Application No None of the criteria
PCE 10-0155 0 License Application Change for Lead Cascade Facility and American Sections 11.7.1.12, listed in 10 CFR

Centrifuge Plant Chapter 11, Section 11.7, Records Management and 11.7.2.8, and 11.7.3.1; 70.72(c) are met.
Document Control ACP License Application

Description of Change: Section 11.7.3.1

Revised the Lead Cascade Facility License Application to reflect the title of
the Lead Cascade Security Program to Security Program for the American
Centrifuge Plant; deleted Responsibility for administration of the Records
Management and Document Control program rests with Portsmouth
Gaseous Diffusion Plant; changed the phrase "PORTS is responsible for"
to "The Training Manager is responsible for;" added the phrase, "Select
Records Management and Document Control activities may, be contracted
from a qualified provider."

Revised the American Centrifuge Plant License Application to add the
phrase "Select RMDC activities may be contracted from a qualified
provider."

Reason for the Change:
The change provides clarifications and consistency with requirements
between licensing documents.
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FCE 10-0274 0 Title:
Revision to Procedure AC4-OP-017, Dump Cart Operations

Description of Change:
Provided guidance on valve line-up; added two entries to Form AC-320,
Dump Cart Restoration Check Sheet; updated the three associated forms;
made formatting changes; and corrected typographical errors.

Reason for the Change:
Changes were made in response to Condition Notification #4013 and
#4015.

9/21/2010 No AC4-OP-017 Chg 17 No None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 10-0275 0 Title:
Revision to Procedure AC4-OP-049, Machine Acceleration & Deceleration

Description of Change:
Removed reference to Lead Cascade 1 Casing Pressure Fault status box
on the machine Distributed Control System screen. The Casing Pressure
Fault status box is implemented for use on Lead Cascade 3 but has been
removed as a function of the Machine Instrument Package for Lead
Cascade 1; updated and removed reference to Form AC-332, Green
Machine Tag; removed Personal Protective Equipment as required; and
added Cascade Settings Document to the source reference.

Reason for the Change:
Clarify procedure requirements.

8/27/2010 No AC4-OP-049 Chg 33 No None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 10-0276 0 Title:
PCE 10-0135 0 Revision to Procedures ACD4-UA-001, Operation of the X-6000 Dry Air

System, ACD4-UP-006, Operation of 345 kV Underground Oil Pumping
Plant, and ACD4-UP-011, Changing Compressed Gas Nitrogen Cylinders
on X-5000 Switchyard Equipment

Description of Change:
Deleted Step 4.1.2 and added Work Gloves, Hearing Protection and
Safety Glasses to Section 6 (ACD4-UA-001); deleted Step 4.2 and
changed Step 6.1 to "Work gloves (e.g. leather gloves)" (ACD4-UP-006);
and deleted Step 4.1 and changed Step 6.1 to state 'Work gloves (e.g.,
leather gloves)" (ACD4-UP-01 1).

Reason for the Change:
Procedure changes were made in response to Condition Notification
Action #6738.

9/2/2010 No ACD4-UA-001 Chg 2,
ACD4-UP-006 Chg 2,
ACD4-UP-011 Chg 1

No None of the criteria
listed in 10 CFR
70.72(c) are met.
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FCE 10-0277 0 Title: 8/30/2010 Yes ESO-2201-0026 Rev 0 No None of the criteria
V-Band Adapters listed in 10 CFR

Description of Change: 70.72(c) are met.
Engineering Service Order to provide a drawing for adapters that may be
used in the Lead Cascade Facility.

Reason for the Change:
Generate a drawing for various adapters. These adapters may be used to
connect equipment such as Helium Leak Detectors, the Sample Carts,
and Backfill Units to other equipment or to the process piping.

FCE 10-0278 0 Title: 8/30/2010 Yes OA-CS-LC3-10-003 Rev 3 No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-003, Lead listed in 10 CFR
Cascade 3 Cascade Operating Parameters (U) 70.72(c) are met.

Description of Change:
Revised operating set points for cascade recycle operation;.and
incorporated operating knowledge gained since Cascade Settings
document OA-CS-LC3-10-003, Revision 2 was issued.

Reason for the Change:
The changes to the Cascade Settings Document set points will allow
cascade performance to be evaluated over the range of product assays
that the cascade was designed to produce.

FCE 10-0279 0 Title: 9/22/2010 No AC4-OP-015 Chg 13 No None of the criteria
Revision to Procedure AC4-OP-015, Sample Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Provided additional guidance on how to proceed after completing Section
7.10; removed Sample Cart from service; provided additional guidance
throughout the procedure for filling out associated forms; and made other
changes to include typographical errors and formatting.

Reason for the Change:
Changes were made in response to Condition Notification #4040; and to
clarify procedure requirements.

FCE 10-0280 0 Title: 9/24/2010 No ACD2-SH-015 Chg 7 No None of the criteria
PCE 10-0136 0 Revision to Procedure ACD2-SH-015, Instructions for Lockout/Tagout listed in 10 CFR

Description of Change: 70.72(c) are met.

Added guidance for the proper selection of lockout and tagout devices.

Reason for the Change:
Provide additional guidance from OSHA 29 CFR 1910.147 regarding
selection of lockout and tagout devices. Condition Notification #3966
documented an incidence of inadequate protection being applied. This
procedure enhancement provides clarification on adequate protection to
prevent recurrence.
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FCE 10-0281 0 Title: 9/3/2010 No ACD2-PS-004 Chg 8, No None of the criteria

PCE 10-0137 0 Revision to Procedure ACD2-PS-004, Handling and Processing of SP-2605-0005 Rev 12 listed in 10 CFR
Classified and Safeguards Information Documents for Offsite Deliveries 70.72(c) are met.
and Receipts and SP-2605-0005, American Centrifuge Program Classified
Matter Protection and Control Manual (CMPC)

Description of Change:
Added requirements for handling Safeguards Information; updated forms
accordingly; and made editorial changes to reflect who to contact and/or
receive approvals from different scenarios in regards to the American
Centrifuge Plant Security Manager, Facility Security Officer, or the Plant
Shift Superintendent.

Reason for the Change:
The changes were made to ensure that individuals processing Classified
and Safeguards Information documents for offsite deliveries and receipts
are afforded adequate information to ensure compliance to regulations are
adhered to. Minor editorial changes were made for clarification.

FCE 10-0282 0 Title: 9/13/2010 No AC4-OP-073 Chg 9 No None of the criteria
Revision to Procedure AC4-OP-073, Lead Cascade 3 Operations listed in 10 CFR

Description of Change: 70.72(c) are met.

Added detail to control valves mode of operations.

Reason for the Change:
Changed procedure to ensure all Pressure Control Valve controllers were
placed into Auto when required.

FCE 10-0283 0 Title: 9/10/2010 No AC4-AR-001 Chg 22 No None of the criteria
Revision to Procedure AC4-AR-001, Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a Damper Runout Standard Deviation alert; removed the Bearing
Temperature Rate of Change alert; made changes to Machine Instrument
Package Errors, Machine Drive Unit Errors, and Column Temperature; and
other changes involved procedure formatting.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0284 0 Title: 9/10/2010 No AC4-AR-010 Chg 17 No None of the criteria
Revision to Procedure AC4-AR-010, LC3 Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a Damper Runout Standard Deviation alert; removed the Bearing
Temperature Rate of Change alert; made changes to Machine Instrument
Package Errors, Machine Drive Unit Errors and Column Temperature; and
other changes involved procedure formatting.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0285 0 Title: 9/15/2010 No ACD2-QM-001 Chg 19 No None of the criteria
PCE 10-0138 0 Revision to Procedure ACD2-OM-001, Assessment Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Added Operation Security to the list of management assessments;
corrected the referenced requirements for two assessments; and added
"Classified Item Control and Inventory" back into procedure.

Reason for the Change:
U.S. Department Of Energy Manual 470A-4A, Information Security
Manual, requires Operation Security plans to be reviewed and updated
annually; and other changes were made to clarify procedure requirements.

FCE 10-0286 0 Title: 10/26/2010 No Transportation Security No None of the criteria

PCE 10-0139 0 Revision to NR-3605-0010, Transportation Security Plan for Classified Plan for Classified Matter listed in 10 CFR
Matter Shipments for the American Centrifuge Plant Shipments for the ACP 70.72(c) are met.

Description of Change: Section 3.0 and Appendix A

Revised the Transportation Security Plan for Classified Matter Shipments
for the American Centrifuge Plant to delete the potential communications
center providers other than the Licensee; replaced the current trained
Communications Center provider; and made editorial corrections.

Reason for the Change:
At the time of U.S. Nuclear Regulatory Commission approval of the
Transportation Security Plan for Classified Matter Shipments for the
American Centrifuge Plant, a decision had not been made as to who would
be the Communications Center provider. It was decided during the
implementation period that Babcock & Wilcox Technical Services Clinch
River, LLC would be the Communications Center provider. Therefore,
Transportation Security Plan for Classified Matter Shipments for the
American Centrifuge Plant was revised to remove the potential providers
and replace with the current trained provider; and made editorial
corrections.
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FCE 10-0288 0 Title:

PCE 10-0140 0 Revision to Procedure ACD4-UW-002, Chemical Treatment for the Boilers

Description of Change:
Replaced all references to "Corrshield MD41 00" with "Corrosion Inhibitor;"
removed references to General Electric Water Technologies; corrected the
title of Form AC-705, Heat System Log; added references to Form AC-
541, Alternate Heat System Log; and made other editorial and step
corrections.

Reason for the Change:
Changes were made to make the procedure less specific to the treatment
chemical or vendor utilized and to clarify procedure requirements.

9/9/2010 No ACD4-UW-002 Chg 1 No None of the criterialisted in 10 CFR
70.72(c) are met.

FCE 10-0289 0 Title: 9/10/2010 Yes TP-2303-0020 Rev 0, No None of the criteria
PCE 10-0141 0 New Test Plan TP-2303-0020 Casing Paint Qualification, and Change CR-1 901 Rev 0 listed in 10 CFR

Request, CR-1 901, Release New Machine Assembly 70.72(c) are met.

Description of Change:
The test plan was developed to address new machine assembly, casing
paint qualification, and the 500 hour operation of the machine.

Reason for the Change:
The existing Lead Cascade 3 centrifuge casing design has a Glyptal
interior paint coating. These casings are currently being baked to cure the
paint. In an effort to remove the paint baking process, CR-1 901 has been
completed for a centrifuge machine with Sherwin Williams interior paint.
The sampling data will be used to support the decision for casing interior
paint for the commercial plant machine.

FCE 10-0289 1 Title: 9/13/2010 No TP-2303-0020 Rev 1, No None of the criteria
PCE 10-0141 1 Revision to Test Plan TP-2303-0020, Casing Paint Qualification CR-1 901 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated corrections to the test plan.

Reason for the Change:
Changes were made to clarify test plan requirements.
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FCE 10-0290 0 Title: 10/8/2010 No AC4-OP-025 Chg 26 No None of the criteria
Revision to Procedure AC4-OP-025, Machine Connections listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed the reference to Items Relied On For Safety 7.3.4.8; updated the
Form AC-247, Machine Connections Checklist; removed references to
Form AC-332, Green Machine Tag; added leather or nitrile type gloves and
safety glasses to Required Supplies; and made formatting and editorial
changes.

Reason for the Change:
Integrated Safety Analysis Section 7.3.4.2 requires the use of checklists to
ensure the Machine Isolation Valve automatic and hand valves are closed
prior to opening the system. In accordance with AC4-OP-025, Machine
Connections, this commitment is covered through the use of Form AC-
247, Machine Connections Checklist. Form AC-247, Machine
Connections Checklist, was revised to ensure this commitment remained
on the form. Other signoffs that were cumbersome to the operator and not
required were deleted and signoffs are now more general in nature; and
other changes were made to clarify procedure requirements.

FCE 10-0291 0 Title: 10/8/2010 No AC4-OP-055 Chg 20 No None of the criteria
Revision to Procedure AC4-OP-055, Machine Disconnect listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed reference to Items Relied On For Safety 7.3.4.8; updated Form
AC-285, Machine Disconnect Checklist; and made formatting and editorial
changes.

Reason for the Change:
Integrated Safety Analysis Section 7.3.4.8 requires the use "of Personal
Protective Equipment when opening a system exposed to Uranium. This
Items Relied On For Safety is implemented in ACD2-HP-005, Radiological
Work Permit, and is therefore redundant. Integrated Safety Analysis
Section 7.3.4.2 requires the use of checklists to ensure the Machine
Isolation Valve automatic and hand valves are closed prior to opening the
system. In accordance with AC4-OP-055, Section 2, this commitment is
implemented by Form AC-285; and other changes were made to clarify
procedure requirements.
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FCE 10-0292 0 Title: 10/1/2010 No ACD2-SH-025 Chg 3 No None of the criteria
PCE 10-0142 0 Revision to Procedure ACD2-SH-025, Personal Protective Equipment listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a general process for selection of Personal Protective Equipment to
the General Requirements section; added additional information
concerning Eye and Face Protection; added additional information
regarding selection of foot protection; changed the term "Workplace
Hazard Assessment" to "Facility Hazard Assessment;" added additional
information to Appendix A; revised Form AC-382, Certification of Hazard
Assessment; and made other minor editorial and grammatical changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0293 0 Title: 9/15/2010 No AC3-OP-001 Chg 3 No None of the criteria
Revision to Procedure AC3-OP-001, Operation of the V-1218 Bridge and listed in 10 CFR
W-2 Trolley 70.72(c) are met.

Description of Change:
Procedure was changed to allow for pick up of nearby centrifuges without
fully raising the hoist; and added direction for parking the crane in
preparation for maintenance activities.

Reason for the Change:
Changes were made to allow for the pick up of nearby centrifuges without
fully raising the hoist, as well as adding direction for parking the crane in
preparation for maintenance activities.

FCE 10-0294 0 Title: 9/21/2010 No ACD2-QM-005 Chg 11 No None of the criteria
PCE 10-0143 0 Revision to Procedure ACD2-QM-005, Supplier Control Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Added guidance for performing source verifications; modified one form;
added a new form to agree with procedure changes; and revised
references.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0295 0 Title: 10/12/2010 No ACD2-QM-105 Chg 0 No None of the criteria
PCE 10-0144 0 New Procedure ACD2-QM-105, Written Practice for Nondestructive listed in 10 CFR

Examination 70.72(c) are met.

Description of Change:
Developed a new procedure to provide the written practice for training,
qualification, examination, and certification of Nondestructive Examination
personnel.

Reason for the Change:
The new procedure describes the processes for training, qualification,
examination, and certification of Nondestructive Examination personnel
according to the Quality Assurance Program Description. This procedure
satisfies the requirement in Paragraph 5 of SNT-TC-1A-1 980 Edition,
Written Practice.

FCE 10-0296 0 Title: 10/29/2010 Yes ESO-2409-0012 Rev0 No None of the criteria
PCE 10-0145 0 X-6000 Tower Water Cooling Supply Header Flushing Connection listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to install a cleanout piping connection to the
deadheaded Tower Water Cooling Supply Header Pipe, located in the X-
6000 Building.

Reason for the Change:
The deadheaded section at the end of the Tower Water Cooling Supply
pipe maybe accumulating miscellaneous debris effecting compressor
operations. A connection will be installed to allow the debris to be flushed
out periodically to a containment dyke to prevent accumulation of debris.

FCE 10-0297 0 Title: 9/22/2010 No ACD2-MP-001 Chg 5 No None of the criteria
PCE 10-0146 0 Revision to Procedure ACD2-MP-001, Safety Review Committee listed in 10 CFR

Description of Change: 70.72(c) are met.

Clarified the use of the Safety Review Committee Action Records for
voting; how a rejection is documented; how to deal with minor changes in
documents after Safety Review Committee/General Manager review and
approval; and corrected format and editorial errors.

Reason for the Change:
Clarified some of the action steps and interface with the change procedure.
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FCE 10-0298 0

PCE 10-0147 0
Title:
Revision to Procedure ACD4-UP-025, Operation of the X-6000 2400-Volt
Switchgear

Description of Change:
Updated Precautions and Limitations, Test Equipment, Tools and
Supplies; added steps for observation of charging spring and manual
charging; added steps to have Government Services Fire Services secure
and restore transformer deluge system; replaced X-300 notification with
Balance Of Plant Shift Supervisor; removed Routine Operations section;
and corrected use of interlock disconnect switch.

Reason for the Change:
Clarify procedure requirements.

9/15/2010 No ACD4-UP-025 Chg 1 No None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 10-0299 0 Title: 10/20/2010 No ACD2-QM-101 Chg 10 No None of the criteria

PCE 10-0148 0 Revision to Procedure ACD2-QM-1 01, Inspection Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Revised the procedure to modify the applicability statement; deleted
inspection criteria in one step; added in a step for obtaining Form AC-030,
Oracle Item Number Addition, Deletion or Change; added new Form AC-
553, Dedication Material Disposition Tag; and revised Form AC-055,
Material Disposition Tag.

Reason for the Change:
Clarify procedure requirements for inspection personnel performing and
documenting inspection activities.

FCE 10-0300 0 Title: 11/19/2010 No ACD2-QM-002 Chg 4 No None of the criteria
PCE 10-0149 0 Revision to Procedure ACD2-QM-002, Quality Assurance Independent listed in 10 CFR

Audit and Assessment Program 70.72(c) are met.

Description of Change:
Added requirements for developing the Integrated Audit and Assessment
Schedule and performing independent assessments; changed the
frequency for performing the Operations Security audit from three years to
two years; and made minor editorial changes.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0302 0 Title: 10/1/2010 No ACD2-EC-012 Chg 0 No None of the criteria
PCE 10-0151 0 New Procedure ACD2-EC-012, Control of Refrigerants listed in 10 CFR

Description of Change: 70.72(c) are met.

Developed a new procedure for handling and managing refrigerants that
are either ozone-depleting substances or greenhouse gases.

Reason for the Change:
Environmental Protection Agency regulations in 40 CFR Part 82 mandate
certain work practices and record keeping to minimize the release of
ozone-depleting substances (i.e., chlorofluorocarbon and
hydrochlorofluorocarbon refrigerants) to the environment and eventually
phase out these substances altogether. The available replacements for
the ozone-depleting refrigerants (i.e., perfluorocarbons and
hydrofluorocarbons) are potent greenhouse gases. The new procedure
formalizes the regulatory aspects of the refrigerant management practices.

FCE 10-0303 0 Title: 10/1/2010 No AC4-OP-060 Chg 2 No None of the criteria
Revision to Procedure AC4-OP-060, Helium Leak Detector listed in 10 CFR

Description of Change: 70.72(c) are met.

Added requirement to check Helium Leak Detectors calibration date;
removed note pertaining to starting leak check at the top due to helium
being lighter than air; corrected use references; and made minor
formatting changes.

Reason for the Change:
Based on completing the periodic procedure review, changes were made
to clarify procedure requirements.

FCE 10-0304 0 Title: 9/27/2010 No AC2-FO-001 Chg 7 No None of the criteria
Revision to Procedure AC2-FO-001, Conduct of Operations listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed the statement 'The Public Address System is an Items Relied
On For Safety" from one step; added Items Relied On For Safety and
Integrated Safety Analysis to the list of acronyms; reformatted Definitions;
and made minor formatting and typographical corrections.

Reason for the Change:
The Public Address System is only mentioned in the Integrated Safety
Analysis Summary during the discussion of CP6-9, Chemical or
Radiological release from another facility. It is used to alert personnel of a
release from a facility other than the Lead Cascade Facility. CP6-9,
Chemical or Radiological and/or the Public Address System is not
identified as an Items Relied On For Safety in the Integrated Safety
Analysis Summary, Table 7.2-1, Items Relied on For Safety; therefore, the
Public Address System is not an Items Relied On For Safety and the
statement, "The PA System is an IROFS" was deleted.
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FCE 10-0306 0 Title: 9/22/2010 No AC4-AR-008 Chg 9 No None of the criteria
Revision to Procedure AC4-AR-008, X-3001 Power System Alarms and listed in 10 CFR
Responses 70.72(c) are met.

Description of Change:
Made minor editorial and formatting changes.

Reason for the Change:
Based on completing the periodic procedure review, changes were made
to clarify procedure requirements.

FCE 10-0308 0 Title: 9/23/2010 Yes ESO-2303-0027 Rev 0 No None of the criteria
PCE 10-0153 0 Relocation of Lights Above Assembly Stand in X-7726 listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to change X-7726 High Bay lighting from
overhead to wall mount fixtures for ease of maintenance; use existing
circuits; and for overhead fixtures, wiring, and conduit to be abandoned in
place.

Reason for the Change:
Overhead High Bay lighting is not easily accessible. It requires
Maintenance personnel to walk on crane bridge rails while lifting 70 pound
ballast/fixtures overhead. By changing the fixtures to wall mount, they can
be maintained from the service platform.

FCE 10-0309 0 Title: 9/23/2010 No AC4-OP-053 Chg 14 No None of the criteria
Revision to Procedure AC4-OP-053, Machine Venting with Backfill Unit listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed the required range on the backfill unit "PI-2" to 0.6 in Hg - 0.5
psig; arranged steps such that both the purge and process lines are
sampled on machines that were previously on gas; changed prerequisites
for the Evacuation Vacuum system to match those in the Machine Pump
Down procedure; removed steps for nitrogen bottle change out; created a
separate section for this evolution; and made editorial changes.

Reason for the Change:
"PI-2" is checked periodically during the backfill. The acceptable pressure
range when checking "PI-2" was changed from 0.3 psig to 0.5 psig since
0.5 is the first readable mark on the pressure gauge; and other changes
were made to clarify procedure requirements.
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FCE 10-0310 0 Title: 10/5/2010 No AC4-OP-066 Chg 8 No None of the criteria
Revision to Procedure AC4-OP-066, Mass Spectrometer Operation listed in 10 CFR
Preparation 70.72(c) are met.

Description of Change:
Clarified the operation of the mass spectrometer instrument isolation and
bypass valves when aligning or evacuating the manifolds; added steps for
energizing the evacuation pump move; deleted steps for backfilling the
manifolds for maintenance; and removed reference to product, feed, and
tails from the mass spec identifications.

Reason for the Change:
Wording was changed in multiple procedure steps for clarification. The
section outlining mass spec manifold backfilling operations was removed
since all operations involved can be performed by other procedures. The
identification of the three mass spectrometers as product, feed, and tails
was removed because all three spectrometers can be aligned to any
sample stream and are rarely aligned to the assay stream that was
identified in the procedure.

FCE 10-0311 0 Title: 10/5/2010 No AC4-OP-006 Chg 9 No None of the criteria
Revision to Procedure AC4-OP-006, MCW Chemical Addition listed in 10 CFR

Description of Change: 70.72(c) are met.

Added the reference to use Valve Positioning Controls for valve
alignments not covered in the procedure.

Reason for the Change:
The procedure does not cover all possible valve alignments.for normal or
abnormal operations; and the reference to AC4-OP-064, Valve Positioning
Controls, is to guide the supervisor to use Valve Positioning Controls to
formalize alignments not covered in the procedure.

FCE 10-0315 0 Title: 10/8/2010 No AC4-ON-003 Chg 5 No None of the criteria
Revision to Procedure AC4-ON-003, Purge Vacuum System Leak listed in 10 CFR
Checking 70.72(c) are met.

Description of Change:
Corrected valve nomenclature; changed names of valves and switches;
added a statement to the Applicability section to state that personnel are
not required to qualify Nondestructive Testing Inspector in order to perform
leak checking per this procedure; and made other editorial and formatting
changes.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0316 0 "Title: 1014/2010 No AC4-ON-007 Chg 19 No None of the criteria
Revision to Procedure AC4-ON-007, MIP Replacement at an Operating listed in 10 CFR
Position 70.72(c) are met.

Description of Change:
Provided guidance to load new Machine Instrument Package software;
added steps to return a machine to either the Evacuation Vacuum system
or the Purge Vacuum system upon completion of either evolution; added a
new Form AC-555, Machine Instrument Package Software Change Log, to
track Machine Instrument Package software changes and made formatting
changes; and corrected typographical errors.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0317 0 Title: 10/8/2010 No AC4-OP-023 Chg 13 No None of the criteria
Revision to Procedure AC4-OP-023, Machine Transport and Installation listed in 10 CFR

Description of Change: 70.72(c) are met.

Made corrections including step sequencing.

Reason for the Change:
Changes were made to correct errors, provide clarification, and increase
flexibility.

FCE 10-0318 0 Title: 10/15/2010 No AC4-AO-001 Chg 29, No None of the criteria
Revision to Procedures AC4-AO-001, Machine Assembly, LC3 Build, AC4- AC4-OP-047 Chg 9, listed in 10 CFR
OP-047, Machine Assembly, and AC4-AO-002, Machine Assembly, AC4-AO-002 Chg 4 70.72(c) are met.
AC100/1003300 (U)

Description of Change:
Removed Form AC-332, Green Machine Tag; and made minor formatting
changes.

Reason for the Change:
Cascade Operations personnel no longer require the use of Form AC-332.
The procedures directed the installation of this form during the machine
assembly process. This action has been removed from these procedures;
and other changes were made to clarify procedure requirements.
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FCE 10-0319 0 Title: 9/30/2010 No ACD2-PS-004 Chg 9 No None of the criteria
PCE 10-0157 0 Revision to Procedure ACD2-PS-004, Handling and Processing of listed in 10 CFR

Classified and Safeguards Information Documents for Off site Deliveries 70.72(c) are met.
and Receipts

Description of Change:
Added a manager's signature line; changed Security Manager to Facility
Security Officer; and revised two forms to agree with changes.

Reason for the Change:
Changes made to agree with the American Centrifuge Program Classified
Matter Protection and Control Manual.

FCE 10-0320 0 Title: 9/30/2010 Yes OA-CS-LC3-10-003 Chg 4 No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-003, Lead listed in 10 CFR
Cascade 3 Cascade Operating Parameters (U) 70.72(c) are met.

Description of Change:
Revised operating set points for cascade recycle operation; and
incorporated operating knowledge gained since Cascade Settings
Document OA-CS-LC3-10-003, Revision 3 was issued.

Reason for the Change:
The changes to the Cascade Settings Document set points will allow
cascade performance to be evaluated over the range of product assays
the cascade was designed to produce. The changes to the Cascade
Settings also documents knowledge gained from the operation of Lead
Cascade 3 so it is available to all personnel operating the cascade.

FCE 10-0321 0 Title: 10/6/2010 No AC4-AR-004 Chg 11 No None of the criteria
Revision to Procedure AC4-AR-004, Purge Vacuum System Alarms and listed in 10 CFR
Responses 70.72(c) are met.

Description of Change:
Revised conditional steps in alarm responses; and made minor
grammatical, punctuation, and formatting changes.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0322 0

PCE 10-0158 0

Title:
Revision to Procedure ACD4-UP-005, Operation of X-5000 Transformer
Deluge System

Description of Change:
Added an Automatic Trip test in addition to Manual Trip Test; added
Appendix B to identify Heat Actuating Device zones; added Appendix C to
document test; changed procedure to In-Hand procedure due to infrequent
use; and made various editorial corrections.

Reason for the Change:
The original procedure did not include step by step procedure for
completion of automatic Heat Actuating Device test for Deluge System;
added Appendix B to identify Heat Actuating Device zones; added
Appendix C to document testing results; changed the procedure to an In
Hand procedure because of the infrequent use of the procedure; and other
editorial changes were made to clarify procedure requirements.

12/16/2010 No ACD4-UP-005 Chg 1 No None of the criteria
listed in 10 CFR
70.72(c) are met.

FCE 10-0323 0 Title: 10/8/2010 No AC4-OP-019 Chg 8 No None of the criteria
Revision to Procedure AC4-OP-019, Operation of Rigid Mast Crane listed in 10 CFR

Description of Change: 70.72(c) are met.

Made minor clarifications of operating steps; added a precautions and
limitations; clarified movements between sections of the procedures; and
made minor grammatical and formatting changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0324 0 Title: 10/18/2010 No AC4-OP-026, Chg 3 No None of the criteria
Revision to Procedure AC4-OP-026, Machine Connections Leak Checking listed in 10 CFR

Description of Change: 70.72(c) are met.

Deleted a step that required operators to update Form AC-332, Green
Machine Tag; changed prerequisites and action steps to allow connection
of the helium leak detector while a machine is on the Evacuation Vacuum
system; and revised Form AC-272, Machine Leak Check - Check Sheet.

Reason for the Change:
Form AC-332, Green Machine Tag, is being phased out for use by
Operations and this change deletes references to the form. A prerequisite
was added to ensure the machine being leak checked is at the desired
vacuum for leak checking. This is a reminder for personnel to ensure the
machine is at the desired vacuum which will allow for a more adequate
leak check; and other changes were made to clarify procedure
requirements.
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FCE 10-0325 0 Title: 10/15/2010 No XP2-EP-EP1037 Rev 10 No None of the criteria
PCE 10-0159 0 Revision to Procedure XP2-EP-EP1037, Emergency Operations Center Chg F listed in 10 CFR

Concept of Operations 70.72(c) are met.

Description of Change:
Added courtesy notification requirements; clarified Emergency Operations
Center activation requirements, and other miscellaneous process
improvements.

Reason for the Change:
Government Services Procedure XP2-EP-EP1037, is used to implement
requirements for the Portsmouth Gaseous Diffusion Plant Emergency Plan
used for the Lead Cascade Facility.

This change evaluation was performed to evaluate the impacts of the
proposed procedure revision against the Lead Cascade Facility and
American Centrifuge Plant programs.

FCE 10-0326 0 Title: 10/14/2010 No AC4-OP-070 Chg 5 No None of the criteria
Revision to Procedure AC4-OP-070, Machine Leveling listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed the use of Form AC-332, Green Machine Tag; added
acceptance criteria for machine level; added a post performance work
activity; and other changes include typographical errors and formatting
changes.

Reason for the Change:
Operations is discontinuing the use of Form AC-332, Green Machine Tag,
references to the tag were taken out of the procedure. The procedure
review process identified items to be added to the acceptance criteria and
post performance activities sections.

FCE 10-0327 0 Title: 10/14/2010 No AC4-AR-003 Chg 12 No None of the criteria
Revision to Procedure AC4-AR-003, Evacuation Vacuum System Alarms listed in 10 CFR
and Responses 70.72(c) are met.

Description of Change:
Added a step to terminate pumpdown on machines on the Evacuation
Vacuum Header when previous actions require closing both of the
Evacuation Vacuum suction valves; clarified listed pressures as alarm
actuation points; added or corrected procedure references; and made
minor grammatical and font changes.

Reason for the Change:
Step directing the termination of pumpdown was added to prevent possible
machine damage in the event of an extended loss of the Evacuation
Vacuum System due to a casualty. Clarification of alarm actuation points
was added to assist operators during a casualty situation; and other
changes clarify procedure requirements.
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FCE 10-0328 0 Title: 11/16/2010 No ACD2-QM-010 Chg 3 No None of the criteria

PCE 10-0160 0 Revision to Procedure ACD2-QM-010, Special Processes listed in 10 CFR

Description of Change: 70.72(c) are met.

Added reference to new procedure ACD2-QM-105, Written Practice for
Non-destructive Examination, for qualifying Non-destructive Examination
personnel; clarified the responsibilities for the Non-destructive Examination
Level III Inspector; added a step to clarify why certain qualification test
pieces are not retained; added reports of special process qualifications as
a quality record; and made minor editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0330 0 Title: 10/14/2010 No ACD2-FO-001 Chg 1 No None of the criteria

PCE 10-0162 0 Revision to Procedure ACD2-FO-001, Facility Management listed in 10 CFR

Description of Change: 70.72(c) are met.

Revised procedure to make editorial corrections.

Reason for the Change:
Changes were made in response to Condition Notification #6952 and to
clarify procedure requirements.

FCE 10-0332 0 Title: 10/18/2010 No ACD4-UW-003 Chg 1 No None of the criteria

PCE 10-0165 0 Revision to Procedure AOD4-UW-003, Recirculating Heating Water listed in 10 CFR
Operations 70.72(c) are met.

Description of Change:
Added a requirement to notify Environmental Safety and Health prior to
draining for National Pollutant Discharge Elimination System sampling;
changed prerequisites to ensure all Recirculating Heating Water system
manually operated process vents are verified "Closed" prior to system
filling; and made editorial and formatting changes.

Reason for the Change:
Changes were made in response to Condition Notification Subtasks
#12840 and #13250; and other changes were made to reflect current
operation requirements and to clarify component descriptions.
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FCE 10-0333 0 Title: 10/27/2010 No AC4-OP-074 Chg 19 No None of the criteria
Revision to Procedure AC4-OP-074, Lead Cascade 3 Machine listed in 10 CFR
Conditioning, Tails Scoop Verification, and Charging the UF6 70.72(c) are met.

Description of Change:
Provided additional guidance; and made editorial and formatting changes.

Reason for the Change:
Changes were made to this procedure in response to Condition
Notification #4015, #4143 and #4118.

FCE 10-0334 0 Title: 10/15/2010 Yes ESO-2301-0033 Rev 0 No None of the criteria
PCE 10-0166 0 Tie in Liebert Cooling Unit to Tracer Summit listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to tie the existing alarm circuit on the Liebert
unit into the existing Tracer Summit paging system.

Reason for the Change:
A stand-alone Liebert cooling unit was installed under the security upgrade
project for cooling of the Vault Type Room located in room 3023 in the X-
7725 Recycle/Assembly Building. At the time of installation, the need to
alert maintenance personnel of equipment failure was not identified. A
recent unplanned power outage brought to light the fact that the room
heats up very quickly when the cooling unit is not running, and this could
cause damage to the hardware for the classified computer system.

The Tracer Summit paging system notifies Maintenance personnel of the
status change of tied in Heating, Ventilation, and Air Conditioning units;
thus allowing for quicker response.

FCE 10-0335 0 Title: 10/20/2010 No TP-2303-0021 Rev 0 No None of the criteria
PCE 10-0167 0 New Test Plan TP-2303-0021, Centrifuge Machine Transport Testing listed in 10 CFR

Description of Change: 70.72(c) are met.

The test plan was developed to identify movement of internal centrifuge
machine components during transport and installation from the Centrifuge
Training and Test Facility Assembly Stand to the machine location.

Reason for the Change:
The purpose of the test is to identify movement of internal centrifuge
machine components during transport and installation from the Centrifuge
Training and Test Facility Assembly Stand to the machine location in the
Process Building. The obtained data will be analyzed to identify any
possible problems, the necessary solutions, and also to improve future
designs.
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FCE 10-0337 0 Title: 10/28/2010 No ACD2-SH-028 Chg 4 No None of the criteria
PCE 10-0168 0 Revision to Procedure ACD2-SH-028, Welding, Burning, and Hotwork listed in 10 CFR

Practices 70.72(c) are met.

Description of Change:
Incorporated a notification to the applicable Facility Custodian when
performing hotwork activities in a non-fixed weld shop.

Reason for the Change:
This change will ensure that the applicable Facility Custodians are made
aware of hotwork activities in areas other than fixed weld shops within
his/her facility prior to initiation, upon conclusion, and when an extension
(beyond 24 hours) to the permit is required.

FCE 10-0339 0 Title: 10/27/2010 No AC4-OP-001 Chg 21 No None of the criteria
Revision to Procedure AC4-OP-001, Purge Vacuum Normal Operating listed in 10 CFR
Procedure 70.72(c) are met.

Description of Change:
Updated section titles; changed the logical order of steps to flow better
with Machine Isolation System calibration procedure; and changed the
Machine Cooling Water Flow rate to remove the high setpoint.

Reason for the Change:
Steps where moved because it was not possible to check fqr a light to be
illuminated if the control power was removed in the previous step. The
Machine Cooling Water Flow rate was changed because the flow
requirement is only greater than 0. Typically, the flow rate is greater than
what the gauge can read. Other changes were made to clarify procedure
requirements.

FCE 10-0340 0 Title: 10/28/2010 No AC4-OP-062 Chg 6 No None of the criteria
Revision to Procedure AC4-OP-062, Backfill Unit listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed all references to the Process Line Backfill Fixture; added
references to AC4-OP-064, Valve Positioning Controls; and made editorial
and formatting changes.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0341 0 Title: 11/3/2010 No GV2-ACP-008 Rev 7 No None of the criteria
PCE 10-0171 0 Revision to Fluor's Quality Assurance Program Description for the listed in 10 CFR

American Centrifuge Plant 70.72(c) are met.

Description of Change:
Removed the last sentence of the Quality Level-3 definition and added it to
the text where it is more appropriate; and made other minor editorial
typographical changes.

Reason for the Change:
The last sentence of the Quality Level-3 definition does not actually define
Quality Level-3 items, but describes how these items are handled and
controlled. This change will make the Fluor Quality Assurance Program
Description consistent with the Quality Assurance Program Description for
the American Centrifuge Plant and ensure the appropriate license
requirements are met.

FCE 10-0342 0 Title: 11/4/2010 No AC4-OP-020 Chg 5 No None of the criteria
Revision to Procedure AC4-OP-020, Machine Mount Hardware listed in 10 CFR
Installation/Removal 70.72(c) are met.

Description of Change:
Modified a step to include lubricating of the floor mount; modified a step to
use retaining ring pliers during machine mount installation; updated Form
AC-252, Machine Mount Hardware Checklist.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0343 0 Title: 10/28/2010 No ACD4-UW-001 Chg 2, No None of the criteria
PCE 10-0172 0 Revisions to Procedures ACD4-UW-001, Boiler Operations and ACD4-ON- ACD4-ON-215 Chg 2 listed in 10 CFR

215, Boiler Off-Normal Operations 70.72(c) are met.

Description of Change:
Added notes concerning National Pollutant Discharge Elimination System
sampling requirements and requirements to notify Environmental Safety
and Health and Government Services; added National Pollutant Discharge
Elimination System to the list of acronyms; and updated the drawing in
Appendix B.

Reason for the Change:
Requirements concerning National Pollutant Discharge Elimination
System sampling were added to both procedures in accordance with
Condition Notification Subtask #12840. The Recirculating Heating Water
System drawing in Appendix B was updated to add additional components
and to clarify the location of some existing components.
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FCE 10-0344 0 Title: 11/3/2010 No AC4-OP-047 Chg 10 No None of the criteria
Revision to Procedure AC4-OP-047, Machine Assembly listed in 10 CFR

Description of Change: 70.72(c) are met.

Revised procedure to make editorial and formatted changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0345 0 Title: 10/27/2010 No AC4-AO-002 Chg 5 No None of the criteria
Revision to Procedure AC4-AO-002, Machine Assembly, listed in 10 CFR
AC100/1003300(U) 70.72(c) are met.

Description of Change:
Incorporated changes made to assembly drawings; and changed Form AC-
538, AC100/1003300 Final Assembly Build Book.

Reason for the Change:
A procedure change was required due to changes to the assembly
drawings.

FCE 10-0346 0 Title: 10/26/2010 No Form AC-325 No None of the criteria
Revision to Form AC-325, Auxiliary Check Sheet listed in 10 CFR

Description of Change: 70.72(c) are met.

Revised form to add, "Diesel Fuel Leak test button check."

Reason for the Change:
Condition Notification #3765 identified a concern with Environmental
Protection Agency Greenhouse Gas Monitoring Rule. The Greenhouse
Gas Monitoring Rule exempts standby generators and the X-3001 Auxiliary
Standby Generator does meet the definition used by that rule. One of the
actions from this Condition Notification was to establish Preventative
Maintenance on all electronic liquid level indicating devices associated
with diesel fuel storage tanks. It has been determined that the best means
to capture this requirement was to perform and record once a month the
surveillance on the Auxiliary Check Sheet.
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FCE 10-0347 0 Title: 11/2/2010 No ACD3-EO-064 Chg 0 No None of the criteria

PCE 10-0173 0 New Procedure ACD3-EO-064, Valve Positioning Controls listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed procedure AC4-OP-064 to a dual use procedure and assigned a
new procedure number ACD3-EO-064. Applicability of the procedure has
changed to include American Centrifuge Plant personnel performing non-
fissile material operations. The applicability was also revised to give more
clarification on applicable evolutions and to better communicate the
procedure use intentions of Enrichment Operations management; revised
the Precautions and Limitations section to include Nuclear Criticality
Safety concerns when used on UF6 systems; and made minor editorial
changes.

Reason for the Change:
Changes were made in response to Condition Notifications #4015 and
#4143. The Applicability section of the procedure was revised to cleady
state management's expectations of when the use of valving orders is
appropriate. Other changes were made to clarify procedure requirements.

FCE 10-0348 0 Title: 11/2/2010 Yes OA-CS-LC3-10-001 Rev 2, No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-001, Lead ICD-00013 Rev 1 listed in 10 CFR
Cascade 1 Centrifuge Operating Parameters (U) 70.72(c) are met.

Description of Change:
Revised the document to eliminate monitoring requirements for
instrumentation recently removed by the latest design change; and refined
settings to take into account results of recent testing at Oak Ridge,
Tennessee.

Reason for the Change:
The Cascade Setting Document is being revised to incorporate changes to
centrifuge operating parameters documented in ICD-0001 3, for the new
centrifuges being installed in Lead Cascade 1. The set points and limits
documented in the Interface Control Document were derived from testing
of the centrifuge in Oak Ridge, Tennessee.
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FCE 10-0349 0 Title: 11/2/2010 No AC4-AR-001 Chg 23 No None of the criteria
Revision to Procedure AC4-AR-001, Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed the Product Scoop Temperature Alert; and specified that there is
only one Tails Scoop Temperature and two Internal Temperatures
available for the operators to monitor.

Reason for the Change:
This procedure change reflects hardware and software changes
implemented with the latest revision to the Lead Cascade 1 Upgrade
Machine, and Machine Instrument Package. This change aligns the alarm
response procedure with the latest revision to the Interface Control
Document. It also ensures consistency between alerts generated by the
Machine Instrument Package/Distributed Control System, indications
observed, and actions expected by the Operator.

FCE 10-0350 0 Title: 11/2/2010 No AC4-ON-006 Chg 10 No None of the criteria
Revision to Procedure AC4-ON-006, MDU Replacement at ,n Operating listed in 10 CFR
Position 70.72(c) are met.

Description of Change:
Addressed the allowable time for a machine to coast with inventory.

Reason for the Change:
Recent changes to the Lead Cascade 1 Upgrade Machine have
necessitated the limit of time allowed for an inventoried machine to coast.
The change was made to align the Off-Normal procedure with the
Interface Control Document.

FCE 10-0351 0 Title: 11/2/2010 No AC4-ON-009 Chg 10 No None of the criteria
Revision to Procedure AC4-ON-009, Response to Loss of Power listed in 10 CFR

Description of Change: 70.72(c) are met.

Addressed the allowable time for a machine to coast with inventory;
updated the list of acronyms; and made minor formatting changes.

Reason for the Change:
A recent revision to the Lead Cascade 1 Interface Control Document has
changed the time a machine with inventory is allowed to coast. The
change was made to align the Off-Normal Procedure with the Interface
Control Document. The acronym for Machine Instrument Package was
added to the list of acronyms; and other minor formatting changes were
made to clarify procedure requirements.
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FCE 10-0353 0 Title: 11/18/2010 No AC4-OP-016 Chg 21 No None of the criteria
Revision to Procedure AC4-OP-016, Feed Cart Operation listed in 10 CFR

Description of Change: 
70.72(c) are met.

Added requirement to place PIC-1I in "AUTO" before feeding; added valve
tables; added notes throughout the procedure; clarified Feed Cart
Controller Operation; and made editorial and formatting changes.

Reason for the Change:
Changes were made in response to Condition Notification #3974 and to
clarify procedure requirements.

FCE 10-0355 0 Title: 11/11/2010 No ACD4-CO-076 Chg 0 No None of the criteria

PCE 10-0175 0 New Procedure ACD4-CO-076, Operation of the X-3012 HVAC System listed in 10 CFR

Description of Change: 70.72(c) are met.

Developed a new procedure for the operation of the X-3012 Heating,
Ventilation, and Air Conditioning System.

Reason for the Change:
New procedure was developed in response to Condition Notification #3988.

FCE 10-0356 0 Title: 11/17/2010 No ACD4-SH-001 Chg 1 No None of the criteria

PCE 10-0177 0 Revision to Procedure ACD4-SH-001, Industrial Hygiene Exposure listed in 10 CFR
Assessment Program 70.72(c) are met.

Description of Change:
Removed the use of the Portsmouth Gaseous Diffusion Plant Employee
Assessment System database, health Hazard Assessments,
Homogeneous Exposure groups, Priority Action code and replaced with a
new Form AC-558, Employee Exposure Notification Report, to document
the employee exposure and specify compliance with the health hazard of
concern; updates Form AC-385, Industrial Hygiene Survey, to add a
section for instrumentation utilized and the Heath Physics-Industrial
Hygiene Supervisor signature.

Reason for the Change:
The database could not be used without the assistance of Government
Services.
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FCE 10-0357 0 Title: 11/16/2010 No AC4-OP-075 Chg 9 No None of the criteria
Revision to Procedure AC4-OP-075, AC100/LC3 Machine Disassembly listed in 10 CFR

Description of Change: 70.72(c) are met.

Change made to allow for multiple options during the disassembly
process; and made minor corrections.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0358 0 Title: 11/15/2010 No AC4-ON-001 Chg 3 No None of the criteria
Revision to Procedure AC4-ON-001, Post Wreck Machine Qperations listed in 10 CFR

Description of Change: 70.72(c) are met.

Deleted the applicability of Integrated Safety Analysis/Integrated Safety
Analysis Summary, Section 7.3.4.2; updated procedure to identify specific
valves to be checked; updated form to match procedure changes; and
made minor formatting changes and typographical corrections.

Reason for the Change:
The Lead Cascade Facility Integrated Safety Analysis/Integrated Safety
Analysis Summary, Section 7.3.4 Control Strategies - Confinement,
Section 7.3.4.2, Procedures Requiring the Use of Valve Line-up Checklists
Prior to Machine or Cylinder Removal from Service and Following
Restoration, identifies valve checklists as an administrative control
function to reduce the likelihood that a valve will be mispositioned prior to
a machine being removed from service. This procedure only isolates the
machine. Section 7.3.4.2 of the Integrated Safety Analysis/Integrated
Safety Analysis Summary is not applicable to this procedure because the
machine is not being removed from service. Section 7.3.4.2 is applicable
when the machine is being removed from service by being backfilled and
when the machine is being disconnected. Therefore, the applicability of
Integrated Safety Analysis/Integrated Safety Analysis Summary, Section
7.3.4.2 has been deleted from this procedure.
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FCE 10-0359 0 Title: 11/16/2010 No ACD2-QM-001 Chg 20 No None of the criteria
PCE 10-0178 0 Revision to Procedure ACD2-QM-001, Management Assessment Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Removed the requirements for developing the Integrated Audit and
Assessment Schedule and performing independent assessments; revised
the title, purpose, and scope/applicability to clarify the procedure is
applicable to management assessments only; and made minor editorial
changes.

Reason for the Change:
The requirement for independent assessments was removed from this
procedure as these requirements were incorporated into procedure ACD2-
QM-002, Quality Assurance Independent Audit and Assessment Program,
where it appropriately fits. The procedure was also revised to clarify that
the procedure is for "management" assessments only. Other changes
made were to clarify procedure requirements.

FCE 10-0360 0 Title: 11/19/2010 No AC4-AR-001 Chg 24 No None of the criteria
Revision to Procedure AC4-AR-001, Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

This change divides the "GAC" error codes into two categories.

Reason for the Change:
This procedure change is a response to an unexpected alarm during drive-
up of Lead Cascade 1. This change will prevent the unexpected alarms.

FCE 10-0361 0 Title: 11/19/2010 No AC4-AR-010 Chg 19 No None of the criteria
Revision to Procedure AC4-AR-010, LC3 Machine Alarms and Responses listed in 10 CFR

Description of Change: 70.72(c) are met.

Revised the procedure to divide the "GAC" error codes into two categories.

Reason for the Change:
This procedure change is a response to an unexpected alarm during drive-
up of Lead Cascade 1. This change will prevent the unexpected alarms.

FCE 10-0362 0 Title: 11/15/2010 No AC4-OP-023 Chg 14 No None of the criteria
Revision to Procedure AC4-OP-023, Machine Transport and Installation listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated the use of new Form AC-557, Machine Transportation
Checklist (U); and changed Form AC-248, Initial Installation Checklist.

Reason for the Change:
Changes were made to clarify procedure requirements.
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FCE 10-0364 0 Title: 12/30/2010 No ACD2-HP-009 Chg 1 No None of the criteria
PCE 10-0180 0 Revision to Procedure ACD2-HP-009, Monitoring and Decontamination of listed in 10 CFR

Personnel for Radioactive Contamination 70.72(c) are met.

Description of Change:
Corrected an error on Form AC-401, Personnel Contamination
Questionnaire; and clarified the procedure to direct personnel in response
to radiological contamination hazards.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0367 0 Title: 11/22/2010 No AC4-OP-017 Chg 18 No None of the criteria
Revision to Procedure AC4-OP-017, Dump Cart Operation listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a note to give consideration to the four hour wait time during
restoration; added clarification to the type and application of heat tape;
added references to ACD3-EO-064, Valve Positioning Controls; and made
editorial changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0369 0 Title: 12/2/2010 No AC4-ON-005 Chg 3 No None of the criteria
Revision to Procedure AC4-ON-005, Loss of Tower Water (TW) listed in 10 CFR

Description of Change: 70.72(c) are met.

Added south side of X-3001 building to match current responsibilities for
operations; revised drawing to match current configuration; updated list of
source references; and made minor formatting and typographical
corrections.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0370 0 Title: 11/23/2010 No AC3-EG-701 Chg 3 No None of the criteria
Revision to Procedure AC3-EG-701, Nuclear Criticality Safety Engineering listed in 10 CFR

Description of Change: 70.72(c) are met.

Corrected references; clarified wording in various steps; and corrected the
step for Nuclear Criticality Safety Approval/Evaluation distribution.

Reason for the Change:
Clarify procedure requirements.
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FCE 10-0371 0 Title: 11/24/2010 No ACD4-AR-204 Chg 2 No None of the criteria

PCE 10-0183 0 Revision to Procedure ACD4-AR-204, Alarm Response to Boiler Control listed in 10 CFR
Panel and Natural Gas Alarm Panel 70.72(c) are met.

Description of Change:
Added section for GD(1-9) AUTO DIAL ALERT and Attachment A - Scope
of Change.

Reason for the Change:
The change was made in response Condition Notification Subtask #13479
and added Attachment A - Scope of Change in accordance with TPP-2603-
0001, Procedure Writing Guidelines.

FCE 10-0372 0 Title: 11/24/2010 No AC4-OP-003 Chg 12 No None of the criteria
Revision to Procedure AC4-OP-003, Machine Cooling Water Normal listed in 10 CFR
Operations 70.72(c) are met.

Description of Change:
Added a new section to flush the dead legs of piping and low flow areas of
the Machine Cooling Water system.

Reason for the Change:
Low flow areas of the Machine Cooling Water system which are not
normally aligned need to be flushed periodically to maintain water
chemistry and minimize corrosion in these sections of the system. Several
valves were identified by Operations and Engineering as needed to be
cycled open and shut to allow Machine Cooling Water flow through
portions of the system that are normally isolated or have little flow through
the piping. Valving operations included in this new section will be
operated periodically to perform the flush and returned to their normal
position once complete.

FCE 10-0373 0 Title: 12/1/2010 No AC4-OP-010 Chg 3 No None of the criteria
Revision to Procedure AC4-OP-010, Operation of X-3001 Auxiliary Power listed in 10 CFR
Substations 70.72(c) are met.

Description of Change:
Clarified the sequence of events when switching between double-ended
operations to single-ended operations and back again for all auxiliary
power substations in the X-3001 building; and made editorial and
formatting changes.

Reason for the Change:
The clarification to the switching operations was needed to direct the
operator in more detail in the proper sequences. This will lessen confusion
and result in safer operations; and other changes were made to clarify
procedure requirements.
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FCE 10-0374 0 Title: 12/7/2010 No AC4-OP-068 Chg 2 No None of the criteria
Revision to Procedure AC4-OP-068, Operation of the X-3012 Auxiliary listed in 10 CFR
Power Substation 70.72(c) are met.

Description of Change:
Changed equipment nomenclature listed in the procedure to match actual
equipment; added precautions, notes, and caution statements throughout
the procedure; added more detail to the applicable steps to direct actions
in the event of a discrepancy between breaker indicating lights and
mechanical indications; added a step to direct actions if a breaker will not
trip using the trip plate; added a caution statement to emphasize de-
energization of both buses when racking the tie breaker in or out; added a
step to allow the use of ACD3-EO-018, Use of Switching Orders, as
necessary to complete electrical switching operations; and made minor
grammatical and formatting changes.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0375 0 Title: 12/14/2010 No TP-2101-0041 Rev 0 No None of the criteria
New Test Plan TP-2101-0041, Heat Lamp Testing on an Empty Model 12B listed in 10 CFR
Cylinder 70.72(c) are met.

Description of Change:
The test plan was developed to provide the necessary steps for obtaining
temperature data on the heating of the valves on an empty Model 12B
cylinder. No UF6 material is contained in the cylinder for the testing.

Reason for the Change:
The test is being performed to obtain temperature data on the heating of a
Model 12B cylinder using heat lamps to prove the hypothesis that heat
lamps can not focus enough energy on a UF6 cylinder such that
temperatures could be reached that would result in a ruptured cylinder. If
the test results support the hypothesis that heat lamps can not cause a
cylinder failure, then a change package will be processed to allow routine
use of heat lamps on the dump cylinders.
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FCE 10-0376 0 Title: 12/14/2010 Yes ESO-2201-0027 Rev 0 No None of the criteria
PCE 10-0184 0 New Engineering Service Order ESO-2201-0027, Sample Carts Flat-Free listed in 10 CFR

Tires 70.72(c) are met.

Description of Change:
Engineering Service Order to provided flat-free tires as replacements for
the pneumatic tires on the sample carts. Flat-free tires are filled with
polyurethane to give the cushioned ride of pneumatic tires, but will never
go flat.

Reason for the Change:
Flat-free tires offer advantages for Operations over the existing pneumatic
tires on the two sample carts. The pneumatic tires are often flat or in need
of air. Most of the time, the tire tool used to add air is too large to fit into
the area where the valve is located or the valve would slide down into the
tire and not be able to receive air.

FCE 10-0377 0 Title: 12/2/2010 Yes OA-CS-LC3-10-003 Rev 5 No None of the criteria
Revision to Cascade Settings Document OA-CS-LC3-10-003, Lead listed in 10 CFR
Cascade 3 Cascade Operating Parameters (U) 70.72(c) are met.

Description of Change:
Revised operating set points for cascade recycle operation; and
incorporated operating knowledge gained since Cascade Settings
Document OA-CS-LC3-10-003, Revision 4 was issued.

Reason for the Change:
The changes to the Cascade Setting Document set points will allow
cascade performance to be evaluated over the range of product assays
the cascade was designed to produce.

FCE 10-0378 0 Title: 12/6/2010 No AC2-EG-010 Chg 4 No None of the criteria
Revision to Procedure AC2-EG-010, Nuclear Criticality Safety Program listed in 10 CFR

Description of Change: 70.72(c) are met.

Added a new step to add detail regarding the collection of information on
Nuclear Criticality Safety off-normal events for tracking and trending; and
made minor corrections to use references.

Reason for the Change:
Clarify tracking and trending requirements for Nuclear Criticality Safety off
normal events.
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FCE 10-0379 0 Title: 12/3/2010 Yes CR 1982 Rev 0 No None of the criteria
PCE 10-0185 0 Change Request #1982, LSDA Zerk Fitting Torque (U) listed in 10 CFR

Description of Change: 70.72(c) are met.

Tightened Lower Suspension Drive Assembly damper oil Zerk fitting.

Reason for the Change:
The change was made to increase the torque on the Zerk fitting to tighten
it and thereby eliminate leakage of the damper oil. Several units have
been found to be seeping oil from the threaded connection and tightening
of the fitting has been found to successfully resolve the problem.

FCE 10-0379 1 Title: 12/3/2010 Yes CR 1982 Rev 1 No None of the criteria
PCE 10-0185 1 Change Request #1982, LSDA Zerk Fitting Torque (U) listed in 10 CFR

Description of Change: 70.72(c) are met.

Modified the tightening requirement from an additional two turns to the
more specific requirement of 100-150 in lbs.

Reason for the Change:
The revised requirement allows for some minor differences while assuring
the fitting can be tightened enough to eliminate the leakage.

FCE 10-0380 0 Title: 12/3/2010 No AC4-OP-055 Chg 22 No None of the criteria
Revision to Procedure AC4-OP-055, Machine Disconnect listed in 10 CFR

Description of Change: 70.72(c) are met.

Moved Step 7.2.7 to Step 7.2.6 in the electrical disconnect section of the
procedure.

Reason for the Change:
The step rearrangement ensures that power is removed from the machine
components prior to disconnecting any data cables.

FCE 10-0382 0 Title: 12/13/2010 No AC4-OP-020 Chg 6 No None of the criteria
Revision to Procedure AC4-OP-020, Machine Mount Hardware Installation listed in 10 CFR

Description of Change: 70.72(c) are met.

Replaced test equipment, tools, and supplies with items needed for
installation and removal of machine mount hardware; and updated Form
AC-252, Machine Mount Hardware Checklist.

Reason for the Change:
The change provides clarification of hardware and tools, pr6cedure
sequence to enhance the human performance interface.
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FCE 10-0383 0 Title: 12/29/2010 No AC4-OP-050 Chg 27 No None of the criteria
Revision to Procedure AC4-OP-050, Machine Conditioning, Tails Scoop listed in 10 CFR
Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Revised the list of Definitions/Acronyms; clarified the process for opening
and closing valves; and incorporated lessons learned during the operation
of Lead Cascade 3.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0384 0 Title: 12/16/2010 No ACD4-UP-019 Chg 1 No None of the criteria
PCE 10-0188 0 Revision to Procedure ACD4-UP-019, Testing Pressure Relays on 345 kV listed in 10 CFR

Power Transformers 70.72(c) are met.

Description of Change:
Added Form AC-556, 345 kV Transformer RPRR Test Checklist; and
made applicable changes to the procedure for the use of this checklist;
and made formatting and editorial changes.

Reason for the Change:
Procedure changed based on first use validation which identified issues
when completing testing for the first time. Other changes were made to
clarify procedure requirements.

FCE 10-0385 0 Title: 12/28/2010 No AC4-OP-074 Chg 22 No None of the criteria
Revision to Procedure AC4-OP-074, Lead Cascade 3 Machine listed in 10 CFR
Conditioning, Tails Scoop Verification, and Charging with UF6 70.72(c) are met.

Description of Change:
Clarified steps involving the operation of valves and tests.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0386 0 Title: 12/17/2010 Yes CR 1972 Rev 0 No None of the criteria
PCE 10-0189 0 Lower Suspension Drive Assembly Changes listed in 10 CFR

Description of Change: 70.72(c) are met.

Incorporated numerous minor design changes to the drawings and
specifications for the Lower Suspension Drive Assembly.

Reason for the Change:
Upgrades to the design that address manufacturing and operational issues.
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FCE 10-0387 0 Title: 12/22/2010 No ACD2-RG-001 Chg 9, No None of the criteria

PCE 10-0190 0 Revision to Procedures ACD2-RG-001, Change Evaluation, and ACD2-RG- ACD2-RG-002 Chg 5 listed in 10 CFR
002, Application Change Control and License Amendment Requests 70.72(c) are met.

Description of Change:
Incorporated instructions for using an automated number system for
change evaluations; and made editorial changes.

Reason for the Change:
Changes were made in response to Process Improvement #7213 and
#7181, Condition Notification #6050, and Subtask #12606.

FCE 10-0388 0 Title: 12/22/2010 No AC4-OP-024 Chg 25, No None of the criteria
Revision to Procedures AC4-OP-024, Machine Pumpdown and AC4-OP- AC4-OP-026 Chg 4 listed in 10 CFR
026, Machine Connections Leak Checking 70.72(c) are met.

Description of Change:
Incorporated steps from AC4-OP-060, Helium Leak Detector, into AC4-OP-
026; incorporated pumpdown terminate steps into AC4-OP-026; and
changed AC4-OP-024 to allow Machine Connections Leak Checking to
terminate pumpdown.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0389 0 Title: 12/22/2010 No AC4-OP-066 Chg 9, No None of the criteria
Revision to Procedures AC4-OP-066, Mass Spectrometer Operation AC4-OP-073 Chg 13 listed in 10 CFR
Preparation and AC4-OP-073, Lead Cascade 3 Operations 70.72(c) are met.

Description of Change:
Clarified alignment of the Mass Spectrometer headers and process gas
supply; deleted steps that required coordination with X-710 laboratory
personnel when operating the instrument valves; and added a requirement
to coordinate the operations within the Mass Spectrometer room.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0390 0 Title: 12/22/2010 Yes ESO-2501-0008 Rev 0 No None of the criteria
PCE 10-0191 0 ESO-2501-0008 Tie in of Additional Gate Opener at X-1 107DV listed in 10 CFR

Description of Change: 70.72(c) are met.

Engineering Service Order to install an additional gate operator at X-
1107DV.

Reason for the Change:
Installing an additional operator on the west side of the control console will
allow the guard quicker access to the vehicle entering the Controlled
Access Area.
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FCE 10-0391 0 Title: 12/22/2010 No AC4-OP-051 Chg 19 No None of the criteria
Revision to Procedure AC4-OP-051, Inventory Removal listed in 10 CFR

Description of Change: 
70.72(c) are met.

Rearranged and modified the steps.

Reason for the Change:
Clarify procedure requirements.

FCE 10-0392 0 Title: 12/29/2010 Yes Material Condition Report No None of the criteria
Casing Heat Shield Vacuum Port Hole Change #4311 listed in 10 CFR

Description of Change: 70.72(c) are met.

Material Condition Report #4311 was written for a casing heat shield that is
nonconforming.

Reason for the Change:
This change evaluation was written to document the determination that the
heat shield could be "Use-As-Is."
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PCE 09-0102 2 Title: 1/15/2010 No ACP4-ON-205 Chg 0 No None of the criteria
Cancellation of Procedure ACP4-ON-205, Tripping of X-5000 listed in 10 CFR
Switchyard Breaker or Bus 70.72(c) are met.

Description of Change:
Canceled the procedure.

Reason for the Change:
After determining that Revision 1 of the change evaluation did not cancel
the procedure, the change evaluation was revised to cancel the
procedure. The procedure was canceled as this procedure is covered
under other switchgear related procedures.

PCE 10-0176 0 Title: 11/16/2010 Yes ESO-3100-0001 Rev 0, No None of the criteria
Equivalency Substitution for Centrifuge Casing Mount Lugs ESE-3102-0001 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Equivalency substitution ESE-3102-0001 evaluated the design documents
specified material for centrifuge mount lugs.

Reason for the Change:
The original design for the centrifuge mount lugs was based on 1980s
common practice for material that the lugs would be made from.
However, the vendor could no longer obtain all of the materials used in
1980s; therefore, an equivalency substitution was needed.

PCE 10-0176 1 Title: 12/10/2010 No ESO-3100-0001 Rev 0, No None of the criteria
Equivalency Substitution for Centrifuge Casing Mount Lugs . ESE-3102-0001 Rev 0 listed in 10 CFR

Description of Change: 70.72(c) are met.

Changed a response to one of the change evaluation questions.

Reason for the Change:
Correct the answer to one of the change evaluation questions.

PCE 10-0186 0 Title: 12/6/2010 No ACP3-EG-701 Chg 1 No None of the criteria
Revision to Procedure ACP3-EG-701, Nuclear Criticality Safety listed in 10 CFR
Engineering 70.72(c) are met.

Description of Change:
Added a section to improve the tracking and trending of Off Normal
Nuclear Criticality Safety Events.

Reason for the Change:
The change is in response to Condition Notification Action #5814 to
improve the tracking and trending of Off Normal Criticality Safety Events.
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