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January 26, 2011 
 
 
 
 
 
Mr. John Elnitsky 
Vice President, Nuclear Plant Development 
Progress Energy Florida, Inc. 
P.O. Box 14042 
Saint Petersburg, FL  33733 
 
 
SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 098 RELATED TO 

SRP SECTION 2.3.4 FOR THE LEVY COUNTY NUCLEAR PLANT, UNITS 1 
and 2 COMBINED LICENSE APPLICATION 

 
Dear Mr. Elnitsky: 
 
By letter dated July 28, 2008, as supplemented by a letter dated September 12, 2008, Progress 
Energy Florida, Inc. submitted its application to the U. S. Nuclear Regulatory Commission 
(NRC) for a combined license (COL) for two AP1000 advanced passive pressurized water 
reactors pursuant to 10 CFR Part 52.  The NRC staff is performing a detailed review of this 
application to enable the staff to reach a conclusion on the safety of the proposed application. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter. 
 
To support the review schedule, you are requested to respond within 30 days of the date of this 
letter.  If changes are needed to the final safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 
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If you have any questions or comments concerning this matter, you may contact me at 
301-415-9967. 
 

Sincerely, 
 
 /RA/ 
 

Brian C. Anderson, Senior Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

 
Docket Nos.  52-029 

52-030 
 

eRAI Tracking No. 5380 
 
Enclosure: 
Request for Additional Information 
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If you have any questions or comments concerning this matter, you may contact me at 
301-415-9967. 
 
 

Sincerely, 
 
 /RA/ 
 

Brian C. Anderson, Senior Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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Request for Additional Information 
Levy County, Units 1 and 2  

Progress Energy Florida, Inc. 
Docket No. 52-029 and 52-030 

SRP Section: 02.03.04 - Short Term Atmospheric Dispersion Estimates for Accident Releases 
Application Section: Short Term Atmospheric Dispersion Estimates for Accident Releases 

 
QUESTIONS for Siting and Accident Conseq Branch (RSAC) 
 
 
02.03.04-4 
 
NUREG-0800, Section 2.3.4 and Regulatory Guide 1.145, Revision 1, provide guidance on the 
methodology that is acceptable to determine the 0.5% maximum sector �/Q and the 5% direction 
independent �/Q values. These values are discussed in FSAR Section 2.3.4 and are presented in 
FSAR Table 2.3.4-201. FSAR Table 2.3.4-205 also presents the 50% EAB and LPZ �/Q values.  
 
The staff recognizes that the 50% �/Q values presented in FSAR Table 2.3.4-205 are also included as 
part of the Environmental Report in ER Table 2.7-57. The 50% �/Q values appear to be included in the 
FSAR for informational purposes only. They are not used for comparison against any AP1000 site 
parameter values and they are not used in any dose analyses presented in the FSAR. The staff 
therefore requests that the discussion of the 50% �/Q values in FSAR Section 2.3.4 and FSAR Table 
2.3.1-205 be removed in the next revision of the FSAR, or justify why this information should remain. 
 
 
02.03.04-5 
 
The staff requests that the applicant update the �/Q analysis in FSAR Section 2.3.4 to follow the 
guidance provided in RG 1.145, Revision 1, as discussed below, or provide justification as to why this is 
not necessary. 
  
10 CFR 52.79(a)(1)(vi) requires that offsite radiological consequences of design-basis accidental 
releases be evaluated in a COL application at the EAB and LPZ. NUREG-0800, Section 2.3.4 and 
Regulatory Guide 1.145, Revision 1, provide guidance on the methodology that is acceptable for 
determining the 0.5% maximum sector �/Q and the 5% direction independent �/Q values that are used 
in the EAB and LPZ design-basis accident dose analyses. 
  
The method used by the applicant to determine the EAB and LPZ 0-2 hour maximum sector �/Q values 
is in accordance with the guidance provided in Section C.2.1.1 of RG 1.145. That is, the applicant used 
the PAVAN computer code to (1) plot �/Q values versus probability of being exceeded in each 
downwind sector, (2) draw a smooth curve to form an upper bound of the computed points, and (3) 
select a �/Q value that is exceeded 0.5 percent of the total number of hours in the data set. However, 
the minimum wind speed used in the applicant’s analysis (1.0 m/s) does not follow the guidance 
provided in Section C.1.1.1 of RG 1.145, which states that if the meteorological instrumentation 
conforms to RG 1.23 (i.e., if the wind sensors have a starting threshold less than 0.45 m/s) then calms 
should be assigned a windspeed equal to the vane or anemometer starting speed, whichever is higher. 
The applicant’s wind instrumentation conforms to this RG 1.23 criterion because FSAR Table 2.3.3-202 
shows that the starting threshold for the wind speed and direction sensors less than 0.45 m/s. 
 
 



2�
�

The applicant states in its responses to RAIs 02.03.02-1 and 02.03.03-5 that the high frequency of light 
winds (18.8% calm conditions) recorded at the lower (10-meter) level during the period February 1, 
2007 through January 31, 2008 is considered to be valid and representative of the conditions at the 
project site. RG 1.23 defines starting threshold as the minimum wind speed above which the measuring 
instrument is performing within its minimum specification. FSAR Table 2.3.3-202 shows that the wind 
speed instrument accuracy at low wind speeds is ±0.2 m/s. This means the actual wind speed recorded 
as “calm” conditions by the applicant’s wind instrumentation is 0.65 m/s or less. Therefore the staff 
does not understand the applicant’s assumption in generating the EAB and LPZ 0-2 hour �/Q values 
that all calm wind observations are assigned a value of 1.0 m/s instead of 0.45 m/s as suggested by 
RG 1.145. 

 
The staff notes that Regulatory Position C.2.1.1 of RG 1.145, which describes a general method for 
calculating maximum sector 0.5% X/Q values for the EAB, states that “a smooth curve should be drawn 
to form an upper bound of the computed points.” The staff observes that PAVAN, in its implementation 
of this guidance, will sometimes generate a smooth curve which, in fact, bounds all computed points, 
but which also results in a calculation of a 0.5% value which is greater than the X/Q value which would 
be calculated for the lowest windspeed (e.g., an instrument starting speed of 0.45 m/s) and most stable 
stability class (i.e., class G). Since this is not realistic, for each sector, it is an acceptable approach to 
select the smaller of the 0.5% value calculated by PAVAN, or the value which would be calculated for 
the starting windspeed and G-class stability. 
 
 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /OK
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 450
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly true
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for compliance with 10CFR1, Appendix A.  Created PDF documents can be opened with Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


