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10 CFR 50.73 (a)(2)(i)(B)

February 1, 2011

U.S. Nuclear Regulatory Commission
Document Control Desk
Washington, D.C. 20555-0001

Subject: Docket No. 50-361
Retraction of Licensee Event Report No. 2010-002-00
San Onofre Nuclear Generating Station, Unit 2

Dear Sir or Madam:

SCE is retracting Licensee Event Report (LER) 2010-002-00 titled
"Non-qualified Part in Turbine Driven Auxiliary Feedwater Pump." The LER
was submitted on June 30, 2010, pursuant to the requirements of
10CFR50.73(a)(2)(i)(B), an operation or condition prohibited by the plant
Technical Specifications. This LER reported that on May 12, 2010,
Dresser-Rand informed SONGS that the Digital Control System (DCS)
installed for the Turbine Driven Auxiliary Feedwater Pump (TDAFWP) may
contain an output filter box with a circuit board that had a missing solder
joint. Dresser-Rand filed a Part 21 report on May 12,2010, when the defect
was discovered at Farley.

With a missing solder joint, the seismic qualifications of the circuit board
came into question. The DCS was installed in Unit 2 during the cycle 16
refueling outage and was in service from April 1, 2010, until the TDAFWP
was declared inoperable at 0915 PDT on May 12, 2010. The TDAFWP was
returned to service on May 14, 2010 at 2222 PDT after a seismically
qualified replacement output filter box was obtained from Dresser-Rand and
installed in Unit 2.

SONGS returned the output filter box in question for seismic qualification or
repair. Dresser-Rand performed four (4) Operating Basis Earthquake (OBE) and
two (2) Design Basis Earthquake (DBE) tests on the output filter box with
satisfactory results. These tests are documented in Engine Systems,
Incorporated (ESI) report number ESI-SR-10-167 dated August 13, 2010. Based
upon the satisfactory test results, the DCS was considered operable during the
installed period.
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Therefore, SCE has determined that no Technical Specifications prohibited
condition existed .

Based on the above, ~ER2010-002-00 is being retracted.

If you require any additional information , please contact me.

Sincerely,

Douglas R. Bauder
Site Vice President and Station Manager

Unit 2 LER No. 2010-002-00

cc: E. E. Collins, NRC Regional Administrator, Region IV
G. G. Warnick, NRC Senior Resident Inspector, San Onofre Units 2 & 3
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