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                                                         February 4, 2011 
 
 
 
Mano K. Nazar 
Senior Vice President and Chief Nuclear Officer 
Florida Power & Light Company 
Mail Stop NNP/JB 
700 Universe Blvd 
Juno Beach, FL 33408-0420 
 
 

        SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 017 RELATED                         
TO SRP SECTION 09.05.02 COMMUNICATION SYSTEMS FOR THE 
TURKEY POINT NUCLEAR PLANT UNITS 6 AND 7 COMBINED LICENSE 
APPLICATION 

 
Dear Mr. Nazar: 
 
By letter dated June 30, 2009, as supplemented by letters dated August 7, 2009, September 3, 
2010 and December 21, 2010, Florida Power and Light submitted its application to the U. S. 
Nuclear Regulatory Commission (NRC) for a combined license (COL) for two AP1000 advanced 
passive pressurized water reactors pursuant to 10 CFR Part 52. The NRC staff is performing a 
detailed review of this application to enable the staff to reach a conclusion on the safety of the 
proposed application.  
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter. 
 
To support the review schedule, you are requested to respond within 30 days of the date of this 
letter.  If you are unable to provide a response within 30 days, please state when you will be 
able to provide the response.  In the event the response submitted is incomplete, please 
indicate in the response when the complete response will be provided.   If changes are needed 
to the final safety analysis report, the staff requests that the RAI response include the proposed 
wording changes.  Your response should also indicate whether any of the information provided 
is to be withheld as exempt from public disclosure pursuant to 10 CFR 2.390. 
 
 
 
 
 
 
 



 

 
If you have any questions or comments concerning this matter, you may contact me at 
301-415-3863 or manny.comar@nrc.gov.  
 
 

Sincerely, 
 
 /RA/ 
 

Manny Comar, Lead Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

 
Docket Nos.  52-040 

 52-041 
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Request for Additional Information 
 
CC: see next page 
 



 

 
If you have any questions or comments concerning this matter, you may contact me at 
301-415-3863 or manny.comar@nrc.gov.  
 
 

Sincerely, 
 
 /RA/ 
 

Manny Comar, Lead Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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Request for Additional Information No. 5192  

 
2/4/2011 

 
Turkey Point Units 6 and 7 

Florida P and L 
Docket No. 52-040 and 52-041 

SRP Section: 09.05.02 - Communications Systems 
Application Section: 9.5.2.2.5 - Emergency Offsite Communications 

 
QUESTIONS  from  Instrumentation, Controls and Electrical Engineering 1 

(AP1000/EPR Projects) (ICE1) 
 
09.05.02-1 
 
PTN COL FSAR, Rev. 1, Section 9.5.2.2.5 (PTN COL 9.5-9), refers to the PTN 
Emergency Plan to describe the communications systems and their functions. PTN 
Emergency Plan, Section F, “Emergency Communications,” Subsection 1, 
“communications/notifications,” establishes several communications systems but does 
not specify the primary and secondary means of communication between the plant 
(control room (CR) and Technical Support Center (TSC)) and state/local governments, 
federal emergency response organizations, the Emergency Operation Facility (EOF), the 
Nuclear Regulatory Commission (NRC), the Emergency Operations Centers (EOCs), 
and the field assessment teams.  . 
  
10 CFR 52.79(a)(21) requires emergency plans to comply with the requirements of 10 
CFR 50.47 and 10 CFR Part 50, Appendix E. 10 CFR Part 50, Appendix 
E(IV)(E)(9)(b)(c) and (d), 10 CFR 50.34(f)(2)(xxv), and 10 CFR 50.47(a)(8) require, in 
part, means of communications between the plant, the EOF, and the state and county 
EOCs.  
  
Please identify the primary and secondary means of communications between the plant 
(CR and TSC) and state/local governments, federal emergency response organizations, 
the EOF, the NRC, the EOCs, and the field assessment teams, and add this information 
to the Final Safety Analysis Report (FSAR) and/or the Emergency Plan. 
 
 
09.05.02-2 
 
FPL proposes PTN COL 9.5-10 to resolve COL Information Item 9.5-10.  In connection 
with that Information Item, please describe the crisis management radio system and add 
this description to the FSAR and/or the Emergency Plan. 
  
10 CFR 50.47(b)(8) requires that adequate emergency facilities and equipment to 
support the emergency response be provided and maintained. 10 CFR 52.79(a)(2) 
require that “the description(s) shall be sufficient to permit understanding of the system 
designs and their relationship to the safety evaluations.” AP1000 Design Control 
Document, Section 9.5.2.5.2 states “The emergency offsite communication system, 
including the crisis management radio system, will be addressed by the Combined 
License applicant,” which is the basis for COL Information Item 9.5-10. 
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