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NorthAnnaRAIsPEm Resource

From: Patel, Chandu
Sent: Wednesday, February 09, 2011 2:48 PM
To: 'na3raidommailbox@dom.com'
Cc: Weisman, Robert; Segala, John; NorthAnnaRAIsPEm Resource; Kallan, Paul
Subject: RAI Letter No. 58, RAI 5342, Section 9.5.1, North Anna 3 COLA
Attachments: Final RAI 5342.doc

By letter dated November 26, 2007, Dominion Virginia Power (Dominion) submitted a Combined License Application for 
North Anna, Unit 3, pursuant to Title 10 of the Code of Regulations, Part 52.  The U.S. Nuclear Regulatory Commission 
(NRC) staff is performing a detailed review of this COLA.   
 
The NRC staff has identified that additional information is needed to continue portions of the review and a Request for 
Additional Information (RAI), is enclosed.  To support the review schedule, Dominion is requested to respond within 30 
days of the date of this request.  If the RAI response involves changes to the application documentation, Dominion is 
requested to include the associated revised documentation with the response. 
 
Sincerely, 
Chandu Patel 
Lead project Manager for NA3 COLA 
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2/9/2011 
RAI Letter No. 58 
North Anna, Unit 3 

Dominion 
Docket No. 52-017 

SRP Section: 09.05.01 - Fire Protection Program 
Application Section: 9.5.1 

 
QUESTIONS for Fire Protection Team (SFPT) 
 
Request for Additional Information No. 5342  
 
09.05.01-19 
 
Describe how the redundant fire pumps and suctions are separated within the Station Water Intake/Fire 

Pump House. The description should include the spatial separation, detection and suppression 
features in the building, and fire-rated barriers between the redundant supplies, if any, to ensure that 
one supply remains free from fire damage. 

 
 
09.05.01-20 
 
The applicant states that filtering (of fire water supply) is not required because of the small amount of 

total suspended solids in the lake water.  Did the applicant arrive at this conclusion based on water 
sampling or past performance? 

 
 
09.05.01-21 
 
The NFPA 24 standard (2002 Edition) referenced in the US-APWR DCD does not identify the AWWA 

C906 standard for installation of high-density polyethylene piping.  The applicant should commit to 
NFPA 24, 2010 Edition, and/or AWWA C906 and provide references to these standards appropriate. 

 
 
09.05.01-22 
 
Please include a discussion regarding the maintenance of records related to the fire protection program 

in the referenced subsection 9.5.1.6. (Table 9.5.1-1R, Position Number 1.8.1.5) 
 
 
09.05.01-23 
 
Please include a discussion regarding the reporting of events and conditions related to fire protection in 

the referenced subsection 9.5.1.6. (Table 9.5.1-1R, Position Number 1.8.5) 
 
 
09.05.01-24 
 
Please edit the Section to indicate RG 1.189, Revision 2 as the latest revision. The applicant should 

also clarify that all referenced NFPA codes and standards are those that are in effect 180 days prior 
to the submittal of the COL application. (Table 9.5.1-1R, Position Number 1.8.6) 
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09.05.01-25 
 
Please include a discussion regarding the modification procedures related to the fire protection program 

in the referenced subsection 9.5.1.6. (Table 9.5.1-1R, Position Number 2.1.2) 
 
 
09.05.01-26 
 
Please include a discussion regarding the availability of access keys for fire brigade leader in the 

referenced subsections 9.5.1.6.2.1 and 13.1.2.1.5. (Table 9.5.1-1R, Position Number 3.5.1) 
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