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ArevaEPRDCPEm Resource

From: WELLS Russell (AREVA) [Russell.Wells@areva.com]
Sent: Tuesday, March 01, 2011 2:31 PM
To: Tesfaye, Getachew
Cc: DELANO Karen (AREVA); ROMINE Judy (AREVA); BRYAN Martin (EXTERNAL AREVA); 

WILLIFORD Dennis (AREVA); HALLINGER Pat (EXTERNAL AREVA); LENTZ Tony 
(EXTERNAL AREVA); PATTON Jeff (AREVA); SHARPE Robert (AREVA)

Subject: DRAFT Revised Response to U.S. EPR Design Certification Application RAI No. 300, FSAR 
Ch. 16

Attachments: RAI 300 Response US EPR DC - Draft 4.pdf

Getachew, 
 
Attached is a revised draft response for RAI No. 300, FSAR Ch 16, as shown below in advance of the March 
24, 2011 final date.   
 
RAI 300 – 16-311, 16-129(a) 
RAI 300 – 16-311,  16-145(a) 
RAI 300 – 16-311,  16-145(c) 
RAI 300 – 16-311,  16-145(d) 
RAI 300 – 16-311,  16-149(b) 
RAI 300 – 16-311,  16-166 
RAI 300 – 16-311,  16-190(c) 
RAI 300 – 16-311,  16-193(a) 
RAI 300 – 16-312,  16-213 
RAI 300 – 16-313,  16-11 
RAI 300 – 16-313,  16-22 
RAI 300 – 16-313,  16-23(a) 
RAI 300 – 16-313,  16-26 
RAI 300 – 16-313,  16-29(b) 
 
 
 
Let me know if the staff has questions or if this can be sent as a final response. 
 
Thanks, 
 
 
Russ Wells 
U.S. EPR Design Certification Licensing Manager 
AREVA NP, Inc.  
3315 Old Forest Road, P.O. Box 10935   
Mail Stop OF‐57 
Lynchburg, VA 24506‐0935  
Phone: 434‐832‐3884 (work) 
             434‐942‐6375 (cell)   
Fax: 434‐382‐3884 
Russell.Wells@Areva.com 
 

From: BRYAN Martin (External RS/NB)  
Sent: Tuesday, February 08, 2011 3:22 PM 
To: Tesfaye, Getachew 
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Cc: DELANO Karen (RS/NB); ROMINE Judy (RS/NB); BENNETT Kathy (RS/NB); RYAN Tom (RS/NB); LENTZ Tony 
(External RS/NB) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM, Supplement 8 

  
Getachew, 
 
AREVA NP Inc. provided responses to the four questions of RAI No. 300 on March 26, 2010.  Supplement 1, 
Supplement 2, and Supplement 3 responses to RAI No. 300 were sent on May 3, 2010, June 15, 2010, and 
August 27, 2010, respectively, to provide a revised schedule.  Supplement 4 response to RAI No. 300 was 
sent on October 07, 2010, to provide a partial response to 29 parts of the remaining four questions.  
Supplement 5, Supplement 6, and Supplement 7 responses to RAI No. 300 were sent on October 20, 2010, 
December 11, 2010, and January 26, 2011, respectively, to provide a revised schedule. 
 
The attached file, “RAI 300 Supplement 8 US EPR DC.pdf,” provides a partial response. 
 
The following table indicates the respective pages in the response document, “RAI 300 Supplement 8 US EPR 
DC.pdf,” that contain AREVA NP’s response to the subject questions. 
  
 
Question # Start Page End Page 
RAI 300 — 16-311, Part 16-129(c) 3 3 
RAI 300 — 16-311, Part 16-131(a) 4 4 
RAI 300 — 16-311, Part 16-131(b) 5 5 
RAI 300 — 16-311, Part 16-131(c) 6 6 
RAI 300 — 16-311, Part 16-141(a) 7 7 
RAI 300 — 16-311, Part 16-145(b) 8 8 
RAI 300 — 16-311, Part 16-147(a) 9 9 
RAI 300 — 16-311, Part 16-149(a) 10 12 
RAI 300 — 16-311, Part 16-150(b) 13 13 
RAI 300 — 16-311, Part 16-150(c) 14 14 
RAI 300 — 16-311, Part 16-151 15 15 
RAI 300 — 16-311, Part 16-154 16 17 
RAI 300 — 16-311, Part 16-162(a) 18 18 
RAI 300 — 16-311, Part 16-162(b) 19 19 
RAI 300 — 16-311, Part 16-167 20 20 
RAI 300 — 16-311, Part 16-169(b) 21 21 
RAI 300 — 16-311, Part 16-174(a) 22 22 
RAI 300 — 16-311, Part 16-180(b) 23 23 
RAI 300 — 16-311, Part 16-182(a) 24 24 
RAI 300 — 16-311, Part 16-182(c) 25 25 
RAI 300 — 16-311, Part 16-190(a) 26 26 
RAI 300 — 16-311, Part 16-190(b) 27 27 
RAI 300 — 16-311, Part 16-190(d) 28 28 
RAI 300 — 16-311, Part 16-190(e) 29 29 
RAI 300 — 16-311, Part 16-190(f) 30 30 
RAI 300 — 16-311, Part 16-190(g) 31 31 
RAI 300 — 16-311, Part 16-193(c) 32 32 
RAI 300 — 16-311, Part 16-204 33 36 
RAI 300 — 16-311, Part 16-205 37 39 
RAI 300 — 16-311, Part 16-208 40 40 
RAI 300 — 16-311, Part 16-209 41 42 
RAI 300 — 16-312, Part 16-212(a) 43 44 
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Question # Start Page End Page 
RAI 300 — 16-312, Part 16-212(b) 45 45 
RAI 300 — 16-312, Part 16-217(b) 46 46 
RAI 300 — 16-312, Part 16-217(c) 47 47 
RAI 300 — 16-312, Part 16-217(d) 48 48 
RAI 300 — 16-312, Part 16-219 49 49 
RAI 300 — 16-312, Part 16-226 50 50 
RAI 300 — 16-312, Part 16-227 51 52 
RAI 300 — 16-312, Part 16-234(b) 53 54 
RAI 300 — 16-313, Part 16-23(b) 55 55 
RAI 300 — 16-313, Part 16-27 56 56 
RAI 300 — 16-313, Part 16-33 57 57 
RAI 300 — 16-313, Part 16-36 58 58 
RAI 300 — 16-313, Part 16-39 59 59 
RAI 300 — 16-313, Part 16-40(a) 60 60 
RAI 300 — 16-313, Part 16-40(b) 61 61 
RAI 300 — 16-313, Part 16-42 62 62 
RAI 300 — 16-313, Part 16-43 63 63 
RAI 300 — 16-313, Part 16-49(a) 64 64 
  
 
The schedule for a technically correct and complete response to the remaining parts of the four questions 
remains unchanged and will be provided by March 24, 2011. 
 
Sincerely, 
  
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 

From: BRYAN Martin (External RS/NB)  
Sent: Wednesday, January 26, 2011 3:13 PM 
To: 'Tesfaye, Getachew' 
Cc: DELANO Karen (RS/NB); ROMINE Judy (RS/NB); BENNETT Kathy (RS/NB); RYAN Tom (RS/NB) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM, Supplement 7 

Getachew, 
 
AREVA NP Inc. provided responses to the four questions of RAI No. 300 on March 26, 2010.  
Supplement 1, Supplement 2, and Supplement 3 responses to RAI No. 300 were sent on May 3, 
2010, June 15, 2010, and August 27, 2010, respectively, to provide a revised schedule.  Supplement 
4 response to RAI No. 300 was sent on October 07, 2010, to provide a partial response to 29 parts of 
the remaining four questions.   Supplement 5 response to RAI No. 300 was sent on October 20, 
2010, to provide a revised schedule.    Supplement 6 response to RAI No. 300 was sent on December 
11, 2010, to provide a revised schedule.  
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A revised schedule is provided below to allow additional time to address comments and have 
additional interaction with the staff on the remaining parts of the four questions. 
 
A complete answer is not provided for the remaining 4 questions.  The schedule for a technically 
correct and complete response to these questions is changed and is provided below. 
 
 
Question # Response Date 
RAI  300 - 16 — 311 March 24, 2011 
RAI  300 - 16 — 312 March 24, 2011 
RAI  300 - 16 — 313 March 24, 2011 
RAI  300 - 16 — 315 March 24, 2011 
 
  
Sincerely, 
  
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
 
 

From: BRYAN Martin (External RS/NB)  
Sent: Saturday, December 11, 2010 9:13 PM 
To: Tesfaye, Getachew 
Cc: DELANO Karen (RS/NB); ROMINE Judy (RS/NB); BENNETT Kathy (RS/NB); RYAN Tom (RS/NB) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM, Supplement 6 
 
  
 
Getachew, 
 
AREVA NP Inc. provided responses to the four questions of RAI No. 300 on March 26, 2010.  
Supplement 1, Supplement 2, and Supplement 3 responses to RAI No. 300 were sent on May 3, 
2010, June 15, 2010, and August 27, 2010, respectively, to provide a revised schedule.  Supplement 
4 response to RAI No. 300 was sent on October 07, 2010, to provide a partial response to 29 parts of 
the remaining four questions.   Supplement 5 response to RAI No. 300 was sent on October 20, 
2010, to provide a revised schedule.   
 
A revised schedule is provided below to allow additional time to address comments and have 
additional interaction with the staff on the remaining parts of the four questions. 
 
Note that question 16-314 was shown as still outstanding in Supplement 4 and Supplement 5, but the 
responses sent in Supplement 4 completed the response to question 16-314, so it has been removed from the 
schedule below.  Also note that the response to question 16-315 was not complete as reported in the initial 
response , so question 16-315  has been added back to the schedule below. 
  
A complete answer is not provided for the remaining 4 questions.  The schedule for a technically 
correct and complete response to these questions is changed and is provided below. 
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Question # Response Date
RAI 16 — 311 January 27, 2011 
RAI 16 — 312 January 27, 2011 
RAI 16 — 313 January 27, 2011 
RAI 16 — 315 January 27, 2011 
 
 
 
Sincerely, 
  
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 
 

From: BRYAN Martin (External RS/NB)  
Sent: Wednesday, October 20, 2010 3:30 PM 
To: 'Tesfaye, Getachew' 
Cc: DELANO Karen (RS/NB); ROMINE Judy (RS/NB); BENNETT Kathy (RS/NB); RYAN Tom (RS/NB) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM, Supplement 5 

Getachew, 
 
AREVA NP Inc. provided responses to the four questions of RAI No. 300 on March 26, 2010.  Supplement 1, 
Supplement 2, and Supplement 3 responses to RAI No. 300 were sent on May 3, 2010, June 15, 2010, and 
August 27, 2010, respectively, to provide a revised schedule.  Supplement 4 response to RAI No. 300 was 
sent on October 07, 2010, to provide a partial response to 29 parts of the remaining four questions.   
 
A revised schedule is provided below to allow additional time to address comments and have additional 
interaction with the staff on the remaining parts of the four questions. 
  
A complete answer is not provided for the remaining 4 questions.  The schedule for a technically correct and 
complete response to these questions is changed and is provided below. 
 
Question # Response Date
RAI 16 — 311 December 16, 2010 
RAI 16 — 312 December 16, 2010 
RAI 16 — 313 December 16, 2010 
RAI 16 — 314 December 16, 2010 
 
 
 
Sincerely, 
  
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
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702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 
 

From: BRYAN Martin (External RS/NB)  
Sent: Thursday, October 07, 2010 10:55 AM 
To: Tesfaye, Getachew 
Cc: DELANO Karen (RS/NB); ROMINE Judy (RS/NB); BENNETT Kathy (RS/NB); LENTZ Tony (External RS/NB); RYAN Tom 
(RS/NB) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM, Supplement 4 
 
Getachew, 
 
AREVA NP Inc. provided responses to the four questions of RAI No. 300 on March 26, 2010.  Supplement 1, 
Supplement 2, and Supplement 3 responses to RAI No. 300 were sent on May 3, 2010, June 15, 2010, and 
August 27, 2010, respectively, to provide a revised schedule. 
 
The attached file, “RAI 300 Supplement 4 US EPR DC.pdf,” provides a partial response. 
 
The following table indicates the respective pages in the response document, “RAI 300 Supplement 4 US EPR 
DC.pdf,” that contain AREVA NP’s response to the subject questions.  
  
Question # Start Page End Page 
RAI 300 — 16-311, Part 16-129(b) 3 3 
RAI 300 — 16-311, Part 16-130 4 4 
RAI 300 — 16-311, Part 16-138(b) 5 5 
RAI 300 — 16-311, Part 16-138(c) 6 6 
RAI 300 — 16-311, Part 16-141(b) 7 7 
RAI 300 — 16-311, Part 16-144 8 8 
RAI 300 — 16-311, Part 16-147(b) 9 9 
RAI 300 — 16-311, Part 16-147(c) 10 10 
RAI 300 — 16-311, Part 16-147(d) 11 11 
RAI 300 — 16-311, Part 16-147(e) 12 12 
RAI 300 — 16-311, Part 16-150(d) 13 13 
RAI 300 — 16-311, Part 16-162(c) 14 14 
RAI 300 — 16-311, Part 16-169(a) 15 15 
RAI 300 — 16-311, Part 16-174(b) 16 16 
RAI 300 — 16-311, Part 16-185 17 17 
RAI 300 — 16-311, Part 16-190(h) 18 18 
RAI 300 — 16-311, Part 16-191(a) 19 19 
RAI 300 — 16-311, Part 16-191(b) 20 20 
RAI 300 — 16-311, Part 16-200 21 21 
RAI 300 — 16-311, Part 16-207 22 23 
RAI 300 — 16-312, Part 16-217(a) 25 25 
RAI 300 — 16-312, Part 16-217(e) 26 26 
RAI 300 — 16-312, Part 16-223 27 27 
RAI 300 — 16-313, Part 16-18 29 29 
RAI 300 — 16-313, Part 16-29(a) 30 30 
RAI 300 — 16-313, Part 16-46 31 31 
RAI 300 — 16-313, Part 16-49(b) 32 32 
RAI 300 — 16-314, Part 16-237(a) 34 34 
RAI 300 — 16-314, Part 16-237(b) 35 35 
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The schedule for a technically correct and complete response to the remaining parts of the four questions 
remains unchanged and will be provided on October 21, 2010. 
 
Sincerely, 
 
  
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 

From: BRYAN Martin (External RS/NB)  
Sent: Friday, August 27, 2010 12:00 PM 
To: 'Tesfaye, Getachew' 
Cc: DELANO Karen (RS/NB); ROMINE Judy (RS/NB); BENNETT Kathy (RS/NB); RYAN Tom (RS/NB) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM, Supplement 3 

Getachew, 
 
AREVA NP provided technically correct and complete responses to 2 of the 6 questions on March 26, 2010.  In 
a meeting with the NRC on April 27-28, 2010, it was agreed that further interactions should take place prior to 
formal submittal of the remaining 4 RAI responses.  AREVA provided an updated schedule for the remaining 4 
responses on May 3, 2010.  AREVA provided an updated schedule for the remaining 4 responses on June 15, 
2010 to allow for additional interaction with the NRC. 
 
A revised schedule is provided below to allow additional time to address comments and have additional 
interaction with the staff on the four remaining questions. 
  
A complete answer is not provided for the remaining 4 questions.  The schedule for a technically correct and 
complete response to these questions is changed and is provided below. 
 
Question # Response Date
RAI 16 — 311 October 21, 2010 
RAI 16 — 312 October 21, 2010 
RAI 16 — 313 October 21, 2010 
RAI 16 — 314 October 21, 2010 
 
Sincerely, 
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
 
 

From: BRYAN Martin (EXT)  
Sent: Tuesday, June 15, 2010 2:32 PM 
To: 'Tesfaye, Getachew' 
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Cc: DELANO Karen V (AREVA NP INC); ROMINE Judy (AREVA NP INC); BENNETT Kathy A (OFR) (AREVA NP INC); RYAN 
Tom (AREVA NP INC) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM, Supplement 2 

Getachew, 
 
AREVA NP provided technically correct and complete responses to 2 of the 6 questions on March 26, 2010.  In 
a meeting with the NRC on April 27-28, 2010, it was agreed that further interactions should take place prior to 
formal submittal of the remaining 4 RAI responses.  AREVA provided an updated schedule for the remaining 4 
responses on May 3, 2010. 
 
Based on the stated availability of the NRC staff, as well as preparation time for their input to these 
interactions, AREVA is providing a revised schedule below.   
  
A complete answer is not provided for the remaining 4 questions.  The schedule for a technically correct and 
complete response to these questions is changed and is provided below. 
 
Question # Response Date
RAI 16 — 311 August 31, 2010 
RAI 16 — 312 August 31, 2010 
RAI 16 — 313 August 31, 2010 
RAI 16 — 314 August 31, 2010 
 
Sincerely, 
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 

From: BRYAN Martin (EXT)  
Sent: Monday, May 03, 2010 5:55 PM 
To: 'Tesfaye, Getachew' 
Cc: DELANO Karen V (AREVA NP INC); ROMINE Judy (AREVA NP INC); BENNETT Kathy A (OFR) (AREVA NP INC); 
PANNELL George L (AREVA NP INC) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM, Supplement 1 

Getachew, 
 
AREVA NP provided technically correct and complete responses to 2 of the 6 questions on March 26, 2010.  In 
a meeting with the NRC on April 27-28, 2010, it was agreed that further interactions should take place prior to 
formal submittal of the remaining 4 RAI responses.  Based on the stated availability of the NRC staff, as well 
as preparation time for their input to these interactions, AREVA is providing a revised schedule below.   
  
 
A complete answer is not provided for the remaining 4 questions.  The schedule for a technically correct and 
complete response to these questions is changed and is provided below. 
 
Question # Response Date 
RAI 16 — 311 June 24, 2010 
RAI 16 — 312 June 24, 2010 
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RAI 16 — 313 June 24, 2010 
RAI 16 — 314 June 24, 2010 
 
Sincerely, 
 
  
Martin (Marty) C. Bryan 
U.S. EPR Design Certification Licensing Manager 
AREVA NP Inc. 
Tel: (434) 832-3016 
702 561-3528 cell 
Martin.Bryan.ext@areva.com 
  
 

From: BRYAN Martin (EXT)  
Sent: Friday, March 26, 2010 5:39 PM 
To: 'Tesfaye, Getachew' 
Cc: DELANO Karen V (AREVA NP INC); ROMINE Judy (AREVA NP INC); BENNETT Kathy A (OFR) (AREVA NP INC); 
PANNELL George L (AREVA NP INC); WILLIFORD Dennis C (AREVA NP INC) 
Subject: Response to U.S. EPR Design Certification Application RAI No. 300, FSAR Ch. 16 OPEN ITEM 

Getachew, 
 
Attached please find AREVA NP Inc.’s response to the subject request for additional information RAI 300.  The 
attached file, “RAI 300 Response US EPR DC.pdf” provides technically correct and complete responses to 2 of 
the 6 questions.  
 
Appended to this file are affected pages of the U.S. EPR Final Safety Analysis Report in redline-strikeout 
format which support the response to RAI 16-310. 
 
The following table indicates the respective pages in the response document, “RAI 300 Response US EPR 
DC.pdf,” that contain AREVA NP’s response to the subject questions. 
 
Question # Start Page End Page 
RAI 16 — 310 2 3 
RAI 16 — 311 4 9 
RAI 16 — 312 10 11 
RAI 16 — 313 12 16 
RAI 16 — 314 17 17 
RAI 16 — 315 18 23 
 
  
A complete answer is not provided for 4 of the 6 questions.  The schedule for a technically correct and 
complete response to these questions is provided below. 
 
Question # Response Date 
RAI 16 — 311 May 3, 2010 
RAI 16 — 312 May 3, 2010 
RAI 16 — 313 May 3, 2010 
RAI 16 — 314 May 3, 2010 
 
Sincerely, 
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Martin (Marty) C. Bryan 
Licensing Advisory Engineer 
AREVA NP Inc. 
Tel: (434) 832-3016 
Martin.Bryan.ext@areva.com 
  
 

From: Tesfaye, Getachew [mailto:Getachew.Tesfaye@nrc.gov]  
Sent: Thursday, November 19, 2009 5:49 PM 
To: ZZ-DL-A-USEPR-DL 
Cc: Le, Hien; DeMarshall, Joseph; Kowal, Mark; Hearn, Peter; Colaccino, Joseph; ArevaEPRDCPEm Resource 
Subject: U.S. EPR Design Certification Application RAI No. 300 (3730,3742),FSAR Ch. 16 OPEN ITEM 

Attached please find the subject requests for additional information (RAI).   A draft of the RAI was provided to 
you on September 23, 2009, and discussed with your staff on November 18, 2009.  Draft RAI Question 16-311 
was revised as a result of that discussion to request a revised response to RAI 16-199.  The questions in this 
RAI are OPEN ITEMs in the safety evaluation report for Chapter 16 for Phases 2 and 3 reviews.  As such, the 
schedule we have established for your application assumes technically correct and complete responses prior 
to the start of Phase 4 review.  For any RAI that cannot be answered prior to the start of Phase 4 review, it is 
expected that a date for receipt of this information will be provided so that the staff can assess how this 
information will impact the published schedule. 

Thanks, 
 
Thanks, 
Getachew Tesfaye 
Sr. Project Manager 
NRO/DNRL/NARP 
(301) 415-3361 
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Response to 
 

Request for Additional Information No. 300 (3730, 3742), DRAFT 4 
 

11/19/2009 
 

U. S. EPR Standard Design Certification 
AREVA NP Inc. 

Docket No. 52-020 
SRP Section: 16 - Technical Specifications 

Application Section: FSAR Chapter 16 
 

QUESTIONS for Technical Specification Branch (CTSB) 
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AREVA NP Inc. 

Response to Request for Additional Information No. 300, DRAFT 4 
U.S. EPR Design Certification Application Page 2 of 25 

Question 16-311: 

Potential Open Item 

Provide the additional information and update the following RAI responses for each of the 
Instrumentation System Tech Spec items identified, based on the results of Audit Meetings between 
AREVA NP and NRC Staff on 7/30/09, 7/31/09, 8/13/09 and 8/14/09. 

Request for Additional Information No. 103 (1270) 
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AREVA NP Inc. 

Response to Request for Additional Information No. 300, DRAFT 4 
U.S. EPR Design Certification Application Page 3 of 25 

Question 16-311 

Followup to Question 16-129: 

a) Condition C, Required Action C.2 guidance and associated Bases changes. 

Response to Question 16-129(a): 

This issue was further clarified on Page 16-18 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

In RAI 103, Question 16-129, the staff requested that the applicant provide an explanation 
regarding the effects of placing the different types of signal processing components in “Lockout.”  In 
a November 26, 2008, response, the applicant provided incomplete information in that it did not 
address either the Remote Acquisition Units (RAUs) or the Rod Cluster Control Assembly Units 
(RCCAUs).  Furthermore, the Bases discussion in the associated FSAR markup did not make a 
clear distinction between the Acquisition and Processing Units and the Actuation Logic Units (ALUs) 
when describing the Lockout function.  In an audit on July 30-31, 2009, the applicant acknowledged 
the deficiencies and agreed to make the necessary changes to the Bases.  In addition, the following 
issues were also identified: 

LCO 3.3.1, Condition C, Required Action C.2, direction to “Place the Trip/Actuation Function in 
the associated APU in lockout” is misleading.  Individual Trip/Actuation Functions do not have 
Lockout capability.  Only the APU to which the Trip/Actuation Functions are assigned can be 
“Locked Out.”  In an audit on July 30-31, 2009, the applicant acknowledged the deficiency and 
agreed to make the necessary changes to the GTS and Bases. 

LCO 3.3.1, Condition C, Required Action C.2, provides insufficient guidance depending on the 
number of Limiting Trip Setpoints (LTSPs) that are affected.  For example, if a LTSP problem is 
common to all four divisions of a given Trip/Actuation Function, the action to place each of the 
four associated divisional APUs in Lockout is not the intention.  In an audit on July 30-31, 2009, 
the applicant acknowledged the deficiency and agreed to make the necessary changes to the 
GTS and Bases. 

U.S. EPR FSAR Tier 2 Chapter 16 Technical Specifications Bases were revised in U.S. EPR FSAR 
Revision 2 to clarify how the lockout function is implemented for each type of signal processor. 

U.S. EPR FSAR Tier 2 Chapter 16 Technical Specification LCO 3.3.1, Required Action and the 
associated Bases description will be revised to appropriately reference Nominal Trip Setpoints and 
correct an editorial omission.  Additionally, the phrase “reactor trip output” will be changed to “reactor 
trip signal,” Condition C will be clarified in the Technical Specifications and Bases, and additional 
editorial changes will be made. 

FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised as described in 
the response and indicated on the enclosed markup. 
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Question 16-311 

Followup to Question 16-145: 

a)Extraneous information regarding Operability included in Permissive P6 Bases discussion. 

Response to Question 16-145(a): 

This issue was further clarified on Page 16-22 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

The P6 Permissive Bases discussion on Page B 3.3.1-62 of the FSAR markup provided with the 
June 30, 2009, response (last paragraph), contains superfluous information pertaining to operability 
as it relates to 10 CFR 50.36, Criterion 3. 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications Bases were revised in U.S. EPR FSAR, 
Revision 2 to delete the phrase "not required to be OPERABLE" in the Bases discussion of P6 
permissive and P13 permissive. 

The Bases Applicable Safety Analyses, LCO, and Applicability section and the description of P6 
permissive and P13 permissive will be clarified to state that permissives that disable a reactor trip or 
ESF function when the permissives are validated are not part of a primary success path of a safety 
sequence analysis. 

FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications Bases will be revised as described in the 
response and indicated on the enclosed markup. 

DR
AF
T

 infor info

s Bases were revises Bases were
RABLE" in the Bases disRABLE" in the Base

d Applicability section anicability 
to state that permissiveto state that per

dated are not part of a ped are not part of a

r 16, Technical Specific16, Technical Specific
he enclosed markup. osed markup. 



AREVA NP Inc. 

Response to Request for Additional Information No. 300, DRAFT 4 
U.S. EPR Design Certification Application Page 5 of 25 

Question 16-311 

Followup to Question 16-145: 

c)Apparent omission of RCP Current sensors in Permissive P16 Bases. 

Response to Question 16-145(c): 

This issue was further clarified on Page 16-23 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

The P16 Permissive Bases discussion on Page B 3.3.1-67 of the FSAR markup provided with the 
June 30, 2009, response (last paragraph), does not include the RCP Current sensors. 

A design change is being incorporated which eliminates the use of the RCP current sensors in the 
Protection System design.  The changes to the Technical Specifications and Bases are described as 
part of the response to Question 16-311, Part 16-190(c). 

U.S. EPR FSAR Tier 2 Chapter 16 Technical Specification Bases will be revised to include the RCP 
Current sensors in the description of Permissive P16 on Bases Page B 3.3.1-67. 

FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16 Technical Specification Bases 3.3.1 will be revised as described in 
the response and indicated on the enclosed markup. 

The U.S. EPR FSAR will not be changed as a result of this question. 
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Question 16-311 

Followup to Question 16-145: 

d)Explanation regarding Intermediate Range sensor mode applicability.  Applicable modes specified for 
the Intermediate Range sensors in Table 3.3.1-1 and the Bases are 1, 2, and 3 with the Reactor 
Control, Surveillance and Limitation (RCSL) System capable of withdrawing an RCCA or one or 
more RCCA’s not fully inserted.  Mode 1 applicability for Intermediate Range sensors is typically � 
10% RTP. 

Response to Question 16-145(d): 

This issue was further clarified on Pages 16-22 and 16-23 of the NRC's March 10, 2010 Safety 
Evaluation, which states: 

In RAI 103, Question 16-145, the staff requested that the applicant provide an explanation 
regarding the mode applicability for P6 Permissive instrumentation with respect to Reactor Trip 
Function A.8, High-Neutron Flux - Intermediate Range, as well as validation of the �15 percent 
rated thermal power (RTP) Limiting Trip Setpoint value.  In a June 30, 2009, response to RAI 103, 
Question 16-145, the applicant sufficiently described how the mode requirements for the P6 
Permissive sensors were chosen to envelope the required modes of the functions and permissives 
they support.  However, there was no discussion pertaining to the LTSP for A.8.  In an audit on 
August 13-14, 2009, the applicant explained that, because P6 Permissive validation is manual, the 
�15 percent RTP LTSP would remain active above the 10 percent RTP operability requirement 
specified in FSAR Tier 2, Table 3.3.1-2, until the permissive was manually validated by the 
operator.  The staff agreed with the clarification provided during the audit.  The RAI response needs 
to be updated with this information in order to ensure its completeness and accuracy. 

The applicable modes specified for the Intermediate Range sensors (A.13) in LCO Table 3.3.1-1 of 
the FSAR markup provided with the June 30, 2009, response and the associated Bases, are 1, 2, 
and 3 with the RCSL system capable of withdrawing an RCCA or one or more RCCA’s not fully 
inserted.  The staff questioned the Mode 1 applicability requirement on the basis that Intermediate 
Range sensor operability typically only extends up to 10 or 15 percent RTP.  The Mode 1 
requirement appears to be due to the fact that these sensors support Permissive P5 as well, which 
is utilized in both the High-Core Power Level and the Low Saturation Margin Reactor Trip functions.  
Permissive P5, Flux (Intermediate Range) Measurement Higher than Threshold, is representative of 
Intermediate Range Detector neutron flux measurements above a low-power setpoint value 
(approximately 10-5 percent) which corresponds to the boundary between the operating ranges of 
the Source Range and Intermediate Range detectors. 

Mode requirements for sensors have been chosen to envelope the required modes of the functions and 
permissives they support. 

The Intermediate Range sensors provide input to multiple functions, including: 

1. The High Neutron Flux (Intermediate Range) reactor trip function.  This function is assumed in the 
safety analysis to be operable in Modes 1 with RTP less than or equal to 10 percent, in Mode 2, 
and in Mode 3 when the Reactor Control, Surveillance and Limitation (RCSL) System is capable of 
withdrawing a RCCA or one or more RCCAs not fully inserted. 
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2. The Low Doubling Time (Intermediate Range) reactor trip function.  This function is also assumed in 
the safety analysis to be operable in Mode 1 with RTP less than or equal to 10 percent, in Mode 2, 
and in Mode 3 when the RCSL System is capable of withdrawing an RCCA or one or more RCCAs 
not fully inserted. 

3. P5 permissive.  As discussed in the Response to RAI 103, Question 16-138, P5 permissive is 
required to be operable in Mode 1 and in Mode 2 above 10-5 RTP. 

Therefore, the Intermediate Range sensors are required to be operable in Modes 1 and 2, and in 
Mode 3 when the RCSL System is capable of withdrawing a RCCA or one or more RCCAs are not fully 
inserted. 

Inhibiting the P6 permissive enables the High Neutron Flux (Intermediate Range) and Low Doubling 
Time reactor trips when the power level is less than or equal to approximately 10 percent RTP.  When 
nuclear power is above this threshold, these trips are disabled by validating P6 permissive.  In order to 
validate P6 permissive, not only does the calculated core power level have to be greater than the 
threshold value, but the operator has to also manually validate the permissive.  Because the P6 
permissive validation is manual, the �2515 percent RTP NTSPLTSP would remain active above the 10 
percent RTP operability requirement specified in U.S. EPR FSAR Tier 2, LCO Table 3.3.1-2, until the 
permissive was manually validated by the operator.  U.S. EPR FSAR Tier 2 Chapter 16 Technical 
Specification were revised in U.S. EPR FSAR Revision 2 to implement a design change that revised 
the setpoint for the High Neutron Flux (Intermediate Range) reactor trip from 15% RTP to 25% RTP. 

As discussed in U.S. EPR FSAR Tier 2 Section 7.1.1.5.3, four Intermediate Range sensors monitor 
more than seven decades up to at least 60 percent RTP.  The sensors remain operable and are not 
disabled above the 60 percent RTP.  Accuracy above this power level is not an operability concern 
since the permissive does not change state based on the accuracy of the input from the sensor.  
Therefore, the Intermediate Range sensors are adequate to support P5 and P6 permissives above the 
range where they provide input to the reactor trip functions. 

FSAR Impact: 

The U.S. EPR FSAR will not be changed as a result of this question. DR
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Question 16-311 

Followup to Question 16-149: 

b)Table 3.3.1-1 mode applicability footnotes for Sensor A.23. 

Response to Question 16-149(b): 

This issue was further clarified on Page 16-25 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

In RAI 103, Question 16-149, the staff requested that the applicant provide a technical justification 
regarding omission of the SIS Actuation Signal on RCS Loop Low Level function from LCO 3.3.1, 
Protection System.  In a June 30, 2009, response to RAI 103, Question 16-149, the applicant stated 
that the SIS Actuation on RCS Loop Low Level function and its associated sensor (RCS Loop 
Level) would be included in LCO 3.3.1 and the Bases.  However, the staff noted that the footnote 
assignments corresponding to the applicable modes for Sensor A.23 in LCO Table 3.3.1-1 and 
Function B.3.c in LCO Table 3.3.1-2 were questionable on the basis that (1) Permissive P15 may 
not be validated (i.e., RCP in operation) below Mode 4, and (2) footnotes have been specified for 
each applicable mode associated with Functions B.11.b, B.11.c, and Permissives P7, P8 in 
LCO Table 3.3.1-2 with respect to the operational status of RCPs (P7 either validated or inhibited). 

Mode requirements for sensors have been chosen to envelope the required modes of the functions and 
permissives they support.  Mode requirements for individual sensors may be different depending upon 
which functions they support. 

The Reactor Coolant System (RCS) Loop Level sensors (Sensor A.23) only provide input to the SIS 
Actuation on Low RCS Loop Level function.  As shown in U.S. EPR Tier 2, LCO Table 3.3.1-2, the SIS 
Actuation on Low RCS Loop Level function is required to be operable in Modes 4, 5 and 6 with P15 
permissive validated and in Modes 5 and 6.  These are the mode requirements currently specified for 
Sensor A.23 and no changes to LCO Table 3.3.1-1 are required. 

A discussion of RCP operation and the application of P15 permissive is provided in the Response to 
Question 16-311, Part 16-149(a). 

Clarifications to the required Modes will be incorporated into the Technical specifications and Bases. 

FSAR Impact: 

The U.S. EPR FSAR will not be changed as a result of this question. 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised as described in 
the response and indicated on the enclosed markup. 
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Question 16-311 

Followup to Question 16-166: 

Bases enhancements to ensure information accuracy and consistency. 

Response to Question 16-166: 

As discussed in the Response to Question 16-311, Part 16-141(a), the equation describing the 
pressure drop calculation and the sentence discussing maximum value was deleted in U.S. EPR FSAR, 
Revision 2. 

A description of how the SG pressure drop is detected will be added to the Bases description of the 
MSIV Isolation on SG Pressure Drop (All SGs) function. 

FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications Bases will be revised as described in the 
response and indicated on the enclosed markup. 
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Question 16-311 

Followup to Question 16-190: 

c)Ambiguities associated with RCP Current sensor Operability requirements in Bases Table 3.3.1-1 for 
Functions B.4 and Permissive P15. 

Response to Question 16-190(c): 

This issue was further clarified on Page 16-33 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

In RAI 103, Question 16-190, the staff requested that the applicant provide an explanation 
regarding inconsistencies associated with Bases Table B 3.3.1-1, Protection System Functional 
Dependencies.  In a June 30, 2009, response to RAI 103, Question 16-190, the applicant 
adequately addressed items a, b, e, and f.  However, it did not adequately address Items c and d. 

Item d identifies ambiguities associated with RCP Current instrumentation requirements.  LCO 
Table 3.3.1-1 specifies a minimum requirement of two RCP current sensors per pump.  Bases 
Table B 3.3.1-1 was revised by the FSAR markup provided with the June 30, 2009, response to 
define which RCP current sensors are acquired by each division without apparently specifying any 
minimum requirements for divisional operability.  It is unclear how to interpret the revised RCP 
current sensor information in Bases Table B 3.3.1-1 in terms of evaluating divisional operability with 
respect to Function B.4 and Permissive P15.  The changes made under the FSAR markup provided 
with the June 30, 2009, response did not adequately address the staff’s concerns regarding the 
RCP current sensor minimum divisional requirement information specified in previous revisions of 
the GTS.  In Revision 1, for example, if two sensors within the same division (different pumps) 
became inoperable, the division would be declared inoperable, with the minimum requirements for 
pump operability still satisfied.  Bases Table B 3.3.1-1 guidance does not appear to consider the 
fact that ESFAS Function B.4, “RCP Trip on Low Delta Pressure with SIS Actuation,” and 
Permissive P15 both employ four divisions of two-out-of-three voting logic that receive RCP Current 
sensor information from the other divisions as well.   

There are three RCP Current sensors associated with each RCP.  The number in the brackets was 
intended to signify the sensor associated with each pump.  The brackets around each number shall be 
deleted and replaced with a "#" sign in Bases Table B 3.3.1-1. 

A design change is being incorporated which eliminates the use of the RCP current sensors in the 
Protection System.  The Protection System Technical Specifications and Bases will be revised to reflect 
this change.  In addition, the references to RCP Current sensors will be updated in U.S. EPR FSAR 
Tier 1 Table 2.2.1-3, and Tier 2 Table 3.11-1 and Section 7.2.1.3.10. 

FSAR Impact: 

U.S. EPR FSAR Tier 1 Table 2.2.1-3, Tier 2 Table 3.11-1, Section 7.2.1.3.10, and Chapter 16 
Technical Specifications and Bases will be revised as described in the response and indicated on the 
enclosed mark-up. 
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Question 16-311 

Followup to Question 16-193: 

a)Removal of all technical references associated with the Standard Technical Specifications (STS) 
regarding the basis and methodology for obtaining allocated sensor, signal processing/conditioning, 
and actuation logic response times for Protection System (PS) Instrumentation without providing 
comparable replacement references in the Bases for SR 3.3.1.10. 

Response to Question 16-193(a): 

This issue was further clarified on Pages 16-35 and 16-37 of the NRC's March 10, 2010 Safety 
Evaluation, which states: 

In RAI 103, Question 16-193, the staff requested that the applicant provide an explanation 
regarding the overall approach to surveillance requirement testing for U.S. EPR PS instrumentation, 
and how that approach ensures that all RT and ESFAS functions specified in LCO 3.3.1 are 
adequately tested.  The following issues were identified based on evaluation of:  (1) The March 19, 
2009, response to RAI 103, Question 16-193, including review of the accompanying Figure 16-193-
1, “Summary of Protection System Testing,” which provides a correlation between specific sections 
of Siemens Topical Report EMF-2341P, “Generic Strategy for Periodic Surveillance Testing of 
TELEPERM XS Systems in U.S. Nuclear Generating Stations,” Revision 1, and the surveillance 
testing specified in TS Section 3.3.1, and (2) the FSAR markup provided with the June 30, 2009, 
response. 

� LCO 3.3.1 SRs are only specified for the components (Sensors, Manual Actuation Switches, 
Signal Processors, and Actuation Devices) listed in LCO Table 3.3.1-1.  There are no SRs 
associated with any of the functions or permissives in LCO Table 3.3.1-2.  This approach 
deviates from the established convention for function-based surveillance testing in the STS and 
all TS issued for operating plants.  The applicant maintains that (1) there is no fundamental 
difference between a function-based surveillance testing approach and a component-based 
approach, and (2) since a function is performed by components, a component-based approach 
specifies an additional level of detail by defining which specific surveillances apply to which 
specific components.  The digitally-based U.S. EPR Protection System combines signals 
between all four divisions (Divisional versus Channelized concept where protective action 
signals are shared and processed by voting logic computers within each division).  In many 
cases the PS design relies upon a single sensing device to provide the input signals to multiple 
functions and permissives.  It is unclear how SR testing specified at the component level 
ensures that each of the Reactor Trip functions, ESFAS functions, and permissives are properly 
tested.  The applicant does not address how the performance of CALIBRATION surveillances 
for designated components listed in LCO Table 3.3.1-1, verifies the Limiting Safety System 
Setting values for each of the functions in LCO Table 3.3.1-2, especially in cases where the PS 
logic for certain functions depends upon the acquisition of input signals from more than one 
sensor. 

� SR 3.3.1.10, PS Response Time, Bases discussion on Pages B 3.3.1-97 and B 3.3.1-98 of the 
FSAR markup provided with the June 30, 2009, response, describes allocations for sensor, 
signal processing and actuation logic response times.  Comparable Bases discussions for SR 
3.3.1.16 (RTS Response Time) and SR 3.3.2.10 (ESFAS Response Times) in NUREG-1431 
cite two topical reports, one that provides the basis and methodology for using allocated sensor 
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response times (Westinghouse Commercial Atomic Power (WCAP-13632-P-A, Revision 2, 
"Elimination of Pressure Sensor Response Time Testing Requirements," January 1996), and 
one that provides the basis and methodology for using allocated signal conditioning and 
actuation logic response times (WCAP-14036-P, Revision 1, "Elimination of Periodic Protection 
Channel Response Time Tests," December 1995).  The staff questions the applicant’s position 
regarding response time allocations for PS Instrumentation on the basis that (1) all technical 
references associated with the STS appear to have been removed without providing 
comparable replacement references, (2) differences in the methods used by the GTS and STS 
have not been clearly delineated, and (3) the definition for PS Response Time in GTS 
Definitions Section 1.1 states that, “In lieu of measurement, response time may be verified for 
selected components provided that the components and methodology for verification have been 
previously reviewed and approved by the NRC.”   

The U.S. EPR FSAR Tier 2, Chapter 16, Technical Specification Bases discussion for Protection 
System (LCO 3.3.1) SR 3.3.1.10 was revised in U.S. EPR FSAR Revision 2 to reference the regulatory 
guidance associated with response time testing and the associated AREVA Topical Report. 

The sentence in the definition of Protection System Response Time that makes provisions for NRC 
approval for alternatives to the response time testing will be revised.was bracketed in U.S. EPR FSAR 
Revision 2.  The associated discussion contained in the Bases description for SR 3.3.1.10 willwas also 
be revised bracketed in U.S. EPR FSAR Revision 2.  Appropriate Reviewer’s Notes will bewere added.   
in U.S. EPR FSAR Revision 2. 

The periodic surveillance test strategy for the TELEPERM XS system was defined in a Topical Report 
which was submitted to the NRC (Framatome ANP Report EMF-2341(P)).  This report was reviewed by 
the NRC, the Topical Report was referenced and the generic testing approach approved by the NRC as 
documented in the June 2000 generic SER for the TXS platform (EMF-2110NP).  As stated in the SER, 
this testing strategy complies with Regulatory Guide 1.22, "Periodic Testing of Protection System 
Actuation Functions," 1.118, "Periodic Testing of Electric Power and Protection Systems," and IEEE 
Std. 338, "IEEE Standard Criteria for Periodic Surveillance Testing of Nuclear Power Generating 
Station Safety Systems," which is endorsed by Regulatory Guide 1.118. 

FSAR Impact: 

The U.S. EPR FSAR will not be changed as a result of this question. 

U.S. EPR FSAR Tier 2, Chapter 16 Technical Specification Definitions and Bases will be revised as 
described in the response and indicated on the enclosed markup. 
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Question 16-312: 

Potential Open Item 

Provide the additional information and update the following RAI responses for each of the 
Instrumentation System Tech Spec items identified, based on the results of Audit Meetings between 
AREVA NP and NRC Staff on 7/30/09, 7/31/09, 8/13/09 and 8/14/09. 

Request for Additional Information No. 110 (1295) 
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Question 16-312 

Followup to Question 16-213: 

Response to Question 16-213 states that “the subject text is now bracketed as described in the 
response to Question 16-212.”  The response to Question 16-212 removes the current list of PAM 
Instrumentation and associated discussions from U.S. EPR FSAR Tier 2, Chapter 16 Technical 
Specifications Section 3.3.2, and U.S. EPR FSAR Tier 2, Chapter 16, Technical Specification Bases 
B 3.3.2.  There does not appear to be any bracketed text associated with the response to Question 
16-212. 

Response to Question 16-213: 

This issue was further clarified on Page 16-46 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

In RAI 110, Question 16-213, the staff requested that the applicant provide an explanation 
regarding the determination of primary to secondary loop coupling in the PAM Bases discussion 
associated with Hot Leg Temperature Wide Range instrumentation on Page B 3.3.2-4 of 
Bases B 3.3.2, Revision 0.  Clarification is needed with regard to how the Hot Leg Temperature WR 
instruments can be used to confirm primary to secondary loop coupling without Cold Leg 
Temperature WR instrumentation.  In a March 19, 2009, response to RAI 110, Question 16-213, the 
applicant stated that the subject text is now bracketed as described in the response to RAI 110, 
Question 16-212.  There does not appear to be any bracketed text as stated in the response, only a 
bracketed period.  Note that the response to RAI 110, Question 16-212, removed the current list of 
PAM Instrumentation (including all references to LCO Table 3.3.2-1), and associated discussions 
from TS Section 3.3.2, and TS Bases B 3.3.2, on the basis that PAM variable selection criteria in 
RG 1.97, Revision 4, depend on prior development of EPGs, EOPs, and AOPs (procedures that 
cannot be completed prior to COL issuance). 

This issue was further clarified on Page 16-46 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

The staff issued a follow-up RAI 300, Question 16-312 to document and address the staff’s 
concerns regarding (1) primary-to-secondary loop coupling determination issues, and (2) potential 
discrepancies associated with bracketing of information in Bases Section B 3.3.2. 

In the Response to RAI 110, Supplement 1, for this question, reference was made to bracketed text.  
The PAM Technical Specifications and Bases have been revised in U.S. EPR FSAR, Revision 2 and all 
required information has been provided.  There are no longer any Combined Operating License 
information items in the PAM Technical Specifications or Bases.  In addition, there is no longer a 
discussion of primary to secondary loop coupling in the PAM Technical Specifications Bases.  The 
discussion of the use of Thot for determination of primary to secondary coupling was removed because 
the re-evaluation of the PAM instrument inventory, using a different methodology, did not indicate that 
Thot was used as a key indication for this purpose.  However, in order to support the closure of the 
above mentioned SER Open Item, the following explanation is provided.  Thot indications can be used to 
verify primary to secondary coupling by observing the Thot response to changes in steam generator 
(SG) pressure.  Thot lowering in response to decreasing SG pressure is an indication that primary to 
secondary coupling exists.  Thot indication response will have a greater delay than when using Tcold 
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instruments, due to low loop flow rates and the greater distance from the SG to the Thot sensors.  
Another indication of coupling is to verify that Thot tracks changes in core exit temperatures.  Thot close 
to and tracking core exit temperatures is an indication that natural circulation exists, which requires 
primary to secondary coupling.  An alternate indication of primary to secondary coupling, independent 
of reactor coolant system (RCS) temperature indications, is to verify the ability to feed and steam the 
SG while maintaining SG pressure. Heat transfer must exist to sustain SG pressure during steaming. 

FSAR Impact: 

The U.S. EPR FSAR will not be changed as a result of this question. 
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Question 16-313 

Potential Open Item 

Provide the additional information and update the following RAI responses for each of the Electrical 
Power System Tech Spec items identified, based on the results of Audit Meeting between AREVA NP 
and NRC Staff on 6/24/09. 

Request for Additional Information No. 74 (953) 
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Question 16-313 

Followup to Question 16-11 

The applicant is requested to include mode restriction information in EPR Surveillance Requirement 
(SR) 3.8.1.10 and associated Bases section. EPR SR 3.8.1.10 omits bracketed NOTE 1 in WOG SR 
3.8.1.10 which addresses mode restrictions associated with performance of the surveillance.  EPR 
Bases omits discussion of the Note presented in the corresponding WOG Bases as well. 

Response to Question 16-11: 

This issue was further clarified on Page 16-76 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

In RAI 74, Question 16-11, the staff requested that the applicant justify the omission of Mode 
Restriction information from GTS SR 3.8.1.10 and the associated Bases.  GTS SR 3.8.1.10 omits 
bracketed Note 1 in Westinghouse STS SR 3.8.1.10, which states, “This Surveillance shall not 
normally be performed in MODE 1 or 2.  However, this Surveillance may be performed to 
reestablish OPERABILITY provided an assessment determines the safety of the plant is maintained 
or enhanced.  Credit may be taken for unplanned events that satisfy this SR.”  In an October 30, 
2008, response to RAI 74, Question 16-11, the applicant stated that the proposed deviation from 
the STS is justified based on the acceptable small-risk associated with paralleling an EDG to offsite 
power for surveillance testing when considering the robust design features of the electrical 
distribution system and that three EDGs remain capable of mitigating a design-basis accident and 
supporting safe-shutdown of the nuclear power plant during performance of this surveillance 
testing.  The associated STS Bases Reviewer’s Note establishes the criteria for which the Mode 
Restrictions may be deleted.  One of the criteria is that the performance of the SR will not cause 
perturbations to any of the electrical distribution systems that could result in a challenge to steady 
state operation or to plant-safety systems.  The Reviewer’s Note specifically states that the Mode 
Restrictions may be deleted if it can be demonstrated to the staff, on a plant-specific basis, that 
performing the SR with the reactor in any of the restricted modes can satisfy the established 
criteria.  The staff questioned the applicant’s position on the basis that an electrical system 
perturbation of some magnitude can be expected from a full-load reject when paralleled to the grid.  
Also, every offsite electrical power system is different.  There may be something unique to a 
particular system whereby an assessment determining the safety of the plant is warranted for 
performance of SR 3.8.1.10 in Modes 1 or 2. 

The mode restriction information in NUREG-1431, Westinghouse Owners’ Group (WOG) Standard 
Technical Specifications (STS) Surveillance Requirement (SR) 3.8.1.10, Note 1 states, “This 
Surveillance shall not normally be performed in MODE 1 or 2.  However, this Surveillance may be 
performed to reestablish OPERABILITY provided an assessment determines the safety of the plant is 
maintained or enhanced.  Credit may be taken for unplanned events that satisfy this SR.”  The Bases 
further clarifies the mode restriction note to indicate that this surveillance may be performed for the 
purpose of reestablishing OPERABILITY (e.g., post work testing following corrective maintenance, 
corrective modification, deficient or incomplete surveillance testing, and other unanticipated 
OPERABILITY concerns). 

The mode restriction information in NUREG-1431, Westinghouse Owners’ Group (WOG) Standard 
Technical Specifications (STS) Surveillance Requirement (SR) 3.8.1.10, Note 1 states, “This 
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Surveillance shall not normally be performed in MODE 1 or 2.  However, this Surveillance may be 
performed to reestablish OPERABILITY provided an assessment determines the safety of the plant is 
maintained or enhanced.  Credit may be taken for unplanned events that satisfy this SR.”  The Bases 
further clarifies the mode restriction note to indicate that this surveillance may be performed for the 
purpose of reestablishing OPERABILITY (e.g., post work testing following corrective maintenance, 
corrective modification, deficient or incomplete surveillance testing, and other unanticipated 
OPERABILITY concerns). 

The U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases for SR 3.8.1.10 will be 
revised to incorporate the mode restriction information contained in the WOG Standard Technical 
Specifications. 

FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised as described in 
the response and indicated on the enclosed markup. 

DR
AF
Tand Bases will band Base



AREVA NP Inc. 

Response to Request for Additional Information No. 300, DRAFT 4 
U.S. EPR Design Certification Application Page 19 of 25 

Question 16-313 

Followup to Question 16-22: 

The applicant is requested to include mode restriction information in EPR Surveillance Requirement 
(SR) 3.8.1.12 and associated Bases section. EPR SR 3.8.1.12 omits bracketed NOTE 2 in WOG SR 
3.8.1.12 which addresses mode restrictions associated with performance of the surveillance.  EPR 
Bases omits discussion of the Note presented in the corresponding WOG Bases as well. 

Response to Question 16-22: 

This issue was further clarified on Page 16-78 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

In RAI 74, Question 16-22, the staff requested that the applicant justify the omission of Mode 
Restriction information from GTS SR 3.8.1.12 and the associated Bases.  GTS SR 3.8.1.12 omits 
bracketed Note 2 in Westinghouse STS SR 3.8.1.12, which states, “This Surveillance shall not 
normally be performed in MODE 1 or 2.  However, this Surveillance may be performed to 
reestablish OPERABILITY provided an assessment determines the safety of the plant is maintained 
or enhanced.  Credit may be taken for unplanned events that satisfy this SR.”  In an October 30, 
2008, response to RAI 74, Question 16-22, the applicant stated that the proposed deviation from 
the STS is justified based on the testing having no affect on the Emergency Power Supply System 
(EPSS) or plant loads, the availability of the EDG under test for accident mitigation, and that during 
testing three EDGs remain capable of mitigating a DBA and supporting safe-shutdown of the unit.  
The associated STS Bases Reviewer’s Note establishes the criteria for which the mode restrictions 
may be deleted.  One of the criteria is that the performance of the SR will not cause perturbations to 
any of the electrical distribution systems that could result in a challenge to steady state operation or 
to plant-safety systems.  The Reviewer’s Note specifically states that the mode restrictions may be 
deleted if it can be demonstrated to the staff, on a plant specific basis, that performing the SR with 
the reactor in any of the restricted modes can satisfy the established criteria.  The staff questioned 
the applicant’s claim that (1) there is no load shedding during performance of the SR, and (2) since 
there is no load shedding or sequencing of loads, there is no impact to the EPSS by performing the 
surveillance.  The staff determined that load shedding and load sequencing may actually occur 
during performance of an actual or simulated ESF signal which auto starts the EDG from a standby 
condition.  Electrical system perturbations can be expected from the shedding and sequencing of 
loads powered by the offsite power system.  Also, every offsite electrical power system is different.  
There may be something unique to a particular system whereby an assessment determining the 
safety of the plant is warranted for performance of SR 3.8.1.12 in Modes 1 or 2. 

The mode restriction information in WOG SR 3.8.1.12, Note 2 states, “This Surveillance shall not 
normally be performed in MODE 1 or 2.  However, this Surveillance may be performed to reestablish 
OPERABILITY provided an assessment determines the safety of the plant is maintained or enhanced.  
Credit may be taken for unplanned events that satisfy this SR.”  The Bases further clarifies the mode 
restriction note to indicate that this surveillance may be performed for the purpose of reestablishing 
OPERABILITY (e.g., post work testing following corrective maintenance, corrective modification, 
deficient or incomplete surveillance testing, and other unanticipated OPERABILITY concerns). 
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The U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised to 
incorporate the mode restriction information and additional surveillance contained in the WOG Standard 
Technical Specifications. 

FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised as described in 
the response and as shown on the enclosed markup. 
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Question 16-313 

Followup to Question 16-23: 

a)The applicant is requested to include mode restriction information in EPR Surveillance Requirement 
(SR) 3.8.1.13 and associated Bases section. EPR SR 3.8.1.13 omits the bracketed NOTE in WOG 
SR 3.8.1.13 which addresses mode restrictions associated with performance of the surveillance.  
EPR Bases omits discussion of the Note presented in the corresponding WOG Bases as well. 

Response to Question 16-23(a): 

This issue was further clarified on Page 16-78 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

In RAI 74, Question 16-23, the staff requested that the applicant justify the omission of Mode 
Restriction information from GTS SR 3.8.1.13 and the associated Bases.  GTS SR 3.8.1.13 omits 
the bracketed Note in Westinghouse STS SR 3.8.1.13, which states, “This Surveillance shall not 
normally be performed in MODE 1 or 2.  However, this Surveillance may be performed to re-
establish OPERABILITY provided an assessment determines the safety of the plant is maintained 
or enhanced.  Credit may be taken for unplanned events that satisfy this SR.”  In an October 30, 
2008, response to RAI 74, Question 16-23, the applicant stated that the proposed deviation from 
the STS is justified based on the testing having no affect on the EPSS or plant loads, the capability 
to restore the EDG to an available status within a short time, and that during testing three EDGs 
remain capable of mitigating a DBA and supporting safe-shutdown of the nuclear plant.  The 
associated STS Bases Reviewer’s Note establishes the criteria for which the Mode Restrictions 
may be deleted.  One of the criteria is that the performance of the SR will not cause perturbations to 
any of the electrical distribution systems that could result in a challenge to steady state operation or 
to plant-safety systems.  The Reviewer’s Note specifically states that the Mode Restrictions may be 
deleted if it can be demonstrated to the staff, on a plant-specific basis, that performing the SR with 
the reactor in any of the restricted Modes can satisfy the established criteria.  … Note that GTS SR 
3.8.1.18 is preceded by a Note that allows portions of the surveillance to be performed in Modes 1 
through 4 to re-establish operability provided an assessment determines the safety of the plant is 
maintained or enhanced.  There is no mention in the Bases discussion for SR 3.8.1.13 that the 
surveillance is strictly a logic function test or that it is to be performed without the EDG operating.  
Electrical system perturbations resulting from a failed surveillance performed with the EDG running 
would not be unexpected.  Also, every offsite electrical power system is different.  There may be 
something unique to a particular system whereby an assessment determining the safety of the plant 
is warranted for performance of SR 3.8.1.13 (diesel operating) in Modes 1 or 2. 

The mode restriction information in WOG, SR 3.8.1.13 Note states, “This Surveillance shall not 
normally be performed in MODE 1 or 2.  However, this Surveillance may be performed to reestablish 
OPERABILITY provided an assessment determines the safety of the plant is maintained or enhanced.  
Credit may be taken for unplanned events that satisfy this SR.”  The Bases further clarifies the mode 
restriction note by stating, “The reason for the Note is that performing the Surveillance would remove a 
required DG from service.” 

The U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised to 
incorporate the mode restriction information contained in the WOG Standard Technical Specifications.  
The Bases description of SR 3.8.1.13 will also be revised to state that the surveillance demonstrates 
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that emergency diesel generator noncritical protective functions are bypassed on an actual or simulated 
Loss of Offsite Power signal on the emergency bus concurrent with an actual or simulated Safety 
Injection System (SIS) actuation signal. 

FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised as described in 
the response and indicated on the enclosed markup. 
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Question 16-313 

Followup to Question 16-26: 

The applicant is requested to include mode restriction information in EPR Surveillance Requirement 
(SR) 3.8.1.9 and associated Bases section. EPR SR 3.8.1.9 omits bracketed NOTE 1 in WOG SR 
3.8.1.9 which addresses mode restrictions associated with performance of the surveillance.  EPR 
Bases omits discussion of the Note presented in the corresponding WOG Bases as well. 

Response to Question 16-26: 

This issue was further clarified on Page 16-79 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

In RAI 74, Question 16-26, the staff requested that the applicant justify the omission of Mode 
Restriction information from GTS SR 3.8.1.9 and the associated Bases.  GTS SR 3.8.1.9 omits 
bracketed Note 1 in Westinghouse STS SR 3.8.1.9, which states, “This Surveillance shall not 
normally be performed in MODE 1 or 2.  However, this Surveillance may be performed to 
reestablish OPERABILITY provided an assessment determines the safety of the plant is maintained 
or enhanced.  Credit may be taken for unplanned events that satisfy this SR.”  In an October 30, 
2008, response to RAI 74, Question 16-26, the applicant stated that the proposed deviation from 
the STS is justified based on the acceptable small risk associated with paralleling an EDG to offsite 
power for surveillance testing when considering the robust design features of the electrical 
distribution system and that during testing three EDGs remain capable of mitigating a design-basis 
accident and supporting safe-shutdown of the unit.  The associated STS Bases Reviewer’s Note 
establishes the criteria for which the Mode Restrictions may be deleted.  One of the criteria is that 
the performance of the SR will not cause perturbations to any of the electrical distribution systems 
that could result in a challenge to steady state operation or to plant-safety systems.  The Reviewer’s 
Note specifically states that the Mode Restrictions may be deleted if it can be demonstrated to the 
staff, on a plant specific basis, that performing the SR with the reactor in any of the restricted 
Modes can satisfy the established criteria.  The staff questioned the applicant’s position on the 
basis that an electrical system perturbation of some magnitude can be expected from rejection of 
the single largest post-accident load when paralleled to the grid.  Also, every offsite electrical power 
system is different.  There may be something unique to a particular system whereby an assessment 
determining the safety of the plant is warranted for performance of SR 3.8.1.9 in Modes 1 or 2. 

The mode restriction information in WOG, STS, SR 3.8.1.9, Note 1 states, “This Surveillance shall not 
normally be performed in MODE 1 or 2.  However, this Surveillance may be performed to reestablish 
OPERABILITY provided an assessment determines the safety of the plant is maintained or enhanced.  
Credit may be taken for unplanned events that satisfy this SR.”  The Bases further clarifies the mode 
restriction note to indicate that this surveillance may be performed for the purpose of reestablishing 
OPERABILITY (e.g., post work testing following corrective maintenance, corrective modification, 
deficient or incomplete surveillance testing, and other unanticipated OPERABILITY concerns). 

The U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised to 
incorporate the mode restriction information contained in the WOG Standard Technical Specifications 
and show the mode restriction Notes as bracketed items in accordance with the NUREG-14431 
precedent.. 
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FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications and Bases will be revised as described in 
the response and indicated on the enclosed markup. 
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Question 16-313 

Followup to Question 16-29: 

b)The applicant is requested to resolve inconsistencies identified in Bases B 3.8.3 regarding the Diesel 
Lube Oil System.  The revision 1 Bases discussions associated with the fourth paragraph on page 
B 3.8.3-1 and SR 3.8.3.2 on page B 3.8.3-5 appear to contain conflicting information. 

Response to Question 16-29(b): 

This issue was further clarified on Page 16-80 of the NRC's March 10, 2010 Safety Evaluation, which 
states: 

Bases B 3.8.3, Revision 1, discussions associated with the fourth paragraph on Page B 3.8.3-1 and 
SR 3.8.3.2, on Page B 3.8.3-5 contain conflicting information regarding diesel lube oil system 
specifics. 

To resolve any appearance of conflict between the two statements, the U.S. EPR FSAR Tier 2, 
Chapter 16, Technical Specifications Bases 3.8.3 Background and Bases description of SR 3.8.3.2 will 
be revised. 

FSAR Impact: 

U.S. EPR FSAR Tier 2, Chapter 16, Technical Specifications Bases will be revised as described in the 
response and indicated on the enclosed markup. 
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7.2.1.3.8 P13 Permissive

The P13 permissive defines when steam generator draining and filling operations are 
allowed.

Hot leg temperature (WR) measurements are compared to the P13 setpoint (200°F).  
When three-out-of-four of the measurements are less than the setpoint, the operator is 
prompted to manually validate the permissive.

This permissive is P-MANU with respect to validation and P-AUTO with respect to 
inhibition.

Figure 7.2-32—P13 Permissive Logic illustrates the logic for the P13 permissive.

7.2.1.3.9 P14 Permissive

The P14 permissive defines when the residual heat removal system is allowed to be 
connected to the RCS.

Hot leg temperature (WR) and hot leg pressure (WR) measurements are each 
compared to a setpoint (350°F, 464 psia).  When two-out-of-four of the hot leg 
temperature (WR) measurements are less than the temperature setpoint, and two-out-
of-four of the hot leg pressure measurements (WR) are less than the pressure setpoint, 
the operator is prompted to manually validate the permissive.

This permissive is P-MANU with respect to validation and inhibition.

Figure 7.2-33—P14 Permissive Logic illustrates the logic for the P14 permissive.

7.2.1.3.10 P15 Permissive

The P15 permissive defines when SI actuation due to �Psat is disabled and SI actuation 
due to low loop level is enabled.  

RCP current measurements and theThe same pressure and temperature measurement 
used in P14 are used for this permissive.  RCP speed and breaker positions are 
monitored to determine if an RCP is off.  If two-out-of-four of the following 
conditions are true, then an “RCP OFF” signal is generated for that pump:

� RCP breaker open position.

� RCP bus breaker open position.

� First RCP speed measurement less than or equal to a setpoint (90%).

� Second RCP speed measurement less than or equal to a setpoint (90%).

16-311, Part 16-190(c)

ual heat removal systemual heat remov

t leg pressure (WR) measg pressure (
464 psia).  When two-ou464 psia).  Whe

ments are less than the tents are less than th
essure measurements (Wmeasurements (W

pted to manually validatepted to manually validate
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When “RCP OFF” signals are generated for all four pumps, a delay time is started.  
After the delay time has expired, and the P14 pressure and temperature conditions are 
satisfied, the operator is prompted to manually validate permissive P15.

This permissive is P-MANU with respect to validation and P-AUTO with respect to 
inhibition. 

Figure 7.2-34—P15 and P7 Permissive Logic illustrates the logic for the P15 
permissive.

7.2.1.3.11 P16 Permissive

The P16 permissive defines when the SIS may be aligned from cold leg injection to hot 
leg injection.

Hot leg pressure (WR) measurements and �Psat (calculated separately) are each 
compared to a setpoint.  The following logic is used:

� Two-out-of-four hot leg pressure measurements are less than a setpoint (289.7 
psia), and

� Two out of four of the �Psat measurements are less than a setpoint (73 psi), and

� RCPs indicating stopped (see P15), and

� SIS actuation followed by a delay (1.5 hours).

Once these conditions are met, the operator is prompted to manually validate the 
permissive.

This permissive is P-MANU with respect to validation and P-AUTO (concurrent with 
reactor trip reset) with respect to inhibition. 

Figure 7.2-35—P16 Permissive Logic illustrates the logic for the P16 permissive.

7.2.1.3.12 P17 Permissive

The P17 permissive corresponds to the temperature conditions where brittle fracture 
protection is required.

Cold leg temperature (WR) measurements are compared to a setpoint (248°F).  When 
three-out-of-four measurements are less than the setpoint, the operator is prompted to 
manually validate the permissive.

This permissive is P-MANU with respect to validation and P-AUTO with respect to 
inhibition. 
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1.1  Definitions 

PHYSICS TESTS PHYSICS TESTS shall be those tests performed to measure 
the fundamental nuclear characteristics of the reactor core 
and related instrumentation.  These tests are: 

a. Described in FSAR Chapter 14, "Verification 
Programs"; 

 
b. Authorized under the provisions of 10 CFR 50.59; or 

 
c.  Otherwise approved by the Nuclear Regulatory 

Commission. 
 
PRESSURE AND  The PTLR is the unit specific document that provides the 
TEMPERATURE LIMITS reactor vessel pressure and temperature limits, including 
REPORT (PTLR) heatup and cooldown rates and the low temperature 

overpressure protection setpoints, for the current reactor 
vessel fluence period.  These pressure and temperature 
limits shall be determined for each fluence period in 
accordance with Specification 5.6.4, "Reactor Coolant 
System (RCS) PRESSURE AND TEMPERATURE LIMITS 
REPORT (PTLR)." 

 
PROTECTION SYSTEM -------------------------REVIEWER'S NOTE------------------------- 
(PS) RESPONSE TIME  The following statement applies to plants that have obtained 

NRC approval to utilize allocations for selected components 
based on NRC approved U.S. EPR applicable Topical 
Reports (Provide reference). 
------------------------------------------------------------------------------- 
 
The PS RESPONSE TIME shall be that time interval from 
when the monitored parameter exceeds its PS actuation 
setpoint at the division sensor until the PS equipment is 
capable of performing its safety function (i.e., loss of 
stationary gripper coil voltage, the valves travel to their 
required positions, pump discharge pressures reach their 
required values, etc.).  Times shall include diesel generator 
starting and sequence loading delays, where applicable.  
The response time may be measured by means of any 
series of sequential, overlapping, or total steps so that the 
entire response time is measured.  [ In lieu of measurement, 
response time may be verified for selected components 
provided that the components and methodology for 
verification have been previously reviewed and approved by 
the NRC. ] 

-------------------------REVIEWER'S NOTE------------------------- 
Applicable portions of NRC approved Topical Reports 
may be utilized to modify the requirements for response 

16-311, Part 16-193(a)
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time surveillance testing.  These applicable portions of 
NRC approved Topical Reports should be referenced 
and discussed in the Bases description for the PS 
RESPONSE TIME surveillance requirement. 

------------------------------------------------------------------------------- 

16-311, Part 16-193(a)
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ACTIONS  (continued) 
 

CONDITION 
 

REQUIRED ACTION 
 

COMPLETION TIME 
 

 
B. One or more manual 

actuation switches 
inoperable. 

 

 
B.1 Restore manual actuation 

switch to OPERABLE 
status. 

 
48 hours 

 
C. One or more Acquisition 

and Processing Units 
(APUs) inoperable due to 
the Limiting Nominal Trip 
Setpoint (LTSPNTSP) for 
one or more 
Trip/Actuation 
Functions/Permissives 
not met. 

 
C.1 -------------NOTE--------------- 
Only applicable for APUs NTSPs 
associated with Table 3.3.1-2, 
Trip/ESF Actuation Functions B.10.a 
and B.10.b. 
----------------------------------------------- 
 
C.1.1 Enter any applicable 

Conditions and Required 
Actions of LCO 3.8.1, "AC 
Sources - Operating," and 
LCO 3.8.2, "AC Sources - 
Shutdown," for emergency 
diesel generator (EDG) 
made inoperable by 
inoperable APUs. 

 
AND 
 
C.1.2 Restore APU(s) to 

OPERABLE status 
 
AND 
 

 
 
 
 
 
 
 
 
1 hour 

24 hours 
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ACTIONS  (continued) 
 

CONDITION 
 

REQUIRED ACTION 
 

COMPLETION TIME 
 

  
--------------------NOTE------------------- 
Not applicable for APUs NTSPs 
associated with Table 3.3.1-2, 
Trip/ESF Actuation Functions B.10.a 
and B.10.b. 
----------------------------------------------- 
 
C.2.1 Place the associated APU in 

lockout. 
 
      OR
 
C.2.2 Enter the applicable 

Condition for the 
Trip/Actuation 
Function/Permissive 
referenced in Table 3.3.1-2. 

 

 
 
 
 
 
 
 
 
24 hours 
 
 
 
 
24 hours 
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ACTIONS  (continued) 
 

CONDITION 
 

REQUIRED ACTION 
 

COMPLETION TIME 
 

 
D.1 --------------NOTE--------------- 
 Only applicable for APUs 

and ALUs associated with 
Table 3.3.1-2, Trip/ESF 
Actuation Functions B.10.a 
and B.10.b. 

 ------------------------------------- 
 
 Enter applicable Conditions 

and Required Actions of 
LCO 3.8.1 and LCO 3.8.2 
for EDG made inoperable by 
inoperable APU or ALU. 

 
AND 

 
 
 
 
 
 
 
 
 
1 hour 

 
D. One or more signal 

processors inoperable for 
reasons other than 
Condition C. 

 
D.2 Place inoperable signal 

processor in lockout. 
 

 
4 hours 

 
E. One or more actuation 

devices inoperable. 
 

 
E.1 Restore actuation device to 

OPERABLE status. 

 
48 hours 

 
F. Required Action and 

associated Completion 
Time of Condition A, B, 
C, D, or E not met. 

 
 OR 
 
 Minimum functional 

capability specified in 
Table 3.3.1-1 not 
maintained. 

 

 
F.1 Enter the applicable 

Condition referenced in 
Table 3.3.1-1. 

 
Immediately 
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SURVEILLANCE REQUIREMENTS  (continued) 
 

SURVEILLANCE 
 

FREQUENCY 
 

 
SR  3.3.1.6 ------------------------------NOTE-------------------------------- 
 Neutron detectors are excluded from CALIBRATION. 
 ---------------------------------------------------------------------- 
 
 Perform CALIBRATION. 
 

 
 
 
 
 
24 months 

 
SR  3.3.1.7 Perform EXTENDED SELF TESTS. 
 

 
24 months 

 
SR  3.3.1.8 Perform ACTUATING DEVICE OPERATIONAL 

TEST. 
 

 
24 months 

 
SR  3.3.1.9 Verify setpoints NTSPs properly loaded in APUs. 
 

 
24 months 

 
SR  3.3.1.10 ------------------------------NOTE-------------------------------- 
 Neutron detectors are excluded from RESPONSE 

TIME testing. 
 ---------------------------------------------------------------------- 
 
 Verify PS RESPONSE TIME is within limits. 

 
 
 
 
 
 
24 months on a 
STAGGERED 
TEST BASIS 
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Table 3.3.1-1 (page 5 of 97) 
Protection System Sensors, Manual Actuation Switches, 

Signal Processors, and Actuation Devices 
 

COMPONENT 
 

 
REQUIRED 

NUMBER OF 
SENSORS, 
SWITCHES, 

SIGNAL 
PROCESSORS, 
OR ACTUATION 

DEVICES 
 

 
APPLICABLE 
MODES OR 

OTHER 
SPECIFIED 

CONDITIONS 
 

MINIMUM 
REQUIRED 

FOR 
FUNCTIONAL 
CAPABILITY 

 
CONDITION 

 

SURVEILLANCE 
REQUIREMENTS 

 
      
1820. Radiation Monitor - 

Control Room HVAC 
Intake Activity 

4 
 
 
 

4 

1,2,3,4,(a) 
 
 
 

5,6,(ia) 

3 
 
 
 

2 

T 
 
 
 

T 

SR 3.3.1.5 
SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

 
SR 3.3.1.5 

SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

      
1921. RCP CurrentBreaker 

Position Indication 
3 per RCP4 

 
 
 

4 

1,2,3,4 
 
 
 

5,6 

2 per RCP3 
 
 
 

2 

N 
 
 
 

Q,R 

SR 3.3.1.5 
SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

 
SR 3.3.1.5 

SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

      
2122. RCP Bus Breaker 

Position Indication 
4 
 
 
 

4 

3,4 
 
 
 

5,6 

3 
 
 
 

2 

N 
 
 
 

Q,R 

SR 3.3.1.5 
SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

 
SR 3.3.1.5 

SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

      
2023. RCP Delta Pressure 2 per RCP 1,2,3,4 1 per RCP N SR 3.3.1.5 

SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

      
2124. RCP Speed 48 

 
 
 

8 

1(df),3,4 
 
 
 

5,6 

32 per each of 
3 RCPs 

 
 

2 per each of 
2 RCPs 

HN 
 
 
 

Q,R 

SR 3.3.1.5 
SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

 
SR 3.3.1.5 

SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

      

(a) During movement of irradiated fuel assemblies. 

(b) If the as-found sensor calibration setting values are outside their predefined as-found tolerance for the calibrations settings 
(e.g., 0, 25, 50, 75, and 100%), then the sensor shall be evaluated to verify that it is functioning as required before returning 
the sensor to service. 

(c) The sensor shall be calibrated such that the as-left sensor calibration setting values are within the as-left tolerance around the 
calibration settings at the completion of the surveillance; otherwise, the sensor shall be declared inoperable.  The 
methodologies used to determine the as-found and the as-left CALIBRATION setting tolerances are specified in a document 
controlled under 10 CFR 50.59. 

(df) With P2 permissive P2 validated. 

(i) During movement of irradiated fuel assemblies.
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Table 3.3.1-1 (page 6 of 97) 
Protection System Sensors, Manual Actuation Switches, 

Signal Processors, and Actuation Devices 
 

COMPONENT 
 

 
REQUIRED 

NUMBER OF 
SENSORS, 
SWITCHES, 

SIGNAL 
PROCESSORS, 
OR ACTUATION 

DEVICES 
 

 
APPLICABLE 
MODES OR 

OTHER 
SPECIFIED 

CONDITIONS 
 

MINIMUM 
REQUIRED 

FOR 
FUNCTIONAL 
CAPABILITY 

 
CONDITION 

 

SURVEILLANCE 
REQUIREMENTS 

 
      
2225. Reactor Coolant System 

(RCS) Loop Flow 
4 per loop 1,2(eg) 3 per loop J SR 3.3.1.5 

SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

      
2326. RCS Loop Level 4 

 
 
 

4 

4(jk) 
 
 
 

5(k),6(k) 

3 
 
 
 

2 

O 
 
 
 

R 

SR 3.3.1.5 
SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

 
SR 3.3.1.5 

SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

      
2427. Reactor Trip Circuit 

Breaker Position 
Indication 

4 1,2(kl),3(kl) 3 K SR 3.3.1.5 
SR 3.3.1.6(b)(c) 
SR 3.3.1.10 

      
2528. Rod Cluster Control 

Assembly (RCCA) 
Analog Position 
Indicators

89 1(df) 89 U SR 3.3.1.5 
SR 3.3.1.6(b)(c) 

      
2629. RCCA Shutdown Bank 

Bottom Position 
Indicators 

8912 per division
4 divisions 

 
12 per division 

4 divisions 
 

3(ce),4(ce),5(c) 
 
 
 

5(e) 

12 per division
3 divisions 

89 
 

12 per division
3 divisions 

 

QO 
 
 
 

Q 

SR 3.3.1.5 
SR 3.3.1.6(b)(c) 

 
 

SR 3.3.1.5 
SR 3.3.1.6(b)(c) 

      
2730. Self-Powered Neutron 

Detectors 
72 1(df) 67 H SR 3.3.1.2(b)(c) 

SR 3.3.1.5 
      

(b) If the as-found sensor calibration setting values are outside their predefined as-found tolerance for the calibrations settings 
(e.g., 0, 25, 50, 75, and 100%), then the sensor shall be evaluated to verify that it is functioning as required before returning 
the sensor to service. 

(c) The sensor shall be calibrated such that the as-left sensor calibration setting values are within the as-left tolerance around the 
calibration settings at the completion of the surveillance; otherwise, the sensor shall be declared inoperable.  The 
methodologies used to determine the as-found and the as-left CALIBRATION setting tolerances are specified in a document 
controlled under 10 CFR 50.59. 

(ce) With P7 permissive P7 inhibited (one or more RCPs in operation). 

(df) With P2 permissive P2 validated. 

(eg) With P5 permissive P5 validated. 

(jk) With P15 permissive P15 validated. 

(kl) Except when all MFW full load and low load lines are isolated. 
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Table 3.3.1-2 (page 8 of 8) 
Acquisition and Processing Unit Requirements Referenced from Table 3.3.1-1 

 

TRIP / ACTUATION FUNCTION / PERMISSIVE 
 

 
APPLICABLE 
MODES OR 

OTHER 
SPECIFIED 

CONDITIONS 
 

MINIMUM 
REQUIRED 

FOR 
FUNCTIONAL 
CAPABILITY(a) 

 

NOMINAL LIMITING 
TRIP SETPOINT / 

DESIGN LIMIT 
 

CONDITION 
 

     
P7 - RCP Not in Operation 3(tr),4(tr)

 
5(tr),6(tr) 

3 divisions 
 

2 divisions 

[ 50% no load 
current90% nominal 
speed for 600 sec. ] 

O 
 

Q 
     
P8 -  Shutdown Rod Cluster Control Assembly 

Position Lower than Threshold 
3(us),4(us) 

 
5(us) 

3 divisions 
 

2 divisions 

[ All rods inNA ] O 
 

Q 
     
P12 - Pressurizer Pressure Lower than Threshold 3 (RCS 

< 2005 
psia),4(nl) 

3 divisions [ 2005 psia ] O 

     
P14 - Hot Leg Pressure and Hot Leg Temperature 

Lower than Thresholds 
1,2,3,4(pn) 3 divisions [ 350ºF and 

464 psia ] 
N 

     
P15 - Hot Leg Pressure and Hot Leg Temperature 

Lower than Thresholds and RCPs Shutdown 
4 
 

5, 6 

3 divisions 
 

2 divisions 

[ 350ºF, 464 psia, 
and 90% nominal 
speed for 600 sec. 

50% no load  
current ] 

O 
 

R 

     
P16 - Hot Leg Pressure and Delta Psat Lower than 

Thresholds, RCP Not in Operation, and Time 
Elapsed since Safety Injection start 

1, 2, 3, 4 3 divisions [ 290 psia,  
Psat 73 psi,  

90% nominal speed 
for 600 sec.50% no 

load current, and  
1.5 hrs post-SI ] 

N 

     
P17 - Cold Leg Temperature Lower than Threshold 4(vt) 

 
5(vt),6(vt)

3 divisions 
 

2 divisions 

[ 248ºF ] O,S 
 

S 
     

(a) A division is OPERABLE provided:  a) the minimum sensors required for functional capability for all sensors providing input to 
the Trip/Actuation Function/Permissive are OPERABLE; and b) the associated signal processors are OPERABLE. 

 
(b) If the as-found setpoint is outside its predefined as-found tolerance, then the Trip/Actuation Function shall be evaluated to 

verify that it is functioning as required before returning the Trip/Actuation Function to service. 

(c) The setpoint shall be reset to a value that is within the as-left tolerance around the Nominal Trip Setpoint (NTSP) at the 
completion of the surveillance; otherwise, the division shall be declared inoperable.  Setpoints more conservative than the 
LTSP are acceptable provided that the as-found and as-left tolerances apply to the actual setpoint implemented in the 
Surveillance procedures to confirm Trip/Actuation Function performance.  The methodologies used to determine the as-found 
and the as-left tolerances are specified in a document controlled under 10 CFR 50.59. 

(nl) With P15 permissive P15 inhibited. 

(pn) When the SGs are relied upon for heat removal. 

(tr) With P7 permissive P7 validated (no RCPs in operation). 

(us) With P7 permissive P7 inhibited (one or more RCPs in operation). 

(vt) When PSRV OPERABILITY is required by LCO 3.4.11. 
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SURVEILLANCE REQUIREMENTS  (continued) 
 

SURVEILLANCE 
 

FREQUENCY 
 

SR  3.8.1.4 Verify each day tank contains � 700 gal of fuel oil. 
 
31 days 

SR  3.8.1.5 Check for and remove accumulated water from each 
day tank. 

 
31 days 

SR  3.8.1.6 Verify each fuel oil transfer system operates to 
automatically transfer fuel oil from storage tank to the 
day tank. 

 
31 days 

SR  3.8.1.7 ------------------------------NOTE-------------------------------- 
 All EDG starts may be preceded by an engine 

prelube period. 
 ---------------------------------------------------------------------- 

 

Verify each EDG starts from standby condition and 
achieves: 

 
 a. In � 15 seconds, voltage � 6555 V and frequency 

� 58.8 Hz; and 
 
 b. Steady state voltage � 6555 V and � 7260 V, and 

frequency � 58.8 Hz and � 61.2 Hz. 
 

184 days 

SR  3.8.1.8 ------------------------------NOTE-------------------------------- 
[ This Surveillance shall not normally be performed in 
MODE 1 or 2.  However, this Surveillance may be 
performed to reestablish OPERABILITY provided an 
assessment determines the safety of the plant is 
maintained or enhanced.  Credit may be taken for 
unplanned events that satisfy this SR. ] 

 ---------------------------------------------------------------------- 

 

Verify automatic and manual transfer of AC power 
sources from the normal offsite circuit to the alternate 
offsite circuit. 

24 months 
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SURVEILLANCE REQUIREMENTS  (continued) 
 

SURVEILLANCE 
 

FREQUENCY 
 

SR  3.8.1.9 -------------------------------NOTES------------------------------ 
[ 1. This Surveillance shall not normally be performed in 

MODE 1 or 2.  However, this Surveillance may be 
performed to reestablish OPERABILITY provided an 
assessment determines the safety of the plant is 
maintained or enhanced.  Credit may be taken for 
unplanned events that satisfy this SR. 

 2. ] If performed with the EDG synchronized with offsite 
power, it shall be performed at a power factor � 0.9. 
However, if grid conditions do not permit, the power 
factor limit is not required to be met.  Under this 
condition the power factor shall be maintained as 
close to the limit as practicable. 

 ---------------------------------------------------------------------- 
 

 

Verify each EDG rejects a load greater than or equal to 
its associated single largest post-accident load, and: 

 
 a. Following load rejection, the frequency is � 63 Hz; 
 
 b. Within 3 seconds following load rejection, the 

voltage is � 6555 V and � 7260 V; and 
 
 c. Within 3 seconds following load rejection, the 

frequency is � 58.8 Hz and � 61.2 Hz. 
 

24 months 
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SURVEILLANCE REQUIREMENTS  (continued) 
 

SURVEILLANCE 
 

FREQUENCY 
 

SR  3.8.1.10 ------------------------------NOTES------------------------------- 
[ 1. This Surveillance shall not normally be performed 

in MODE 1 or 2.  However, this Surveillance may be 
performed to reestablish OPERABILITY provided an 
assessment determines the safety of the plant is 
maintained or enhanced.  Credit may be taken for 
unplanned events that satisfy this SR. 

 2. ] If performed with EDG synchronized with offsite 
power, it shall be performed at a power factor � 0.9. 
However, if grid conditions do not permit, the power 
factor limit is not required to be met.  Under this 
condition the power factor shall be maintained as 
close to the limit as practicable. 

 --------------------------------------------------------------------- 
 

 

Verify each EDG does not trip and voltage is maintained 
� 8280 V during and following a load rejection of 
� 8550 kW and � 9500 kW. 

 

24 months 
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SURVEILLANCE REQUIREMENTS  (continued) 
 

SURVEILLANCE 
 

FREQUENCY 
 

SR  3.8.1.12 ------------------------------NOTES------------------------------- 
 [ 1.] All EDG starts may be preceded by prelube period. 

 [ 2. This Surveillance shall not normally be performed in 
MODE 1 or 2.  However, portions of the Surveillance 
may be performed to reestablish OPERABILITY 
provided an assessment determines the safety of the 
plant is maintained or enhanced.  Credit may be taken 
for unplanned events that satisfy this SR. ] 

 --------------------------------------------------------------------- 

 

Verify on an actual or simulated Safety Injection System 
actuation signal each EDG auto-starts from standby 
condition and: 

 
 a. In � 15 seconds after auto-start and during tests, 

achieves voltage � 6555 V and frequency � 58.8 Hz; 
 
 b. Achieves steady state voltage � 6555 V and � 7260 

V and frequency � 58.8 Hz and � 61.2 Hz; 
 
 c. Operates for � 5 minutes; and 

 d. Permanently connected loads remain energized 
from the offsite power system; and. 

e. Emergency loads are energized or autoconnected 
through the Protection System from the offsite 
power system. 

24 months 
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SURVEILLANCE REQUIREMENTS  (continued) 
 

SURVEILLANCE 
 

FREQUENCY 
 

SR  3.8.1.13 ------------------------------NOTE------------------------------- 
[ This Surveillance shall not normally be performed in 
MODE 1 or 2.  However, this Surveillance may be 
performed to reestablish OPERABILITY provided an 
assessment determines the safety of the plant is 
maintained or enhanced.  Credit may be taken for 
unplanned events that satisfy this SR. ] 

 --------------------------------------------------------------------- 

 

Verify each EDG’s noncritical automatic trips are 
bypassed on an actual or simulated Loss of Offsite 
Power signal on the emergency bus concurrent with ; or 
an actual or simulated Safety Injection System actuation 
signal. 

 

 
24 months 
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BASES 

BACKGROUND  (continued) 

The measurement divisions or signal acquisition layer (which includes the 
RAUs and RCCAUs) in each division acquires analog and binary input 
signals from sensors in the plant (such as for temperature, pressure, and 
level measurements).  Each signal acquisition computer distributes its 
acquired and preprocessed input signals to the PS logic and controls, 
which includes the data processing computers (APUs). 

The data-processing computers (APUs) perform signal processing for 
plant protective functions such as signal online validation, limit value 
monitoring and calculations.  Each PS division contains four ALUs, two 
assigned to each subsystem.  Two ALUs of the same subsystem within a 
division are redundant and perform the same processing using the same 
inputs.  The outputs of two redundant ALUs are combined in a hardwired 
“functional AND” logic for Reactor Trip functions and in a hardwired OR 
logic for ESF Functions.  This avoids both unavailability of ESF Functions 
and spurious Reactor Trips.  The data processing computers then send 
their outputs to two independent voter computer units (ALUs) in each 
division. 

In the voter computers (ALUs), the outputs of the data-processing 
computers of redundant divisions are processed together.  A voter 
computer controls a set of actuators.  Each voter receives the actuation 
signal from each of the redundant data-processing computers.  The 
voter's task is to compare this redundant information and compute a 
validated (voted) actuating signal, which is used for actuating the end 
devices. 

When an APU, RAU, or RCCA Unit is placed in lockout, network outputs 
are marked as invalid and are disregarded in downstream processing.  
For example, a two out of four voting function that receives one faulty 
input votes two out of three on the remaining non-faulty inputs.  
Hardwired outputs (i.e., ALU outputs) are forced to a no output state, 
resulting in a “reactor trip outputsignal” and no ESF actuation.  No manual 
actions, beyond placing the signal processor in lockout, are required for 
the downstream processing to properly accommodate the signal 
processor in a lockout condition. 

For the Reactor Trip Function, both ALUs in a subsystem, if OPERABLE, 
must vote for an actuation.  This provides protection against spurious 
trips.  However, if only one ALU in a subsystem is OPERABLE, the 
subsystem is still OPERABLE, and the single voting ALU will initiate a 
Reactor Trip.  For the ESF Functions, an actuation will occur if either of 
the ALUs in a division subsystem votes for an actuation.  This provides 
protection against ESF unavailability. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
In MODES 5 and 6, automatic actuation of the ESF Functions is not 
normally required because adequate time is available to evaluate plant 
conditions and respond by manually operating the ESF components if 
required.  Exceptions to this are: 
 
– ESF 3.c:  SIS Actuation on Low RCS Loop Level, 
– ESF 10.a:  Emergency Diesel Generator (EDG) Start on Degraded 

Grid Voltage, 
– ESF 10.b:  EDG Start on Loss of Offsite Power (LOOP), 
– ESF 11.b:  Chemical and Volume Control System (CVCS) Isolation on 

Anti-Dilution Mitigation (ADM) - Shutdown Condition (RCP not 
operating), 

– ESF 11.c:  CVCS Isolation on ADM - Standard Shutdown Conditions, 
– ESF 12.a and 12.b:  PSRV Actuation - First and Second Valve, and 
– ESF 13:  Control Room Heating, Ventilation and Air Conditioning 

(HVAC) Reconfiguration to Recirculation Mode on High Intake 
Activity. 

 
These ESF Functions are required to be OPERABLE in MODES 5 and 6, 
and during movement of irradiated fuel assemblies to ensure that: 
 
– Systems to provide adequate coolant inventory makeup are available 

for the irradiated fuel assemblies in the core; 
– Systems needed to mitigate a fuel handling accident are available; 

and 
– Systems necessary to mitigate the effects of events that can lead to 

core damage during shutdown are available. 
 
The specific safety analysis and OPERABILITY requirements applicable 
to each PS protective function is are identified below.  Permissives that 
enable a credited function when the Permissives are validated will beare 
included in the Technical Specifications.  Permissives that disable a 
Reactor Trip or ESF function when validated are not part of a primary 
success path of a safety sequence analysis.  While their failure may lead 
to a spurious reactor trip or ESF actuation, their functioning is not credited 
to mitigate an accident of anticipated operational occurrence, nor to keep 
the plant in an analyzed condition. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
This function mitigates the following postulated accidents or AOOs: 
 

– Inadvertent opening of a PSRV, and 
– Small break LOCA. 

 
The RCP Trip on Low Delta Pressure across RCP with SIS Actuation 
function requires four divisions of the following sensors and processors to 
be OPERABLE in MODES 1, 2, 3, and 4: 
 

– RCP Delta Pressure sensors, 
RCP Current sensors, 
– APUs, and 
– ALUs. 

 
The sensors required to generate the SIS actuation signal are identified 
under each separate ESF function:  SIS on Low Pressurizer Pressure 
(Function B.3.a), SIS Actuation on Low Delta Psat (Function B.3.b), and 
SIS Actuation on Low RCS Loop Level (Function B.3.c). 

The LTSP NTSP for the RCP Trip on Low Delta Pressure across RCP 
with SIS Actuation function is set low enough to avoid spurious operation 
but high enough to ensure core cooling is maintained. 

There are no automatic permissives associated with this function. 

5. Partial Cooldown Actuation on SIS Actuation 

The partial cooldown consists of lowering the MSRT setpoint down to 
allow depressurization of the RCS by heat removal of the SGs.  This 
function mitigates the following postulated accidents or AOOs: 

– Excessive increase in secondary steam flow, 
– MSLB, 
– Inadvertent opening of a Pressurizer pilot operated safety valve, 

and 
– Small break LOCA. 

The automatic Partial Cooldown Actuation on SIS Actuation function 
requires four divisions of the following processors to be OPERABLE in 
MODES 1, 2, and 3: 

– APUs, and 
– ALUs. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
This function mitigates the following postulated accidents or AOOs: 
 

– Excessive increase in secondary steam flow, 
– Spurious opening of one SG safety or relief valve, 
– Steam system piping failure, and 
– Feedwater system piping failure. 

 
The MSIV Isolation on SG Pressure Drop function requires four divisions 
of the following sensors and processors to be OPERABLE in MODES 1 
and 2, and in MODE 3, except when all MSIVs are closed: 
 

– SG Pressure sensors, 
– APUs, and 
– ALUs. 

 
The LTSP NTSP for the MSIV Isolation on SG Pressure Drop function is 
set low enough to avoid SG pressure fluctuations during normal operation 
and high enough to isolate an SG and limit the blowdown to the value 
assumed in the safety analysis. 

The condition to be detected is an SG pressure drop greater than a 
specified value.  This is accomplished by using a variable pressure 
setpoint tracking the steam line pressure with a constant offset.  The 
setpoint has a limitation on its maximum pressure and its maximum rate 
of decrease.  If the steam line pressure increases, the setpoint will 
increase until the limitation on maximum pressure is reached.  The 
maximum value of the setpoint is limited in order to avoid MSIV isolation 
during an SG pressure decrease following a reactor trip and turbine trip, 
which would result in an SG overpressure condition.  If the steam line
pressure decreases, the setpoint will follow the decrease as long as
the rate is less than or equal to the limitation on maximum rate of 
decrease.  If the steam line pressure decreases more rapidly than the 
limitation on the maximum rate of decrease, the margin between the 
actual pressure and the setpoint will decrease until the steam line 
pressure equals the setpoint and protective action occurs.An SG pressure 
drop is detected by using a variable low setpoint equal to the actual SG 
pressure minus a fixed value, with a limitation placed on the rate of 
decrease of the setpoint. 

There are no automatic permissives associated with this function. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
Hot leg pressure measurements, hot leg temperature measurements, and 
cold leg temperature measurements are used to calculate core 
THERMAL POWER.  These calculated core THERMAL POWER levels 
are compared to the setpoint.  When three out of four of the calculated 
core THERMAL POWER levels are greater than the setpoint, the operator 
is prompted to manually validate the permissive. 
 
The value of the permissive was selected at the boundary between the 
operating range of the iIntermediate rRange dDetectors and the pPower 
rRange dDetectors. 

Permissives that disable a reactor trip or ESF function when the 
permissives are validated are not part of a primary success path of a 
safety sequence analysis.  While their failure may lead to a spurious 
reactor trip or ESF actuation, their functioning is not credited to mitigate 
an accident or anticipated operational occurrence, nor to keep the plant in 
an analyzed condition.  Since the P6 permissive P6 only disables 
functions when the permissive is validated, it is not within the scope of 
10 CFR 50.36, Criterion 3. 

5. P7 - RCP Not in Operation 
 
The P7 permissive facilitates plant heat-up and cooldown by disabling 
certain ESF functions.   
 
The P7 permissive is utilized in the following reactor trips or ESF 
functions: 
 

– ESF 11.b:  CVCS Isolation on ADM - Shutdown Condition (RCP 
not operating), and 

– ESF 11.c:  CVCS Isolation on ADM - Standard Shutdown 
Conditions. 

 
The P7 permissive requires four divisions of the following sensors and 
processors to be OPERABLE in MODES 3, 4, 5, and 6 with no RCPs in 
operation: 
 

– RCP Breaker Position Indication, 
– RCP Bus Breaker Position Indication, 
– RCP Speed, 
–RCP Current sensors,  
– APUs, and 
– ALUs. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
If two-out-of-four of the following conditions are true, then a signal is 
generated for that pump: 

– RCP Breaker open position, 
– RCP Bus Breaker open position, 
– First RCP Speed measurement less than or equal to a setpoint 

(approximately 90%), and 
– Second RCP Speed measurement less than or equal to a setpoint 

(approximately 90%). 

When signals are generated for all four pumps, a delay time
(approximately 600 seconds) is started.  After the delay time has expired, 
the permissive is automatically validated. 
The RCP current measurements (three per RCP) from different pumps 
are compared to a setpoint (less than approximately 50% no load 
current).  When two out of three of the measurements taken from all four 
divisions are less than the setpoint, the permissive is validated (i.e., 
indicates that the RCPs are not in operation). 

The value of the permissive was selected to establish the requirements 
for anti-dilution mitigation in a timely manner. 

6. P8 - Shutdown RCCA Position Lower than Threshold
 
The P8 permissive defines the shutdown state with all rods in (ARI). 
 
The P8 permissive is utilized in: 
 

– ESF 11.c - CVCS Isolation on ADM - Standard Shutdown 
Conditions, and 

– ESF 11.d - CVCS Isolation on ADM at Power. 
 
The P8 permissive requires four divisions of the following sensors and 
processors to be OPERABLE in MODES 3, 4, and 5 with one or more 
RCPs in operation: 
 

– RCCA Shutdown Bank Bottom Position Indicator sensors, 
– RCCAUs, 
– APUs, and 
– ALUs. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
8. P13 - Hot Leg Temperature Lower than Threshold 
 
The P13 permissive defines when steam generator draining and filling 
operations are allowed.  The P13 permissive is utilized in the following 
reactor trips or ESF functions: 
 

– Reactor Trip 17:  Low SG Level, 
– Reactor Trip 18:  High SG Level, 
– ESF 2.b:  MFW Full Load Isolation on High SG Level (Affected 

SGs), 
– ESF 2.e:  SSS Isolation on High SG Level for Period of Time 

(Affected SGs), 
– ESF 6.a:  EFWS Actuation on Low-Low SG Level (Affected SGs), 

and 
– ESF 6.b:  EFWS Actuation on LOOP and SIS Actuation (All SGs). 

 
Hot Leg Temperature (WR) measurements are compared to the P13 
setpoint (approximately 200°F). 
 
The value of the permissive was selected in order to permit draining and 
filling operations during shutdown and LHSI/RHR in operation without 
generating protection signals. 
 
Permissives that disable a reactor trip or ESF function when the 
permissives are validated are not part of a primary success path of a 
safety sequence analysis.  While their failure may lead to a spurious 
reactor trip or ESF actuation, their functioning is not credited to mitigate 
an accident or anticipated operational occurrence, nor to keep the plant in 
an analyzed condition.  Since the P13 permissive P13 only disables 
functions when the permissive is validated, it is not within the scope of 
10 CFR 50.36, Criterion 3. 

9. P14 - Hot Leg Pressure and Hot Leg Temperature Lower than 
Thresholds 

 
The P14 permissive defines when the residual heat removal system is 
allowed to be connected to the RCS. 
 
The P14 permissive is utilized in the following reactor trip or ESF 
functions: 
 

– ESF 5 - Partial Cooldown Actuation on SIS Actuation, and 
– ESF 7.a - MSRT Actuation on High SG Pressure (Affected SG) 

(for setpoint control). 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
At pressures and temperatures below the setting of the P14 permissive 
(approximately 464 psia and approximately 350 ºF), operation of the 
LHSI/RHR system is allowed. 
 
The P14 permissive requires four divisions of the following sensors and 
processors to be OPERABLE in MODES 1, 2, 3, and in MODE 4 when 
the SGs are relied upon for heat removal: 
 

– Hot Leg Temperature (Wide Range) sensors, 
– Hot Leg Pressure (Wide Range) sensors, 
– APUs, and 
– ALUs. 

 
This permissive is manually controlled. 
 
 
10. P15 - Hot Leg Pressure and Hot Leg Temperature Lower than 

Thresholds and RCPs Shutdown 
 
The P15 permissive defines when SIS actuation due to Low Delta Psat is 
disabled and SIS actuation due to Low RCS Loop Level is enabled. 

The P15 permissive is utilized in the following reactor trips or ESF 
functions: 

– ESF 3.b:  SIS Actuation on Low Delta Psat, and 
– ESF 3.c:  SIS Actuation on Low RCS Loop Level. 

 
The P15 permissive requires four divisions of the following sensors and 
processors to be OPERABLE in MODES 4, 5, and 6: 
 

– Hot Leg Temperature (Wide Range) sensors, 
– Hot Leg Pressure (Wide Range) sensors, 
– RCP Breaker Position Indication, 
– RCP Bus Breaker Position Indication, 
– RCP Speed, 
–RCP Current sensors, 
– APUs, and 
– ALUs. 

 
The value for Permissive P15 (RCS temperature less than or equal to 
approximately 350ºF, RCS pressure less than or equal to approximately 
464 psia, and less than or equal to approximately 50% no load current on 
all RCPs) represents the threshold for switching from the SIS Actuation 
on Low Delta Psat protection to protection via the SIS Actuation on Low 
RCS Loop Level. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
If two-out-of-four of the following conditions are true, then a signal is 
generated for that pump: 

– RCP Breaker open position, 
– RCP Bus Breaker open position, 
– First RCP Speed measurement less than or equal to a setpoint 

(approximately 90%), and 
– Second RCP Speed measurement less than or equal to a setpoint 

(approximately 90%). 

When signals are generated for all four pumps, a delay time 
(approximately 600 seconds) is started.  After the delay time has expired, 
and the pressure and temperature conditions (RCS pressure less than 
approximately 464 psia and RCS temperature less than approximately 
350°F) are satisfied, the operator is prompted to manually validate the 
P15 permissive. 

11. P16 - Hot Leg Pressure and Delta Psat Lower than Thresholds, RCP 
Not in Operation, and Time Elapsed since Safety Injection Start 

 
The P16 permissive defines when Safety Injection may be aligned from 
the cold leg to the hot leg to mitigate the consequences of a LOCA.   
 
The P16 permissive requires four division of the following sensors and 
processors to be OPERABLE in MODES 1, 2, 3, and 4: 
 

– Hot Leg Temperature (Wide Range) sensors, 
– Hot Leg Pressure (Wide Range) sensors, 
– RCP Breaker Position Indication, 
– RCP Bus Breaker Position indication, 
– RCP Speed, 
–RCP current sensors, 
– APUs, and 
– ALUs. 

 
The value for Permissive P16 (Hot leg pressure below approximately 290 
psia, Delta Psat below approximately 73 psi, less than approximately 50% 
no load current on all RCPs, and approximately 1.5 hours since Safety 
Injection initiated) represents the threshold for switching from cold leg 
injection to hot leg injection. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
Hot leg pressure (WR) measurements and Delta Psat (calculated 
separately) are each compared to a setpoint.  The following logic is used: 

– Two-out-of-four hot leg pressure measurements are less than a 
setpoint (approximately 290 psia), 

– Two out of four of the Delta Psat measurements are less than a 
setpoint (approximately 73 psi), 

– RCPs indicating stopped (see P15 permissive), and 
– SIS actuation followed by a delay (approximately 1.5 hours). 

Once these conditions are met, the operator is prompted to manually 
validate the P16 permissive.

12. P17 - Cold Leg Temperature Lower than Threshold 
 
The P17 permissive corresponds to the temperature conditions where 
brittle fracture protection is required.   
 
The P17 permissive is utilized in the following reactor trips or ESF 
functions: 
 

– ESF 11.a:  CVCS Charging Line Isolation on High-High Pressure 
Level, 

– ESF 12.a:  PSRV Actuation - First Valve, and 
– ESF 12.b:  PSRV Actuation - Second Valve. 

 
The P17 permissive requires four divisions of the following sensors and 
processors to be OPERABLE when Pressurizer Safety Relief Valve 
OPERABILITY is required by LCO 3.4.11, "Low Temperature 
Overpressure Protection (LTOP)": 
 

– Cold Leg Temperature (Wide Range) sensors, 
– APUs, and 
– ALUs. 

 
The value for the P17 permissive P17 is the threshold for actuation of 
cold overpressure mitigation systems. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
2119. RCP CurrentBreaker Position Indication 

Three RCP Current sensors per RCP (12 total) are required to be 
OPERABLE in MODES 1, 2, 3, 4, 5, and 6.  Four RCP Breaker Position 
Indication sensors are required to be OPERABLE in MODES 3, 4, 5, and 
6.  These sensors support the following functions and Permissives: 

–ESF 4:  RCP Trip on Low Delta Pressure across RCP with SIS 
Actuation, 

– P7 permissive P7:  RCP Not in Operation, and 
– P15 permissive P15:  Hot Leg Pressure and Hot Leg Temperature 

Lower than Thresholds and RCPs Shutdown., and
– P16 permissive:  Hot Leg Pressure and Delta Psat Lower than 

Thresholds, RCP Not in Operation, and Time Elapsed since 
Safety Injection start. 

22. RCP Bus Breaker Position Indication 

Four RCP Bus Breaker Position Indication sensors are required to be 
OPERABLE in MODES 3, 4, 5, and 6.  These sensors support the 
following Permissives: 

– P7 permissive:  RCP Not in Operation, 
– P15 permissive:  Hot Leg Pressure and Hot Leg Temperature 

Lower than Thresholds and RCPs Shutdown, and 
– P16 permissive:  Hot Leg Pressure and Delta Psat Lower than 

Thresholds, RCP Not in Operation, and Time Elapsed since 
Safety Injection start. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
2320. RCP Delta Pressure 

Two RCP Delta Pressure sensors per pump (8 total) are required to be 
OPERABLE in MODES 1, 2, 3, and 4.  These sensors support ESF 4:  
RCP Trip on Low Delta Pressure across RCP with SIS Actuation function. 

2421. RCP Speed 

Four RCP Speed sensors are required to be OPERABLE in MODE 1 
when RTP is greater than or equal to approximately 10%.  These sensors 
support the following functions and Permissives: 

– Reactor Trip 1.a:  Low DNBR, 
– Reactor Trip 1.b:  Low DNBR and (Imbalance or Rod Drop (1/4)), 
– Reactor Trip 1.c:  Low DNBR and Rod Drop (2/4), 
– Reactor Trip 1.d:  Low DNBR - High Quality, 
– Reactor Trip 1.e:  Low DNBR - High Quality and (Imbalance or 

Rod Drop (1/4)), and 
– Reactor Trip 7:  Low RCP Speed,. 
– P7 permissive:  RCP Speed Lower than Threshold, 
– P15 permissive:  Hot Leg Pressure and Hot Leg Temperature 

Lower than Thresholds and RCPs Shutdown, and 
– P16 permissive:  Hot Leg Pressure and Delta Psat Lower than 

Thresholds, RCP Not in Operation, and Time Elapsed since 
Safety Injection start. 
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BASES 

APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY  (continued) 
 
2522. RCS Loop Flow 

Four RCS Loop Flow sensors per loop (16 total) are required to be 
OPERABLE in MODE 1, and in MODE 2 when RTP is greater than or 
equal to approximately 10-5 % as shown on the iIntermediate rRange 
dDetectors.  These sensors support the following functions and 
Permissives: 

– Reactor Trip 1.a:  Low DNBR, 
– Reactor Trip 1.b:  Low DNBR and (Imbalance or Rod Drop (1/4)), 
– Reactor Trip 1.c:  Low DNBR and Rod Drop (2/4), 
– Reactor Trip 1.d:  Low DNBR - High Quality, 
– Reactor Trip 1.e:  Low DNBR - High Quality and (Imbalance or 

Rod Drop (1/4)), 
– Reactor Trip 4:  High Core Power Level, 
– Reactor Trip 5:  Low Saturation Margin, 
– Reactor Trip 6a:  Low-Low RCS Loop Flow Rate in One Loop, 
– Reactor Trip 6b:  Low RCS Loop Flow Rate in Two Loops, and 
– P6 permissive P6:  Thermal Core Power Higher than Threshold. 

2623. RCS Loop Level 

Four RCS Loop Level sensors are required to be OPERABLE in: 

– MODES 4, 5 and 6 when no RCPs are running, the hot leg 
pressure is less than approximately 464 psia, and the hot leg 
temperature is less than approximately 350ºF., and 

MODES 5 and 6. 

These sensors support ESF 3.c:  SIS Actuation on Low RCS Loop Level 
function. 

2724. RTCB Position Indication 

Four RTCB Position Indication sensors are required to be OPERABLE in 
MODE 1, and in MODES 2 and 3 except when all MFW full load and low 
load lines are isolated.  These sensors support the following functions: 

– ESF 1:  Turbine Trip on Reactor Trip, 
– ESF 2.a:  MFW Full Load Isolation on Reactor Trip (All SGs), and 
– ESF 2.e:  SSS Isolation on High SG Level for Period of Time 

(Affected SGs). 
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BASES 

ACTIONS  (continued) 
 
A.1 and A.2 

Condition A applies to the failure of one or more sensors.  Condition A.1 
applies only to the RTCB Position Indication sensors.  If one or more of 
these sensors is inoperable, the inoperable sensor(s) must be placed in 
the tripped condition in 1 hour.  The Completion Time of 1 hour is based 
on operating experience and the minimum amount of time allowed for 
manual operator action.  Condition A.2 applies to all other PS sensors.  If 
one or more of these sensors is inoperable, the inoperable sensor is 
placed in lockout in 4 hours.  The 4 hour allotted timeframe is sufficient to 
allow the operator to take all appropriate actions for the failed sensor and 
still ensures that the risk involved in operating with the failure is 
acceptable. 

B.1 
 
Condition B applies to the failure of one or more manual actuation 
switches.  In this condition, the minimum functional capability for manual 
actuation may not maintained.  Restoring the manual initiation capability 
to OPERABLE status within 48 hours is reasonable considering the 
availability of automatic actuation, the low probability of an AOO or 
postulated accident occurring during this time, and the time necessary for 
repairs. 
 
 
C.1 and C.2 
 
Condition C applies to one or more APUs inoperable due to the 
NTSPLTSP for one or more Trip/Actuation Function/Permissives not met.  
In this condition, the hardware is still functional.  The sensors have been 
calibrated and the ADOTs and SOTs have checked the function from 
sensor to actuation device.  The manual actuation capability would be 
unaffected. 
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BASES 

ACTIONS  (continued) 
 
If the inoperability affects the NTSPLTSP for either the EDG Start on 
Degraded Grid Voltage or the EDG Start on LOOP (Trip/ESF Actuation 
Functions B.10.a or B.10.b), Required Action C.1 directs entry into the 
applicable Conditions and Required Actions of LCO 3.8.1, "AC Sources - 
Operating," and LCO 3.8.2, "AC Sources - Shutdown."  Note that the 
EDG Start on Degraded Grid Voltage and the EDG Start on LOOP 
functions reside on redundant APUs within each division.  Therefore, if 
the NTSP for the EDG Start on Degraded Grid Voltage or the EDG Start 
on LOOP functions is entered incorrectly on only one APU in a division, 
that division is still capable of performing the EDG Start on Degraded Grid 
Voltage or the EDG Start on LOOP functions.  However, single failure 
protection for the start of the EDG in that division is not maintained.  The 
Completion Time of 1 hour is a reasonable time to allow the operator to 
diagnose and potentially correct the issue that caused the inoperability 
prior to entering LCO 3.8.1 or LCO 3.8.2.  Restoring the NTSPLTSP to 
OPERABLE status within 24 hours for all other Trip/Actuation 
Function/Permissives is a reasonable timeframe considering the time 
necessary to change the setpoint parameter, load corrected software, or 
replace the unit.  If the an NTSPLTSP, which is not associated with an 
EDG start function, cannot be restored to OPERABLE status, the 
associated APU must be placed in lockout or the Condition referenced in 
Table 3.3.1-2 for the associated function must be entered.  If only one 
APU that performs the EDG Start on Degraded Grid Voltage or the EDG 
Start on LOOP functions in a division is placed in lockout because the 
EDG NTSPs reside on the same APU, the division is still capable of 
performing the EDG Start on Degraded Grid Voltage or the EDG Start on 
LOOP functions. 
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BASES 

ACTIONS  (continued) 
 
D.1 and D.2 
 
Condition D applies to one or more signal processors inoperable for 
reasons other than Condition C.  If the inoperability affects the APU or 
ALU associated with the EDG Start on Degraded Grid Voltage or the 
EDG Start on LOOP (Trip/Actuation ESF Functions B.10.a or B.10.b), 
Required Action D.1 directs entry into the applicable Conditions and 
Required Actions of LCO 3.8.1, "AC Sources - Operating," and 
LCO 3.8.2, "AC Sources - Shutdown."  The Completion Time of 1 hour is 
a reasonable time to allow the operator to diagnose and potentially 
correct the issue that caused the inoperability prior to entering LCO 3.8.1 
or LCO 3.8.2.  Restoring the signal processor to OPERABLE status within 
4 hours is a reasonable timeframe considering the time necessary to 
restore the signal processor to OPERABLE status.  If the signal processor 
cannot be restored to OPERABLE status, the signal processor must be 
placed in lockout. 

E.1 
 
Condition E applies to the RCP Bus and Trip Breakers, RTCBs, and 
Reactor Trip Contactors.  With one ore more actuation devices 
inoperable, the actuation device must be restored to OPERABLE status 
within 48 hours.  The Completion Time of 48 hours is reasonable 
considering that there are two automatic actuation divisions and the low 
probability of an event occurring during this interval. 

F.1 
 
If the Required Action and associated Completion Time of Condition A, B, 
C, D, or E or if the minimum functional capability (the value where the 
supported functions would not actuate during an AOO or postulated event 
coupled with a single failure) of the sensors, manual actuation switches, 
signal processors or actuation devices specified in Table 3.3.1-1 are not 
met, then the unit must be brought to a MODE in which the supported 
reactor trips or ESF functions are not required to be OPERABLE and any 
other specified actions must be taken.  The applicable Condition 
referenced in the table is sensor, manual actuation switch, signal 
processor, actuation device, and MODE dependent.  Condition F is 
entered to provide for transfer to the appropriate subsequent Condition.  
Required Action F.1 directs entry into the appropriate Condition 
referenced in Table 3.3.1-1. 
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BASES 

ACTIONS  (continued) 
 
G.1 
 
If Table 3.3.1-2 directs entry into Condition G, the unit must be brought to 
a condition in which the Low-Low RCS Loop Flow Rate in One Loop 
function (Trip/Actuation ESF Function A.6.a) or associated P3 permissive 
P3 are not required to be OPERABLE.  The allowed Completion Time of 
2 hours is reasonable, based on operating experience, to reduce 
THERMAL POWER from full power to less than 70% RTP in an orderly 
manner and without challenging plant systems. 

H.1
 
If Table 3.3.1-1 or Table 3.3.1-2 directs entry into Condition H, the unit 
must be brought to a condition in which the supported reactor trips or 
Permissives are not required to be OPERABLE.  The allowed Completion 
Time of 6 hours is reasonable, based on operating experience, to reduce 
THERMAL POWER from full power to less than 10% RTP in an orderly 
manner and without challenging plant systems. 
 
 
I.1 
 
If Table 3.3.1-1 or Table 3.3.1-2 directs entry into Condition I, the unit 
must be brought to a MODE in which the supported reactor trips are not 
required to be OPERABLE.  The allowed Completion Time of 6 hours is 
reasonable, based on operating experience, to reach MODE 2 from full 
power conditions in an orderly manner and without challenging plant 
systems. 
 
 
J.1 
 
If Table 3.3.1-1 or Table 3.3.1-2 directs entry into Condition J, the unit 
must be brought to a MODE in which the supported reactor trips, ESF 
functions, or Permissives are not required to be OPERABLE.  The 
allowed Completion Time of 6 hours is reasonable, based on operating 
experience, to reach MODE 3 from full power conditions in an orderly 
manner and without challenging plant systems. 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
setting value outside the as-left condition may be cause for component 
assessment.  Evaluation of instrument performance will verify that the 
instrument will continue to behave in accordance with design-basis 
assumptions.  The purpose of the assessment is to ensure confidence in 
the instrument performance prior to returning the instrument to service.  
These conditions will also be identified in the Corrective Action Program.  
Entry into the Corrective Action Program will ensure required review and 
documentation of the condition for continued OPERABILITY. 

Footnote (c)The second Note requires that the sensor shall be calibrated 
such that the as-left sensor CALIBRATION setting values are within the 
as-left tolerance around the calibration settings at the completion of the 
Surveillanceas-left setting for the instrument be returned to within the as-
left tolerance of the LTSP.  Where a setpoint more conservative than the 
LTSP is used in the plant surveillance procedures, the as-left and as-
found tolerances, as applicable, will be applied to the surveillance 
procedure setpoint.  This will ensure that sufficient margin to the SL 
and/or Analytical Limit is maintained.  If the as-left instrument setting 
cannot be returned to a setting within the as-left tolerance, then the 
sensorTrip/Actuation Function shall be declared inoperable.  The second 
Note footnote also requires that the LTSP and the methodologies for 
calculating the as-left and the as-found tolerances be in a document 
controlled under 10 CFR 50.59. 

The digital PS provides continual online automatic monitoring of each of 
the input signal in each division, perform software limit checking (signal 
online validation) against required acceptance criteria, and provide 
hardware functional validation so that a division check is continuously 
being performed.  If any PS input signal is identified to be in a failure 
status, this condition is alarmed in the Control Room.  As such, a periodic 
"CHANNEL CHECK" is no longer necessary. 

The Surveillances are modified by a Note to indicate that when a sensor, 
manual actuation switch, signal processor, or actuation device is placed 
in an inoperable status solely for performance of required Surveillances, 
entry into associated Conditions and Required Actions may be delayed 
for up to 6 hours provided the associated Trip/Actuation 
Function/Permissive maintains functional capability.  Upon completion of 
the Surveillance, or expiration of the 6 hour allowance, the sensor, 
manual actuation switch, signal processor, or actuation device must be 
returned to OPERABLE status or the applicable Condition entered and 
Required Actions taken.  This Note is based on the overall system 
reliability and an assumption of the average time required to perform a 
Surveillance.  The 6 hour testing allowance does not significantly reduce 
the probability that the PS will actuate when required. 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
SR  3.3.1.8 
 
SR 3.3.1.8 is the performance of an ADOT every 24 months.  The ADOT 
may be performed by means of any series of sequential, overlapping, or 
total steps. 

SR  3.3.1.9 
 
SR 3.3.1.9 verifies that the NominalLimiting Trip Setpoint, Design Limits, 
and including the Permissive values, have been properly loaded into the 
applicable APU. 

SR  3.3.1.10 
 
SR 3.3.1.10 verifies that the individual division actuation response times 
are less than or equal to the maximum values assumed in the accident 
analysis.  Response time testing acceptance criteria are included in a 
document controlled under 10 CFR 50.59.  Individual component 
response times are not modeled in the analyses. 
 
The analyses model the overall or total elapsed time, from the point at 
which the parameter exceeds the trip setpoint value at the sensor to the 
point at which the equipment reaches the required functional state (i.e., 
control and shutdown rods fully inserted in the reactor core, pumps at 
rated discharge pressure, or valves in full open or closed position). 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
For divisions that include dynamic transfer functions (e.g., lag, lead/lag, 
rate/lag, etc.), the response time test may be performed with the transfer 
function set to one, with the resulting measured response time compared 
to the appropriate FSAR response time.  Alternately, the response time 
test can be performed with the time constants set to their nominal value, 
provided the required response time is analytically calculated assuming 
the time constants are set at their nominal values.  The response time 
may be measured by a series of overlapping tests such that the entire 
response time is measured. 
 
-----------------------------------REVIEWER'S NOTE----------------------------------- 
Applicable portions of NRC approved Topical Reports may be utilized to 
modify the requirements for response time surveillance testing.  These 
applicable portions of NRC approved Topical Reports should be 
referenced and discussed.
-------------------------------------------------------------------------------------------------- 

[ Response time may be verified by actual response time tests in any 
series of sequential, overlapping or total division measurements.,  [ 
Reviewer;s Note:  The following Bases apply to plants that have obtained 
NRC approval to utilize allocations for selected components based on 
NRC-approved U.S. EPR-applicable Topical Reports (Provide reference).  
Response time may also be verified  or by the summation of allocated 
sensor, signal processing and actuation logic response times with actual 
response time tests on the remainder of the division.  Allocations for 
sensor response times may be obtained from: (1) historical records based 
on acceptable response time tests (hydraulic, noise, or power interrupt 
tests), (2) in place, onsite, or offsite (e.g., vendor) test measurements, or 
(3) utilizing vendor engineering specifications.  NRC-approved U.S. EPR-
applicable Topical Reports (Provide reference) provide the basis and 
methodology for using allocated sensor response times in the overall 
verification of the division response time for specific sensors identified in 
the report.  Response time verification for other sensor types must be 
demonstrated by tests. 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
NRC-approved U.S. EPR-applicable Topical Reports (Provide reference) 
provide the basis and methodology for using allocated signal processing 
and actuation logic response times in the overall verification of the 
Protection System division response time. 

The allocations for sensor, signal conditioning, and actuation logic 
response times must be verified prior to placing the component in 
operational service and re-verified following maintenance that may 
adversely affect response time.  In general, electrical repair work does not 
impact response time provided the parts used for repair are of the same 
type and value.  One example where response time could be affected is 
replacing the sensing assembly of a transmitter. ] 

The Protection System has been designed to meet the guidance 
contained in BTP 7-21 (Reference 9).  The design features that provide 
for real-time deterministic behavior are described in EMF-2110 (NP)(A) 
(Reference 10). 

As appropriate, each division’s response must be verified every 24 
months on a STAGGERED TEST BASIS.  Testing of the final actuation 
devices is included in the testing.  Response times cannot be determined 
during unit operation because equipment operation is required to 
measure response times.  Experience has shown that these components 
usually pass this surveillance when performed at the 24 month 
Frequency.  Therefore, the Frequency was concluded to be acceptable 
from a reliability standpoint. 

SR 3.3.1.10 is modified by a Note stating that neutron detectors are 
excluded from PS RESPONSE TIME testing.  The Note is necessary 
because of the difficulty in generating an appropriate detector input 
signal.  Excluding the detectors is acceptable because the principles of 
detector operation ensure a virtually instantaneous response. 
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U.S. EPR GTS B 3.8.1-18 Interim Rev. 3 

BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
SR  3.8.1.6 
 
This Surveillance demonstrates that each required fuel oil transfer pump 
operates and transfers fuel oil from its associated storage tank to its 
associated day tank.  This is required to support continuous operation of 
standby power sources.  This Surveillance provides assurance that the 
fuel oil transfer pump is OPERABLE, the fuel oil piping system is intact, 
the fuel delivery piping is not obstructed, and the controls and control 
systems for automatic fuel transfer systems are OPERABLE. 
 
The 31 day Frequency is appropriate considering the reliability and 
redundancies of the system.  
 
 
SR  3.8.1.7 
 
See SR 3.8.1.2. 
 
 
SR  3.8.1.8 
 
Transfer of each 6.9 kV ESF bus power supply from the normal offsite 
circuit to the alternate offsite circuit demonstrates the OPERABILITY of 
the alternate circuit distribution network to power the shutdown loads.  
The 24 month Frequency of the Surveillance is based on engineering 
judgment and is intended to be consistent with expected fuel cycle 
lengths.  Operating experience has shown that these components usually 
pass the SR when performed at the 24 month Frequency.  Therefore, the 
Frequency was concluded to be acceptable from a reliability standpoint. 
 
[ This SR is modified by a Note.  The reason for the Note is that, during 
operation with the reactor critical, performance of this SR could cause 
perturbations to the electrical distribution systems that could challenge 
continued steady state operation and, as a result, unit safety systems.  
This restriction from normally performing the Surveillance in MODE 1 or 2 
is further amplified to allow the Surveillance to be performed for the 
purpose of reestablishing OPERABILITY (e.g., post work testing following 
corrective maintenance, corrective modification, deficient or incomplete 
surveillance testing, and other unanticipated OPERABILITY concerns) 
provided an assessment determines plant safety is maintained or 
enhanced.  This assessment shall, as a minimum, consider the potential 
outcomes and transients associated with a failed Surveillance, a 
successful Surveillance, and a perturbation of the offsite or onsite system 
when they are tied together or operated independently for the 
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U.S. EPR GTS B 3.8.1-19 Interim Rev. 3 

BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
Surveillance; as well as the operator procedures available to cope with 
these outcomes.  These shall be measured against the avoided risk of a 
plant shutdown and startup to determine that plant safety is maintained or 
enhanced when the Surveillance is performed in MODE 1 or 2.  Risk 
insights or deterministic methods may be used for this assessment.  
Credit may be taken for unplanned events that satisfy this SR. ] 

SR  3.8.1.9 
 
Each EDG is provided with an engine overspeed trip to prevent damage 
to the engine.  Recovery from the transient caused by the loss of a large 
load could cause diesel engine overspeed, which, if excessive, might 
result in a trip of the engine.  This Surveillance demonstrates the EDG 
load response characteristics and capability to reject the largest single 
load without exceeding predetermined voltage and frequency and while 
maintaining a specified margin to the overspeed trip.  For this unit, the 
single largest load for each EDG is the component cooling water pump 
with a horsepower (HP) rating of 1250 HP.  This Surveillance may be 
accomplished by: 
 
a. Tripping the EDG output breaker with the EDG carrying greater than 

or equal to its associated single largest post-accident load while 
paralleled to offsite power, or while solely supplying the bus; or 

 
b. Tripping its associated single largest post-accident load with the EDG 

solely supplying the bus. 
 
As required by Regulatory Guide 1.9 (Ref. 3), the load rejection test is 
acceptable if the increase in diesel speed does not exceed 75% of the 
difference between nominal speed and the overspeed trip setpoint, or 
115% of nominal speed, whichever is lower. 
 
The time, voltage, and frequency tolerances specified in this SR are 
derived from Regulatory Guide 1.9 (Ref. 3) recommendations for 
response during load sequence intervals.  The 3 seconds specified is 
equal to 60% of a typical 5 second load sequence interval associated with 
sequencing of the largest load.  The voltage and frequency specified are 
consistent with the design range of the equipment powered by the EDG.  
SR 3.8.1.9.a corresponds to the maximum frequency excursion, while 
SR 3.8.1.9.b and SR 3.8.1.9.c are steady state voltage and frequency 
values to which the system must recover following load rejection.  The 
24 month Frequency is consistent with the recommendation of Regulatory 
Guide 1.9 (Ref. 3). 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
This SR is modified by [ a Note.  two Notes.  The reason for Note 1 is that 
during operation with the reactor critical, performance of this SR could 
cause perturbations to the electrical distribution systems that could 
challenge continued steady state operation and, as a result, plant safety 
systems.  This restriction from normally performing the Surveillance in 
MODE 1 or 2 is further amplified to allow the Surveillance to be performed 
for the purpose of reestablishing OPERABILITY (e.g., post work testing 
following corrective maintenance, corrective modification, deficient or 
incomplete surveillance testing, and other unanticipated OPERABILITY 
concerns) provided an assessment determines plant safety is maintained 
or enhanced.  This assessment shall, as a minimum, consider the 
potential outcomes and transients associated with a failed Surveillance, a 
successful Surveillance, and a perturbation of the offsite or onsite system 
when they are tied together or operated independently for the 
Surveillance; as well as the operator procedures available to cope with 
these outcomes.  These shall be measured against the avoided risk of a 
plant shutdown and startup to determine that plant safety is maintained or 
enhanced when the Surveillance is performed in MODE 1 or 2.  Risk 
insights or deterministic methods may be used for this assessment.  
Credit may be taken for unplanned events that satisfy this SR. 

The Note 2 ] ensures that the EDG is tested under load conditions that 
are as close to design basis conditions as possible.  When synchronized 
with offsite power, testing should be performed at a power factor of � 0.9. 
 This power factor is representative of the actual inductive loading an 
EDG would see under postulated accident conditions.  Under certain 
conditions, however, the Note allows the Surveillance to be conducted at 
a power factor other than � 0.9.  These conditions occur when grid 
voltage is high, and the additional field excitation needed to get the power 
factor to � 0.9 results in voltages on the emergency busses that are too 
high.  Under these conditions, the power factor should be maintained as 
close as practicable to 0.9 while still maintaining acceptable voltage limits 
on the emergency busses.  In other circumstances, the grid voltage may 
be such that the EDG excitation levels needed to obtain a power factor of 
0.9 may not cause unacceptable voltages on the emergency busses, but 
the excitation levels are in excess of those recommended for the EDG.  In 
such cases, the power factor shall be maintained as close as practicable 
to 0.9 without exceeding the EDG excitation limits. 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
-----------------------------------REVIEWER’S NOTE----------------------------------- 
The above MODE restrictions may be deleted if it can be demonstrated to 
the staff, on a plant specific basis, that performing the SR with the reactor 
in any of the restricted MODES can satisfy the following criteria, as 
applicable: 

a. Performance of the SR will not render any safety system or 
component inoperable, 

b. Performance of the SR will not cause perturbations to any of the 
electrical distribution systems that could result in a challenge to 
steady state operation or to plant safety systems, and 

c. Performance of the SR, or failure of the SR, will not cause, or result 
in, an AOO with attendant challenge to plant safety systems. 

-------------------------------------------------------------------------------------------------- 

SR  3.8.1.10 
 
This Surveillance demonstrates the EDG capability to reject a full load 
without overspeed tripping or exceeding the predetermined voltage limits. 
The EDG full load rejection may occur because of a system fault or 
inadvertent breaker tripping.  This Surveillance ensures proper engine 
and generator load response under the simulated test conditions.  This 
test simulates the loss of the total connected load that the EDG 
experiences following a full load rejection and verifies that the EDG does 
not trip upon loss of the load.  These acceptance criteria provide for EDG 
damage protection.  While the EDG is not expected to experience this 
transient during an event and continues to be available, this response 
ensures that the EDG is not degraded for future application, including 
reconnection to the bus if the trip initiator can be corrected or isolated. 
 
The 24 month Frequency is consistent with the recommendation of 
Regulatory Guide 1.9 (Ref. 3) and is intended to be consistent with 
expected fuel cycle lengths. 

16-313, Part 16-26

DR
AF
T

pertper

T
ould resuould 

Tsafety systemsafety Tailure of the SR, will noailure of the SR, w

FT
t challenge to plant safet challenge to plant sa

FT--------------------------------------------FTnce demonstrates the Eonstrates the E
rspeed tripping or exceerspeed tripping o

G full load rejection may G full load rejection 
rtent breaker tripping.  Trtent breaker tripping. 

generator load responsnerator load respons
st simulates the loss ofst simulates th

experiences following experiences follow
not trip upon loss ofnot trip upon loss o
damage protectiodamage prote
transient duringtransient duri

nsures thatnsures that
nnectnnect

AF
T



AC Sources - Operating 
B 3.8.1 

 
 

 
U.S. EPR GTS B 3.8.1-22 Interim Rev. 3 

BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
This SR has been modified by [ two Notesa Note.  The reason for Note 1 
is that during operation with the reactor critical, performance of this SR 
could cause perturbations to the electrical distribution systems that could 
challenge continued steady state operation and, as a result, plant safety 
systems.  This restriction from normally performing the Surveillance in 
MODE 1 or 2 is further amplified to allow the Surveillance to be performed 
for the purpose of reestablishing OPERABILITY (e.g., post work testing 
following corrective maintenance, corrective modification, deficient or 
incomplete surveillance testing, and other unanticipated OPERABILITY 
concerns) provided an assessment determines plant safety is maintained 
or enhanced.  This assessment shall, as a minimum, consider the 
potential outcomes and transients associated with a failed Surveillance, a 
successful Surveillance, and a perturbation of the offsite or onsite system 
when they are tied together or operated independently for the 
Surveillance; as well as the operator procedures available to cope with 
these outcomes.  These shall be measured against the avoided risk of a 
plant shutdown and startup to determine that plant safety is maintained or 
enhanced when the Surveillance is performed in MODE 1 or 2.  Risk 
insights or deterministic methods may be used for this assessment.  
Credit may be taken for unplanned events that satisfy this SR. 

The Note 2 ] ensures that the EDG is tested under load conditions that 
are as close to design basis conditions as possible.  When synchronized 
with offsite power, testing should be performed at a power factor of � 0.9. 
This power factor is representative of the actual inductive loading an EDG 
would see under postulated accident conditions.  Under certain 
conditions, however, the Note allows the Surveillance to be conducted at 
a power factor other than � 0.9.  These conditions occur when grid 
voltage is high, and the additional field excitation needed to get the power 
factor to � 0.9 results in voltages on the emergency busses that are too 
high.  Under these conditions, the power factor should be maintained as 
close as practicable to 0.9 while still maintaining acceptable voltage limits 
on the emergency busses.  In other circumstances, the grid voltage may 
be such that the EDG excitation levels needed to obtain a power factor of 
0.9 may not cause unacceptable voltages on the emergency busses, but 
the excitation levels are in excess of those recommended for the EDG.  In 
such cases, the power factor shall be maintained as close as practicable 
to 0.9 without exceeding the EDG excitation limits. 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
-----------------------------------REVIEWER’S NOTE----------------------------------- 
The above MODE restrictions may be deleted if it can be demonstrated to 
the staff, on a plant specific basis, that performing the SR with the reactor 
in any of the restricted MODES can satisfy the following criteria, as 
applicable: 

a. Performance of the SR will not render any safety system or 
component inoperable, 

b. Performance of the SR will not cause perturbations to any of the 
electrical distribution systems that could result in a challenge to 
steady state operation or to plant safety systems, and 

c. Performance of the SR, or failure of the SR, will not cause, or result 
in, an AOO with attendant challenge to plant safety systems. 

-------------------------------------------------------------------------------------------------- 

SR  3.8.1.11 
 
As required by Regulatory Guide 1.9 (Ref. 3), Section 2.2.5, this 
Surveillance demonstrates the as designed operation of the standby 
power sources during loss of the offsite source.  This test verifies all 
actions encountered from the loss of offsite power, including shedding of 
the nonessential loads and energization of the emergency buses and 
respective loads from the EDG.  It further demonstrates the capability of 
the EDG to automatically achieve the required voltage and frequency 
within the specified time. 
 
The EDG autostart time of 15 seconds is derived from requirements of 
the accident analysis to respond to a postulated large break LOCA.  The 
Surveillance should be continued for a minimum of 5 minutes in order to 
demonstrate that all starting transients have decayed and stability is 
achieved. 
 
The requirement to verify the connection and power supply of permanent 
and autoconnected loads is intended to satisfactorily show the 
relationship of these loads to the EDG loading logic.  In certain 
circumstances, many of these loads cannot actually be connected or 
loaded without undue hardship or potential for undesired operation.  For 
instance, the Low Head Safety Injection valves are not desired to be 
stroked open, or residual heat removal (RHR) systems performing a 
decay heat removal function are not desired to be realigned.  In lieu of 
actual demonstration of connection and loading of loads, testing that 
adequately shows the capability of the EDG systems to perform these 
functions is acceptable.  This testing may include any series of 
sequential, overlapping, or total steps so that the entire connection and 
loading sequence is verified. 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
The Frequency of 24 months is consistent with the recommendations of 
Regulatory Guide 1.9 (Ref. 3), Table 1, takes into consideration unit 
conditions required to perform the Surveillance, and is intended to be 
consistent with expected fuel cycle lengths. 
 
This SR is modified by two Notes.  The reason for Note 1 is to minimize 
wear and tear on the EDGs during testing.  For the purpose of this 
testing, the EDGs must be started from standby conditions, that is, with 
the engine coolant and oil continuously circulated and temperature 
maintained consistent with manufacturer recommendations.  The reason 
for Note 2 is that performing the Surveillance would remove a required 
offsite circuit from service, perturb the electrical distribution system, and 
challenge safety systems.  This restriction from normally performing the 
Surveillance in MODE 1, 2, 3, or 4 is further amplified to allow portions of 
the Surveillance to be performed for the purpose of reestablishing 
OPERABILITY (e.g., post work testing following corrective maintenance, 
corrective modification, deficient or incomplete surveillance testing, and 
other unanticipated OPERABILITY concerns) provided an assessment 
determines plant safety is maintained or enhanced.  This assessment 
shall, as a minimum, consider the potential outcomes and transients 
associated with a failed partial Surveillance, a successful partial 
Surveillance, and a perturbation of the offsite or onsite system when they 
are tied together or operated independently for the partial Surveillance; as 
well as the operator procedures available to cope with these outcomes.  
These shall be measured against the avoided risk of a plant shutdown 
and startup to determine that plant safety is maintained or enhanced 
when portions of the Surveillance are performed in MODE 1 or 2.  Risk 
insights or deterministic methods may be used for the assessment.  
Credit may be taken for unplanned events that satisfy this SR. 
 
 
SR  3.8.1.12 
 
This Surveillance demonstrates that the EDG automatically starts and 
achieves the required voltage and frequency within the specified time 
(15 seconds) from an actual or simulated Safety Injection System 
actuation signal and operates for � 5 minutes.  The 5 minute period 
provides sufficient time to demonstrate stability.  SR 3.8.1.12.d and SR 
3.8.1.12.e ensure that permanently connected loads and emergency 
loads areremain energized from the offsite electrical power system on a 
SIS actuation without loss of offsite power. 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
The requirement to verify the connection of permanent and 
autoconnected loads is intended to satisfactorily show the relationship of 
these loads to the EDG loading logic.  In certain circumstances, many of 
these loads cannot actually be connected or loaded without undue 
hardship or potential for undesired operation.  For instance, RHR systems 
performing a decay heat removal function are not desired to be realigned 
to the ECCS mode of operation.  In lieu of actual demonstration of 
connection and loading of loads, testing that adequately shows the 
capability of the EDG system to perform these functions is acceptable. 
This testing may include any series of sequential, overlapping, or total 
steps so that the entire connection and loading sequence is verified. 

The Frequency of 24 months is intended to be consistent with the 
expected fuel cycle lengths.  Operating experience has shown that these 
components usually pass the SR when performed at the 24 month 
Frequency.  Therefore, the Frequency was concluded to be acceptable 
from a reliability standpoint. 

This SR is modified by [ two Notesa Note.  The reason for the Note 1]  is 
to minimize wear and tear on the EDGs during testing.  For the purpose 
of this testing, the EDGs must be started from standby conditions, that is, 
with the engine coolant and oil continuously circulated and temperature 
maintained consistent with manufacturer recommendations.   

[ The reason for Note 2 is that during operation with the reactor critical, 
performance of this Surveillance could cause perturbations to the 
electrical distribution systems that could challenge continued steady state 
operation and, as a result, plant safety systems. This restriction from 
normally performing the Surveillance in MODE 1 or 2 is further amplified 
to allow portions of the Surveillance to be performed for the purpose of 
reestablishing OPERABILITY (e.g., post work testing following corrective 
maintenance, corrective modification, deficient or incomplete surveillance 
testing, and other unanticipated OPERABILITY concerns) provided an 
assessment determines plant safety is maintained or enhanced.  This 
assessment shall, as a minimum, consider the potential outcomes and 
transients associated with a failed partial Surveillance, a successful 
partial Surveillance, and a perturbation of the offsite or onsite system 
when they are tied together or operated independently for the partial 
Surveillance; as well as the operator procedures available to cope with 
these outcomes.  These shall be measured against the avoided risk of a 
plant shutdown and startup to determine that plant safety is maintained or 
enhanced when portions of the Surveillance are performed in MODE 1 
or 2.  Risk insights or deterministic methods may be used for the 
assessment.  Credit may be taken for unplanned events that satisfy this 
SR. ] 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
SR  3.8.1.13 
 
This Surveillance demonstrates that EDG noncritical protective functions 
are bypassed on an actual or simulated Loss of Offsite Power signal on 
the emergency bus; or concurrent with an actual or simulated SIS 
actuation signal.  Noncritical automatic trips are all automatic trips except: 

a. Engine overspeed; 

b. Generator differential current; 

c. Low lube oil pressure; 

d. High jacket water temperature; and 

e. Low Essential Service Water pressure. 

The noncritical trips are bypassed during postulated accidents and 
provide an alarm on an abnormal engine condition.  This alarm provides 
the operator with sufficient time to react appropriately.  The EDG 
availability to mitigate the postulated accident is more critical than 
protecting the engine against minor problems that are not immediately 
detrimental to emergency operation of the EDG. 

The 24 month Frequency is consistent with the recommendations of 
Regulatory Guide 1.9 (Ref. 3), Table 1, and is intended to be consistent 
with expected fuel cycle lengths.  Operating experience has shown that 
these components usually pass the SR when performed at the 24 month 
Frequency.  Therefore, the Frequency was concluded to be acceptable 
from a reliability standpoint. 
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BASES 

SURVEILLANCE REQUIREMENTS  (continued) 
 
[ The SR is modified by a Note.  The reason for the Note is that 
performing the Surveillance would remove a required EDG from service.  
This restriction from normally performing the Surveillance in MODE 1 or 2 
is further amplified to allow the Surveillance to be performed for the 
purpose of reestablishing OPERABILITY (e.g., post work testing following 
corrective maintenance, corrective modification, deficient or incomplete 
surveillance testing, and other unanticipated OPERABILITY concerns) 
provided an assessment determines plant safety is maintained or 
enhanced.  This assessment shall, as a minimum, consider the potential 
outcomes and transients associated with a failed Surveillance, a 
successful Surveillance, and a perturbation of the offsite or onsite system 
when they are tied together or operated independently for the 
Surveillance; as well as the operator procedures available to cope with 
these outcomes.  These shall be measured against the avoided risk of a 
plant shutdown and startup to determine that plant safety is maintained or 
enhanced when the Surveillance is performed in MODE 1 or 2.  Risk 
insights or deterministic methods may be used for this assessment.  
Credit may be taken for unplanned events that satisfy this SR. ] 

-----------------------------------REVIEWER’S NOTE----------------------------------- 
The above MODE restrictions may be deleted if it can be demonstrated to 
the staff, on a plant specific basis, that performing the SR with the reactor 
in any of the restricted MODES can satisfy the following criteria, as 
applicable: 

a. Performance of the SR will not render any safety system or 
component inoperable, 

b. Performance of the SR will not cause perturbations to any of the 
electrical distribution systems that could result in a challenge to 
steady state operation or to plant safety systems, and 

c. Performance of the SR, or failure of the SR, will not cause, or result 
in, an AOO with attendant challenge to plant safety systems. 

-------------------------------------------------------------------------------------------------- 

SR  3.8.1.14 
 
Regulatory Guide 1.9 (Ref. 3) requires demonstration once per fuel cycle 
that the EDGs can start and run continuously at full load capability for an 
interval of not less than 24 hours, � 2 hours of which is at a load 
equivalent to 105% - 110% of the continuous duty rating and the 
remainder of the time at a load equivalent to the continuous duty rating of 
the EDG.  The EDG starts for this Surveillance can be performed either 
from standby or hot conditions.  The provisions for prelubricating and 
warmup, discussed in SR 3.8.1.2, and for gradual loading, discussed in 
SR 3.8.1.3, are applicable to this SR. 
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B 3.8  ELECTRICAL POWER SYSTEMS 
 
B 3.8.3  Diesel Fuel Oil, Lube Oil, and Starting Air 
 
 
BASES 

BACKGROUND Each emergency diesel generator (EDG) is provided with a storage tank 
having a fuel oil capacity sufficient to operate that diesel for a period of 7 
days while the EDG is supplying maximum post loss of coolant accident 
load demand discussed in FSAR Section 9.5.4.2 (Ref. 1).  The maximum 
load demand is calculated using the assumption that a minimum of any 
two EDGs are available.  This onsite fuel oil capacity is sufficient to 
operate the EDGs for longer than the time to replenish the onsite supply 
from outside sources.  
 
Fuel oil is transferred from storage tank to day tank by either of two 
transfer pumps associated with each storage tank.  Redundancy of 
pumps and piping precludes the failure of one pump, or the rupture of any 
pipe, valve or tank to result in the loss of more than one EDG. 
 
For proper operation of the standby EDGs, it is necessary to ensure the 
proper quality of the fuel oil.  Regulatory Guide 1.137 (Ref. 2) addresses 
the recommended fuel oil practices as supplemented by ANSI N195 
(Ref. 3).  The fuel oil properties governed by these SRs are the water and 
sediment content, the kinematic viscosity, specific gravity (or API gravity), 
and impurity level. 
 
The EDG lubrication system is designed to provide sufficient lubrication to 
permit proper operation of its associated EDG under all loading 
conditions.  The system is required to circulate the lube oil to the diesel 
engine working surfaces and to remove excess heat generated by friction 
during operation.  Each engine’s lube oil system contains an inventory 
capable of supporting a minimum of 7 days of operation.  The auxiliary 
lube oil tankonsite storage in addition to the engine oil sump is sufficient 
to ensure 7 days of continuous operation.  This supply is sufficient to 
allow the operator to replenish lube oil from outside sources. 

Each EDG has an air start system with adequate capacity for five 
successive start attempts on the EDG without recharging the air start 
receiver(s). 
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BASES 

ACTIONS  (continued) 
 
F.1 
 
With a Required Action and associated Completion Time not met, or one 
or more EDG's fuel oil, lube oil, or starting air subsystem not within limits 
for reasons other than addressed by Conditions A through E, the 
associated EDG may be incapable of performing its intended function and 
must be immediately declared inoperable. 

 

SURVEILLANCE SR  3.8.3.1 
REQUIREMENTS 

This SR provides verification that there is an adequate inventory of fuel oil 
in the storage tanks to support each EDG's operation for 7 days at full 
load.  The 7 day period is sufficient time to place the unit in a safe 
shutdown condition and to bring in replenishment fuel from an onsite or 
offsite location. 
 
The 31 day Frequency is adequate to ensure that a sufficient supply of 
fuel oil is available, since low level alarms are provided and unit operators 
would be aware of any large uses of fuel oil during this period. 
 
 
SR  3.8.3.2 
 
This Surveillance ensures that sufficient lube oil inventory is available in 
the auxiliary makeup tank to support at least 7 days of full load operation 
for each EDG.  The 750 gallon requirement is based on the EDG 
manufacturer consumption values for the run time of the EDG.  Implicit in 
this SR is the requirement to verify the capability to transfer the lube oil 
from its storage location to the EDG, when the EDG lube oil sump does 
not hold adequate inventory for 7 days of full load operation without the 
level reaching the manufacturer recommended minimum level. 

A 31 day Frequency is adequate to ensure that a sufficient lube oil supply 
is onsite, since EDG starts and run time are closely monitored by the unit 
staff. 

SR  3.8.3.3 
 
The tests listed below are a means of determining whether new fuel oil is 
of the appropriate grade and has not been contaminated with substances 
that would have an immediate, detrimental impact on diesel engine 
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