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Vault 4, Cell A

• Vault 4, Cell A 
roof:

• Probable cause: 
rainwater 
infiltration

• Cell A does not 
contain saltstone

03/01/2011

SRR-CWDA-2011-00031
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Vault 4, Cell A

• Vault 4, Cell A repair:

• Backing bar, non-
shrink grout with 
support plate

• Cell A does not contain 
saltstone
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Vault 4 Roof

EPDM* Material applied to Vault 4, Cell A,  1/4/11
* Ethylene Propylene Diene Monomer 03/01/2011
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Vault 4 Roof
SRR-CWDA-2011-00031

EPDM* Material applied to Vault 4, Cell A,  1/4/11
* Ethylene Propylene Diene Monomer 03/01/2011


