
Discussion of Changes Associated with Draft NUREG-1022, Revision 3 
 
The U.S. Nuclear Regulatory Commission held a public meeting on June 8 and 9, 2010, with 
internal and external stakeholders to solicit comments on identified issues with NUREG-1022, 
Revision 2, “Event Reporting Guidelines:  10 CFR 50.72 and 50.73,” issued October 2000, as 
well as to identify new issues (see Agencywide Documents Access and Management System 
(ADAMS) Accession Nos. ML101241083 and ML101720219 for additional information).  The 
NRC held a teleconference meeting with external stakeholders on July 19, 2010, to clarify some 
items listed in the June public meeting summary (see ADAMS Accession No. ML102170301 for 
additional information).  Another public meeting was held on October 14, 2010, with internal and 
external stakeholders to discuss the NRC’s disposition of the previously identified items (see 
ADAMS Accession Nos. ML102630270 and ML102940281 for additional information).  In 
addition, external stakeholders submitted documents to the NRC for consideration on 
July 20, 2010 (ADAMS Accession No. ML101930338), August 8, 2010 (ADAMS Accession 
No. ML102230269), August 21, 2010 (ADAMS Accession No. ML102360197), and 
October 29, 2010, and November 10, 2010 (ADAMS Accession No. ML103190310).   
 
Part I below includes a discussion of the changes in Draft NUREG-1022, Revision 3.  Items that 
are underlined are new and not found in Revision 2.  Items with a strikethrough are being 
deleted from Revision 2.  Although the underlines and strikethroughs are included in the draft 
document, the intention is to remove them upon final publication of NUREG-1022, Revision 3.  
Any changes to the draft that are not discussed in Part I below are to be considered editorial in 
nature and should not be construed to have any regulatory or technical significance.  Part II of 
this document contains a list of items that were discussed at the public meetings but were not 
incorporated into Draft NUREG-1022, Revision 3.  Appendices A through G contain more 
detailed discussions about areas of significant stakeholder interest and form the basis for some 
of the changes found in Draft NUREG-1022, Revision 3. 
 
PART I: DISCUSSION OF CHANGES IN DRAFT NUREG-1022, REVISION 3 
 
Section 2.2, “Differences in Tense between 10 CFR 50.72 and 50.73” 
 
The following changes reflect that, with the exception of “Events or Conditions that Could Have 
Prevented Fulfillment of a Safety Function,” notifications under Title 10 of the Code of Federal 
Regulations (10 CFR) 50.72, “Immediate Notification Requirements for Operating Nuclear 
Power Reactors,” are required for any event that occurred within 3 years of the date of 
discovery, even if the event was not ongoing at the time of discovery. 
 

Unless otherwise specified, events that occurred within 3 years of the date of 
discovery are reportable under 10 CFR 50.72 and 50.73 regardless of the plant 
mode or power level and regardless of the significance of the structure, system, 
or component that initiated the event. 

 
and 
 

Where the tense is relevant to reportability, it is addressed under the Specific 
criteria in Section 3 of this report contain additional details for when tense, plant 
mode, power level, and significance of the structure, system, or component that 
initiated the event are relevant to reportability. 
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Section 2.5, “Time Limits for Reporting” 
 
The following changes reflect that, with the exception of “Events or Conditions that Could Have 
Prevented Fulfillment of a Safety Function,” 10 CFR 50.72 notifications are required for any 
event that occurred within 3 years of the date of discovery, even if the event was not ongoing at 
the time of discovery.   
 

Reporting times in 10 CFR 50.72 are keyed to the occurrence of the event or 
condition, as described below.   

 
In 10 CFR 50.72, the NRC requires an ENS notification within the following 
times: 

 
and  
 

Many reportable events are discovered when they occur.  However, if the event 
is discovered at some later time, the discovery date is when the reportability 
clock starts under 10 CFR 50.73. 

 
Many reportable events are discovered when they occur.  However, if the event 
is discovered at some later time, the discovery date is when the reportability 
clock starts under both 10 CFR 50.72 and 10 CFR 50.73.  As an exception, 
events or conditions that could have prevented fulfillment of a safety function are 
only reportable under 10 CFR 50.73 if the event or condition is no longer present 
at the time of discovery. 

 
….  For example, if a technician sees a problem, but a delay occurs before an 
engineer or supervisor has a chance to review the situation, the discovery date 
(which starts the 60-day clock) is the date that the technician sees a problem. 

 
Section 2.8, “Retraction or Cancellation of Event Reports” 
 
Discussions in Section 3.2.7, “Event or Condition that Could Have Prevented Fulfillment of a 
Safety Function,” reflect a staff position that the technical specification (TS) inoperability of a 
system within scope is to be considered a loss of safety function that is reportable.  The 
following change reflects when retractions or cancellations would be considered appropriate 
when due to an error in an operability determination.  The discussion is broadened to any 
criterion that may depend on an operability determination. 
 

For reports that were submitted as a result of an operability determination, the 
retraction or cancellation should discuss why the operability determination was in 
error, as well as its impact on the associated reporting criteria (e.g., system 
operability was never lost, the limiting condition for operation (LCO) was always 
met, completion times were never exceeded).  RIS 2005-20, Revision 1 provides 
guidance on operability determinations. 

 
Section 3.1.1, “Immediate Notifications” 
 
The following change reflects that, with the exception of “Events or Conditions that Could Have 
Prevented Fulfillment of a Safety Function,” 10 CFR 50.72 notifications are required for any 
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event that occurred within 3 years of the date of discovery, even if the event was not ongoing at 
the time of discovery.  
 

Unless otherwise specified, a nonemergency event in this part of the rule 
generally requires an ENS notification if it occurred within 3 years prior to 
discovery, regardless of the plant mode or power level and regardless of the 
significance of the structure, system, or component that initiated the event. 

 
Other changes are as a result of changes associated with Section 3.2.13, “Loss of Emergency 
Preparedness Capabilities.” 
 
Section 3.2.1, “Plant Shutdown Required by Technical Specifications” 
 
The following change in Example 3 reflects that a report is required for an initiation of any 
shutdown due to expected inability to restore equipment before exceeding the LCO action time. 
 

Yes.  The shutdown is reportable because of the expected inability to restore 
equipment prior to exceeding the LCO action time.  No.  If the shutdown was not 
required by the Technical Specifications, it need not be reported.  However, other 
criteria in 50.73 may apply and may require that the event be reported. 

 
Section 3.2.2, “Operation or Condition Prohibited by Technical Specifications” 
 
The following change in the “Limiting Conditions for Operation” subsection reflects that an 
“Operation or Condition Prohibited by Technical Specifications” exists when the total allowed 
restoration and shutdown outage times are exceeded (regardless of time of discovery).  
Exceeding only the restoration times would not constitute a report under this criterion.  
 

An LER [licensee event report] is required if a condition existed for a time longer 
than permitted by the TS technical specifications (i.e., greater than the total 
allowed restoration and shutdown outage time (or completion time in the ISTS)), 
even if the condition was not discovered until after the allowable time had 
elapsed and the condition was rectified immediately upon discovery. 

 
The following change in the “Technical Specification Surveillance Testing” subsection reflects 
what constitutes a surveillance requirement (SR) that is performed within frequency. 
 

For testing that is conducted within the required time (i.e., the surveillance 
interval plus any extension allowed by STS SR 3.0.2 or its equivalent), it should 
be assumed that the discrepancy occurred at the time of its discovery unless 
there is firm evidence, based on a review of relevant information such as the 
equipment history and the cause of failure, to indicate that the discrepancy 
existed previously. 

 
The following change in the “Technical Specification Surveillance Testing” subsection broadens 
the discussion about plants that have TS that allow a delay in declaring an LCO not met for an 
SR not performed within frequency.  The current specific discussion is outdated. 
 

For cases in which it is discovered that a surveillance test was not performed 
within its specified frequency or interval, some plants have TS technical 
specifications that allow a delay of up to 24 hours in declaring an LCO or that TS 
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technical specifications requirements were not met (i.e., STS SR 3.0.3 or its 
equivalent).   

 
The following change in the “Tests Required by Section XI of the American Society of 
Mechanical Engineers Code” subsection revises and broadens this section to reflect current 
revisions to the Standard Technical Specifications (STS).  Plant-specific TS will still need to be 
considered when determining if reports under this criterion are required.    
 

Standard technical specifications (The STS) Section 4.0.5 (or an equivalent) 
covers contain these testing requirements. 

 
The following change in the “Tests Required by Section XI of the American Society of 
Mechanical Engineers Code” subsection reflects the above discussion for the “Limiting 
Conditions for Operation” subsection.    
 

As with surveillance testing, an operation or condition prohibited by the TS 
technical specifications existed and is reportable if the testing indicates that 
equipment (e.g., one train of a multiple-train system required to be operable by 
the TS technical specifications) was not capable of performing its specified safety 
functions (and thus was inoperable) for a period of time longer than allowed by 
TS technical specifications (i.e., LCO allowed outage time, or completion time for 
restoration of equipment in ISTS). 

 
The following change in the “Administrative Requirements” subsection reflects current STS 
revisions. 
 

Section 6 of the STS (Section 5 of the ISTS), or its equivalent, has a number of 
administrative requirements such as organizational structure, the required 
number of personnel on shift, the maximum hours of work permitted during a 
specific interval of time, and the requirement to have, maintain, and implement 
certain specified procedures. 

 
The following changes in the “Entry into STS 3.0.3” subsection reflect, based on STS 3.0.3 
guidance, what constitutes an “Operation or Condition Prohibited by Technical Specifications.” 
 

Entry into STS 3.0.3 (ISTS LCO 3.0.3) or its equivalent is not necessarily 
reportable under this criterion.  However, it should be considered reportable 
under this criterion if the condition is not corrected within an hour, such that it is 
necessary to initiate actions to shutdown, cool down, etc. any of the shutdown 
times listed in LCO 3.0.3 (i.e., Modes 3, 4, or 5 for the Westinghouse STS) were 
exceeded, even if the condition was not discovered until after the allowable time 
had elapsed and the condition was rectified immediately upon discovery. 

 
For a given LCO condition, if shutdown required actions and completion times 
are listed (e.g., be in hot shutdown in X hours and cold shutdown in Y hours), 
shutdown times associated with LCO 3.0.3 should not be considered (i.e., only 
consider LCO action table shutdown completion time added to restorative 
completion time when determining if “Operations or Conditions Prohibited by 
Technical Specifications” existed). If entry into LCO 3.0.3 is explicitly listed as a 
required action for a given condition, or for cases in which the condition is not 
listed in the action table, shutdown times associated with LCO 3.0.3 may be 
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added to any associated restorative completion times found in the action table 
when determining if “Operations or Conditions Prohibited by Technical 
Specifications” existed. 

 
The discussion contained in this section only pertains to “Operations or Condition 
Prohibited by Technical Specifications.”  Entry into LCO 3.0.3 may still result in 
other reportable conditions under 10 CFR 50.72 and 50.73. 

 
The following change in Example 2 reflects current STS revisions. 
 

The STS 4.0.2 (equivalent to ISTS SR 3.0.2) extension was also exceeded. 
 
Section 3.2.3, “Deviation from Technical Specifications under 10 CFR 50.54(x)” 
 
The following change reflects the requirements of the rule itself.  Deviation from license 
conditions under 10 CFR 50.54(x) is not listed in the rule as being a reportable event.   
 

In 10 CFR 50.54(x), the NRC generally permits licensees to take reasonable 
action in an emergency even though the action departs from the license 
conditions or plant TS technical specifications if (1) the action is immediately 
needed to protect the public health and safety, including plant personnel, and 
(2) no action consistent with the license conditions and TS technical 
specifications is immediately apparent that can provide adequate or equivalent 
protection.  TS deviations authorized under 10 CFR 50.54(x) are reportable 
under this criterion. 

 
The following change deletes an example that is confusing and offers little value.  It should be 
considered self-evident if a deviation under 10 CFR 50.54(x) is invoked. 
 

 “Example 
 
With the plant at 100-percent power, the upper containment airlock inner door 
was opened to allow a technician to exit from the containment while the upper 
airlock outer door was inoperable, resulting in the loss of containment integrity.  
The upper airlock door was inoperable pending retests following seal 
replacement.  The technician was inside containment when the lower airlock 
failed, requiring the technician to exit through the upper door. 
 
The licensee decided to exercise the option allowed for under 10 CFR 50.54(x) 
and open the upper containment airlock inner door.  In this instance, immediate 
action was considered necessary to protect the safety of the technician.  The 
upper airlock was not scheduled to be returned to operability for another 20 
hours and the time to repair the lower airlock door was unknown. 
 
When the action was completed the control room operators notified the NRC 
Operations Center, in accordance with the reporting requirements of 10 CFR 
50.72, that they had exercised 10 CFR 50.54(x).  Subsequently, an LER was 
required in accordance with 10 CFR 50.73(a)(2)(i) {use of 10 CFR 50.54(x)} as 
well as 10 CFR 50.73(a)(2)(v) {event or condition that could have prevented ....}. 
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Section 3.2.4, “Degraded or Unanalyzed Condition” 
   
As a result of plant-specific adoption of TSTF-449, Revision 4, “Steam Generator Tube 
Integrity,” which was published on April 14, 2005, the following change broadens the discussion 
to reflect what constitutes serious steam generator tube degradation.   
 

Serious steam generator tube degradation.  A licensee’s plant-specific TS 
contain performance criteria for steam generator tube integrity, which includes 
structural integrity, accident induced leakage, and operational leakage.  Steam 
generator tube degradation is considered serious only if either the steam 
generator structural integrity or accident-induced leakage performance criteria 
are not met. 

 
In addition, one or more steam generator tubes satisfying the tube repair criteria 
and not plugged or repaired in accordance with the steam generator program is 
not considered to be serious steam generator tube degradation, and therefore is 
not reportable as a “Degraded or Unanalyzed Condition,” as long as the 
structural integrity and accident-induced leakage performance criteria are both 
met. the tubing fails to meet the following two performance criteria: 

 
(a) Steam generator tubing shall retain structural integrity over the full range of normal 

operating conditions (including startup, operation in the power range, hot standby, 
and cooldown and all anticipated transients included in the design specification) and 
design basis accidents.  This includes retaining margin of 3.0 against burst under 
normal steady state full power operation and a margin of 1.4 against burst under the 
limiting design basis accident concurrent with a safe shutdown earthquake. 

 
(b) The primary to secondary accident induced leakage rate for the limiting design basis 

accident, other than a steam generator tube rupture, shall not exceed the leakage 
rate assumed in the accident analysis in terms of total leakage rate for all steam 
generators and leakage rate for an individual steam generator.  The licensing basis 
accident analyses typically assume a 1 g.p.m. primary to secondary leak rate per 
steam generator, except for specific types of degradation at specific locations where 
the tubes are confined, as approved by the NRC and enumerated in conjunction with 
the list of approved repair criteria in the licensee’s design basis documents. 

 
The following change reflects current STS revisions.  Plant-specific TS will need to be 
considered when determining the location of containment leak rate limits. 
 

Loss of containment function or integrity, including containment leak rate tests in 
which the total containment as-found, minimum-pathway leak rate exceeds the 
limiting condition for operation (LCO) limits in the facility’s TS. 

 
Section 3.2.6, “System Actuation” 
 
The following changes reflect the requirement that events that result in, or, subject to equipment 
failure or operator action, should have resulted in, an emergency core cooling system (ECCS) 
discharge into the reactor coolant system (RCS) as a result of a valid signal are to be reported 
under this criterion within 4 hours.  
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An event involving that results or should have resulted in a discharge of the 
ECCS into the RCS as a result of a valid ECCS signal, or a an event involving a 
critical scram, is reportable under 10 CFR 50.72(b)(2)(iv) (a 4-hour report) unless 
the actuation resulted from and was part of a pre planned sequence. 
 

and 
 

Events involving ECCS discharge to the vessel are generally more serious than 
actuations without discharge to the vessel.  Therefore, this reporting criterion is a 
4-hour report.  Valid signals that should have resulted in a discharge of the 
ECCS into the RCS but did not due to some component that had failed or an 
operator action that was taken are reportable under 10 CFR 50.72(b)(2)(iv).  For 
example, if a valid ECCS signal was generated by plant conditions and the 
operator put all ECCS pumps in pull-to-lock position, although no ECCS 
discharge occurred, the event is reportable under 10 CFR 50.72(b)(2)(iv).  

 
The following change reflects that, subject to exceptions stated in the rule, actuations of 
systems listed in the rule are reportable.  The mode of applicability or plant-specific 
classification of the system has no direct bearing on reportability under this criterion. 
 

Valid signals are those signals that are initiated in response to actual plant 
conditions or parameters satisfying the requirements for initiation of the safety 
function of the system. 

   
Section 3.2.7, “Event or Condition that Could Have Prevented Fulfillment of a Safety 
Function” 
 
The following changes reflect that, for systems within scope, the TS inoperability of a system is 
considered to constitute an event or condition in which there is a reasonable expectation of 
preventing fulfillment of a safety function and is therefore reportable under this criterion.  As 
discussed, properly planned maintenance that does not result in discovered conditions is not 
considered reportable under this criterion.  In addition, operable but nonconforming or degraded 
conditions are not considered to be events or conditions that could have prevented the 
fulfillment of a safety function.  
 

A system that has been declared inoperable is one in which the system capability 
is degraded to a point where it cannot perform with reasonable expectation or 
reliability.  As a result, for systems within the scope of this criterion, a report is 
required when there is a determination that the system is inoperable in a required 
mode or other specified condition in the Applicability.  However, reports are not 
required when systems are declared inoperable as part of a planned evolution for 
maintenance or surveillance testing when done in accordance with an approved 
procedure and the plant’s TS (unless a condition is discovered that would have 
resulted in the system being declared inoperable).  For guidance on determining 
whether a system is operable, see RIS 2005-20, Revision 1.  Operable but 
nonconforming or degraded conditions are not considered reportable under this 
criterion. 

 
and 
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For example, if the onsite power system was declared inoperable failed, the 
event would be reportable, even if the offsite power system remained operable 
available and capable of performing the required safety function. 

 
and 
 

In determining the reportability of an event or condition that affects a system, it is 
not necessary to assume an additional random single failure in that system; 
however, it is necessary to consider other existing plant conditions. (See 
Example [4] below). 

 
The term “safety function” refers to any of the four functions (A through D) listed 
in these reporting criteria that are required during any plant mode or accident 
situation as described or relied on in the plant safety analysis report or required 
by the regulations. 

 
A system must operate long enough to complete its intended safety function as 
defined in the safety analysis report.  Generic Letter 91-18 provides guidance on 
determining whether a system is operable. 

 
and 
 

If either the offsite power system or the onsite emergency power system is 
inoperable unavailable to the plant, it is reportable regardless of whether the 
other system is operable available.  GDC 17 defines the safety function of each 
system as providing sufficient capacity and capability, etc., assuming that the 
other system is not available.  Loss of offsite power should be determined at the 
essential switchgear busses. 

 
The application of these and other reporting criteria involves the use of 
engineering judgment.  In this case, a technical judgment must be made whether 
a failure or operator action that did actually disable one train of a safety system, 
could have, but did not, affect a redundant train within the system.  If so, this 
would constitute an event that “could have prevented” the fulfillment of a safety 
function, and, accordingly, must be reported. 

 
If a component fails by an apparently random mechanism it may or may not be 
reportable if the functionally redundant component could fail by the same 
mechanism.  Reporting is required if the failure constitutes a condition where 
there is reasonable doubt that the functionally redundant train or channel would 
remain operational until it completed its safety function or is repaired.  For 
example, if a pump in one train of an ESF system fails because of improper 
lubrication, and engineering judgment indicates that there is a reasonable 
expectation that the functionally redundant pump in the other train, which was 
also improperly lubricated, would have also failed before it completed its safety 
function, then the actual failure is reportable and the potential failure of the 
functionally redundant pump must be discussed in the LER. 

 
For systems that include three or more trains, the inoperability failure of two or 
more trains should be reported if, in the judgment of the licensee, the functional 
capability of the overall system was jeopardized. 
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The licensee may also use engineering judgment to decide when personnel 
actions could have prevented fulfillment of a safety function.  For example, when 
an individual improperly operates or maintains a component, he might 
conceivably have made the same error for all of the functionally redundant 
components (e.g., if he incorrectly calibrates one bistable amplifier in the Reactor 
Protection System, he could conceivably incorrectly calibrate all bistable 
amplifiers).  However, for an event to be reportable it is necessary that the 
actions actually affect or involve components in more than one train or channel of 
a safety system, and the result of the actions must be undesirable from the 
perspective of protecting the health and safety of the public.  The components 
can be functionally redundant (e.g., two pumps in different trains) or not 
functionally redundant (e.g., the operator correctly stops a pump in Train “A” and 
instead of shutting the pump discharge valve in Train “A,” he mistakenly shuts 
the pump discharge valve in Train “B”). 

 
As indicated in Paragraph 50.73(a)(2)(vi) “...individual component failures need 
not be reported pursuant to this paragraph if redundant equipment in the same 
system was operable and available to perform the required safety function.” 
 
A single failure that defeats the safety function of a redundant system is 
reportable even if the design of the system, which allows such a single failure to 
defeat the function of the system, has been found acceptable.  For example, if a 
single RHR suction line valve should fail in such a way that RHR cooling cannot 
be initiated, the event would be reportable. 

 
There are a limited number of single-train systems that perform safety functions 
(e.g., the HPCI system in BWRs).  For such systems, inoperability loss of the 
single train would prevent the fulfillment of the safety function of that system and, 
therefore, is reportable even though the plant TS technical specifications may 
allow such a condition to exist for a limited time.  
 
Reportable conditions under these criteria include the following: 
•  an event or condition that disabled multiple trains of a system because of a 

single cause 
•  an event or condition where one train of a system is disabled; in addition, (1) 

the underlying cause that disabled one train of a system could have failed a 
redundant train and (2) there is reasonable expectation that the second train 
would not complete its safety function if it were called upon 

•  an observed or identified event or condition that alone could have prevented 
fulfillment of the safety function 

 
Whenever an event or condition exists where the system could have been 
prevented from fulfilling its safety function because of one or more reasons for 
equipment inoperability or unavailability, it is reportable under these criteria.  This 
would include cases where one train is disabled and a second train fails a 
surveillance test. 

 
The following types of events or conditions generally are not reportable under 
these criteria: 
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•  failures that affect inputs or services to systems that have no safety function 
(unless it could have prevented the performance of a safety function of an 
adjacent or interfacing system) 

•  a defective component that was delivered, but not installed 
•  removal of a system or part of a system from service as part of a planned 

evolution for maintenance or surveillance testing when done in accordance 
with an approved procedure and the plant's TS (unless a condition is 
discovered that could have prevented the system from performing its 
function) 

•  independent failure of a single component (unless it is indicative of a generic 
problem, which alone could have caused failure of a redundant safety system  

•  a procedure error that could have resulted in defeating the system function 
but was discovered before procedure approval  

•  a failure of a system used only to warn the operator where no credit is taken 
for it in any safety analysis and it does not directly control any of the safety 
functions in the criteria 

•  a single stuck control rod that alone would not have prevented the fulfillment 
of a reactor shutdown 

•  unrelated component failures in several different safety systems 
 
The applicability of these criteria includes those safety systems designed to 
mitigate the consequences of an accident (e.g., containment isolation, 
emergency filtration).  Hence, minor operational events involving a specific 
component such as valve packing leaks, which could be considered a lack of 
control of radioactive material, should not be reported under these criteria.  
System leaks or other similar events may, however, be reportable under other 
criteria. 

 
A design or analysis defect or deviation is reportable under this criterion if it could 
have prevented fulfillment of the safety function of structures or systems defined 
in the rules.  Reportability of a design or analysis defect or deviation under this 
criterion should be judged on the same basis that is used for other conditions, 
such as operator errors and equipment failures.  That is, the condition is 
reportable if there is a reasonable expectation of preventing fulfillment of the 
safety function.  Alternatively stated, the condition is reportable if there was 
reasonable doubt that the safety function would have been fulfilled if the structure 
or system had been called upon to perform it. 

 
The following change in the “Discussion” and Example 14 reflect that, with the exception of 
“Events or Conditions that Could Have Prevented Fulfillment of a Safety Function,” 
10 CFR 50.72 notifications are required for any event that occurred within 3 years of the date of 
discovery, even if the event was not ongoing at the time of discovery.  
 

If the event or condition could have prevented fulfillment of the safety function at 
the time of discovery an ENS notification and an LER are is required.  If it could 
have prevented fulfillment of the safety function at any time within 3 years of the 
date of discovery, but not at the time of discovery, only an LER is required. 

 
and Example 14:   
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However, if a situation is discovered during maintenance that could have caused 
both pumps to fail (e.g., they are both improperly lubricated), then that condition 
is reportable in an LER even though the pumps were not required to be 
operational at the time that the condition was discovered. 

 
The following changes in the “Discussion,” Example 2, and Example 3 reflect that systems and 
structures within scope of this criterion are systems required by the TS to be operable to 
perform one of the four functions (A) through (D) specified in the rule, as well as their support 
systems that are also retained in the TS. 
 

The definition of the systems included in the scope of these criteria is provided in 
the rules themselves.  It includes systems required by the TS to be operable to 
perform one of the four functions (A) through (D) specified in the rule.  It is not 
determined by the phrases “safety-related,” “important to safety,” or “ESF.” 
 
Systems within the scope of these criteria includes those systems required by the 
TS to be operable to perform one of the four functions (A) through (D) specified 
in the rule, as well as their support systems that are also retained in the TS.  This 
supersedes the discussion found in RIS 2001-14, “Position on Reportability 
Requirements for Reactor Core Isolation Cooling System Failure,” dated 
July 19, 2001. 

 
and 
 

Both offsite electrical power (transmission lines) and onsite emergency power 
(usually diesel generators) are considered to be separate systems functions by 
General Design Criterion (GDC) 17, “Electric Power Systems,” of Appendix A, 
“General Design Criteria for Nuclear Power Plants,” to 10 CFR Part 50.  As a 
reference, there are provisions in the STS for qualified circuits between the 
offsite transmission network and the onsite Class 1E alternating current (ac) 
electrical power distribution system (offsite electrical power) and EDGs (onsite 
emergency power).  The offsite electrical power and the onsite emergency power 
are retained in the STS per Criterion 3 of 10 CFR 50.36(c)(2)(ii).  However, a 
plant’s specific TS will need to be considered in determining what constitute the 
offsite electrical power and the onsite emergency power systems. 

 
and 
 

(2)  Failure of a Single-Train Nonsafety System 
 

Question:  If reactor core isolation cooling (RCIC) is not a “safety system” 
in that no credit for its operation is taken in the safety analysis, are 
failures and unavailability of this system reportable? 
 
Answer: If the plant's safety analysis considered RCIC is as a system 
retained in the TS needed to remove residual heat, mitigate a rod ejection 
accident (e.g., it is included in the TS Technical Specifications) then its 
failure is reportable under this criterion; otherwise, it is not reportable 
under this section of the rule. 

 
(3)  Failure of a Single-Train Environmental System 
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Question:  There are a number of environmental systems in a plant 
dealing with such things as low-level waste (e.g., gaseous radwaste 
tanks).  Many of these systems are not required to meet the single failure 
criterion, so a single failure results in the loss of function of the system.  
Are all of these systems covered within the scope of the LER rule? 
 
Answer:  If such systems are required by TS to be operational and the 
system is needed to fulfill one of the safety functions identified in this 
section of the rule, then system-level failures are reportable. If the system 
is not covered by Technical Specifications and is not required to meet the 
single failure criterion, then failures of the system are not reportable under 
this criterion. 

 
Section 3.2.9, “Radioactive Releases” 
 
The following change reflects the 2000 rule change that deleted Emergency Notification System 
(ENS) notifications under this criterion. 
 

If estimates determine that the release has exceeded the reporting criterion, an 
ENS notification is required, followed up by a more precise estimate in the LER.  
If it is later determined that the release was less than this criterion, the ENS 
notification may be retracted. 

 
The following change deletes a reference that appears to have no bearing on reportability under 
this criterion. 
 

As indicated in Generic Letter 85-19, September 27, 1985, “Reporting 
Requirements on Primary Coolant Iodine Spikes,”" primary coolant iodine spike 
releases need not be reported on a short term basis. 

 
Section 3.2.12, “News Release or Notification of Other Government Agency” 
 
The following change reflects when the start clock for reporting under this criterion commences. 
 

For events or situations related to the health and safety of the public or onsite 
personnel, or to protection of the environment, licensees are required to notify 
the NRC within 4 hours of whichever of the following occurs first: 

 
•  a plan to report to either the press or another government agency is 

approved by an individual authorized to make the final decision 
 

•  a report has actually been made to the press or another government 
agency 

 
Section 3.2.13, “Loss of Emergency Preparedness Capabilities” 
  
The following change is a revision to reflect the current requirements of 10 CFR 50.72. 
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If not reported under 10 CFR 50.72(a), (b)(1), or (b)(2), an ENS notification is 
required under 10 CFR 50.72(b)(3) (an 8-hour report) for a major loss of 
emergency assessment, offsite response, or offsite communications capability. 

 
Many of the discussions contained in this section of Revision 2 to NUREG-1022 appeared to be 
based on potentially outdated equipment and also appeared to contain conflicting guidance on 
when equipment losses would be reportable.  As a result, the entire section was rewritten in an 
attempt to provide clearer guidance that is in conformance with both the rule and its associated 
Federal Register notice (FRN).  An advance copy of this section was also provided in the 
October 14, 2010, public meeting notice and minutes.  The Nuclear Energy Institute (NEI) 
provided feedback on October 29 and November 10, 2010; however, the feedback has not been 
incorporated and will be dispositioned after the public comment period expires. 
  
Section 3.2.14, “Single Cause that Could Have Prevented Fulfillment of the Safety 
Functions of Trains or Channels in Different Systems” 
 
Section 3.2.14 is revised to reflect discussions contained in Section 3.2.7, “Event or Condition 
that Could Have Prevented Fulfillment of a Safety Function,” because the wording under both of 
these criteria is identical with regard to (1) systems within scope and (2) preventing fulfillment of 
a safety function.   
 
Briefs to the Advisory Committee on Reactor Safeguards (ACRS) in February 2000 (ADAMS 
Accession Nos. ML003682560 and ML081830534) indicate that, under this criterion, the NRC 
staff may have been interested in operable but degraded and nonconforming events and 
conditions.  However, the intent appears to conflict with passages found in the 2000 FRN and 
current NUREG-1022 guidance that set the threshold for reporting as a “reasonable expectation 
of preventing fulfillment of the safety function.”  Regulatory Issue Summary (RIS) 2005-20, 
Revision 1, “Revision to NRC Inspection Manual Part 9900 Technical Guidance, ‘Operability 
Determinations & Functionality Assessments for Resolution of Degraded or Nonconforming 
Conditions Adverse to Quality or Safety,’” dated April 16, 2008, states the following:  “An 
operability declaration is a decision by a senior licensed operator on the operating shift crew 
that there is a reasonable expectation that an SSC [structure, system, or component] can 
perform its specified safety function.”  As a result, operable but nonconforming and degraded 
conditions should not be considered events or conditions in which there is a reasonable 
expectation of preventing fulfillment of the safety function.  Therefore, operable but 
nonconforming and degraded conditions should not be considered reportable under this 
criterion.   
 
Section 5.1.8, “10 CFR Part 21 Reports” 
 
This section has been deleted because the NRC staff is currently in the process of clarifying 
10 CFR Part 21 reporting requirements.  The current NRC requirements and staff positions 
have not changed.  
 
The regulation in 10 CFR 21.1 states the following: 
 

The regulations in this part establish procedures and requirements for 
implementation of section 206 of the Energy Reorganization Act of 1974.  That 
section requires any individual director or responsible officer of a firm 
constructing, owning, operating or supplying the components of any facility or 
activity which is licensed or otherwise regulated pursuant to the Atomic Energy 
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Act of 1954, as amended, or the Energy Reorganization Act of 1974, who 
obtains information reasonably indicating:  (a) That the facility, activity or basic 
component supplied to such facility or activity fails to comply with the Atomic 
Energy Act of 1954, as amended, or any applicable rule, regulation, order, or 
license of the Commission relating to substantial safety hazards or (b) that the 
facility, activity, or basic component supplied to such facility or activity contains 
defects, which could create a substantial safety hazard, to immediately notify the 
Commission of such failure to comply or such defect, unless he has actual 
knowledge that the Commission has been adequately informed of such defect or 
failure to comply. 

 
The regulation in 10 CFR 21.2(c) states the following: 
 

For persons licensed to operate a nuclear power plant under part 50 or part 52 of 
this chapter, evaluation of potential defects and appropriate reporting of defects 
under §§ 50.72, 50.73, or § 73.71 of this chapter, satisfies each person’s 
evaluation, notification, and reporting obligation to report defects under this part, 
and the responsibility of individual directors and responsible officers of these 
licensees to report defects under Section 206 of the Energy Reorganization Act 
of 1974. 

 
The following excerpts pertaining to reporting defects that could create a substantial safety 
hazard (Item (b) in 10 CFR 21.1) from the FRN associated with the July 31, 1991 
10 CFR Part 21 rule change (56 FR 36081) state, in part, the following:  
 

The criteria for determining the existence of a substantial safety hazard and, 
consequently, whether a defect is reportable under Part 21 are given in 
NUREG-0302, Revision 1, “Remarks Presented (Questions/Answers Discussed) 
at Public Regional Meetings to Discuss Regulations (10 CFR Part 21) for 
Reporting of Defects and Noncompliance, July 12-28, 1977,” as: 
 
• Moderate exposure to or release of licensed material.  Moderate 

exposure is further clarified as exposure in excess of 25 rem to the whole 
body and exposure to an individual in an unrestricted area of 0.5 rem; or 
 

• Major degradation of essential safety-related equipment.  This phrase is 
considered to represent a loss of redundancy if, in conjunction with a 
single failure, a required safety function could not be performed; or 
 

• Major deficiencies involving design, construction, inspection, test or use.  
“Major deficiency” means a condition or circumstance which under normal 
operating conditions, an anticipated transient, or postulated design basis 
accident could contribute to exceeding a safety limit or cause an accident 
or in the event of an accident due to other causes could, considering an 
independent single failure, result in a loss of safety function necessary to 
mitigate the consequences of the accident. 

 
and 
 

For operating nuclear plants, events or conditions are reported under §§ 50.72 
and 50.73. Basic components or services associated with basic components 
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which are installed in the plant which have deviations and, thus, could be 
potential defects (i.e., could create substantial safety hazards), should be 
evaluated under appropriate criteria of §§ 50.72 and 50.73 to determine if the 
deviations are a reportable event or condition.  That is, where deviations in basic 
components do produce potentially reportable events or conditions, the 
deviations should be evaluated under the criteria of §§ 50.72 and 50.73.  Several 
paragraphs of §§ 50.72 and 50.73 contain criteria on reporting of possible 
defects and are comparable to the criteria for part 21. 

 
and 
 

Operating license holders can reduce duplicate, evaluation and reporting effort 
by evaluating deviations in basic components installed in operating plants which 
produce events which could meet the criteria of §§ 50.72 and 50.73.  If the 
evaluation of events using the criteria of §§ 50.72 or 50.73 results in a finding 
that the event is reportable and the event is reported via these sections, then as 
indicated in § 21.2(c), the evaluation, notification, recordkeeping, and reporting 
obligations of part 21 are met.  If the event is determined not to be reportable 
under §§ 50.72 or 50.73, then the obligations of part 21 are met by the 
evaluation. 

 
and 
 

It should be noted, as stated in NUREG-0302, Revision 1, “Remarks Presented 
(Questions/Answers Discussed) at Public Regional Meetings to Discuss 
Regulations (10 CFR part 21) for Reporting of Defects and Noncompliance, 
July 12-26, 1977,” October 1977, on pages 21.3(d)-1 and 21.3(d)-2, that 
deviations or potential defects discovered during receipt inspection are not 
reportable by the purchaser if the purchaser returns the basic component to the 
vendor for evaluation.  If the purchaser chooses to keep the basic component 
because of unavailability of another component, or for whatever reason, then the 
purchaser should evaluate the potential defect under part 21. 
 
Thus, one category of defects which will still be reported by power plant 
operating license holders under part 21 rather than §§ 50.72 and 50.73 are those 
defects discovered by licensees in equipment which has never been installed or 
used in the nuclear plant.  Defects in these basic components cannot create 
situations which are reportable under § 50.72 or § 50.73 since these components 
cannot create a reportable event or condition.  Basic components which are 
delivered and accepted by the purchaser but are not installed in the plant should 
be evaluated under part 21 and reported under part 21 if found to be reportable.  
 

With regard to reporting a noncompliance relating to a substantial safety hazard (Item (a) in 
10 CFR 21.1), the FRN associated with the 1991 10 CFR Part 21 rule change states that, “As a 
final point regarding the relationship between part 21 and §§ 50.72 and 50.73, since these 
sections [§§ 50.72 and 50.73] are not being changed at this time, failures to comply associated 
with a substantial safety hazard should still be reported under part 21 by licensees.” 
 
As stated in the first paragraph of this document, the NRC staff is currently evaluating the need 
for potential rulemaking associated with 10 CFR Part 21 reports.  The results of these 
evaluations may supersede the above discussion. 
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PART II: ITEMS THAT WERE DISCUSSED AT PUBLIC MEETINGS BUT WERE NOT 
INCORPORATED INTO DRAFT NUREG-1022, REVISION 3 
    
Quality of Examples in NUREG-1022 
 
Background can be found under Item 1 in the agenda / summary for the public meetings held 
June 8th and 9th 2010.  In general, examples are retained as is.  Changes were made if 
associated with another item of discussion.   
 
Impact of Snubber Failures on Reportability under “Operations or Conditions Prohibited 
by Technical Specifications” 
 
Background can be found under Item 10 in the agenda / summary for the public meetings held 
June 8th and 9th 2010.  Example 4 in Section 3.2.2, “Operation or Condition Prohibited by 
Technical Specifications,” of NUREG-1022, Revision 2 is retained as is.  The impact of snubber 
failure on operability is based on a licensee’s specific TS and will need to be considered in 
determining whether a report is required under “Operations or Conditions Prohibited by 
Technical Specifications.”   
 
Impact of Relocation of Pressure-Temperature Curves Out of Technical Specifications on 
Reports under “Degraded or Unanalyzed Conditions” 
 
Background can be found under Item 14 in the agenda / summary for the public meetings held 
June 8th and 9th 2010.  The guidance is retained as is.  There is a concern that removing the TS 
reference may imply differing thresholds for reporting and TS minimum requirements for 
operations.  A licensee’s specific TS will either contain the pressure-temperature curves or 
reference them through the pressure-temperature limit report.  The location of the curves is not 
considered to have bearing on reportability under “Degraded or Unanalyzed Conditions.” 
 
Reporting of System Inoperability under “Degraded or Unanalyzed Condition”   
 
Background can be found under Item 16 in the agenda / summary for the public meetings held 
June 8th and 9th 2010.  The guidance is retained as is.  Neither the rule, the Statements of 
Consideration, nor the NUREG guidance explicitly mention operability with regard to reporting 
under “Degraded or Unanalyzed Condition.”  As discussed in the 2000 Statements of 
Consideration (65 FR 63769), examples of reports to be made under “Degraded or Unanalyzed 
Conditions” include (1) multiple functionally related safety-grade components out of service, 
(2) accumulation of voids that could inhibit the ability to adequately remove heat from the 
reactor core, particularly under natural circulation conditions, (3) voiding in instrument lines that 
results in erroneous indication causing the operator to misunderstand the true condition of the 
plant, (4) discovery that a system required to meet the single failure criterion does not do so, 
and (5) discovery that the fire protection system does not protect at least one safe-shutdown 
train in the event of fire in a given area.  Further discussion on what constitutes multiple 
functionally related safety-grade components out of service may be conducted in the future. 
 
Potentially Unclear Examples under “External Threat or Hampering” 
 
Background can be found under Items 17, 18, and 19 in the agenda / summary for the public 
meetings held June 8th and 9th 2010.  The NUREG examples are retained as is.  The NRC is not 
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aware of any issues with regard to reporting under this criterion.  Should issues develop, the 
NRC may consider revising or adding examples during a future revision.   
 
Impact of Required Actions that Require Declaration of Inoperability on “Event or 
Condition that Could Have Prevented Fulfillment of a Safety Function” 
 
Background can be found under Item 29 in the agenda / summary for the public meetings held 
June 8th and 9th 2010.  The NRC has reiterated the position that inoperabilites of a system are 
reportable.  There may be further discussion in the future with regard to determining if system 
inoperability as a result of required actions, in which the bases for such actions assumes an 
additional single failure, falls within the scope of 10 CFR 50.72(b)(3)(vi) and 
10 CFR 50.73(a)(2)(vi). 
 
Impact of Snubber Failures on Reportability under “Common Cause Inoperability of 
Independent Trains or Channels” 
 
Background can be found under Item 31 in the agenda / summary for the public meetings held 
June 8th and 9th 2010.    Example 3 in Section 3.2.8, “Common Cause Inoperability of 
Independent Trains or Channels,” of NUREG-1022, Revision 2 is retained as is.  The impact of 
snubber failure on operability is based on a licensee’s specific TS and will need to be 
considered in determining whether a report is required under “Common Cause Inoperability of 
Independent Trains or Channels.” 
 
Impact of Loss of the Public Prompt Notification System on Reports Required under 
“Loss of Emergency Preparedness Capabilities”  
 
Background can be found under Item 38 in the agenda / summary for the public meetings held 
June 8th and 9th 2010.  Guidance is retained as is because the NRC staff believes that sites will 
have differing requirements for what constitutes a major loss.  The NRC received comments 
from NEI and the industry on October 29, 2010, and November 10, 2010, but they have not 
been dispositioned.  The comments will be reviewed, along with any other comments received 
during the public comment period, and will be dispositioned before finalization of NUREG-1022, 
Revision 3. 



Appendix A 
10 CFR 50.72(a)(1)(ii):  Reporting of Historical Events that Are Not Ongoing at the Time of 

Discovery under 10 CFR 50.72 
 
• The rule itself (Title 10 of the Code of Federal Regulations (10 CFR) 50.72(a)(1)(ii)) 

states that reports are required for nonemergency events specified in paragraph (b) that 
occurred within 3 years of the date of discovery.  The regulations at 10 CFR 50.72(b)(1), 
(2), and (3) state that licensees must report within 1, 4, and 8 hours, respectively, of the 
occurrence. 

 
• The following passages are found in the Federal Register (FR) notices associated with 

the rule: 
 
– In 64 FR 36294, which is the proposal for the rule published on July 6, 1999, 

there is a public comment that proposes to eliminate historical reporting of 
“Degraded or Unanalyzed Conditions” under 10 CFR 50.72, “Immediate 
Notification Requirements for Operating Nuclear Power Reactors.”  The 
U.S. Nuclear Regulatory Commission (NRC) responds that historical reporting of 
“Degraded or Unanalyzed Conditions” under 10 CFR 50.72 will be retained and 
provides the justification for this.  The passage states the following:   
 

Comment 18:  Several comments recommended deleting 
10 CFR 50.72(b)(2)(i), “Any event found while the reactor is shut 
down, that, had it been found while the reactor was in operation, 
would have resulted in the nuclear power plant, including its 
principal safety barriers, being seriously degraded or being in an 
unanalyzed condition that significantly compromises plant safety.” 
The comments indicated that because the plant would be 
shutdown, there is no need for immediate NRC action.  Response:  
The requirement for telephone reporting would not be entirely 
eliminated because, if a principal safety barrier is significantly 
degraded or a condition that significantly affects plant safety 
exists; the event may be significant enough that the NRC would 
need to initiate actions [such as contacting the plant to better 
understand the event and/or initiating a special inspection or 
investigation] within about a day even if the plant is shutdown.  
However, in the proposed rule this specific criterion would be 
combined with 10 CFR 50.72(b)(1)(ii), “Any event or condition 
during plant operation that results in the condition of the nuclear 
power plant, including its principal safety barriers, being seriously 
degraded or … 

 
– In 64 FR 36298, which is the proposal for the rule published on July 6, 1999, 

there is a discussion that historical reporting of “Degraded or Unanalyzed 
Conditions” under 10 CFR 50.72 will be retained but greater time will be allowed 
to make the report.  The proposal states the following: 

 
Unanalyzed condition that significantly compromises plant safety 
[10 CFR 50.72(b)(1)(ii)(A) and (b)(2)(i), and 50.73(a)(2)(ii)(A); 
replaced by new 10 CFR 50.72(b)(2)(ii)(B), and 50.73(a)(2)(ii)(B)]. 
Currently, 10 CFR 50.72(b)(1)(ii)(A) and (b)(2)(i) provide the 
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following distinction:  a qualifying event or condition during 
operation is initially reportable in one hour; a condition discovered 
while shutdown that would have qualified if it had it been 
discovered during operation is initially reportable in four hours.  
The new 10 CFR 50.72(b)(2)(ii)(B) would eliminate the distinction 
because there would no longer be separate 1-hour and 4-hour 
categories of nonemergency reports for this reporting criterion.  
There would only be 8-hour non-emergency reports for this 
criterion. 

 
– In 65 FR 63779, which is the final rule published on October 25, 2000, there is a 

discussion about reporting historical events under 10 CFR 50.72.  The passage 
states the following: 

 
General requirements and reportable events [10 CFR 50.72(a)(1) 
and 50.73(a)(1)].  The term “if it occurred within 3 years of the 
date of discovery” is added to eliminate reporting for conditions 
that have not existed during the three years before discovery.  
Such a historical event has less significance, and assessing 
reportability for earlier times can consume considerable 
resources.  For example, assume that a procedure is found to be 
unclear and, as a result, a question is raised as to whether the 
plant was ever operated in a prohibited condition.  If operation in 
the prohibited condition is likely, the answer would be reasonably 
apparent based on the knowledge and experience of the plant’s 
operators and/or a review of operating records for the past three 
years.  The effort required to review all records older than three 
years in order to rule out the possibility is not warranted. 

 
– The notice in 65 FR 63780 (October 25, 2000) discusses historical reporting of 

“Degraded or Unanalyzed Conditions” and is similar to the passage found in the 
rule proposal.  The passage states the following: 

 
Unanalyzed condition that significantly degrades plant safety 
[10 CFR 50.72(b)(1)(ii)(A) and (b)(2)(i), replaced by new 
10 CFR 50.72(b)(3)(ii)(B); and 10 CFR 50.73(a)(2)(ii)(A), 
renumbered to 50.73(a)(2)(ii)(B)].  Previously, 
10 CFR 50.72(b)(1)(ii)(A) and (b)(2)(i) provided the following 
distinction.  During operation, an unanalyzed condition that 
significantly compromised plant safety was reportable within 
1 hour.  An event discovered while shut down that had it been 
discovered during operation would have resulted in an unanalyzed 
condition that significantly compromised plant safety was 
reportable within 4 hours.  The new 10 CFR 50.72(b)(2)(ii)(B) 
eliminates this distinction because there are no longer separate 
1-hour and 4-hour categories of non-emergency reports for this 
reporting criterion.  There are only 8-hour nonemergency reports 
for this criterion. 

 
– There is a discussion in the final rule in 65 FR 63783 (October 25, 2000) that 

differentiates and excludes historical reporting of “Events or Conditions that 
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Could Have Prevented Fulfillment of a Safety Function.”  The passage states the 
following: 

 
The term “at the time of discovery” is added to 
section 50.72(b)(3)(v) to eliminate telephone notification for a 
condition that no longer exists or no longer has an effect on 
required safety functions.  For example, it might be discovered 
that at some time in the past both trains of a two train system were 
incapable of performing their safety function, but the condition was 
subsequently corrected and no longer exists.  In another example, 
while the plant is shutdown, it might be discovered that during a 
previous period of operation a system was incapable of 
performing its safety function, but the system is not currently 
required to be operable.  These events are considered significant, 
and an LER [licensee event report] is required, but there is no 
need for telephone notification. 

 
• The following guidance is also found in NUREG-1022, Revision 2, “Event Reporting 

Guidelines:  10 CFR 50.72 and 50.73,” issued October 2000: 
 

– Table 2, “Changes in Reporting Requirements” captures the discussion found in 
the Statements of Consideration for “Degraded or Unanalyzed Conditions.”  
Table 2 states the following: 

 
Previous Requirements:  One-hour report.  § 50.72(b)(1)(ii) Any 
event or condition during operation that results in the condition of 
the nuclear power plant, including its principal safety barriers, 
being seriously degraded; or results in the nuclear power plant 
being:  (A) In an unanalyzed condition that significantly 
compromises plant safety; (B) In a condition that is outside the 
design basis of the plant; or (C) In a condition not covered by the 
plant's operating and emergency procedures. 

 
Amended Requirements:  Eight-hour report.  § 50.72(b)(3)(ii) Any 
event or condition that results in:  (A) The condition of the nuclear 
power plant, including its principal safety barriers, being seriously 
degraded; or (B) The nuclear power plant being in an unanalyzed 
condition that significantly degrades plant safety. 
 
Previous Requirements:  § 50.72(b)(2)(i) Any event, found while 
the reactor is shut down, that, had it been found while the reactor 
was in operation, would have resulted in the nuclear power plant, 
including its principal safety barriers, being seriously degraded or 
being in an unanalyzed condition that significantly compromises 
plant safety. 
 
Amended Requirements:  Eight-hour report.  Refer to 
§ 50.72(b)(3)(ii) above, which captures these events regardless of 
whether or not they are found while the reactor is shutdown. 

 



 

A-4 

– Section 3.1.1, “Immediate Notifications,” discusses historical reporting of 
emergency declarations under 10 CFR 50.72 and states the following: 

 
Occasionally, a licensee discovers that a condition existed which 
met the emergency plan criteria but no emergency was declared 
and the basis for the emergency class no longer exists at the time 
of this discovery.  This may be due to a rapidly concluded event or 
an oversight in the emergency classification made during the 
event or it may be determined during a post event review.  
Frequently, in cases of this nature, which were discovered after 
the fact, licensees have declared the emergency class, 
immediately terminated the emergency class and then made the 
appropriate notifications.  However, the NRC staff does not 
consider actual declaration of the emergency class to be 
necessary in these circumstances; an ENS [Emergency 
Notification System] notification (or an ENS update if the event 
was previously reported but mis-classified) within one hour of the 
discovery of the undeclared (or mis-classified) event provides an 
acceptable alternative. 

 
• In a brief to the Advisory Committee on Reactor Safeguards in 2000 about the rule 

changes to 10 CFR 50.72 and 10 CFR 50.73, “Licensee Event Report System” (ADAMS 
Accession No. ML003682560), there is a slide (page 327 of 349) on reporting of 
historical problems.  The slide states the following: 

 
In the proposed rule we recommended using a three year cutoff for two 
specific types of events.  
 
Public comment recommended: 
 
Expanding the idea to other types of events. 
Reducing the cutoff to two years  
 
The draft final rule: 
Expands the idea to all reports under 50.72 and 50.73. 
Uses a cutoff time of three years to better support performance indicators. 

 
Although not stated in the slides, the two specific events in the proposed rule are “Any 
operation or condition prohibited by the plant’s Technical Specifications,” if the condition 
has not existed within 3 years of the date of discovery, and “Any event or condition that 
alone could have prevented the fulfillment of the safety function of structures or systems 
that are needed to:  (A) Shut down the reactor …; (B) remove residual heat; (C) Control 
the release of radioactive material; or (D) Mitigate the consequences of an accident,” if 
the condition has not existed within 3 years of the date of discovery. 

 
 Given the above, with the exception of “Events or Conditions that Could Have Prevented 

Fulfillment of a Safety Function,” 10 CFR 50.72 notifications are required for any event 
that occurred within 3 years of the date of discovery, even if the event was not ongoing 
at the time of discovery.



Appendix B 
10 CFR 50.73(a)(2)(i)(B):  When Does Limiting Condition for Operation 3.0.3 Entry Constitute 

an “Operation or Condition Prohibited by Technical Specifications”? 
 
• Neither the rule itself (Title 10 of the Code of Federal Regulations 

(10 CFR) 50.73(a)(2)(i)(B)) or its Federal Register notices specifically discuss entry into 
Limiting Condition for Operation (LCO) 3.0.3 with regard to “Operations or Conditions 
Prohibited by Technical Specifications.” 

 
• Section 3.2.2 of NUREG-1022, Revision 2, “Event Reporting Guidelines:  10 CFR 50.72 

and 50.73,” issued October 2000 (Agencywide Documents Access and Management 
System (ADAMS) Accession No. ML003762595), contains specific guidance in the 
“Discussion” subsection titled “Entry into STS 3.0.3” and states the following:  “Entry into 
STS 3.0.3 (ISTS [Improved STS] LCO 3.0.3) or its equivalent is not necessarily 
reportable under this criterion.  However, it should be considered reportable under this 
criterion if the condition is not corrected within an hour, such that it is necessary to 
initiate actions to shutdown, cool down, etc.” 
 
Background information for this guidance can be found on page 142 of 421of a summary 
report on the 469th meeting of the Advisory Committee on Reactor Safeguards (ADAMS 
Accession No. ML081830534), as well as in Question 2.4 of NUREG-1022, Revision 0, 
Supplement 1, “Licensee Event Report System, Description of System and Guidelines 
for Reporting,” issued February 1984 (ADAMS Accession No. ML101550097).  The 
current guidance is based on an agreement among stakeholders, as opposed to 
technical specification (TS) rules and usage, about what constitutes an operation or 
condition prohibited by TS. 

 
• The Standard Technical Specifications (STS) contain guidance on entry into LCO 3.0.3.  

The latest revisions to the STS can be found in ADAMS:  
 

– Babcock and Wilcox Plants:  STS (ADAMS Accession No. ML041800598) and 
bases (ADAMS Accession No. ML041830589) 
 

– Westinghouse Plants:  STS (ADAMS Accession No. ML041830612) and bases 
(ADAMS Accession Nos. ML041830207 and ML041830209) 
 

– Combustion Engineering Plants:  STS (ADAMS Accession No. ML041830597) 
and bases (ADAMS Accession Nos. ML041830100 and ML041830101) 
 

– General Electric BWR/4 Plants:  STS (ADAMS Accession No. ML041910194) 
and bases (ADAMS Accession Nos. ML041910212 and ML041910214) 
 

– General Electric BWR/6 Plants:  STS (ADAMS Accession No. ML041910204) 
and bases (ADAMS Accession Nos. ML041910223 and ML041910224) 

 
LCO 3.0.3 establishes the actions that must be implemented when an LCO is not met 
and (1) an associated required action and completion time are not met and no other 
condition applies or (2) the condition of the unit is not specifically addressed by the 
associated actions.  As discussed in the STS, “the use and interpretation of specified 
times to complete the actions of LCO 3.0.3 are consistent with the discussion of 
Section 1.3, Completion Times.”  Section 1.3 of the STS establishes the completion time 
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convention for LCOs and provides guidance for its use.  As a result, the STS guidance 
for actions associated with LCO 3.0.3 entry are treated no differently than actions 
associated with other LCOs.  Example 1.3-2 of the STS also illustrates this point. 

 
 Given the above, the U.S. Nuclear Regulatory Commission is revising the NUREG-1022 

guidance on “Operations or Conditions Prohibited by Technical Specifications” to reflect 
that actions associated with LCO 3.0.3 entry are treated no differently than actions 
associated with other LCOs.



Appendix C 
10 CFR 50.72(b)(3)(v) and 10 CFR 50.73(a)(2)(v):  What Are the Systems within Scope for 
Reporting under “Events or Conditions that Could Have Prevented Fulfillment of a Safety 

Function”? 
 

• The rule itself (Title 10 of the Code of Federal Regulations (10 CFR) 50.72(b)(3)(v), 
50.72(b)(3)(vi), 50.73(a)(2)(v), and 50.73(a)(2)(vi)) is not specific about whether or not 
systems within scope include only those that mitigate design-basis accidents per 
Chapters 6 and 15 of the final safety analysis report (or equivalent).  Part of the 
confusion has revolved around the term “needed” that is found in the rule.  

 
• Passages found in the Federal Register (FR) notice for the final rule (48 FR 39044 

published on August 29, 1983 and 48 FR 33854, 33855 published on July 26, 1983) 
discuss that the rule is based on the assumption that safety-related systems and 
structures are intended to mitigate the consequences of an accident, as well as these 
systems’ interaction with nonsafety support systems.  The FR notice includes the 
following passages: 
 
– “This paragraph is also based on the assumption that safety-related systems and 

structures are intended to mitigate the consequences of an accident.” 
 

– “The applicability of this paragraph includes those safety systems designed to 
mitigate the consequences of an accident (e.g., containment isolation, 
emergency filtration.” 

 
– “Interaction between systems, particularly a safety system and a non-safety 

system, is also included in this criterion. For example, the Commission is 
increasingly concerned about the effect of a loss or degradation of what had 
been assumed to be non-essential inputs to safety systems.  Therefore, this 
paragraph also includes those cases where a service (e.g., heating, ventilation, 
and cooling) or input (e.g., compressed air) which is necessary for reliable or 
long-term operation of a safety system is lost or degraded.  Such loss or 
degradation is reportable if the proper fulfillment of the safety function is not or 
cannot be assured.  Failures that affect inputs or services to systems that have 
no safety function need not be reported.” 

  
• The proposal for the rule (47 FR 19545 published on May 6, 1982) contains the 

following:   
 
Any instance of personnel error, equipment failure, procedure violation or 
discovery of design, analysis, fabrication, construction, or procedural 
inadequancies that alone could prevent the fulfillment of the safety 
function of structures or systems that are needed to— 

 
(i) Shut down the reactor and maintain it in a safe shutdown 
condition; 
(ii) Remove residual heat; 
(iii) Control the release of radioactive material. 
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The proposal also states that “This paragraph is also based on the assumption that 
safety-related systems and structures are intended to mitigate the consequences of an 
accident.”  

 
When the rule was finalized in 1983 (48 FR 39044 published on August 29, 1983 and 48 
FR 33854 published on July 26, 1983), the final rule read as follows:   
 

Any event or condition that alone could have prevented the fulfillment of 
the safety function of structures or systems that are needed to: 

 
(A) Shut down the reactor and maintain it in a safe shutdown 
condition; 
(B) Remove residual heat; 
(C) Control the release of radioactive material; or 
(D) Mitigate the consequences of an accident. 

 
Events covered in paragraph…of this section may include one or more 
personnel errors, equipment failures, and/or discovery of design, analysis, 
fabrication, construction, and/or procedural inadequacies.  However, 
individual component failures need not be reported pursuant to this 
paragraph if redundant equipment in the same system was operable and 
available to perform the required safety function. 

 
However, the FR notice (48 FR 33854 published on July 26, 1983) states that “The 
wording of this paragraph has been changed from the proposed rule to make it easier to 
read.  The intent and scope of the paragraph have not been changed.” 

 
• Various revisions to NUREG-1022 guidance appear to offer inconsistent approaches.  

The following are excerpts of pertinent NUREG-1022 guidance:   
 
– The “Discussion” portion of Section 3.2.2 of NUREG-1022, Revision 2, “Event 

Reporting Guidelines:  10 CFR 50.72 and 50.73,” issued October 2000 
(Agencywide Documents Access and Management System (ADAMS) Accession 
No. ML003762595), contains information that indicates that systems not 
designed to mitigate design-basis accidents may be within scope. 

 
– Example 2 of Section 3.2.2 of NUREG-1022, Revision 2 indicates that only 

systems designed to mitigate design-basis accidents are within scope.  
Example 2 reflects discussions found in Task Interface Agreement 99-030, 
“Reportability of Reactor Core Isolation Cooling (RCIC) System Failures,” dated 
March 15, 2001 (ADAMS Accession No. ML010740339) and Regulatory Issue 
Summary 2001-14, “Position on Reportability Requirements for Reactor Core 
Isolation Cooling System Failure,” dated July 19, 2001. 

 
– The “Discussion” portion and Example 2 of Section 3.3.3 of NUREG-1022, 

Revision 1, issued January 1998 (ADAMS Accession No. ML070530420), 
contain information that indicates that systems not designed to mitigate 
design-basis accidents may be within scope. 

 
– Questions 7.4 and 7.14 in NUREG-1022, Revision 0, Supplement 1, “Licensee 

Event Report System, Description of System and Guidelines for Reporting,” 
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issued February 1984 (ADAMS Accession No. ML101550097), contain 
information that indicates that systems not designed to mitigate design-basis 
accidents may be within scope.  

 
– An example on page C-7 of NUREG-1022, Revision 0, “Licensee Event Report 

System, Description of System and Guidelines for Reporting,” issued 
September 1983 (ADAMS Accession No. ML101550096), indicates that only 
systems designed to mitigate design-basis accidents are within scope.   

 
 After considering the above, the U.S. Nuclear Regulatory Commission (NRC) plans to 

modify its position to reflect the discussions contained in NUREG-1022, Revision 2, 
which indicate that systems within scope also include those that may not be designed to 
mitigate a design-basis accident.  As a result, systems and structures within scope of 
this criterion include systems required by the technical specifications to be operable to 
perform one of the four functions (A) through (D) specified in the rule, as well as their 
support systems that are also retained in the technical specifications.  This would 
supersede the discussion found in RIS 2001-14. 

 
This change is being made in order to facilitate the reporting of significant events for 
which NRC action may be needed to maintain or improve reactor safety or to respond to 
heightened public concern.  A regulatory analysis of this change can be found in ADAMS 
under Accession No. ML11116A168.



Appendix D 
10 CFR 50.72(b)(3)(v) and 10 CFR 50.73(a)(2)(v):  For Systems within Scope, Does the 

Inadvertent Technical Specification Inoperability of a System Constitute an “Event or Condition 
that Could Have Prevented Fulfillment of a Safety Function”? 

 
• The rule itself (Title 10 of the Code of Federal Regulations (10 CFR) 50.72(b)(3)(v), 

50.72(b)(3)(vi), 50.73(a)(2)(v), and 50.73(a)(2)(vi)) uses the phrases “could have 
prevented the fulfillment of the safety function” and “failures need not be reported…if 
redundant equipment in the same system was operable and available to perform the 
required safety function.”  Although the rule itself uses the word “operable,” it is unclear 
about whether or not the term refers to technical specification (TS) operability or plain 
English-language use.  As a result, the staff placed greater emphasis on determining if 
the Federal Register notice (FRN) associated with the rule or any other current guidance 
discusses whether the TS inoperability of a system, including TS inoperabilities due to 
the failure of a surveillance requirement, constitutes an event or condition that could 
have prevented fulfillment of a safety function.  

 
• When the rule was finalized on July 26, 1983, the FRN (48 FR 33854) associated with 

the rule stated the following: 
 
The Commission recognizes that the application of this and other 
paragraphs of this section involves the use of engineering judgment on 
the part of licensees.  In this case, a technical judgment must be made 
whether a failure or operator action that did actually disable one train of a 
safety system, could have, but did not, affect a redundant train within the 
ESF system.  If so, this would constitute an event that “could have 
prevented” the fulfillment of a safety function, and, accordingly, must be 
reported.  

 
If a component fails by an apparently random mechanism it may or may 
not be reportable if the functionally redundant component could fail by the 
same mechanism.  Reporting is required if the failure constitutes a 
condition where there is reasonable doubt that the functionally redundant 
train or channel would remain operational until it completed its safety 
function or is repaired. 

 
• Section 3.2.7 of NUREG-1022, Revision 2, “Event Reporting Guidelines:  10 CFR 50.72 

and 50.73,” issued October 2000 (Agencywide Documents Access and Management 
System (ADAMS) Accession No. ML003762595), contains the following guidance in the 
“Discussion” section: 
 

In the discussions which follow, many of which are taken from previous 
NUREG guidance, several different expressions such as “would have,” 
“could have,” “alone could have,” and “reasonable doubt” are used to 
characterize this standard.  In the staff’s view, all of these should be 
judged on the basis of a reasonable expectation of preventing fulfillment 
of the safety function.  

 
As a result, emphasis was also placed on reviewing TS operability determination 
guidance and its focus on engineering judgment and “reasonable expectation,” and on 
determining if such guidance conflicted with reporting guidance found in the FRN and 
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NUREG-1022, Revision 2.  In addition, the U.S. Nuclear Regulatory Commission (NRC) 
staff reviewed the FRN and guidance to determine if there were any examples or 
discussions of cases in which the TS inoperability of a system was not considered 
reportable. 

 
• A proposal for the current rule was published in the Federal Register on July 6, 1999.  

Page 64 FR 36296 indicates that a comment was received regarding the definition of the 
term “licensing basis.”  The NRC response references a generic communication on TS 
operability and discusses its use in determining whether or not systems are capable of 
performing their safety function.  The passage states the following:  

 
Comment 34:  Some comments indicated that the licensing basis should 
be defined.  Response:  No changes are proposed.  The term “licensing 
basis” is not explicitly used in the event reporting rules or the draft 
reporting guidelines.  It can come into play, via Generic Letter (GL) 91-18, 
“Information to Licensees Regarding two NRC Inspection Manual 
Sections on Resolution of Degraded and Nonconforming Conditions and 
on Operability,” in determining what the “specified safety function” of a 
system is.  This relates to whether an event is reportable as an event or 
condition that could have prevented the fulfillment of the safety function of 
structures or systems … and/or an operation or condition prohibited by 
the plant’s technical specification (TS).  However, any unsettled details 
regarding exactly which commitments are included in the licensing basis 
(for example because of differences between the definitions in GL 91-18 
and 10 CFR 54.3) are not of a nature that would change the 
determination of whether or not a system is capable of performing its 
specified safety functions (i.e., operable).   
 

Nothing is noted in the Federal Register for the final rule (65 FR 63769 published on 
October 25, 2000) that would render the above discussion obsolete. 

 
• The following passages in NUREG-1022, Revision 2 provide guidance on TS operability 

and reportability: 
 

– Section 3.2.7 of NUREG-1022, Revision 2 contains specific guidance in the 
“Discussion” section:  “Whenever an event or condition exists where the system 
could have been prevented from fulfilling its safety function because of one or 
more reasons for equipment inoperability or unavailability, it is reportable under 
these criteria.  This would include cases where one train is disabled and a 
second train fails a surveillance test.”  It should be noted that the last sentence 
emphasizes failure of surveillance tests (and therefore a TS inoperable 
condition).  This guidance first appeared in Revision 1 to NUREG-1022, issued 
January 1998 (ADAMS Accession No. ML070530420). 

 
– Example 1 in Section 3.2.7 of NUREG-1022, Revision 2 states that, “When the 

licensee was preparing to run a surveillance test, a high-pressure coolant 
injection (HPCI) flow controller was found inoperable; therefore, the licensee 
declared the HPCI system inoperable.  The plant entered a technical 
specification requiring that the automatic depressurization, low-pressure coolant 
injection, core spray, and isolation condenser systems remain operable during 
the 7-day LCO or the plant had to be shut down.  The licensee made an ENS 
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[Emergency Notification System] notification within 28 minutes and a followup 
call after the amplifier on the HPCI flow transmitter was fixed and the HPCI 
returned to operability.  As discussed above, the loss of a single train safety 
system such as BWR HPCI is reportable.”  This guidance first appeared in 
Revision 1 to NUREG-1022.  

 
– Example 4 in Section 3.2.7 of NUREG-1022, Revision 2 states that, “During 

refueling, one emergency diesel generator (EDG) in a two train system was out 
of service for maintenance.  The second EDG was declared inoperable when it 
failed its surveillance test.  An ENS notification is required and an LER [licensee 
event report] is required.  As addressed in the Discussion section above, loss of 
either the onsite power system or the offsite power system is reportable under 
this criterion.”  This guidance first appeared in Revision 1 to NUREG-1022. 

 
• Although superseded, the following passage in NUREG-1022, Revision 0, “Licensee 

Event Report System, Description of System and Guidelines for Reporting,” issued 
September 1983 (ADAMS Accession No. ML101550096), provides insight on TS 
operability and reportability guidance at the time the rule was created in 1983.  An 
example on page C-5 of NUREG-1022, Revision 0 is titled “RHR Inoperable” and states 
the following:  
 

When the circuit breaker for the motor operated inlet isolation valve was 
closed the valve immediately shut.  A “shut” control signal was being 
transmitted to the valve operator controller as a result of Channel B wide 
range pressure instrumentation maintenance action.  When motive power 
was provided to the motor by closing its power supply breaker it 
functioned to shut the valve.  System low flow alarms occurred in the 
Control Room and an operator was dispatched to open the valve by hand.  
Flow was subsequently restored and the system was declared operable.  
Redundant trains of the Residual Heat Removal (RHR) System are 
supplied through a common inlet line from loop 3.  The inlet line contains 
two essential motor operated isolation valves in series.  Shutting either 
valve renders the RHR trains inoperable.  Therefore, both trains of the 
RHR were declared inoperable when the inlet isolation valve was 
inadvertently closed.  Comment:  The event is reportable because failure 
of a single valve caused the RHR system to be inoperable 
[50.73(a)(2)(v)].  

 
The guidance indicates that a TS inoperable condition constitutes an event or condition 
that could have prevented the fulfillment of a safety function.  Nothing is noted in 
subsequent NUREG-1022 guidance or FRN discussions that would render the above 
discussion obsolete.  The rule itself (10 CFR 50.72(b)(3)(v), 50.72(b)(3)(vi), 
50.73(a)(2)(v), and 50.73(a)(2)(vi)) did not undergo significant change in 2000. 

 
• The NRC staff also reviewed the following documents to see if any insights could be 

provided on possible links between TS operability, an event or condition that could have 
prevented fulfillment of a safety function, or reportability:   
 
– NRC Inspection Manual Part 9900 Technical Guidance attached to Regulatory 

Issue Summary 2005-20, Revision 1, “Revision to NRC Inspection Manual 
Part 9900 Technical Guidance, ‘Operability Determinations & Functionality 
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Assessments for Resolution of Degraded or Nonconforming Conditions Adverse 
to Quality or Safety,’” dated April 16, 2008 (ADAMS Accession 
No. ML073531346) contains passages that discuss the relationship between TS 
operability and safety function.  Other passages discuss the relationship between 
surveillance requirements, reasonable expectation of equipment performance, 
and TS operability: 

 
 “The Standard Technical Specifications (NUREGs 1430–1434) define 

‘operable/operability’ as follows:  A system, subsystem, train, component, 
or device shall be OPERABLE or have OPERABILITY when it is capable 
of performing its specified safety functions.”  This definition of operability 
was similar to the one in existence at the time that 10 CFR 50.72, 
“Immediate Notification Requirements for Operating Nuclear Power 
Reactors,” and 10 CFR 50.73, “Licensee Event Report System,” were 
created (ADAMS Accession No. ML102590431).   

 
 “In order to be considered operable, an SSC [Structure, System, or 

Component] must be capable of performing the safety functions specified 
by its design, within the required range of design physical conditions, 
initiation times, and mission times.  In addition, TS operability 
considerations require that an SSC meet all surveillance requirements (as 
specified in Surveillance Requirement (SR) Applicability SR 3.0.1). An 
SSC that does not meet an SR must be declared inoperable.” 

 
 “Specified Function/Specified Safety Function:  The specified function(s) 

of the system, subsystem, train, component or device (hereafter referred 
to as system) is that specified safety function(s) in the CLB [Current 
Licensing Basis] for the facility.  In addition to providing the specified 
safety function, a system is expected to perform as designed, tested and 
maintained.  When system capability is degraded to a point where it 
cannot perform with reasonable expectation or reliability, the system 
should be judged inoperable, even if at this instantaneous point in time 
the system could provide the specified safety function.” 

 
 “Reasonable Expectation:  The discovery of a degraded or 

nonconforming condition may call the operability of one or more SSCs 
into question.  A subsequent determination of operability should be based 
on the licensee’s ‘reasonable expectation,’ from the evidence collected, 
that the SSCs are operable and that the operability determination will 
support that expectation.  Reasonable expectation does not mean 
absolute assurance that the SSCs are operable.  The SSCs may be 
considered operable when there is evidence that the possibility of failure 
of an SSC has increased, but not to the point of eroding confidence in the 
reasonable expectation that the SSC remains operable.  The supporting 
basis for the reasonable expectation of SSC operability should provide a 
high degree of confidence that the SSCs remain operable.  It should be 
noted that the standard of ‘reasonable expectation’ is a high standard, 
and that there is no such thing as an indeterminate state of operability; an 
SSC is either operable or inoperable.” 
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 “Operability Declaration:  An operability declaration is a decision by a 
senior licensed operator on the operating shift crew that there is a 
reasonable expectation that an SSC can perform its specified safety 
function.” 

 
• In 10 CFR 50.36, “Technical Specifications,” the NRC discusses that limiting conditions 

for operation (LCOs) are the minimum requirements for safe operation of a facility and 
that surveillance requirements are included in order to assure that the minimum 
requirements for safe operation are met.  The regulation includes the following 
passages: 

 
– The regulation in 10 CFR 50.36(c)(2)(i) states that TS will include “Limiting 

conditions for operation.  Limiting conditions for operation are the lowest 
functional capability or performance levels of equipment required for safe 
operation of the facility.” 

 
– The regulation in 10 CFR 50.36(c)(3) states that TS will include “Surveillance 

requirements.  Surveillance requirements are requirements relating to test, 
calibration, or inspection to assure that the necessary quality of systems and 
components is maintained, that facility operation will be within safety limits, and 
that the limiting conditions for operation will be met.” 

 
• Briefs to the Advisory Committee on Reactor Safeguards (ACRS) associated with the 

2000 rule change were conducted in February 2000 (ADAMS Accession 
No. ML003682560).  There were noted differences of opinion between the NRC staff 
and a representative of the Nuclear Energy Institute (NEI) about the reporting of 
degraded conditions.  The NEI representative discussed his position on TS operability 
and reportability.  Relevant passages found in the meeting minutes (ADAMS Accession 
No. ML003682560) are as follows: 

 
– Page 140 of 349:  

 
At every meeting, operability, operability determinations, and how 
we do those are the things that we all understand, and as you see, 
we move very quickly to a process of how do you figure out 
whether a report is required? 

 
Operability is a key issue.  We do the operability determination.  
It’s a very clear process. It’s an expectable processing.  It does 
involve some risk insights, where it’s appropriate.  That’s a key to 
the entire business. 

 
On page 143 of 349, the relevant discussion continues:  
 

If you remove that one small section on reporting degraded 
components, we feel that the draft rule does improve the clarity of 
reporting in all other areas, does provide a clear focus and a 
nexus to safety, and I think that’s one of the things that we were 
trying to achieve using the operability determination process. 
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We have one we can understand, one the inspectors can 
understand, and we think one that provides the headquarters and 
the people upstairs and the operations center the information they 
need to make timely decisions, would eliminate the unnecessary 
reports that don’t help anybody, and would be a great conclusion 
to eight years’ worth of effort. 

 
On page 145 of 349, the relevant discussion continues:  “We found that 
operability determinations that are required in the rest of this revised rule work.” 

 
• Summaries and slides associated with the February 2000 ACRS brief can be found in 

ADAMS (Accession No. ML081830534).  Relevant information is as follows: 
 

– Page 18 of 421 contains a summary and states the following:  
 
Mr. James Davis, Nuclear Energy Institute (NEI), noted that the 
staff had used a well-developed process to discuss the proposed 
rule changes with the industry.  The process focused on the 
operability of the safety functions of systems and components.  He 
objected to the new reporting requirement for degraded 
components.  With the exception of the new reporting 
requirement, Mr. Davis stressed that the industry supported the 
proposed final amendment. 

 
– Page 143 of 421 contains NEI’s briefing slides.  The brief is titled “Licensee 

Event Reporting System.”   
 

On page 144 of 421, a slide titled “Operability Determination” states the following:  
 

Is a well defined process 
     • Focus on system ability to perform a safety function 
     • Industry knows how to perform 
 
Supports Technical Specifications and basis for operational 
decisions 
     • One analysis, highly focused and consistent 
 

On page 147 of 421, a slide titled “Remove degraded components and—” states 
the following:  

 
The draft rule improves clarity 
     • Worked by regional staffs and operators 
 
Provides a clear focus and nexus to safety 
     • One that can be understood 
     • Uses consistent operability determination process 
  
Would eliminate unnecessary reports 
  
Could be a great end to an 8 year effort 
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• In early 2004, the NRC staff identified what it believed to be significant discrepancies 
between the total number of “Events or Conditions that Could Have Prevented 
Fulfillment of a Safety Function” being reported by the nuclear industry over the period 
1999 through 2003 and the number believed to have occurred.  NEI conducted a study 
and submitted its findings to the NRC in a document titled “NEI Safety System 
Functional Failure Reconciliation Project” (ADAMS Accession No. ML043410335).  
Passages in the document discuss TS operability, surveillance requirements, and 
reportability. 

 
– Page 8 of the document states the following:  

 
10 CFR50.73(a)(2)(i)(B) requires reporting of conditions prohibited 
by the Technical Specifications.  If this condition also involves the 
inability of the system to perform its safety function (e.g., both 
trains inoperable), even if for a short period of time, then the event 
is also reportable under 10 CFR50.73(a)(2)(v) (and 
10 CFR50.72(b)(3)(v) [8-hour ENS notification]). 
 
NUREG-1022, Supplement 2, provides explicit guidance that such 
issues must be evaluated and reported. NUREG-1022, Rev 2, 
Section 3.2.7, states in part: ‘… Whenever an event or condition 
exists where the system could have been prevented from fulfilling 
its safety function because of one or more reasons for equipment 
inoperability or unavailability, it is reportable under these criteria.  
This would include cases where one train is disabled and a 
second train fails a surveillance test…’ 
 
A significant number of the Category L, W, and Z LERs involved 
instances where a single train was not capable of performing its 
intended safety function.  While licensees are required to consider 
the opposite train, and report under 10 CFR50.73(a)(2)(v) if both 
trains are inoperable, licensees frequently do not discuss the 
status of the opposite train in the LER.  This situation can directly 
affect the SSFF [Safety System Functional Failure] performance 
indicator reporting. 
 
Preliminary feedback from the NRC was that INEEL [Idaho 
National Engineering and Environmental Laboratory] may have 
assumed, when the inoperability existed for a long period of time, 
that the opposite train may have been out of service.  Without 
being able to contact the licensee for additional information on the 
status of the opposite train, the as-submitted LER was inadequate 
to make a final determination.  (We should also note that several 
instances existed when the licensee did, in fact, take the opposite 
train out for surveillance purposes, because it did not at the time 
realize that the first train was inoperable.  These situations were 
category X, apparently missed SSFF.) 

 
 Given the above, for systems within scope, the inadvertent TS inoperability of a system 

in a required mode of applicability constitutes an event or condition for which there is no 
longer a reasonable expectation that equipment can fulfill its safety function.  Therefore, 
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such events or conditions are reportable as an “Event or Condition that Could Have 
Prevented Fulfillment of a Safety Function.”



Appendix E 
10 CFR 50.72(b)(2)(xi):  What Constitutes a Planned Release under “News Release or 

Notification of Other Government Agency”? 
 
• The rule itself states, “Any event or situation, related to the health and safety of the 

public or on-site personnel, or protection of the environment, for which a news release is 
planned or notification to other government agencies has been or will be made.  Such an 
event may include an on-site fatality or inadvertent release of radioactively contaminated 
materials.”  However, there is no discussion of what constitutes a planned release 
(i.e., formal authorization by a licensee to release a report versus licensee internal 
discussions on releasing a report that has yet to be formally authorized). 

 
• The Federal Register (FR) notice associated with the rule on August 29, 1983 (48 FR 

39045) does not offer additional insight. 
 
• Question 5.3 in NUREG-1022, Revision 0, Supplement 1, “Licensee Event Report 

System, Description of System and Guidelines for Reporting,” issued February 1984 
(Agencywide Documents Access and Management System Accession 
No. ML101550097), contains the following discussion:  “You indicated that some events 
need not be reported if there is no anticipated press interest.  We may not know whether 
a press release will or will not be issued within 4 hours.  What should we do?  Answer:  
A report should be made within 4 hours of a decision to issue a press release.” 
 

 Section 3.2.12 of NUREG-1022 is revised to reflect that, for events or situations related 
to the health and safety of the public or onsite personnel, or protection of the 
environment, licensees are required to notify the U.S. Nuclear Regulatory Commission 
within 4 hours of whichever of the following occurs first:  (1) a plan to report to either the 
press or another government agency is approved by an individual authorized to make 
the final decision, or (2) a report has actually been made to the press or another 
government agency.



Appendix F 
10 CFR 50.72(b)(3)(xiii):  What Constitutes a “Loss of Emergency Preparedness Capabilities”? 

 
• The rule itself (Title 10 of the Code of Federal Regulations (10 CFR) 50.72(b)(3)(xiii)) 

states that a major loss of emergency assessment capability, offsite response capability, 
or offsite communications capability is reportable.  Examples stated in the rule include a 
loss of a significant portion of control room indication, loss of the Emergency Notification 
System (ENS), or loss of the offsite notification system.  Other than specific mention of 
the ENS, the threshold for reporting other losses (i.e., what constitutes a major loss) is 
unclear. 

 
• The Federal Register (FR) notice associated with the rule (48 FR 39043 published on 

August 29, 1983) lists some examples of systems within scope, but is unclear to what 
extent such losses would be reportable (i.e., how much degradation would have to occur 
for a loss to be considered “major”). 

 
• Section 3.2.13, “Loss of Emergency Preparedness Capabilities,” of NUREG-1022, 

Revision 2, “Event Reporting Guidelines:  10 CFR 50.72 and 50.73,” issued 
October 2000 (ADAMS Accession No. ML003762595), appears to offer inconsistent and 
confusing guidance about reporting losses. 

 
 Given the above, the U.S. Nuclear Regulatory Commission is revising Section 3.2.13, as 

well as portions of Section 3.1.1, “Immediate Notifications,” to reflect what constitutes a 
“major loss” reportable as a “Loss of Emergency Preparedness Capability.”



Appendix G 
10 CFR 50.73(a)(2)(ix):  Revision of NUREG-1022, Revision 2, Section 3.14, “Single Cause that 

Could Have Prevented Fulfillment of the Safety Functions of Trains or Channels in Different 
Systems” 

 
• The rule itself (Title 10 of the Code of Federal Regulations (10 CFR) 50.73(a)(2)(ix)) 

uses terminology similar to that found in criteria for “Events or Conditions that Could 
Have Prevented Fulfillment of a Safety Function” (10 CFR 50.72(b)(3)(v), 50.72(b)(3)(vi), 
50.73(a)(2)(v), and 50.73(a)(2)(vi)).  The wording under both of these criteria is identical 
with regard to (1) systems within scope and (2) reports required for events that could 
have prevented the fulfillment of a safety function.   

 
• The Federal Register notice (FRN) that accompanied the October 25, 2000 rule change 

(65 FR 63781) contains discussions about 10 CFR 50.73(a)(2)(ix) with regard to events 
that could have prevented fulfillment of a safety function.  
 
– The following passage discusses that reports under 10 CFR 50.73(a)(2)(ix) may 

include events in which equipment is still operable:   
 
this criterion captures those events where a single cause could 
have prevented the fulfillment of the safety function of multiple 
trains or channels, but the event:…(2) Would not be captured by 
§ 50.73(a)(2)(vii) [common cause inoperability of independent 
trains or channels] because the affected trains or channels 
are…(ii) Not both considered to be inoperable. 

 
– The following passage discusses 10 CFR 50.73(a)(2)(ix) with regard to 

10 CFR 50.73(a)(2)(v) and 10 CFR 50.72(b)(3)(v):   
 
The meaning of the term “could have prevented the fulfillment of 
the safety function” is essentially the same for this new criterion as 
it is for §§ 50.73(a)(2)(v) and 50.72(b)(3)(v) [i.e., there was a 
reasonable expectation of preventing the fulfillment of the safety 
function(s) involved].  This passage appears to conflict with the 
prior one in that an operability declaration is a decision that there 
is a reasonable expectation that equipment can perform its 
specified safety function. 

 
• Briefs to the Advisory Committee on Reactor Safeguards in February 2000 (ADAMS 

Accession Nos. ML003682560 and ML081830534) indicate that, under 
10 CFR 50.73(a)(2)(ix), the U.S. Nuclear Regulatory Commission (NRC) staff may have 
been interested in operable but degraded and nonconforming events and conditions.  
However, the intent appears to conflict with passages found in the 2000 FRN and 
current NUREG-1022 guidance that set the threshold for reporting as a “reasonable 
expectation of preventing fulfillment of the safety function.”  Regulatory Issue 
Summary 2005-20, Revision 1, “Revision to NRC Inspection Manual Part 9900 
Technical Guidance, ‘Operability Determinations & Functionality Assessments for 
Resolution of Degraded or Nonconforming Conditions Adverse to Quality or Safety,’” 
dated April 16, 2008, states the following:  “An operability declaration is a decision by a 
senior licensed operator on the operating shift crew that there is a reasonable 
expectation that an SSC [structure, system, or component] can perform its specified 
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safety function.”  As a result, operable but nonconforming and degraded conditions 
should not be considered events or conditions in which there is a reasonable expectation 
of preventing fulfillment of the safety function.   

 
 As a result, Section 3.2.14 is revised to reflect discussions contained in Section 3.2.7, 

“Event or Condition that Could Have Prevented Fulfillment of a Safety Function,” 
because the wording under both of these criteria is identical with regard to (1) systems 
within scope and (2) reports required for events that could have prevented the fulfillment 
of a safety function. 
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