
Accession No. ML110740301 
 
From: Tam, Peter 
Sent: Tuesday, March 08, 2011 5:04 PM 
To: hletheridge@aep.com; 'jrwaters@aep.com' 
Cc: Walker, Harold; Torres, Roberto; Dennig, Robert; Raval, Janak; 

Pascarelli, Robert; Beltz, Terry 
Subject: D. C. Cook - Pre-Application telecon(s) to discuss two upcoming 

proposed amendments (TAC ME5799 and ME5800) 
 
Helen: 
 
As a result of your request (e-mail below), we have identified Mr. Janak Raval as the reviewer 
who would support the conference call(s) requested by you.  Please propose 1 or 2 date/time 
choices for the call(s).  If you deem it necessary to send us some documents to facilitate the 
discussion, you may do so at your own discretion and under the provisions of NRR Office 
Instruction COM-203. 
 
I have opened the above TAC numbers for the staff to charge time on this effort (i.e., pre-
application discussion only).  When you formally submit applications for amendment we will 
open new TAC numbers to cover the work. 
 
I plan to put this e-mail, including your e-mail below, into ADAMS and the public domain.  
Please let me know if your e-mail contains any information that should be withheld from public 
disclosure.  Thanks. 
 
Peter S. Tam 
Senior Project Manager 
  (for D. C. Cook and Monticello) 
Plant Licensing Branch III-1 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 
 
Tel.  301-415-1451 
 
 

 
Subject: Telecon to discuss two upcoming LARs 
 
Hi Peter,  
 
I would like to have pre-submittal discussions on two License Amendment Requests that we are 
developing and anticipate submitting in April.  
 
The following are brief descriptions of the LARs:  

• Revise the Technical Specification Surveillance Requirement 3.6.13.5 for the divider barrier seal 
surveillance. The language of the TS SR is being changed to allow for some margin of bypass 
(within the analysis limits) if the seal itself or the seal hardware has any identified deficiencies. 



 The current surveillance wording does not allow for any deficiencies even if functionality is not 
impacted. Additionally, adding a Note to the LCO, for TS 3.6.13, for CEQ fan dampers and valves 
similar to the existing Note for personnel hatches and add the CEQ fan dampers and valves to 
Action A. These changes will also have revised wording in the Bases to support them. 

• Revise Technical Specification 5.5.9, Ventilation Filter Testing Program, to allow a lower limit of 
97.5% efficiency of the charcoal filter. Currently the required efficiency is 99%.  

Tomorrow (Tuesday) is a busy day for everyone as we will be having an NRC Evaluated Emergency 
Preparedness Exercise. Wednesday and Thursday are wide open.  
 
Please let me know what would work best for you.Two separate discussions might be better if it is 
possible to have your technical folks to participate.    
 
Thanks, Helen  
 
Helen Etheridge 
Licensing Manager 
Regulatory Affairs 
D.C. Cook Nuclear Plant 
Desk - 269.466.2811 
Cell - 269.876.1211 
Pager - 269.708.0951 
 
 
---------------------------------------------------------------- 
This e-mail message and all attachments transmitted with it from the 
Nuclear Generation Group of American Electric Power are for the sole 
use of the intended recipient(s) and may contain confidential and  
privileged information.  Any unauthorized review, use, disclosure or  
distribution is prohibited.  If you are not the intended recipient, please 
contact the sender by reply e-mail and destroy all copies of the original message. 
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