
   
  

  
 

 
 

March 21, 2011 
 
 
 
MEMORANDUM TO:     Eileen McKenna, Chief 

 AP1000 Projects Branch 2  
 Division of New Reactor Licensing 
 Office of New Reactors 

 
FROM:   Perry Buckberg, Senior Project Manager          /RA/ 

    AP1000 Projects Branch 2                                      
    Division of New Reactor Licensing 
    Office of New Reactors 

 
SUBJECT:  AUDIT REPORT FOR AP1000 DESIGN CERTIFICATION 

AMENDMENT SPENT FUEL RACK DIMENSION CHANGES – 
JANUARY 31, 2011 

 
 

This is the audit plan/report related to Docket No. 52-006 covering selected areas of the 

AP1000 Design Control Document (DCD), Section 9.1.2, “Spent Fuel Storage.”  Westinghouse 

submitted to the U.S. Nuclear Regulatory Commission, DCD Revision 18, for its AP1000 

application in December 2010.  After conducting a comprehensive review of DCD Revision 18, 

the staff concluded that additional information was needed from the applicant to support the 

staff’s safety evaluation.  The purpose of this audit was to review large scale design drawings 

(APP-FS02-V1-001 through -009) and proprietary spent fuel pool criticality related documents.  

These documents were reviewed at the Westinghouse Rockville, Maryland office on  

January 31, 2011.   

 
CONTACT:  Perry Buckberg, DNRL/NWE2 
          (301) 415-1383 
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