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PMNorthAnna3COLPEmails Resource

From: Galvin, Dennis
Sent: Friday, March 18, 2011 11:22 AM
To: Regina Borsh (regina.borsh@dom.com)
Cc: Patel, Chandu; Otto, Ngola; NorthAnna3COL Resource
Subject: Dominion Response to North Anna 3 RAI Letter 60
Attachments: RAI 5279 - North Anna 3 RAI Letter 60 2011-02-16.pdf

Gina, 
 
In the Dominion response to North Anna 3 RAI Letter 60, Dominion referenced a RAI number of 5276.  As can 
be seen from the attached, the NRC assigned this a RAI number of 5279.  Please correct this number in your 
tracking systems to prevent confusion on this RAI in the future. 
 
Thanks, 
 
Dennis Galvin 
Project Manager 
NRC/NRO/DNRL/NGE1 
301‐415‐6256 
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NorthAnnaRAIsPEm Resource

From: Patel, Chandu
Sent: Wednesday, February 16, 2011 9:46 AM
To: 'na3raidommailbox@dom.com'
Cc: Weisman, Robert; Wang, Weijun; NorthAnnaRAIsPEm Resource; Johnson, Judy; Takacs, 

Michael
Subject: RAI Letter No. 60, RAI 5279, Section 14.3-12, North Anna 3 COLA
Attachments: RAI 5279 Final.doc

By�letter�dated�November�26,�2007,�Dominion�Virginia�Power�(Dominion)�submitted�a�Combined�License�Application�for�
North�Anna,�Unit�3,�pursuant�to�Title�10�of�the�Code�of�Regulations,�Part�52.��The�U.S.�Nuclear�Regulatory�Commission�
(NRC)�staff�is�performing�a�detailed�review�of�this�COLA.���
�
The�NRC�staff�has�identified�that�additional�information�is�needed�to�continue�portions�of�the�review�and�a�Request�for�
Additional�Information�(RAI),�is�enclosed.��To�support�the�review�schedule,�Dominion�is�requested�to�respond�within�30�
days�of�the�date�of�this�request.��If�the�RAI�response�involves�changes�to�the�application�documentation,�Dominion�is�
requested�to�include�the�associated�revised�documentation�with�the�response.�
 
Sincerely, 
Chandu�Patel�
Lead project Manager for NA3 COLA 
 
 
 
�
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2/16/2011 

RAI Letter No. 60 
North Anna, Unit 3 

Dominion 
Docket No. 52-017 

SRP Section: 14.03.12 - Physical Security Hardware - Inspections, Tests, Analyses, and Acceptance 
Criteria 

Application Section: NUREG-0800 
 
QUESTIONS for Reactor Security Rulemaking and Licensing Branch (NSIR/DSP/RSRLB) 
 
Request for Additional Information No. 5279  
 
14.03.12-1 

ITAAC # 1 
North Anna 3, S-COL application revision 3, Part 10, Dated June 10, 2010 Combine 
License Application (including Inspection, Testing, Analyses, and Acceptance Criteria 
(ITAAC), addresses the Mitsubishi Heavy Industries, Ltd. Design Control Document 
(DCD), Tier 1, Table 2.12-1, revision 2, as providing specific design commitments and 
ITAAC for the physical security system to be used by North Anna 3 as an alternative 
method to the SRP 14.3.12, Physical Security Hardware-ITAAC (PS-ITAAC). The DCD 
or COLA Part 10 do not address the below listed PS-ITAAC. Verify and provide the 
status of any tentative changes to the PS-ITAAC listed below to properly reflect the 
applicant’s intentions based on the SRP and the most current revision of the DCD.  
Listed below are the PS-ITAAC reference numbers from NUREG-800 Standard Review 
Plan (SRP) 14.3.12 Appendix “A” for clarification. (ADAMS Accession Number: 
ML093080140) 
SRP Appendix “A” # 3b 
SRP Appendix “A” #16c 

Regulatory Basis: 10CFR 52.47(b)(1) The application must also contain: (1) 
The proposed inspections, tests, analyses, and acceptance criteria that are 
necessary and sufficient to provide reasonable assurance that, if the inspections, 
tests, and analyses are performed and the acceptance criteria met, a facility that 
incorporates the design certification has been constructed and will be operated in 
conformity with the design certification, the provisions of the Act, and the 
Commission's rules and regulations.  

 
 
14.03.12-2 

ITAAC # 2 
North Anna 3, S-COL application revision 3, Part 10, Dated June 10, 2010 Combined 
License Application (including Inspection, Testing, Analyses, and Acceptance Criteria 
(ITAAC), section 2.2 states that Physical Security ITAAC (PS-ITAAC) are contained in 
the DCD Tier 1. The current revision of the DCD does not address several PS-ITAAC 
that were considered outside of the scope of the DCD. Review and confirm each PS-
ITAAC listed below to verify that it properly reflects the applicant's intentions based on 
the SRP and the most current revision of the Combined License Application Part 10, 
Table C-1. Verify and provide the status of any tentative COL action items assigned. 
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Explain what actions the applicant will take to revise PS-ITAAC to reflect the applicant’s 
intentions in the S-COL application.  
The below ITAAC reference numbers from Part 10, Table C-1., revision 3, have been 
cross-referenced with NUREG-800 Standard Review Plan (SRP) 14.3.12 Appendix “A” 
for clarification. (ADAMS Accession Number: ML093080140) 
Part 10, Table C-1 # 1.b SRP Appendix “A” #1b 
Part 10, Table C-1 # 2a SRP Appendix “A” #2a 
Part 10, Table C-1 # 2b SRP Appendix “A” #2b 
Part 10, Table C-1 # 2c SRP Appendix “A” #2c 
Part 10, Table C-1 # 3a SRP Appendix “A” #3a 
Part 10, Table C-1 # 3b SRP Appendix “A” #3c 
Part 10, Table C-1 # 4a SRP Appendix “A” #4a 
Part 10, Table C-1 # 4b SRP Appendix “A” #4b 
Part 10, Table C-1 # 4c SRP Appendix “A” #4c 
Part 10, Table C-1 # 5 SRP Appendix “A” #5 
Part 10, Table C-1 # 6b SRP Appendix “A” #6b 
Part 10, Table C-1 # 7 SRP Appendix “A” #7 
Part 10, Table C-1 # 8a SRP Appendix “A” #8a 
Part 10, Table C-1 # 8b SRP Appendix “A” #8b 
Part 10, Table C-1 # 9 SRP Appendix “A” #9 
Part 10, Table C-1 # 10.b SRP Appendix “A” #10b 
Part 10, Table C-1 # 11.a-2 SRP Appendix “A” #11a.ii 
Part 10, Table C-1 # 11.b-2 SRP Appendix “A” #11b.ii 
Part 10, Table C-1 # 11c SRP Appendix “A” #11c 
Part 10, Table C-1 # 11.d SRP Appendix “A” #11d 
Part 10, Table C-1 # 12.a SRP Appendix “A” #12 
Part 10, Table C-1 # 13.b-2 SRP Appendix “A” #13b.ii 
Part 10, Table C-1 # 15.b SRP Appendix “A” #15b 
Part 10, Table C-1 # 16.a-2 SRP Appendix “A” #16  
Regulatory Basis: 10 CFR 52.47(b)(1) The application must also contain: (1) The 
proposed inspections, tests, analyses, and acceptance criteria that are necessary and 
sufficient to provide reasonable assurance that, if the inspections, tests, and analyses 
are performed and the acceptance criteria met, a facility that incorporates the design 
certification has been constructed and will be operated in conformity with the design 
certification, the provisions of the Act, and the Commission's rules and regulations. 

 
 
14.03.12-3 

ITAAC # 3 
North Anna 3, S-COL application revision 3, Part 10, Dated June 10, 2010 Combined 
License Application (including Inspection, Testing, Analyses, and Acceptance Criteria 
(ITAAC), section 2.2 states that Physical Security PS-ITAAC are contained in the DCD 
Tier 1. The current revision of the DCD does not fully address the PS-ITAAC listed 
below. Explain how North Anna 3, will address these PS-ITAAC areas. Explain what 
actions the applicant will take to revise the PS-ITAAC to reflect the applicant’s intentions 
in the S-COL application. 

The below ITAAC reference numbers from (DCD), Tier 1, Table 2.12-1, revision 2, have 
been cross-referenced with NUREG-800 Standard Review Plan (SRP) 14.3.12 Appendix 
“A” for clarification. (ADAMS Accession Number: ML093080140) 
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Regulatory Basis: 10CFR 52.47(b)(1) The application must also contain: (1) 
The proposed inspections, tests, analyses, and acceptance criteria that are 
necessary and sufficient to provide reasonable assurance that, if the inspections, 
tests, and analyses are performed and the acceptance criteria met, a facility that 
incorporates the design certification has been constructed and will be operated in 
conformity with the design certification, the provisions of the Act, and the 
Commission's rules and regulations.  

DCD Table 2.12-1 # 1.a SRP Appendix “A” #1a 
DCD Table 2.12-1 # 6.a SRP Appendix “A” #6a 
DCD Table 2.12-1 # 10.a SRP Appendix “A” #10a 
DCD Table 2.12-1 # 11.a.i SRP Appendix “A” #11a.i 
DCD Table 2.12-1 # 11b.i SRP Appendix “A” #11b.i 
DCD Table 2.12-1 # 12 SRP Appendix “A” #12 
DCD Table 2.12-1 # 13.a SRP Appendix “A” #13a 
DCD Table 2.12-1 # 13.b.i SRP Appendix “A” #13b.i 
DCD Table 2.12-1 # 14 SRP Appendix “A” #14 
DCD Table 2.12-1 # 15.a SRP Appendix “A” #15a 
DCD Table 2.12-1 # 16.a.i SRP Appendix “A” #16a 
DCD Table 2.12-1 # 16.b.i SRP Appendix “A” #16b 
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