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FAQ # |Rev Name Summary Actions and Notes Licensee . NRC Technical Closure NEI 04-02
Plant Contact NRC Submittal Date FAQ Comments Agreement Memo STATUS
06-0001| O |Alternate method for Add in clarification that fire affected train manual [FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Ertman Rev 0-4/25/2006 ML061440419 ML062060303 | WITHDRAWN | WITHDRAWN N/A
Engineering Evaluations actions are 'allowed' and therefore do not (ML091420184). 12/14/06 12/14/06
require evaluation. ML063480169 | ML063480169
Rev 2
Rev 2
06-0004 Clarify NFPA 805 Chapter 4 How fire protection systems and features FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Began Frumkin Rev 0-05/12/2006 ML061440430 ML062060303 CLOSED N/A
and 3 relationship for transition is highly dependent on how they are  |(ML091420184). Miskiewicz ML063350442 08/21/08
‘required’ FP systems/features |'required' to meet the nuclear safety criteria of ML082330386
Chapter 4.
06-0005| 2 |Guidance on FPP-related NEI 04-02 does not provide guidance what FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Ertman Barrett Rev 0-07/21/2006 ML062350095 ML072400021 CLOSED N/A
changes should be considered a FPP-related change or (ML091420184). Rev 1-11/30/2006 ML063180544 ML073060462 08/11/08
not. Since failure to obtain NRC pre-approval for Rev 2-10/8/2007 ML072820015 ML081690332

NEI 04-02 Typo Corrections

using risk reductions from a non-FPP related
change would be contrary to the guidance in RG
1.205, additional guidance should be provided to
clarify what is considered a FPP-related change
once NFPA-805 is implemented.

Editorial changes to NEI 04-02

FAQ withdrawn / superseded see earlier revisions FAQ Log for details

(ML091420184).

Kleinsorg

Rev 2

Rev 2

Rev 3

N/A

Incorporate Regulatory Guide
1.205 Baseline concept into
NEI 04-02

Clarify Chapter 4 Methodology
Transition Process Bases on
Pilot Plant Results

Based on changes to Regulatory Guide 1.205,
NEI 04-02 needs to reflect the baseline risk

FAQ withdrawn / superseded see earlier revisions FAQ Log for details

(ML091420184).

FAQ withdrawn / superseded see earlier revisions FAQ Log for details

(ML091420184).

SUPERSEDED
FAQ 06-0014

SUPERSEDED
FAQ 07-0039

N/A

Rev 2

Rev 2

N/A
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Plant Contact NRC Submittal Date FAQ Comments Agreement Memo STATUS
06-0014 Cumulative Risk Regulatory Guide 1.205 requires tracking of With FPRA TF for comment-12/14/06 HNP Miskiewicz Rev 3
changes to assess cumulative risk. NEI 04-02 Holder
does not provide guidance on this issue Concepts to be presented to TF by April 2008
Will not be included in Rev 2 of NEI 04-02
Will include concepts of FAQ 06-0005 and FAQ 06-0010
Discussed at 5/15/08 meeting. Will be re-assessed following Pilot LAR
submittals.
This is going to be encompassed in the post transition change process. Expect
a draft in May.
06-0015 Guidance on not-red Process for determining if non-compliances FAQ withdrawn / superseded see earlier revisions FAQ Log for details NEI Masterlark WITHDRAWN N/A
determination found during the transition process are 'not red' |(ML091420184). 09/21/07
needs to be simplified.

Rev 2
Rev 2
Rev 2

Rev 2

Rev 2

Rev 2

Rev 3

06-0023 Grant exception for Diesel 3.3.8 Bulk Storage of Flammable and FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Holder Rev 0-12/19/2006 ML070030470 WITHDRAWN | WITHDRAWN N/A

Generator Day Tanks located |Combustible Liquids-Bulk storage of flammable [(ML091420184).
within Diesel Generator and combustible liquids shall not be permitted ML071510425 | MLO72700552
Buildings. inside structures containing systems, equipment,

or components important to nuclear safety. As a

inil storage and use shall comply with
NFPA 30, Flammable and Combustible Liquids
Code.

Rev 2
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06-0025| 5 |Define minimum acceptable (3.4 Industrial Fire Brigade-3.4.2.1-The plans FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Holder Barbadoro Rev 0-12/19/2006 ML070030476 ML070300588 | WITHDRAWN | WITHDRAWN N/A
pre-plan scope. shall detail the fire area configuration and fire (ML091420184). Rev 1b-05/08/2007 ML071340194 ML073510074 7/19/07 08/21/08
hazards to be encountered in the fire area, along Rev 2-11/16/2007 MLO073200459 ML081360203 | ML072080246 | ML082330365
with any nuclear safety components and fire Rev 3-12/7/2007 ML073510082
protection systems and features that are NEI response to MLO073550017
present. comments-12/07 ML073550021
Rev 4-12/20/2007 ML080700157
Suggest define more clearly what the minimum Rev 5-03/09/2008
acceptable pre-plan scope is. Consider use of
existing guidance.
06-0026 | 0 |Clarify NFPA code 3.4.4 Fire-Fighting Equipment-Protective FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Holder Oudinot Rev 0-12/19/2006 ML070030480 ML071380194 | WITHDRAWN | WITHDRAWN N/A
requirements for gear clothing, respiratory protective equipment, (ML091420184). 5/17/07 10/15/07
maintenance radiation monitoring equipment, personal ML071510425 | MLO72560564

dosimeters, and fire suppression equipment such
as hoses, nozzles, fire extinguishers, and other
needed equipment shall be provided for the
industrial fire brigade. This equipment shall
conform with the applicable NFPA standards.

Clarify that intent is for design and purchase of
equipment. NFPA code requirements for gear
maintenance is not applicable.

Rev 2

Rev 2

029 Clarify zone of influence for  [FDT spreadsheets are used to provide a zone of |FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Thompson WITHDRAWN N/A
NUREG 6850 Task 8. influence. (ML091420184). 6/21/07
ML071940375

Rev 3

Rev 2
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Rev 3

Rev 2

034 Determination of non-vented |Clarification of guidance for determining if an FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Miskiewicz WITHDRAWN N/A
Cabinets electrical cabinet can be dispositioned as non- (ML091420184).
vented

Rev 3

or
EPRI Doc

Rev 3

037 Environmental considerations |Provide guidance regarding environmental FAQ withdrawn / superseded see earlier revisions FAQ Log for details HNP Holder WITHDRAWN N/A
for equipment considerations of other equipment in the fire (ML091420184).
affected area

Rev 3

Rev 3

Rev 3

Chapter 3 Codes and To support a post-transition FPP under a FAQ withdrawn / superseded see earlier revisions FAQ Log for details Rev 0-11/19/2007 ML073310447 WITHDRAWN N/A
Standards 10CFR50.48(c) licensing basis, for the codes and [(ML091420184). 07/02/08

standards described in Chapter 3 of NFPA 805- ML081690302

2001
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08-0045

ADAMS Reference
Summar Actions and Notes censee . NRC Technical Closure NEI 04-02

Incipient-Growth Phase in
Electrical Panel Fires

EPRI Doc

or
EPRI Doc

The intent of the FAQ is to further explore the  |FAQ withdrawn / superseded see earlier revisions FAQ Log for details EPRI/MOU| Canavan 4/1/2008 ML081200117 5/19/09 N/A
assumptions made in modeling cabinet fire (ML091420184). 091240311

growth. The FAQ will also include consideration a

model that would characterize the incipient

phase to the fire growth stage.

See EPRI Document EPRI 101-6735 Rev3

or
June 5, 2009 projected date for NRR memo to be publicly available for 30 day EPRI Doc
FAQ comment period

FAQ sent to MOU group for concurrence. Comments received back from the
MOU Group.

FAQ to Task Force for public comment (June 24). Comments issued on July 31,
2009. Task Force has concerns on limitation of use.

NRC has received comments from NEI, Vendors, and NRC Regional Staff
Completed see earlier revisions of FAQ Log for details (ML091420184). Rev 3

or
EPRI Doc

See EPRI Document EPRI 101-6735 Rev 3

or
May 29, 2009 projected date for NRR memo to be publicly available for 30 day EPRI Doc
FAQ comment period

FAQ sent to MOU group for concurrence. Comments received back from the
MOU Group.

FAQ to Task Force for public comment (June 10). Comments due July 13

Comments provided on July 13 to NRC. NRC Draft Responses posted in ADAMS
August 6, 2009.
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