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March 29, 2011

ATTN: Document Control Desk
U.S. Nuclear Regulatory Commission
Washington, DC 20555-0001

BELL BEND NUCLEAR POWER PLANT
BBNPP PLOT PLAN CHANGE
COLA SUPPLEMENT, PART 2 (FSAR); SECTION 10.4.5
AND RESPONSE TO RAI No. 95
QUESTIONS 10.04.05-1 AND 10.04.05-3
BNP-2011-066 Docket No. 52-039

References: 1) M. Canova (NRC) to R. R. Sgarro (PPL Bell Bend, LLC), "Bell Bend COLA -
FINAL Request for Information No. 95 (RAI No. 95) - SBPB 4711" email dated
August 2, 2010

2) BNP-2011-020, R. R. Sgarro (PPL Bell Bend, LLC) to U.S. NRC, "Schedule
Information for RAI No. 95," dated February 15, 2011 [ML1 10620300]

This letter provides the responses to the request for additional information (RAI) No. 95,
Questions 10.04.05-1 and 10.04.05-3, identified in NRC correspondence to PPL Bell Bend, LLC
(PPL) (Reference 1). This RAI addresses the Circulating Water System as discussed in
Chapter 10 of the Final Safety Analysis Report (FSAR) and submitted in Part 2 of the Bell Bend
Nuclear Power Plant (BBNPP) Combined License Application (COLA). This letter also transmits
the supplement to FSAR Section 10.4.5 due to plant relocation on the site.

Reference 2 identified that the FSAR Chapter 10 supplement and responses to RAI No. 95
Questions 10.04.05-1 and 10.04.05-3 will be submitted on or before March 30, 2011.

PPL has committed to provide the NRC with COLA supplements due to the Plot Plan Change
(PPC), consisting of revised COLA Sections and associated RAI responses/revisions, as they
are developed. These COLA supplements will only include the changes related to that
particular section of the COLA and will not include all conforming COLA changes. Conforming
changes for each supplement necessary for other COLA sections will be integrated into the
respective COLA supplements through the normal internal change process. The revised COLA
supplements will also include other changes approved since the submittal of Revision 2.

Enclosure 1 provides the revised BBNPP COLA Supplement, Part 2 (Final Safety Analysis
Report), Section 10.4.5, Revision 2f. The revised BBNPP COLA section supersedes previously
submitted information in its entirety. No departures and/or exemptions to this BBNPP COLA
section have been revised as a result of the PPC.
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Enclosure 2 provides the response to NRC RAI 95, Questions 10.04.05-1 and 10.04.05-3, which
refer-directly to the enclosed COLA section (Enclosure 1).

There are no previously submitted NRC RAI responses which refer directly to the enclosed
COLA section.

The only new regulatory commitment is to include the revised COLA section (Enclosure 1) in the
next COLA revision.

Should you have any questions, please contact the undersigned at 570.802.8102.

I declare under penalty of perjury that the foregoing is true and correct.

Executed on March 29, 2011

Respectfully,

Rocco R. Srro

RRS/kw

Enclosures: As stated
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cc: (w/ Enclosures)

Mr. Michael Canova
Project Manager
U.S. Nuclear Regulatory Commission
11545 Rockville Pike, Mail Stop T6-E55M
Rockville, MD 20852

(w/o Enclosures)

Mr. William Dean
Regional Administrator
U.S. Nuclear Regulatory Commission
Region I
475 Allendale Road
King of Prussia, PA 19406-1415
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Enclosure 1

FSAR Section 10.4.5



FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

10.4.5 Circulating Water System

No departures or supplements.

10.4.5.1 Design Basis

No departures or supplements.

10.4.5.2 System Description

10.4.5.2.1 General Description

The U.S. EPR FSAR includes the following COL Item in Section 10.4.5.2.1:

A COL applicant that references the U.S. EPR design certification will provide the
description of the site-specific portions of the CWS.

This COL Item is addressed as follows:

The U.S. EPR uses a Circulating Water System (CWS) to dissipate heat. {The CWS is a
closed-loop system. The CWS uses two non-plume abated natural draft cooling towers for
heat dissipation.}

{The CWS dissipates approximately 1 .OE+10 BTU/hr (2.52E+09 Kcal/hr) of waste heat rejected
from the main condenser and the Closed Loop Cooling Water System (CLCWS) during normal
plant operation at full station load. The Piping and Instrumentation Diagram (P&ID) for the
CWS is provided as Figure 10.4-1 and U.S. EPR FSAR Figure 10.4.5-1, Sheet 2 of 2. Figure 10.4-1
shows the system at the cooling tower and U.S. EPR FSAR Figure 10.4.5-1, Sheet 2 of 2 shows
the system inside the Turbine Building. The CWS has four 25% capacity constant speed,
vertical shaft type circulating water pumps housed in the CWS Pumphouse adjacent to the
cooling towers. These pumps circulate water through the system.

In the Turbine Building, the majority of the CWS flow is directed through the main condenser,
where the water removes (primarily) latent heat of vaporization from the turbine exhaust
steam. The water travels through the three condenser shells (tube side), which are arranged in
series, and then returns to the CWS cooling towers via the CWS return piping.

Additionally, two 100% capacity auxiliary cooling water system pumps receive cooling water
from the CWS and deliver the water to the CLCWS heat exchangers. Heat from the CLCWS is
transferred to the auxiliary cooling water system and heated auxiliary cooling water is
returned to the CWS downstream of the main condenser.

The heated CWS water is sent to the spray headers of the cooling towers. After passing
through the cooling towers, the cooled water is recirculated back to the CWS Pumphouse to
complete the closed cycle cooling water loop. The CWS has a nominal flow rate of
approximately 720,000 gpm (2,725,50(2,725,496 Ipm).

CWS cooling tower design specifications are provided in Table 10.4-1. The CWS Pumphouse is
shown in Figure 10.4-2 and Figure 10.4-3. The cooling towers are shown in Figure 10.4-4.
Figure 10.4-4 is typical for both cooling towers.I

Evaporation in the cooling towers increases the level of solids in the circulating water. To
control solids, a portion of the recirculated water is removed or blown down and replaced
with clean water. In addition to the blowdown and evaporative losses, a small percentage of
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

water in the form of droplets (drift) is lost from the cooling towers. Peak anticipated
evaporative losses are 15,872 gpm (60,082 Ipm). Maximum drift losses are about 8 gpm (30
Ipm) based upon 0.001% of the CWS nominal flow rate. Makeup water is required to replace
the losses from evaporation, blowdown, and drift.

Makeup water for the CWS is taken from the Susquehanna River by pumps at a rate of 23,808
gpm (90,123 Ipm). This rate is based on maintaining the CWS while operating at three cycles of
concentration, as discussed in Section 9.2.5.1. Three 50% capacity vertical shaft type CWS
makeup pumps housed in the CWS Makeup Water BBNPP Intake Structure transfer water from
the Susquehanna River to the cooling tower basins. Makeup water from the Susquehanna
River is received into the intake structure via the intake structure forebay at the river bank. The
intake structure houses the three CWS makeup pumps, three Raw Water Supply System
(RWSS) pumps, bar grating, and dual-flow traveling screens. There are three bays, each bay
containing a CWS makeup pump, a RWSS pump, a dual-flow traveling screen, and a screen
wash pump. The purpose of the traveling screens is to prevent debris from passing into the
CWS makeup pumps, circulating water pumps, condenser, and CLCWS heat exchangers. The
intake StruEture BBNPP Intake Structure also utilizes a trash rake. The CWS makeup system is
shown in Figure 10.4-6. The intake StructurE BBNPP Intake Structure is shown in Figure 10.4-5
and Figure 10.4-7.

Blowdown from the cooling towers discharges to a ,e,,,mmOn .rtentien basin the Combined
Waste Water Retention Pond to provide time for settling of suspended solids and to permit
further chemical treatment of the wastewater, if required. Discharge from the retention basinf
Combined Waste Water Retention Pond is routed along the CWS makeup and RWSS intake
pipe routing to the discharge diffuser, where it disperses into the Susquehanna River.
Discharge temperature is monitored prior to discharge into the river. The retention basifn
Combined Waste Water Retention Pond discharge flowpath is shown in Figure 10.4-8. The
discharge diffuser is shown in Figure 10.4-9.

The CWS chemical treatment system provides a means for adding chemicals to the circulating
water system to maintain circulating water system chemistry within established limits to
minimize fouling, inhibit scaling on the heat exchange surfaces, to control biological growth,
and to inhibit corrosion of piping materials.}

In addition, this COL Item is addressed by replacing the conceptual design information
identified in double brackets in U.S. EPR FSAR Section 10.4.5 with plant specific information as
discussed in the following sections.

10.4.5.2.2 Component Description

Cooling Towers

The U.S. EPR FSAR includes the following conceptual design information in Section 10.4.5.2.2
for the Cooling Towers:

[[The CWS has mechanical draft cooling towers, each with a basin and circulating
water sump. Each sump houses a circulating water pump. The sumps are designed
to provide sufficient submergence of the pump suction. Trash racks or suction
screens are provided to prevent the ingestion of debris.]]

The above conceptual design information is replaced with site-specific information as follows:
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

{The CWS cooling towers are non-plume abated natural draft cooling towers. Each tower
structure is approximately 350 ft (107 m) in diameter at the base and 475 ft (145 m) tall. The
towers function as an all-wet system.

Heat dissipation from the circulating water system to the ambient air (primarily latent heat
transfer with some sensible heat transfer) occurs by direct contact between the rising air and
the circulating water falling from the tower spray nozzles.

The tower fill redirects the water falling through the towers into thin vertically oriented films,
which maximizes surface area of water in contact with surrounding air. The towers' hyperbolic
shape draws the air from the towers vicinity into the towers, upward through the fill and
falling water, and through the exit at the top of the towers.

The common cooling tower basin is located below the tower structures and serves as the
collection point for the CWS cold water after it has fallen through the towers. The basin drains
through a flume to the CWS Pumphouse forebay, which is shaped and sloped to serve as the
suction point for the circulating water pumps. The CWS Pumphouse bays are sized to meet
pump suction head requirements. The flume to the circulating water pump structure forebay
is designed to prevent formation of harmful vortices at the pump suctions. The basins will be
sized to provide sufficient volume to allow draindown of the CWS without overflow with the
basin initially at maximum operating water level. Basin level is controlled by a level control
system.

Tablel 0.4-1 provides CWS cooling tower design specification information.}

Circulating Water Pumps

The U.S. EPR FSAR includes the following conceptual design information in Section 10.4.5.2.2
for the Circulating Water Pumps:

[[The circulating water pumps are constant speed, vertical shaft type. The pumps
are designed to operate under normal plant operating load conditions. Each
pump has its suction located in its own pump bay. The pumps are designed to
permit reverse flow.]]

The above conceptual design information is replaced with site-specific information as follows:

{Four 25% capacity constant speed, vertical shaft type pumps, each with a capactiy of 181,982
gpm (688,877 1pm), are used to provide the circulating water flow and the CWS blowdown
flow. The pumps are designed to permit reverse flow. Each pump has its suction head located
in its own pump bay. The pumps draw water from the common cooling tower basin and
deliver it to two concrete supply headers each approximately 11 ft (3.35 m) in diameter. Each
pump is driven by a motor rated at approximately 9,000 HP (6.7 MW). The pumps are sized to
provide sufficient head to overcome energy losses due to friction, piping elevation changes,
and static head requirements for the cooling tower.}

Cooling Tower Makeup System

The U.S. EPR FSAR includes the following conceptual design information in Section 10.4.5.2.2
for the Cooling Tower Makeup System:

[[The cooling tower makeup system is site-specific and will be designed to provide
adequate makeup flow to the cooling tower basins.]]
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

The above conceptual design information is replaced with site-specific information as follows:

[The CWS Makeup System functions to replace CWS water losses due to evaporation,
blowdown, and drift associated with the cooling towers as well as leakage and seepage losses
from the basin and system piping and components. Makeup rate is controlled by the tower
basin level control system and the makeup system control valve. Three 50% capacity vertical
shaft type CWS makeup pumps housed in the CWS Makeup Water BBNPP Intake Structure
transfer water from the Susquehanna River to the cooling tower basins. The intake structure
BBNPP Intake Structure houses the three CWS makeup pumps, three Raw Water Supply
System (RWSS) pumps, bar grating, and dual-flow traveling screens. The purpose of the
traveling screens is to prevent debris from passing into the CWS makeup pumps, circulating
water pumps, RWSS pumps, condenser, and CLCWS heat exchangers. The screen wash system
consists of three screen wash pumps that provide a pressurized spray to remove debris from
the traveling screens. The CWS Makeup Water BBNPP Intake Structure also utilizes a trash rake.
The CWS Makeup System is shown in Figure 10.4-6. The CWS Makeup Water BBNPP Intake
Structure is shown in Figure 10.4-5 and Figure 10.4-7.1

Chemical Treatment System

The U.S. EPR FSAR includes the following conceptual design information in Section 10.4.5.2.2
for the Chemical Treatment System:

[[Water treatment for the CWS is based on site makeup water chemistry,
blowdown requirements, environmental regulations and system materials.]]

The above conceptual design information is replaced with site-specific information as follows:

Chemical treatment system pumps, valves, tanks, instrumentation, and controls provide the
means of monitoring water chemistry and adding required chemicals into the CWS in order to
minimize corrosion, prevent scale formation, and limit biological fouling.

Chemicaks used in the system are compatible with m.ater.ialS used fell piping and com...pOnent
wetted S'Ufaces.

The U.S. EPR FSAR includes the following COL Item in Section 10.4.5.2.2 for the Chemical
Treatment System:

A COL applicant that references the U.S. EPR design certification will provide the
specific chemicals used to support the chemical treatment system as determined
by the site-specific water conditions.

This COL Item is addressed as follows:

The specific chemicals and addition rates used in the system are determined and adjusted as
required by evaluation of periodic water chemistry analyses.

{An oxidizing biocide is selected to control microbiological growth in service water piping to
control fouling, microbiological deposits, and microbiological-related corrosion in the piping.
Sodium hypochlorite solution is injected intermittently at the CWS Makeup Water BBNPP
Intake Structure near the RWSS pumps.

The following chemicals will be added at the CWS cooling tower common basin:
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

* Biocide - sodium hypochlorite - periodic treatment to the CWS pump suction in the
forebay for no more than two hours per day as required by the National Pollution
Discharge Elimination System (NPDES) permit requirements.

* pH adjuster - sulfuric acid - continuous feed of sulfuric acid to the CWS pump suction
in the forebay.

* Deposit control agents - phosphonate and acrylate copolymer 7 continuous feed of
proprietary chemicals to the CWS pump suction in the forebay.

* Corrosion inhibitor - the phosphonate used as a deposit control agent will also
provide inhibition of mild steel corrosion in alkaline systems, therefore a separate
corrosion inhibitor is not required.

These chemicals will be stored on site.

The NPDES permit will have a limit on residual chlorine, which will result in the need to add a
chemical such as sodium bisulfite at the Combined Waste Water Retention BasW*Pond outlet
or other appropriate point to ensure that the plant discharge meets the limit.

Sample ports are installed at the CWS supply headers, CWS makeup header, and the
Combined Waste Water Retention BasinPond discharge piping. Grab samples are analyzed at
the chemistry lab.

Monitoring will be consistent with chemical vendor recommendations required for chemical
dosage and performance.

The NPDES permit may require additional environmental compliance monitoring at point
sources, such as pump discharges to oil/water separator.

Residual chlorine is measured to monitor the effectiveness of biocide treatment. Conductivity
and pH are also monitored.}

Cooling Tower Blowdown System

The U.S. EPR FSAR includes the following conceptual design information in Section 10.4.5.2.2
for the Cooling Tower Blowdown System:

[[The cooling tower blowdown system is site-specific, and along with the makeup
system will be designed to maintain the concentration of dissolved solids in the
CWS within acceptable limits.]]

The above conceptual design information is replaced with site-specific information as follows:

{The non-safety-related CWS blowdown system consists of piping, valves, blowdown cooler,
and associated instrumentation and controls that convey water from the CWS pump discharge
to the Combined Waste Water Retention Bas•iPond prior to its discharge to the Susquehanna
River. Blowdown from the discharge of the CWS pumps is controlled by a control valve.

The Combined Waste Water Retention Bas;iPond and discharge diffuser are important
components of the CWS. Discussion of these components is provided below as a supplement
to the U.S. EPR FSAR.
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

Combined Waste Water Retention BasiRPond

The Combined Waste Water Retention BtsinPond serves as a collection point for the following I
discharge sources prior to their discharge in the Susquehanna River:

* CWS cooling tower blowdown.

* Essential Service Water System (ESWS) cooling tower blowdown.

* Other plant discharges.

The Combined Waste Water Retention BasifPond serves as a means of settling out suspended
solids from plant discharges.

One discharge pipe conveys the discharge flow from the Combined Waste Water Retention
Basi-Pond to the Susquehanna River. Treated water from the liquid radwaste system (see
Section 11.2) acceptable for discharge joins the main discharge flow between the Combined
Waste Water Retention Basi*Pond and the discharge diffuser. The driving force for flow is
gravity.

Combined Waste Water Retention BasimPond Discharge

The Combined Waste Water Retention BasinPond discharge consists of a discharge header,
the discharge diffuser, valves, and associated instrumentation and controls for the control and
monitoring of discharge flow into the Susquehanna River.

The discharge diffuser is designed to meet all applicable navigation and maintenance criteria
to provide an acceptable mixing zone for the thermal plume. The discharge piping is routed to
the discharge diffuser at approximately 476 ft (145 m) elevation in the river. Figure 10.4-8
shows the flowpath of the discharge piping.

Flow in the discharge header is directed to the discharge diffuser which has port holes that
increase the flow velocity and serve as the exit point for discharges into the Susquehanna
River. The centerline elevation of the discharge above the river bed elevation varies as the
river bed elevation varies. Exit velocity for the discharge flow has been evaluated to be
adequate for thermal mixing purposes.}

Piping and Valves

The U.S. EPR FSAR includes the following conceptual design information in Section 10.4.5.2.2
for the Piping and Valves:

[[A butterfly valve is installed downstream of each circulating water pump.]]
Isolation valves are installed at the inlets of the low pressure condenser water box
and outlets of the high pressure condenser water box. [[Each cooling tower riser
also has a butterfly valve that serves to isolate the cooling tower cell during
maintenance activities. The butterfly valves contained in the CWS are designed to
operate under normal plant operating load conditions. Valve opening and closing
times are chosen to reduce water hammer effects.]]

The above conceptual design information is replaced with site-specific information for the
plant as follows:
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{The U.S. EPR FSAR description provided above is applicable to the CWS and is incorporated by
reference.}

The U.S. EPR FSAR includes the following COL Item in Section 10.4.5.2.2 for Piping and Valves:

A COL applicant that references the U.S. EPR design certification will provide the
site-specific CWS piping design pressure.

This COL Item is addressed as follows:

{The CWS piping and CWS blowdown piping design pressure is 100 psig (690 kPa-gauge). The
CWS makeup piping design pressure is 275 psig (1,900 kPa-gauge). The Combined Waste
Water Retention BasinPond discharge piping design pressure is 50 psig (345 kPa-gauge).}

Vacuum Breaker

No departures or supplements.

Condenser Tube Cleaning System

No departures or supplements.

Vacuum Priming System

The U.S. EPR FSAR includes the following COL Item in Section 10.4.5.2.2 for the Vacuum
Priming System:

If a vacuum priming system is required, a COL applicant that references the U.S.
EPR design certification will provide the site-specific information.

This COL Item is addressed as follows:

[This section of the U.S. EPR FSAR is incorporated by reference with the following supplement.

{A-The system is sized as a 2 X 50% configuration of vacuum priming pumps with 125 hp
motors which will be powered by a 480 V source from the house power distribution system is
not required at B........and controlled from the plant Distributed Control System (DCS). The
Vacuum Priming System location in the Turbine Building will be determined during detailed
design.

The Circulating Water System is provided with sufficient instrumentation to control the
operation of the circulating water pumps, pump discharge valves and Vacuum Priming
System. The plant DCS monitors and controls these components which can be operated from
the main control room operating stations and locally. The Vacuum Priming System operates to
ensure that main condenser water boxes are full of water by removing air from the water
boxes. The water level in the Circulating Water System is monitored by level instruments in the
Vacuum Priming System. The DCS controls the vacuum priming pump, as needed, to remove
accumulated air from the main condenser water boxes. The DCS operates the standby vacuum
priming pump, as needed, to assist main condenser operation. When no longer required for
plant operation, the vacuum priming pumps may be shutoff from the main control room
operating stations or locally. Abnormal level conditions in the Vacuum Priming System are
annunciated in the main control area.d
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

Vents and Drains

No departures or supplements.

10.4.5.2.3 System Operation

{No departures or supplements.}

10.4.5.3 Safety Evaluation

The U.S. EPR FSAR includes the following COL Item and conceptual design information in
Section 10.4.5.3:

A COL applicant that references the U.S. EPR design certification will provide
information to address the potential for flooding of safety-related equipment due
to failure of the site-specific CWS.

[[Means are provided to prevent or detect and control flooding of safety-related
areas so that the intended safety function of a system or component will not be
diminished due to leakage from the CWS.]]

[[Malfunction or failure of a component or piping in the CWS, including an
expansion joint, will not produce unacceptable adverse effects on the functional
performance capabilities of safety-related systems or components.]]

The above COL Item is addressed and the conceptual design information is replaced with
site-specific information as follows:

{Internal flooding of the Turbine Building due to an unisolable break or crack in a EiFulating
water systemnCirculatinq Water System pipe or failure of a CWS component, including
expansion joints, does not result in damage to safety-related SSCs. Below the main steam
piping penetrations, no direct pathway through which flooding could spread exists between
the Turbine Building and adjacent structures that house safety-related SSCs. No safety-related
SSCs reside in the Turbine Building. Flooding exiting the Turbine Building at grade is directed
away from structures that house safety-related SSCs by site grading, so external flooding
resulting from a failure in the CWS does not adversely affect safety-related SSCs.

A failure in the CWS Makeup Water supply line does not result in damage to safety-related
SSCs. This is due to the design of the site grading and drainage. Buildings that house
safety-related SSCs are constructed with ground floor slabs elevated above grade and
intervening topography and site drainage configuration would direct released water away
from areas where it might otherwise cause damage. In addition, in the event of a CWS Makeup
Water supply line failure, the CWS Makeup pumps could be shut-off, the MOVs could be
closed, and the isolation valves at the plant site could bedesed.Iclosed.

The CWS design includes two natural draft cooling towers with heights of 475 ft (145 m) and
diameters of 350 ft (107 m) at the base, as described in Section 10.4.5.2.2. The closer of the two
is located at a distance of 462 ft (141 m) from the nearest safety-related structure. Based on
historic data from the collapse of multiple cooling towers at Ferrybridge, U.K. in 1965,
structural failures are concentrated at the throat of a tower (Sachs, 1972). The collapse of a
large hyperbolic cooling tower is understood to fall no farther than its height from the
centerline of the cooling tower. This distance from the cooling tower would be 300 ft (92 m),
which is 162 ft (50 m) from the nearest safety-related SSC.1
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10.4.5.4 Inspection and Testing Requirements

No departures or supplements.

10.4.5.5 Instrumentation Requirements

The U.S. EPR FSAR includes the following conceptual design information in Section 10.4.5.5:

[[Pressure is measured at the discharge of each circulating water pump.
Temperature is measured at the condenser inlet and outlet for each tube bundle.]]
The circulating water is also monitored for pH and conductivity. [[Permanent
flowmeters measure individual circulating pump flow and total flow to the turbine
condenser. Access ports allow temporary flowmeters to be installed in the main
circulating water piping. Cooling tower basin level is monitored and used to
control makeup flow. Blowdown is manually adjusted as required to maintain
desired water chemistry.]]

The above conceptual design information is replaced with site-specific information as follows:

{lInstrumentation and controls for the CWS include provisions for remote and local control and
monitoring of parameters such as pressure, temperature, and flow. Motor winding
temperature sensors mounted at various locations in the motors along with bus power and
breaker position provide remote control, indication, and alarm of the circulating water pumps.

The opening and closing of motor operated valves located at each pump's discharge, on the
cooling tower bypass, at the inlet and outlet of the condensers, and at various other points
within the process system are remotely controlled and monitored, but can be manually
operated via valve mounted hand wheels.

System temperature, pressure, and flow are monitored in each of the CWS pump discharge
lines as well as at various other points. A means is provided to utilize temporary flow metering
equipment on the main CWS piping. The CWS cooling tower basin level is controlled by
varying the makeup water flow as monitored by the basin level control system. Blowdown
flow rate is monitored and controlled by adjusting the position of the blowdown control valve.
At the CWS Makeup Water Intake Strueue, diffeental Differential pressure across the
traveling screens provides indication of fouling and initiates the screen cleaning
Syste}ystem.

The Circulating Water System is provided with sufficient instrumentation to control the
operation of the circulating water pumps, pump discharge valves and Vacuum Priming
System. The plant Distributed Control System (DCS) monitors and controls these components
which can be operated from the main control room operating stations and locally. The
Vacuum Priming System operates to ensure that main condenser water boxes are full of water
by removing air from the water boxes. The water level in the circulating water system is
monitored by level instruments in the Vacuum Priming System. The DCS controls the vacuum
priming pump, as needed, to remove accumulated air from the main condenser water boxes.
The DCS operates the standby vacuum priming pump, as needed, to assist main condenser
operation. When no longer required for plant operation, the vacuum priming pumps may be
shut-off from the main control room operating stations or locally. Abnormal level conditions in
the Vacuum Priming System are annunciated in the main control area.}
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10.4.5.6

Ne depaF

References

Fes or •,.ppIe1:, PP= -{This section is added as a supplement to the U.S. EPR FSAR.1 I

Sachs, 1972. Wind Forces in Engineering, First Edition, P. Sachs, Perqamon Press Ltd., pp.
277-281, 1972.1

10.4.6 Condensate Polishing System

No departures or supplements.

10.4.7 Condensate and Feedwater System

No departures or supplements.

10.4.8 Steam Generator Blowdown System (PWR)

No departures or supplements.

10.4.9 Emergency Feedwater System

No departures or supplements.

I
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

Table 10.4-1- {Circulating Water System Cooling Tower Design Specifications}

Design Conditions Natural Draft Cooling Tower

Number of Towers 2

Heat Load 1.0E+1 0 BTU/hr (2.52E+09 Kcal/hr)

Circulating Water 720,000 gpm (2,725,496 1pm)r
Cycles of Concentration-Normal 3

Evaporative losses 15,872 gpm (60,082 1pm)

Blowdown rate 7,928 gpm (30,011 1pm)
Drift Rate <0.001%

Drift losses 8 gpm (30 1pm)

Approximate Dimensions-Height 475 ft (145 m)

Approximate Dimensions-Diameter 350 ft (107 m) (at the base)

Design Dry Bulb Temperature 81'F (27.2°C) (summer)

Design Wet Bulb Temperature 73°F (22.8°C) (summer)

Design Range 27.67F (1 5.3°C)

Design Approach 1 7°F (9.4°C)

Design Outlet Temperature 90°F (32.2°C)
Air Flow Rate(At ambieatdes 54,850,000 cfm (1,553,000 m3 per min)(at ambient design point)
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03Figure 10.4-1- {Circulating Water System P&ID (at Cooling Tower)}z>
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z Figure 10.4-2- {CWS Pumphouse (Plan View)}
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co Figure 10.4-3- {CWS Pumphouse (Section View)}-L
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Figure 10.4-4- {Circulating Water System Cooling Tower}
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Figure 10.4-5-[-WS u WeBBNPP Intake Structure (Plan View)}
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

Figure 10.4-6- [Circulating Water System P&ID (Makeup System))

SCREEN WASH
PUMP

PT

SCREEN WASH
PUMP

PT

SCREEN WASH
PUMP

PT

, WATER

ZiENT

CWS MAKEUP
PUMP A

CTRAVE

H L
CWS MAKEUP CWS MAKEUP

PUMP 8 PUMP C

LINS TRAVELING TRAKEL[NU
.NU SCREEN B SCREEN C

INTAKE STRUCTURE

BBNPP 10-26
© 2010 UniStar Nuclear Services, LLC. All rights reserved.

COPYRIGHT PROTECTED

Rev. 2f



z Figure 10.4-7- [CIS Makeup{-Mter-{BBNPP Intake Structure (Section View)}
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FSAR: Chapter 10.0 Other Features Of Steam And Power Conversion System

Figure 10.4-8- {Circulating Water System P&ID (Blowdown System)}
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Figure 10.4-9- {Discharge Diffuser)
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Enclosure 2

Response to RAI No. 95, Questions 10.04.05-1 and 10.04.05-3



March 29, 2011 BNP-2011-066 Enclosure 2

RAI 95
Question 10.04.05-1:

Combined License (COL) Information Item 10.4-6 for the BBNPP CWS states that if a
vacuum priming system is required, a COL applicant referencing the U.S. EPR design
certification will provide the site-specific design information. In COLA Section 10.4.5.2.2,
under "Vacuum Priming System," the applicant stated that a vacuum priming system is
not required at BBNPP; however, the applicant did not provide any justification for its
statement. Therefore, the staff requests the applicant to provide additional information
and/or clarification in this regard.

Response:

A vacuum priming system was initially not required. Due to the Plot Plan Change impact on
elevations of the Turbine Island relative to the Circulating Water System (CWS) cooling towers,
a vacuum priming system is now required for startup to achieve full flow of the Circulating Water
System (CWS).

A vacuum priming system is used to allow the highest tubes in the condenser tube bundle to be
filled with water. The vacuum priming pumps are located in the Turbine Building and the
connections to the vacuum priming system are at the condenser water boxes. The air from the
circulating water is discharged via the vacuum priming system to the water and air separator
and from there to the atmosphere. The system is sized as a 2 x 50% configuration of vacuum
priming pumps with 125hp motors, which will be powered by a 480V source from the house
power distribution system and controlled from the plant Distributed Control System (DCS). The
vacuum priming system location in the turbine building will be determined during detailed
design.

The CWS is provided with sufficient instrumentation to control the operation of the circulating
water pumps, pump discharge valves and vacuum priming system. The plant Distributed Control
System (DCS) monitors and controls these components which can be operated from the main
control room operating stations and locally. The vacuum priming system operates to ensure that
main condenser water boxes are full of water by removing air from the water boxes. The water
level in the circulating water system is monitored by level instruments in the vacuum priming
system. The DCS controls the vacuum priming pump, as needed, to remove accumulated air
from the main condenser water boxes. The DCS operates the standby vacuum priming pump,
as needed, to assist main condenser operation. When no longer required for plant operation,
the vacuum priming pumps may be shut-off from the main control room operating stations or
locally. Abnormal level conditions in the vacuum priming system are annunciated in the main
control area.

COLA Impact:

The BBNPP FSAR will be revised as follows:

10.4.5.2.2 Component Description

Vacuum Priming System
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The U.S. EPR FSAR includes the following COL Item in Section 10.4.5.2.2 for the
Vacuum Priming System:

If a vacuum priming system is required, a COL applicant that references the U.S. EPR
design certification will provide the site-specific information.

This COL Item is addressed as follows:

(A vacuum1F prFimig system i6 not rcquiroed at BBNPP-.4
fThis section of the U.S. EPR FSAR is incorporated by reference with the following
supplement.

The system is sized as a 2 X 50% configuration of vacuum priming pumps with 125 hp
motors which will be powered by a 480 V source from the house power distribution
system and controlled from the plant Distributed Control System (DCS). The Vacuum
Priming System location in the turbine building will be determined during detailed design.
The Circulating Water System is provided with sufficient instrumentation to control the
operation of the circulating water pumps, pump discharge valves and Vacuum Priming
System. The plant DCS monitors and controls these components which can be operated
from the main control room operating stations and locally. The Vacuum Priming System
operates to ensure that main condenser water boxes are full of water by removing air
from the water boxes. The water level in the Circulating Water System is monitored by
level instruments in the Vacuum Priming System. The DCS controls the vacuum priming
pump, as needed, to remove accumulated air from the main condenser water boxes.
The DCS operates the standby vacuum priming pump, as needed, to assist main
condenser operation. When no longer required for plant operation, the vacuum priming
pumps may be shut-off from the main control room operating stations or locally.
Abnormal level conditions in the Vacuum Priming System are annunciated in the main
control area.

10.4.5.5 Instrumentation Requirements

The Circulating Water System is provided with sufficient instrumentation to control the
operation of the circulating water pumps, pump discharge valves and Vacuum Priming
System. The plant Distributed Control System (DCS) monitors and controls these
components which can be operated from the main control room operating stations and
locally. The Vacuum Priming System operates to ensure that main condenser water
boxes are full of water by removing air from the water boxes. The water level in the
circulating water system is monitored by level instruments in the Vacuum Priming
System. The DCS controls the vacuum priming pump, as needed, to remove
accumulated air from the main condenser water boxes. The DCS operates the standby
vacuum priming pump, as needed, to assist main condenser operation. When no longer
required for plant operation, the vacuum priming pumps may be shut-off from the main
control room operating stations or locally. Abnormal level conditions in the Vacuum
Priming System are annunciated in the main control area.
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RAI 95
Question 10.04.05-3:

The staff reviewed the BBNPP COLA and found that additional information is needed to
confirm CWS compliance with General Design Criteria (GDC) 4 as related to structural
collapse of the towers affecting safety related SSCs. Specifically, COLA Section
10.4.5.2.2, "Component Description," states that 475 ft cooling towers will be utilized by
the CWS; however, Section 10.4.5.3, "Safety Evaluation," does not include a discussion
of the effects of a cooling tower collapse. Provide a discussion to verify that a collapse
of the CWS cooling tower structures does not affect any safety related SSCs.

Response:

The CWS design includes two natural draft cooling towers with heights of 475 ft (145 m) and
diameters of 350 ft (107 m) at the base, as described in Section 10.4.5.2.2. The closer of the two is
located at a distance of 462 ft (141 m) from the nearest safety-related structure. Based on historic
data from the collapse of multiple cooling towers at Ferrybridge, U.K. in 1965, structural failures are
concentrated at the throat of a tower. The collapse of a large hyperbolic cooling tower is understood
to fall no farther than its height from the centerline of the cooling tower. This distance from the
cooling tower would be 300 ft (92 m), which is 162 ft (50 m) from the nearest safety-related SSC.

COLA Impact:

The BBNPP FSAR will be revised as follows:

10.4.5.3 Safety Evaluation

A failure in the CWS Makeup Water supply line does not result in damage to safety-
related SSCs. This is due to the design of the site grading and drainage. Buildings that
house safety-related SSCs are constructed with ground floor slabs elevated above grade
and intervening topography and site drainage configuration would direct released water
away from areas where it might otherwise cause damage. In addition, in the event of a
CWS Makeup Water supply line failure, the CWS Makeup pumps could be shut-off, the
MOVs could be closed, and the isolation valves at the plant site could be closed.
The CWS design includes two natural draft cooling towers with heights of 475 ft (145 m)
and diameters of 350 ft (107 m) at the base, as described in Section 10.4.5.2.2. The
closer of the two is located at a distance of 462 ft (141 m) from the nearest safety-related
structure. Based on historic data from the collapse of multiple cooling towers at
Ferrybridge, U.K. in 1965, structural failures are concentrated at the throat of a tower
(Sachs, 1972). The collapse of a large hyperbolic cooling tower is understood to fall no
farther than its height from the centerline of the cooling tower. This distance from the
cooling tower would be 300 ft (92 m), which is 162 ft (50 m) from the nearest safety-
related SSC.
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10.4.5.6 References

No dcpartures or supplcments
{This section is added as a supplement to the U.S EPR FSAR.

Sachs, 1972. Wind Forces in Engineeringq, First Edition, P. Sachs, Per-qamon Press Ltd.,
pi. 277-281, 1972.1
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