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NOTES SYSTEM EL WIRING LJAGS DOCUMENT ONLY THE FEEDERS AND
ASSOCTATED CONTROL CIRCUITS OF THE EL SYSTEM.

1. PORTICNS OF THE W/RING DIAGRAMS ARE SHOWN QUT-OF -FUNCTION
THESE OUT -OF -FUNCTION PORTIONS ARE SHOWN FOR INFORMATION WITH
REFERENCES PROVICED TO THE COCUMENT WHICH CONTROLS THE
EQUIPMENT

2. SYSTEM JUMPERS ARE FTELD INSTALLED AND ARE SHOWN IN
FUNCTION, THESE JUMPERS ARE DESIGNATED "J° PPECEDED BY
SYSTEM UESIGNATICN. JUMPER DESIGNATIONS ARE FORMED 8Y
PREFIXING THE J NUMBER WITH THE SYSTEM DESIGNATION AND
UNID OF THE ENCLOSURE. EXAMPLE. IED-EMCC-6Q-EMJI

3 ITE WIRING DIAGRAMS SHOWN IN PARENTHESIS ARE
PREFIXED By WD - 53893

4  SEE GOULD/ITE, TYA CONTRACT 76K5-86242 FOR 480V MCC & LTG 8D
LAYOUT CRAWINGS AND WIRING DIAGRAMS
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FULLY CONNECTED POS/TION.
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