
Department of  
Idaho  
 

May 26, 2011 
 
 
Mr. Richard B. Provencher, 
Manager 
Department of Energy 
Idaho Operations Office 
1955 Fremont Ave., MS 1203  
Idaho Falls, ID 83415 
 
SUBJECT: RESPONSE TO THREE MILE ISLAND UNIT-2 ISFSI - NRC INSPECTION 

REPORT 072-020/2011-001 QUESTIONS CONCERNING CONCRETE REPAIR 
 
Dear Mr. Provencher: 
 
On April 7, 2011, the NRC issued Inspection Report 072-020/2011-001 (ML11097A028) which 
included a request for information related to the condition of the concrete on your horizontal 
storage modules at the TMI-2 Independent Spent Fuel Storage Installation (ISFSI) at the Idaho 
National Laboratory site.  We requested information related to actions that would be taken to 
stabilize the concrete degradation, when the actions would be completed, and the provisions 
that will be established to monitor and confirm that the actions taken were effective. 
 
The NRC has reviewed your response, dated May 3, 2011 (ML11130A126), and finds your 
planned actions to stabilize the concrete and your proposed schedule as reasonable.  A 
description of the provisions to monitor and confirm that the actions taken were effective is 
identified in your response letter as information to be included in your submittal of a license 
renewal application in 2017.  Our request to understand how the concrete repair effort will be 
monitored for effectiveness was of interest by the NRC for the near term as well as the long 
term.  Reviewing your aging management plans as part of your 2017 application submittal does 
not provide the NRC with an understanding of how the near term effectiveness of the concrete 
repairs will be evaluated, especially when considering that the current problem has occurred 
over a very short period of several years.  As such, we request that you provide additional 
information describing your monitoring plans for the interim period between completion of the 
concrete repairs and the application for license renewal concerning how you will monitor and 
confirm that the actions taken to resolve the concrete degradation were effective. 
 
Upon completion of the proposed actions to stabilize the concrete, we requests that you provide 
notification to the NRC that the actions are complete.  At that time, the NRC may perform an 
independent evaluation of your efforts to stabilize the concrete and prevent further degradation.  
This effort may include a follow-up site visit by personnel from the NRC’s Division of Spent Fuel 
Storage and Transportation. 
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Should you have any questions concerning the information discussed in this letter, please 
contact Mr. Vincent Everett at 817-860-8198 or Mr. Lee Brookhart at 817-276-6549. 
 
 

Sincerely, 
/RA/ 
 

      Vivian Campbell, Deputy Director 
      Division of Nuclear Materials Safety 
 
Docket:  072-00020 
License: SNM-2508 
 
cc w/enclosure: 
 
Kenneth R. Whitham 
NRC Licensing Manager 
U.S. Department of Energy, 
Idaho Operations Office 
1955 Fremont Ave., MS-5121 
Idaho Falls, ID 83402 
 
Bradley J. Davis 
Licensed Facility Director 
U.S. Department of Energy,  
Idaho Operations Office 
1955 Fremont Ave., MS-5121 
Idaho Falls, ID 83402 
 
Donald A. Armour 
Quality Assurance Manager 
U.S. Department of Energy,  
Idaho Operations Office 
1955 Fremont Ave., MS-5121 
Idaho Falls, ID 83402 
 
Mr. Bruce LaRue 
State of Idaho INL Oversight Program 
900 N. Skyline Drive, Suite C 
Idaho Falls, ID 83402 
 
Mr. Nicholas Ceto  
U.S. EPA Region 10 
Hanford/INL Project Office 
U.S. Environmental Protection Agency 
309 Bradley Boulevard, Suite 115 
Richland, WA 99352 
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Chairman, Tribal Business Council 
The Shoshone-Bannock Tribe 
PO Box 306 
Fort Hall, ID 83203 
 
Snake River Alliance 
P. O. Box 425 
Pocatello, ID 83201 
 
Ms. Kathleen E. Trever 
Coordinator-Manager 
INL Oversight Program 
1410 North Hilton 
Boise, ID 83706 
 
Mr. John Tanner 
Coalition 21 
2175 Tasman Ave 
Idaho Falls, ID 83404 
 
Chairman 
INL Committee 
Idaho Falls Chamber of Commerce 
PO Box 50498 
Idaho Falls, ID 83405-0498 
 
Mr. Chuck Broscious 
Environmental Defense Institute 
P.O. Box 50498 
Troy, ID 83843 
 
Mr. Bill Flanery, Chairman 
INL EM Site Specific Advisory Board 
c/o Lisa Aldrich 
Portage Environmental 
1075 S. Utah Avenue 
Idaho Falls, ID 83402 
 
Ms. Kristi Moser 
NRC Liaison  
State of Idaho INL Oversight Program 
900 N. Skyline Drive, Suite C 
Idaho Falls, ID 83402 
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Electronic DISTRIBUTION: 
Regional Administrator (Elmo.Collins@nrc.gov) 
Deputy Regional Administrator (Art.Howell@nrc.gov) 
DNMS Director (Roy.Caniano@nrc.gov)  
DNMS Deputy Director (Vivian Campbell@nrc.gov) 
Branch Chief (Blair Spitzberg@nrc.gov) 
Senior Enforcement Officer (Ray.Kellar@nrc.gov) 
Senior Project Manager (Raynard.Wharton@nrc.gov) 
Senior Inspector (Robert.Temps@nrc.gov) 
RSFS Inspector (Lee.Brookhart@nrc.gov) 
RSFS Inspector (Vincent.Everett@nrc.gov) 
RITS Coordinator (Marisa.Herrera@nrc.gov) 
SFST RIV Project Manager (Chris.Staab@nrc.gov) 
Congressional Affairs Officer (Jenny.Weil@nrc.gov)  
RSFS File 
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