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U. S. Nuclear Regulatory Commission
Document Control Desk
Washington, DC 20555-0001

Attention: Matthew Mitchell, Chief
Vessels & Internals Integrity Branch
Division of Component Integrity
Office of Nuclear Reactor Regulation

Subject: PWR Owners Group
Revision to the Revised Plan for Plant Specific Implementation of Extended
Inservice Inspection Interval per WCAP-16168-NP. Revision 1, "Risk-
Informed Extension of the Reactor Vessel In-Service Inspection Interval."
PA-MSC-0120

References:
1. OG-09-454, "Revised Plan for Plant Specific Implementation of Extended

Inservice Inspection Interval per WCAP-16168-NP, Revision 1, "Risk-
Informed Extension of the Reactor Vessel In-Service Inspection Interval."
PA-MSC-0120," December 1, 2009.

2. WCAP-16168-NP-A, Revision 2, "Risk-Informed Extension of the Reactor
Vessel In-Service Inspection Interval," June 2008 (ML08280046).

The purpose of this letter is to update values reported in the letter written to the NRC (Reference
1) regarding the revised Pressurized Water Reactor Owners Group (PWROG) plan for
implementation of WCAP-16168-NP-A, Revision 2, "Risk-Informed Extension of the Reactor
Vessel In-Service Inspection Interval" (Reference 2).

After further review of the revised implementation plan, updates were made to Turkey Point
Units 3 and 4 ISI dates in Table 1. These dates were revised to 2033 and 2034 for Units 3 and 4,
respectively, to reflect the implementation of the 20-year ISI interval extension.
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Secondly, Figures 1 through 4 were revised to update the total number of inspections as well as
to reflect the changes made to the subsequent ISI dates for Turkey Point Units 3 and 4. As a
result of these updates, it can be seen in Figures 1, 2, and 3 that the amount of inspections has
been reduced by one for these dates. The average number of inspections per year in Figure 4 has
also been changed to reflect these changes.

These updates have no impact on the ability of the revised implementation plan to provide a
minimum number, or sampling of inspections each year, that provides for an adequate detection
of any emerging degradation mechanisms.

It is requested that these changes be considered in the NRC's revision of the Safety Evaluation of
Reference 2.

If you have any questions, please do not hesitate to contact me at (704) 382-8619 or the program
technical lead Mr. Nathan Palm at (412) 374-2685. If you require further information, please
contact Mr. James P. Molkenthin in the PWR Owners Group Program Management Office at
(860) 731-6727.

Sincerely,

Melvin L. Arey, Jr. Chairman
PWROG Owners Group
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Attachments (2)

cc: PWROG Steering Committee J. Andrachek, Westinghouse
PWROG Materials Subcommittee B. Bishop, Westinghouse
J. Rowley, USNRC (3 copies) PWROG Project Management Office
C. Brinkman, Westinghouse P. Paesano, Westinghouse
N. Palm, Westinghouse



Attachment 1

Table 1: Implementation Plan

OG-06-356 (Reference 1) Dates Revised Dates'

Current Proposed Subsequent Current ISI Proposed Subsequent
Utility Plant Name ISI Date ISI Date ISI Date Date ISI Date ISI Date

D. C. Cook Unit 1 2009 2019 2039 2010 2010 2029AEP
D. C. Cook Unit 2 2009 2009 2029 2019 2039

AmerenUE Callaway 2014 2023 2043

Palo Verde Unit 1 2008 2016 2036 2016 2036

APS Palo Verde Unit 2 2008 2008 2028 2027 2047

Palo Verde Unit 3 2009 2013 2033 2009 2028

Calvert Cliffs Unit 1 2008 2018 2038 2018 2038

Constellation Calvert Cliffs Unit 2 2009 2019 2039 2019 2039

R. E. Ginna 2009 2011 2031 2011 2031

Kewaunee 2014 2014 2034

Millstone Unit 2 2008 2009 2029 2028 2048

Millstone Unit 3 2017 2027 2047 2027 2047

Dominion North Anna Unit 1 2009 20092 20192

North Anna Unit 2 2010 20102 20202

Surry Unit 1 2013 20132 20232 2023 2043

Surry Unit 2 2015 20152 20252 2014 2024 2044

Duke Catawba Unit 1 2014 2024 2044

Catawba Unit 2 2013 2023 2043 2024 2044

McGuire Unit 1 2011 2011 2031 2020 2040

McGuire Unit 2 2014 2024 2044

Oconee Unit 1 2012 2012 2032

Oconee Unit 2 2013 2013 2033
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Attachment 1

Table 1: Implementation Plan

OG-06-356 (Reference 1) Dates Revised Dates1

Current Proposed Subsequent Current ISI Proposed Subsequent
Utility Plant Name ISI Date ISI Date ISI Date Date ISI Date ISI Date

Oconee Unit 3 2014 2024 2044 2014 2034

Palisades 2006 2015 2035 2010 2030

Indian Point Unit 2 2006 2012 2032 2012 2032

Indian Point Unit 3 2009 2015 2035 2015 2035Entergy ANO Unit 1 2018 2028 2048

ANO Unit 2 2009 2017 2037 2018 2038

Waterford Unit 3 2008 2015 2035 2015 2035

Braidwood Unit 1 2017 2027 2047

Braidwood Unit 2 2008 2018 2038 2028 2048

Exelon Byron Unit 1 2015 2025 2045

Byron Unit 2 2017 2027 2047

Three Mile Island Unit 1 2011 2021 2041 2015 2035

Beaver Valley Unit 1 2017 2027 2047

FENOC Beaver Valley Unit 2 2006 2010 2030 2028 2048

Davis Besse N/A 2014 2034 2012 2012 2032

Point Beach Unit 1 2018 2028 2048 2010 2030

Point Beach Unit 2 2018 2028 2048 2009 2029

St. Lucie Unit 1 2018 2028 2048 2017 2037

FPL St. Lucie Unit 2 2010 2012 2032 2010 2030

Turkey Point Unit 3 2014 2022 2042 2013 20333

Turkey Point Unit 4 2015 2017 2037 2014 20343

Seabrook Unit 1 2009 2019 2039 2009 2029

OPPD Fort Calhoun 2013 2023 2043 2014 2034
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Attachment 1

Table 1: Implementation Plan

OG-06-356 (Reference 1) Dates Revised Dates1

Current Proposed Subsequent Current ISI Proposed Subsequent
Utility Plant Name ISI Date ISI Date ISI Date Date ISI Date ISI Date

PGE Diablo Canyon Unit 1 2015 2025 2045 2015 2035

Diablo Canyon Unit 2 2006 2026 2046 2015 2035

Crystal River Unit 3 2017 2027 2047

Progress H. B Robinson Unit 2 2011 2020 2040

Shearon Harris Unit 1 2006 2024 2044

Salem Unit 1 2010 2020 2040 2020 2040
PSEG

Salem Unit 2 2012 2012 2032 2022 2042

San Onofre 2 2012 2022 2042
SCE

San Onofre 3 2013 2023 2043

SCE&G V. C. Summer 2013 2023 2043 2014

Farley Unit 1 2017 2027 2047

Farley Unit 2 2010 2010 2020 2020 2040SouthernFalyUi2
Vogtle Unit 1 2006 2016 2036 2026 2046

Vogtle Unit 2 2017 2026 2046

South Texas Unit 1 2009 2019 2039 2009 2029
STPNOC

South Texas Unit 2 2010 2020 2040 2010 2030

Sequoyah Unit 1 2006 2015 2035

TVA Sequoyah Unit 2 2015 2024 2044

Watts Bar Unit 1 2015 2020 2040

Comanche Peak Unit 1 2008 2018 2038 2019 2039
TXU

Comanche Peak Unit 2 2012 2012 2032 2021 2041

WCNOC Wolf Creek 2015 2025 2045

Xcel Prairie Island Unit 1 2014 2014 2034 2012 2033
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Attachment I

Table 1: Implementation Plan
OG-06-356 (Reference 1) Dates Revised Dates'

Current Proposed Subsequent Current ISI Proposed Subsequent
Utility Plant Name ISI Date ISI Date ISI Date Date ISI Date ISI Date

Prairie Island Unit 2 2013 2013 2033 2012 2034

Note 1: Only revised dates are shown. Where no information is provided, dates are the same as those provided in Reference 1.
Note 2: These dates reflect no implementation of the extended inservice inspection interval.
Note 3: These dates were corrected. The dates originally identified in OG-09-454 were incorrect.
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Attachment 2

Figure 1: Inspections Per Year - Current
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Figure 2: Inspections Per Year - Revised
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Attachment 2

Figure 3: Inspections Per Year - Comparison
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Figure 4: Average Inspections Per Year (With Allowance
for +/- One Refueling Outage) - Comparison
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