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WISCONSIN PUBLIC SERVICE CORPORATION " Sentic 

P.O. Box 1200, Green Bay, Wisconsin 54305 

July 13, 1979 

Mr. A. Schwencer, Chief 
Operating Reactors Branch #1 
Division of Operating Reactors 
U. S. Nuclear Regulatory Commission 
Washington, D. C. 20555 

Gentlemen: 

Docket No. 50-305 
Operating License DPR-43 
Summary Report: Feedwater Line Cracking 

Enclosed please find five (5) copies of the above referenced Summary Report 
on the Feedwater (FW) Line Cracks found at the Kewaunee Plant.  

The cracks described in the report have been removed by replacing sections 

of FW piping or grinding and have been performed under our Design Change 
Program in accordance with 10 CFR 50.59. All new and repaired welds have 

been radiographed and ultrasonically tested to establish baseline data, 
and will be radiographed at the next refueling outage for comparison.  

We will follow the results of the D. C. Cook Plant and others that are 

installing instruments for determining the cause of the problem in an attempt 

to apply potential resolutions of the problem to the Kewaunee Plant.  

Very truly yours, 

E. R. Mathews, Vice President 
Power Supply & Engineering 
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Enc.  

cc - Mr. J. G. Keppler, Reg Dir 
US NRC 
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